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ELECTRICAL

1-E1 ELECTRICAL COVER SHEET

1-E2 4E DEMOLITION PLAN - ELECTRICAL

1-E3 4E FLOOR PLAN - LIGHTING

1-E4 4E FLOOR PLAN - POWER

1-E5 4E FLOOR PLAN - SYSTEMS

1-E6 5E DEMOLITION PLAN - ELECTRICAL

1-E7 5E FLOOR PLAN - LIGHTING

1-E8 5E FLOOR PLAN - POWER

1-E9 5E FLOOR PLAN - SYSTEMS

1-E10 ELECTRICAL RISER DIAGRAM

1-E11 ELECTRICAL SCHEDULES

TECHNOLOGY

1-T1 TECHNOLOGY COVER SHEET

1-T2 4E DEMOLITION PLAN - TECHNOLOGY

1-T3 4E FLOOR PLAN - PATHWAY LAYOUT

1-T4 4E FLOOR PLAN - TECHNOLOGY

1-T5 5E DEMOLITION PLAN - TECHNOLOGY

1-T6 5E FLOOR PLAN - PATHWAY LAYOUT

1-T7 5E FLOOR PLAN - TECHNOLOGY

1-T8 ROOM LAYOUT - TECHNOLOGY

1-T9 ROOM LAYOUT - TECHNOLOGY

1-T10 DETAILS AND RISERS - TECHNOLOGY

1-T11 DETAILS AND RISERS - TECHNOLOGY

1-T12 EQUIPMENT SCHEDULE - TECHNOLOGY

CASEWORK (UNDER SEPARATE CONTRACT)

1-CW1 4 EAST RENOVATION

1-CW2 5 EAST RENOVATION

HEADWALL UNIT (UNDER SEPARATE CONTRACT)

1-HW1 HEAD WALL UNIT ELEVATIONS

1-A25 ARCHITECTURAL DETAILS

1-A26 MILLWORK

FIRE PROTECTION

1-FP1 4E FLOOR PLAN - FIRE PROTECTION

1-FP2 5E FLOOR PLAN - FIRE PROTECTION

PLUMBING

1-P1 3E DEMOLITION PLAN - PLUMBING

1-P2 3E FLOOR PLAN - SANITARY & VENT

1-P3 4E DEMOLITION PLAN - PLUMBING

1-P4 4E FLOOR PLAN - SANITARY & VENT

1-P5 4E FLOOR PLAN - WATER & MEDICAL GAS

1-P6 5E DEMOLITION PLAN - PLUMBING

1-P7 5E FLOOR PLAN - SANITARY & VENT

1-P8 5E FLOOR PLAN - WATER & MEDICAL GAS

1-P9 PLUMBING SCHEDULES & DETAILS

1-P10 WASTE & VENT RISER DIAGRAMS

1-P11 DOMESTIC WATER RISER DIAGRAMS

MECHANICAL

1-M1 4E DEMO PLAN - MECHANICAL

1-M2 3RD FLOOR PLAN - PIPING

1-M3 4E FLOOR PLAN - PIPING

1-M4 4E FLOOR PLAN - VENTILATION

1-M5 5E DEMO PLAN - MECHANICAL

1-M6 5E FLOOR PLAN - PIPING

1-M7 5E FLOOR PLAN - VENTILATION

1-M8 MECHANICAL DETAILS

1-M9 MECHANICAL SCHEDULES

1-M10 HEATING WATER FLOW DIAGRAM

1-M11 CONTROL DIAGRAMS

GENERAL

1-I1 COVER SHEET

1-I2 GENERAL INFORMATION/SYMBOLS/PROJECT LOCATION SITE

HAZARDOUS MATERIALS

1-ASB1 4E ABATEMENT PLAN

1-ASB2 5E ABATEMENT PLAN

ARCHITECTURAL

1-A1 4E LIFE SAFETY PLAN

1-A2 4E DEMO PLAN

1-A3 3E CEILING ACCESS PLAN

1-A4 4E FLOOR PLAN

1-A5 4E WALL PROTECTION PLAN

1-A6 4E FLOOR FINISH PLAN

1-A7 4E REFLECTED CEILING PLAN

1-A8 4E ENLARGED FLOOR PLAN

1-A9 4E INTERIOR ELEVATIONS

1-A10 4E INTERIOR ELEVATIONS

1-A11 5E LIFE SAFETY PLAN

1-A12 5E DEMO PLAN

1-A13 4E CEILING ACCESS PLAN

1-A14 5E FLOOR PLAN

1-A15 5E WALL PROTECTION PLAN

1-A16 5E FLOOR FINISH PLAN

1-A17 5E REFLECTED CEILING PLAN

1-A18 5E ENLARGED FLOOR PLANS

1-A19 5E ENLARGED FLOOR PLANS

1-A20 5E INTERIOR ELEVATIONS

1-A21 DOOR SCHEDULE/ FRAME & DOOR ELEVATIONS

1-A22 ROOM FINISH SCHEDULE

1-A23 SECTIONS / PARTITION TYPES

1-A24 ARCHITECTURAL DETAILS
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UNLESS NOTED AS EXISTING, ALL MATERIALS,
EQUIPMENT, MANUFACTURED ITEMS AND ASSEMBLIES
INCORPORATED INTO THE WORK SHALL BE NEW.

1.

UNLESS NOTED TO BE REMOVED AND DISPOSED, ALL
EXISTING ITEMS ARE TO REMAIN.  THEY SHALL BE
PROTECTED FROM DAMAGE DUE TO CONSTRUCTION
ACTIVITIES.  ANY EXISTING ITEMS TO REMAIN THAT
BECOME DAMAGED DUE TO CONSTRUCTION
ACTIVITIES SHALL BE REPAIRED OR REPLACED TO
MATCH EXISTING AT NO ADDITIONAL COST TO THE
OWNER..

2.

NOTATIONS FOR ITEMS OF WORK APPLY TO EACH AND
EVERY GRAPHICAL INDICATION SHOWN ON THE
DRAWINGS, WHETHER OR NOT NOTED.

3.

ALL ITEMS NOTED TO HAVE PAINT FINISH SHALL BE
THOROUGHLY CLEANED AND PROPERLY PREPARED IN
ACCORDANCE WITH THE SPECIFICATIONS PRIOR TO
THE APPLICATION OF PRIMER AND PAINT.

4.

THE CONTRACTOR SHALL THOROUGHLY FAMILIARIZE
HIMSELF WITH THE MECHANICAL, ELECTRICAL, AND
PLUMBING WORK AND SATISFY THE REQUIREMENTS
FOR SUPPORT, FLOOR, WALL AND ROOF OPENINGS,
FLASHINGS AND CURBS ETC.  THE ARCHITECT SHALL
BE NOTIFIED OF CONFLICTS OR DISCREPANCIES
PRIOR TO COMMENCEMENT OF CONSTRUCTION.

5.

CONTRACTOR TO REPLACE & ACCURATELY LOCATE
ALL EXISTING SIGNAGE AND LABELS NOTING RATED
WALL ASSEMBLIES AND SMOKE PARTITIONS

6.

THE GENERAL CONTRACTOR SHALL VISIT THE SITE,
VERIFY FIELD CONDITIONS AND CAREFULLY
COMPARE SUCH FIELD CONDITIONS AND OTHER
INFORMATION KNOWN TO THE CONTRACTOR WITH
CONTRACT DOCUMENTS.

7.

THE GENERAL CONTRACTOR SHALL REPORT ANY
UNFORESEEN FIELD CONDITIONS, ERRORS,
INCONSISTENCIES, OR OMISSIONS DISCOVERED AT
ANY TIME DURING THE WORK, UPON SUCH
DISCOVERY, THE CONTRACTOR SHALL IMMEDIATELY
CONTACT THE ARCHITECT AND PROJECT ENGINEER
FOR CLARIFICATION BEFORE PROCEEDING OR
CONTINUING WITH THAT PORTION OF THE WORK OR
ANY PORTION RELATED THERE TO.

8.

ALL WORK SHALL CONFORM TO ALL APPLICABLE
CODES AND STANDARDS INCLUDING THE
INTERNATIONAL BUILDING CODE 2006 EDITION AND
NFPA 101 2003 EDITION.

9.

THE GENERAL CONTRACTOR SHALL NOTIFY THE
PROJECT ENGINEER AND THE ARCHITECT OF ANY
DISCREPANCIES BETWEEN THE DRAWINGS, NOTES
AND ACTUAL FIELD CONDITIONS BEFORE BIDDING
AND COMMENCING ANY WORK, AND REQUEST
CLARIFICATION IN WRITING.

10.

WHEN UNANTICIPATED MECHANICAL, ELECTRICAL, OR
STRUCTURAL ELEMENTS THAT CONFLICT WITH THE
INTENDED FUNCTION OR DESIGN ARE ENCOUNTERED,
INVESTIGATE AND MEASURE THE NATURE AND
EXTENT OF THE CONFLICT.  PROMPTLY SUBMIT A
WRITTEN REPORT TO THE ARCHITECT AND PROJECT
ENGINEER.

11.

WHERE MOUNTING HEIGHTS ARE NOT INDICATED,
INSTALL COMPONENTS USING MANUFACTURER'S OR
INDUSTRY STANDARDS.  WHERE STANDARDS DO NOT
EXIST, NOTIFY THE ARCHITECT FOR CLARIFICATION.

12.

CONTRACTOR SHALL NOT BARRICADE / BARRIER ANY
EXIT TO OR FROM THIS AREA.  CONTRACTOR SHALL
MAINTAIN EXIT TO EXTERIOR DURING THE WORK
PROCESS

PROVIDE ACCESS TO EACH PHASE OF WORK AS
DIRECTED BY THE PROJECT ENGINEER.  SECURE
EACH ACCESS POINT AS SPECIFIED AND DIRECTED
BY THE PROJECT ENGINEER.  PROVIDE WALK-OFF
MATS TO MEET FACILITY INFECTION CONTROL
GUIDELINES AT EACH ACCESS POINT.

13.

14.

ALL EXISTING WALL MOUNTED ITEMS AND DEVICES
ARE TO BE REMOVED PRIOR TO DEMOLITION WORK,
FULLY REFURBISHED, AND REINSTALLED IN THE
NEW WALL ASSEMBLY. LOCATION TO BE VERIFIED
BY RESIDENT ENGINEER.  ITEMS MAY INCLUDE:
MAGNETIC HOLD-OPENS, DOOR STOPS, HAND
SANITIZER DISPENSERS, MIRRORS, FIRE STROBES,
SWITCHES, ELEVATOR DIRECTION SIGNAL,
ELECTRIC COVER PLATES, FIRE ALARM PULL BOX,
ELECTRIC OUTLETS, SIGNAGE, BULLETIN BOARDS,
DISPLAY CASE, CARD READER, CLOCK, DATA
OUTLET, PUSH BUTTON, FIRE CONTROL BOX,
MEDICAL GAS PANEL, PHONE, PORTABLE X-RAY
HOOK UP, ROOM SIGNAGE

15.

INTERIOR ELEVATION

DETAIL REFERENCE

15
13

16
-

1-A23

ELEVATION NOT PRESENT

ELEVATION PAGE NUMBER

ELEVATION DETAIL NUMBER

1

1-A26 DETAIL DIRECTION

PAGE DETAIL NUMBER

DETAIL PAGE NUMBER

WALL SECTION INDICATOR
1

1-A26

PAGE DETAIL NUMBER

DETAIL PAGE NUMBER

BUILDING SECTION INDICATOR
1

1-A26

PAGE DETAIL NUMBER

DETAIL PAGE NUMBER

DETAIL DIRECTION

PLAN NOTE

KEYNOTE / WALL TYPE / PARTITION TYPE

1

F

PATIENT ROOM

401

180 SF

ROOM NAME

ROOM NUMBER

GROSS SF FROM  INTERIOR FINISH
(IF APPLICABLE)

ROOM TITLE

A. REFER TO SHEET  1-I2 FOR STANDARD SYMBOLS

B. REFER TO SHEET 1-I2 FOR PROJECT GENERAL
NOTES

C. FOR ARCHITECTURAL REFLECTED CEILING PLANS
REFER TO 1-A7 & 1-A17

D. FOR LIFE SAFETY CODE ANALYSIS AND PLANS REFER
TO SHEET 1-A1 & 1-A11

F. FOR ARCHITECTURAL GENERAL NOTES,
ABBREVIATIONS, SYMBOLS, DIMENSIONING
CONVENTIONS REFER TO SHEET 1-I2

G. FOR ARCHITECTURAL MATERIAL/FINISH DESIGNATIONS
REFER TO MATERIAL LEGEND ON SHEET 1-A22

H. FOR ARCHITECTURAL REFERENCES TO ENLARGED
PLANS REFER ON SHEET 1-A8, 1-A18, & 1-A19

I. FOR ARCHITECTURAL ALL LIGHT FIXTURES, HVAC,
COMPONENTS, SPRINKLER HEADS, LIFE SAFETY
DEVICES TO BE CENTERED IN ACT OR SOFFITS,
U.N.O.

J. FOR ARCHITECTURAL ELECTRICAL FIXTURE
SCHEDULE AND CIRCUITING REFER TO ELECTRICAL
DRAWINGS
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GENERAL
INFORMATION/SYMBOLS/PROJECT
LOCATION SITE 7 DEC 2011

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

DRAWINGS FOR THE FOLLOWING DISCIPLINES ARE
CONTAINED IN THE DOCUMENT.   THE DISCIPLINES ARE
IDENTIFIED BY THE REFERENCE WHICH IS
INCORPORATED INTO THE SHEET TITLE.

EACH DRAWING IS NUMBERED ACCORDING TO IT'S
LOCATION ON THE SHEET. THE DRAWING TITLE
APPEARS ABOVE THE DEMARCATION LINE AND,
APPROPRIATE THE SCALE IS LOCATED BELOW THE
DEMARCATION LINE IN THE LOWER LEFT-HAND
QUADRANT OF THE KEY. THE DRAWING CAN BE
REFERENCED BACK TO IT'S ORIGINAL SHEET AND
DRAWING BY THE DRAWING REFERENCE LOCATION IN
THE LOWER RIGHT-HAND QUADRANT.

SHEET NUMBER

DRAWING NUMBER ON SHEET BY
LOCATION

REFERENCE

EXCEPT WHERE DIRECTED TO PLACE ITEMS OF THE WORK AT
THE "APPROXIMATE LOCATION SHOWN."  DO NOT SCALE
DRAWINGS FOR DIMENSIONAL INFORMATION

1.

ALL ELEMENTS OF THE DOCUMENTS MAY NOT BE DRAWN TO
EXACT SCALE.  ALL DIMENSIONS REQUESTED ARE SHOWN (OR
MAY BE DERIVED FROM THOSE SHOWN OR NOTED) ON THE
FLOOR PLANS.  DETAIL PLANS, ELEVATIONS, SECTIONS,
SCHEDULES, CONFIGURATION DETAILS, AND SPECIFICATIONS.
SEE THE NOTES BELOW AND SYMBOLS FOR DIMENSIONING
CONVENTIONS USED ON THIS PROJECT.

2.

EXCEPT WHERE SPECIFICALLY NOTED TO THE
CONTRARY,  ALL DIMENSIONS SHOWN ON THE
ARCHITECTURAL DRAWINGS CONFORM TO THE
FOLLOWING CONVENTIONS.

3.

DIMENSIONS UTILIZING THE "CENTERLINE" SYMBOL ARE
MEASURED TO:

• CENTERLINE OF PARTITION ASSEMBLY
(EXCLUSIVE OF ANY APPLIED FINISHES HAVING
THICKNESS WHICH MAY BE ADDED TO SUCH
WALLS) AT PARTITIONS FRAMED WITH METAL
STUDS.  REFER TO "PARTITION SCHEDULE" TO
DETERMINE THICKNESS OF EACH PARTITION
TYPE.

• CENTERLINE OF DOOR, WINDOW, OR LOUVER
OPENING.

• CENTERLINE OF OTHER FEATURES AS INDICATED.

A.

DIMENSIONS UTILIZING THE "FACE OF" SYMBOL ARE
MEASURED TO:

• FACE OF PARTITION ASSEMBLY (EXCLUSIVE OF ANY
APPLIED FINISHES HAVING THICKNESS WHICH MAY
BE ADDED TO SUCH WALL) AS DEFINED BY THE
PARTITION SCHEDULE.  UNLESS NOTED AS A "FACE
OF FINISH" OR "CLEAR" DIMENSION (SEE NOTE "E"
BELOW), DIMENSIONS ARE NOT MEASURED TO THE
FACE OF APPLIED FINISH. REFER TO THE "PARTITION
SCHEDULE" TO DETERMINE THE THICKNESS OF
EACH PARTITION TYPE.

B.

WHERE "EQUAL" DIMENSIONS ARE USED ON REFLECTED
CEILING PLANS TO LOCATE CEILING GRID WORK POINTS,
MEASURE DIMENSIONS TO:

• EDGE OF THE INDICATED CEILING AT THE FACE OF
THE ADJACENT APPLIED FINISH MEASURED AT THE
PLANE OF THE CEILING.

• CAUTION: DUE TO THE POSSIBLE APPLICATION OF
APPLIED FINISHES - THICKNESS OF WHICH MAY VARY
BETWEEN FLOOR AND CEILING AND IS NOT
ACCOUNTED FOR (EXCEPT AS INDICATED BY "FOF"
OR "CLEAR") BY THE DIMENSION SHOWN ON THE
FLOOR PLANS - THE CONTRACTOR MUST ADJUST AS
NECESSARY, THE FLOOR PLAN DIMENSIONS TO
REFLECT THE ACTUAL DIMENSIONS FOUND AT PLANE
OF THE CEILING.

C.

WHERE WALLS AND/OR PARTITIONS OF UNEQUAL
THICKNESS ABUT,
ALIGN EXPOSED FACES, UNLESS OTHERWISE NOTED.

4.

ALIGN

DIMENSION, WHEN OCCURS

WHERE OPENINGS IN WALLS (SUCH AS INTERIOR WINDOWS
OR DOORS) ARE NOT DIMENSIONED BUT SHOWN AS BEING
IN THE CENTER OF A GIVEN WALL SURFACE, LOCATE
OPENINGS AS GRAPHICALLY REPRESENTED.

5.

DISCIPLINE REFERENCES

DRAWING NUMBERING

DRAWING REFERENCE

GENERAL NOTES

REF. 1/1-A1

BUILDING SECTION

RE: 1/1-A26

SHEET NUMBER

DIMENSIONING CONVENTIONSARCHITECTURAL FLOOR PLAN SYMBOLS

A

1

1

COLUMN GRID

NORTH ARROW

REVISION NUMBER AND EXTENT

KEYED NOTE MARK
-SEE CORRESPONDING
NUMBERED KEY NOTE ON SHEET
WHERE REFERENCE OCCURS

REVISION NUMBER - SEE
REVISION HISTORY ON THE
TITLE BLOCK OF EACH SHEET

EXTENT OF CURRENT REVISION

EXISTING TO
REMAIN

CONCRETE

EXISTING
MASONRY

BUILDING
INTERIOR

MATERIAL GRAPHICS

GYP BD

1-A26

2

1-A26

2

CL

DEMOLITION LINE

ELEVATION INDICATOR

CENTER LINE INDICATOR

EXISTING TO REMAIN LINE

FEATURES ABOVE LINE INDICATOR

BREAK, ROUND (USER DEFINES SIZE)

BREAK, STRAIGHT (SEE SECTION
INDICATORS,
BUILDING, WITH BREAK STANDARDS)

DETAIL INDICATOR

DETAIL INDICATOR

DIMENSION LINE

CENTER LINE

NTS

LOCATION MAP

I GENERAL INFORMATION

A ARCHITECTURAL
FP FIRE PROTECTION
P PLUMBING
M MECHANICAL
E ELECTRICAL
T TECHNOLOGY

1-A1

BUILDING
NUMBER DISCIPLINE

SHEET NUMBER

PROJECT INFORMATION

INTERNATIONAL BUILDING CODE

OCCUPANCY:

TYPE OF CONSTRUCTION:

PROJECT AREA:

GROUP I-2

UNPROTECTED, TYPE I-332 FULLY SPRINKLERED

4TH FLOOR AREA RENOVATED: 6,015 GSF
5TH FLOOR AREA RENOVATED: 9,249 GSF

CONSTRUCTION LIMITS

N

PROJECT SHEET NOTES

16 JAN 2012

CODES:

CASEWORK - NOT IN
CONTRACT

1

ASB ASBESTOS ABATEMENT

CONSTRUCTION DRAWINGS

CASE WORK DRAWINGS 1-CW1 AND 1-CW2 ATTACHED HERE IN WERE PREPARED BY OTHERS THAT WERE
RETAINED DIRECTLY BY THE OWNER AND NOT UNDER THE DIRECTION OR CONTROL OF THE ARCHITECT OF
RECORD.  THE INFORMATION CONTAINED IN THOSE DRAWINGS IS THE SOLE RESPONSIBILITY OF THE PREPARERS



LOCATION MATERIAL DESCRIPTION EST. AMT.

THROUGHOUT 4E PATIENT ROOMS ELECTRICAL WIRE INSULATION FOR NIGHT LIGHTS 20 LIGHTS

HALLWAY 4CE04 12" X 12" VINYL FLOOR TILE & MASTIC 659 SQ. FT.

ROOM 4E12 (RESTROOM) 12" X 12" VINYL FLOOR TILE & MASTIC 32 SQ. FT.

ROOM 4E13 12" X 12" VINYL FLOOR TILE & MASTIC 21 SQ. FT.

ROOM 4E14 (RESTROOM) 12" X 12" VINYL FLOOR TILE & MASTIC 36 SQ. FT.

ROOM 4E14 PIPE CHASE MILLBOARD PIPE INSULATION 50 LIN. FT.

ROOM 4E14 PIPE CHASE MUDDED PIPE JOINTS ON MILLBOARD INSULATION 12 JOINTS

ROOM 4E15 12" X 12" VINYL FLOOR TILE & MASTIC 160 SQ. FT.

ROOM 4E15 AIR CELL PIPE INSULATION 3 LIN. FT.

ROOM 4E15A & CHASES MILLBOARD PIPE INSULATION 60 LIN. FT.

ROOM 4E15A & CHASES MUDDED PIPE JOINTS ON MILLBOARD INSULATION 16 JOINTS

ROOM 4E15A 12" X 12" VINYL FLOOR TILE & MASTIC 40 SQ. FT.

ROOM 4E16 AIR CELL PIPE INSULATION 46 LIN. FT.

ROOM 4E16 MUDDED PIPE JOINTS ON AIR CELL INSULATION 10 JOINTS

ROOM 4E16 MILLBOARD PIPE INSULATION 10 LIN. FT.

ROOM 4E16 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 10 JOINTS

ROOM 4E17 12" X 12" VINYL FLOOR TILE & MASTIC 200 SQ. FT.

ROOM 4E17 AIR CELL PIPE INSULATION 36 LIN. FT.

ROOM 4E17 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 4E17A (RESTROOM) 12" X 12" VINYL FLOOR TILE & MASTIC 30 SQ. FT.

ROOM 4E17A (RESTROOM) AIR CELL PIPE INSULATION 16 LIN. FT.

ROOM 4E17A (RESTROOM) MUDDED PIPE JOINTS ON AIR CELL INSULATION 6 JOINTS

ROOM 4E17A (RESTROOM) PIPE CHASE MILLBOARD PIPE INSULATION 20 LIN. FT.

ROOM 4E17A (RESTROOM) PIPE CHASE MUDDED PIPE JOINTS ON MILLBOARD INSULATION 10 JOINTS

ROOM 4E17A (RESTROOM) PIPE CHASE PRE-FORMED PIPE INSULATION 16 LIN. FT.

ROOM 4E17A (RESTROOM) PIPE CHASE MUDDED PIPE JOINTS ON PRE-FORMED INSULATION 6 JOINTS

ROOM 4E18 AIR CELL PIPE INSULATION 35 LIN. FT.

ROOM 4E18 MUDDED PIPE JOINTS ON AIR CELL INSULATION 7 JOINTS

ROOM 4E18 MILLBOARD PIPE INSULATION 6 LIN. FT.

ROOM 4E18 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 8 JOINTS

ROOM 4E19 AIR CELL PIPE INSULATION 15 LIN. FT.

ROOM 4E19 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 4E19 MILLBOARD PIPE INSULATION 4 LIN. FT.

ROOM 4E20 AIR CELL PIPE INSULATION 16 LIN. FT.

ROOM 4E20 MUDDED PIPE JOINTS ON AIR CELL INSULATION 7 JOINTS

ROOM 4E21 AIR CELL PIPE INSULATION 48 LIN. FT.

ROOM 4E21 MUDDED PIPE JOINTS ON AIR CELL INSULATION 9 JOINTS

ROOM 4E21 MILLBOARD PIPE INSULATION 25 LIN. FT.

ROOM 4E21 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 6 JOINTS

ROOM 4E22 AIR CELL PIPE INSULATION 36 LIN. FT.

ROOM 4E22 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 4E24 AIR CELL PIPE INSULATION 36 LIN. FT.

ROOM 4E24 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 4E26 AIR CELL PIPE INSULATION 40 LIN. FT.

ROOM 4E26 MUDDED PIPE JOINTS ON AIR CELL INSULATION 10 JOINTS

ROOM 4E10 BLACK FLOOR TILE MASTIC 80 SQ. FT.

ROOM 4E11 AIR CELL PIPE INSULATION 150 LIN. FT.

ROOM 4E11 MUDDED PIPE JOINTS ON AIR CELL INSULATION 42 JOINTS

ROOM 4E11 12" X 12" VINYL FLOOR TILE & MASTIC 450 SQ. FT.

HALLWAY 4CE03 12" X 12" VINYL FLOOR TILE & MASTIC 340 SQ. FT.

HALLWAY OUTSIDE ROOM 4E04 12" X 12" VINYL FLOOR TILE & MASTIC 80 SQ. FT.

ROOM 4E04 12" X 12" VINYL FLOOR TILE & MASTIC 70 SQ. FT.

ROOM 4E04 SINK UNDERCOATING 3 SQ. FT.

HALLWAY OUTSIDE ROOMS 4E05-4E08 BLACK FLOOR TILE MASTIC 144 SQ. FT.

ROOM 4E05 BLACK FLOOR TILE MASTIC 160 SQ. FT.

ROOM 4E05 AIR CELL PIPE INSULATION 20 LIN. FT.

ROOM 4E05 PRE-FORMED PIPE INSULATION 20 LIN. FT.

ROOM 4E06 BLACK FLOOR TILE MASTIC 360 SQ. FT.

ROOM 4E07 BLACK FLOOR TILE MASTIC 140 SQ. FT.

ROOM 4E08 BLACK FLOOR TILE MASTIC 600 SQ. FT.
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HALLWAY 5CE03 12" X 12" VINYL FLOOR TILE & MASTIC 670 SQ. FT.

HALLWAY 5CE03 AIR CELL PIPE INSULATION 50 LIN. FT.

HALLWAY 5CE03 MUDDED PIPE JOINTS ON AIR CELL INSULATION 10 JOINTS

ROOM 5E34 12" X 12" VINYL FLOOR TILE & MASTIC 130 SQ. FT.

ROOM 5E34 AIR CELL PIPE INSULATION 16 LIN. FT.

ROOM 5E34 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E32A (RESTROOM) MILLBOARD PIPE INSULATION 70 LIN. FT.

ROOM 5E32A (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 18 JOINTS

ROOM 5E33 12" X 12" VINYL FLOOR TILE & MASTIC 117 SQ. FT.

ROOM 5E33 AIR CELL PIPE INSULATION 20 LIN. FT.

ROOM 5E33 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E32 AIR CELL PIPE INSULATION 40 LIN. FT.

ROOM 5E32 MUDDED PIPE JOINTS ON AIR CELL INSULATION 10 JOINTS

ROOM 5E31 12" X 12" VINYL FLOOR TILE & MASTIC 130 SQ. FT.

ROOM 5E31 AIR CELL PIPE INSULATION 40 LIN. FT.

ROOM 5E31 MUDDED PIPE JOINTS ON AIR CELL INSULATION 10 JOINTS

ROOM 5E31A (RESTROOM) MILLBOARD PIPE INSULATION 70 LIN. FT.

ROOM 5E31A (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 18 JOINTS

ROOM 5E30 12" X 12" VINYL FLOOR TILE & MASTIC 129 SQ. FT.

ROOM 5E30 AIR CELL PIPE INSULATION 50 LIN. FT.

ROOM 5E30 MUDDED PIPE JOINTS ON AIR CELL INSULATION 12 JOINTS

ROOM 5E28A (RESTROOM) MILLBOARD PIPE INSULATION 70 LIN. FT.

ROOM 5E28A (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 18 JOINTS

ROOM 5E29 12" X 12" VINYL FLOOR TILE & MASTIC 118 SQ. FT.

ROOM 5E29 AIR CELL PIPE INSULATION 52 LIN. FT.

ROOM 5E29 MUDDED PIPE JOINTS ON AIR CELL INSULATION 15 JOINTS

ROOM 5E27A (RESTROOM) MILLBOARD PIPE INSULATION 70 LIN. FT.

ROOM 5E27A (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 18 JOINTS

ROOM 5E28 12" X 12" VINYL FLOOR TILE & MASTIC 131 SQ. FT.

ROOM 5E28 AIR CELL PIPE INSULATION 16 LIN. FT.

ROOM 5E28 MUDDED PIPE JOINTS ON AIR CELL INSULATION 6 JOINTS

ROOM 5E27 AIR CELL PIPE INSULATION 16 LIN. FT.

ROOM 5E27 MUDDED PIPE JOINTS ON AIR CELL INSULATION 6 JOINTS

ROOM 5E26 AIR CELL PIPE INSULATION 36 LIN. FT.

ROOM 5E26 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E26 MILLBOARD PIPE INSULATION 30 LIN. FT.

ROOM 5E26 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 6 JOINTS

ROOM 5E26A (RESTROOM) AIR CELL PIPE INSULATION 22 LIN. FT.

ROOM 5E26A (RESTROOM) MUDDED PIPE JOINTS ON AIR CELL INSULATION 6 JOINTS

ROOM 5E26A (RESTROOM) MILLBOARD PIPE INSULATION 30 LIN. FT.

ROOM 5E26A (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 10 JOINTS

ROOM 5E26A (RESTROOM) PRE-FORMED PIPE INSULATION 16 LIN. FT.

ROOM 5E26A (RESTROOM) MUDDED PIPE JOINTS ON PRE-FORMED INSULATION 4 JOINTS

ROOM 5E25 12" X 12" VINYL FLOOR TILE & MASTIC 118 SQ. FT.

ROOM 5E25 AIR CELL PIPE INSULATION 36 LIN. FT.

ROOM 5E25 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E23A (RESTROOM) MILLBOARD PIPE INSULATION 70 LIN. FT.

ROOM 5E23A (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 18 JOINTS

ROOM 5E23 12" X 12" VINYL FLOOR TILE & MASTIC 123 SQ. FT.

ROOM 5E23 AIR CELL PIPE INSULATION 50 LIN. FT.

ROOM 5E23 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E22 12" X 12" VINYL FLOOR TILE & MASTIC 154 SQ. FT.

ROOM 5E22 AIR CELL PIPE INSULATION 42 LIN. FT.

ROOM 5E22 MUDDED PIPE JOINTS ON AIR CELL INSULATION 13 JOINTS

ROOM 5E22 MILLBOARD PIPE INSULATION 30 LIN. FT.

ROOM 5E22 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 8 JOINTS

ROOM 5E22A (RESTROOM) AIR CELL PIPE INSULATION 30 LIN. FT.

ROOM 5E22A (RESTROOM) MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E22A (RESTROOM) MILLBOARD PIPE INSULATION 70 LIN. FT.

ROOM 5E22A (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 20 JOINTS

ROOM 5E21 12" X 12" VINYL FLOOR TILE & MASTIC 30 SQ. FT.

ROOM 5E17 12" X 12" VINYL FLOOR TILE & MASTIC 400 SQ. FT.

ROOM 5E17 AIR CELL PIPE INSULATION 160 LIN. FT.

ROOM 5E17 MUDDED PIPE JOINTS ON AIR CELL INSULATION 40 JOINTS

ROOM 5E16 12" X 12" VINYL FLOOR TILE & MASTIC 95 SQ. FT.

ROOM 5E15 12" X 12" VINYL FLOOR TILE & MASTIC 40 SQ. FT.

ROOM 5E15 12" X 12" VINYL FLOOR TILE & MASTIC 25 SQ. FT.

HALLWAY FROM ROOMS 5E17-5E14B 12" X 12" VINYL FLOOR TILE & MASTIC 250 SQ. FT.

ROOM 5E11 MILLBOARD PIPE INSULATION 50 LIN. FT.

ROOM 5E11 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 20 JOINTS

ROOM 5E11 AIR CELL PIPE INSULATION 25 LIN. FT.

ROOM 5E11 MUDDED PIPE JOINTS ON AIR CELL INSULATION 2 JOINTS

ROOM 5E12 AIR CELL PIPE INSULATION 40 LIN. FT.

ROOM 5E12 MUDDED PIPE JOINTS ON AIR CELL INSULATION 15 JOINTS

ROOM 5E12 PRE-FORMED PIPE INSULATION 20 LIN. FT.

ROOM 5E12 MUDDED PIPE JOINTS ON PRE-FORMED INSULATION 6 JOINTS

ROOM 5E14A AIR CELL PIPE INSULATION 40 LIN. FT.

ROOM 5E14A MUDDED PIPE JOINTS ON AIR CELL INSULATION 12 JOINTS

ROOM 5E14A 12" X 12" VINYL FLOOR TILE & MASTIC 110 SQ. FT.

ROOM 5E14A1 12" X 12" VINYL FLOOR TILE & MASTIC 135 SQ. FT.

ROOM 5E14A1 AIR CELL PIPE INSULATION 18 LIN. FT.

ROOM 5E14A1 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E14B AIR CELL PIPE INSULATION 155 LIN. FT.

ROOM 5E14B MUDDED PIPE JOINTS ON AIR CELL INSULATION 40 JOINTS

ROOM 5E14B 12" X 12" VINYL FLOOR TILE & MASTIC 336 SQ. FT.

ROOM 5E14C 12" X 12" VINYL FLOOR TILE & MASTIC 236 SQ. FT.

ROOM 5E14C AIR CELL PIPE INSULATION 100 LIN. FT.

ROOM 5E14C MUDDED PIPE JOINTS ON AIR CELL INSULATION 24 JOINTS

ROOM 5E14D 12" X 12" VINYL FLOOR TILE & MASTIC 236 SQ. FT.

ROOM 5E14D AIR CELL PIPE INSULATION 80 LIN. FT.

ROOM 5E14D MUDDED PIPE JOINTS ON AIR CELL INSULATION 24 JOINTS

HALLWAY OUTSIDE ROOMS 5E09-5E01 12" X 12" VINYL FLOOR TILE & MASTIC 900 SQ. FT.

ROOM 5E09 12" X 12" VINYL FLOOR TILE & MASTIC 230 SQ. FT.

ROOM 5E09A 12" X 12" VINYL FLOOR TILE & MASTIC 48 SQ. FT.

ROOM 5E09A BLACK SINK UNDERCOATING 3 SQ. FT.

ROOM 5E09A AIR CELL PIPE INSULATION 30 LIN. FT.

ROOM 5E09A MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E09A MILLBOARD PIPE INSULATION 20 LIN. FT.

ROOM 5E09A MUDDED PIPE JOINTS ON MILLBOARD INSULATION 6 JOINTS

ROOM 5E09B AIR CELL PIPE INSULATION 40 LIN. FT.

ROOM 5E09B MUDDED PIPE JOINTS ON AIR CELL INSULATION 12 JOINTS

ROOM 5E09B 2' X 4' CEILING TILE 8 SQ. FT.

ROOM 5E09B BLACK FLOOR TILE MASTIC 160 SQ. FT.

HALLWAY OUTSIDE ROOM 5E10 MILLBOARD PIPE INSULATION 25 LIN. FT.

HALLWAY OUTSIDE ROOM 5E10 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 10 JOINTS

ROOM 5E10 (RESTROOM) MILLBOARD PIPE INSULATION 70 LIN. FT.

ROOM 5E10 (RESTROOM) MUDDED PIPE JOINTS ON MILLBOARD INSULATION 8 JOINTS

ROOM 5E10 (RESTROOM) PRE-FORMED PIPE INSULATION 1 LIN. FT.

ROOM 5E08 12" X 12" VINYL FLOOR TILE & MASTIC 293 SQ. FT.

ROOM 5E08 AIR CELL PIPE INSULATION 65 LIN. FT.

ROOM 5E08 MUDDED PIPE JOINTS ON AIR CELL INSULATION 20 JOINTS

ROOM 5E08 MILLBOARD PIPE INSULATION 20 LIN. FT.

ROOM 5E08 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 4 JOINTS

ROOM 5E07 BLACK FLOOR TILE MASTIC 133 SQ. FT.

ROOM 5E07 AIR CELL PIPE INSULATION 18 LIN. FT.

ROOM 5E07 MUDDED PIPE JOINTS ON AIR CELL INSULATION 8 JOINTS

ROOM 5E07 RESTROOM MILLBOARD PIPE INSULATION 12 LIN. FT.

ROOM 5E07 RESTROOM MUDDED PIPE JOINTS ON MILLBOARD INSULATION 6 JOINTS

ROOM 5E06 AIR CELL PIPE INSULATION 65 LIN. FT.

ROOM 5E06 MUDDED PIPE JOINTS ON AIR CELL INSULATION 18 JOINTS

ROOM 5E06 MILLBOARD PIPE INSULATION 20 LIN. FT.

ROOM 5E06 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 6 JOINTS

ROOM 5E05 12" X 12" VINYL FLOOR TILE & MASTIC 300 SQ. FT.

ROOM 5E05 AIR CELL PIPE INSULATION 65 LIN. FT.

ROOM 5E05 MUDDED PIPE JOINTS ON AIR CELL INSULATION 18 JOINTS

ROOM 5E05 MILLBOARD PIPE INSULATION 20 LIN. FT.

ROOM 5E05 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 6 JOINTS

ROOM 5E04 AIR CELL PIPE INSULATION 14 LIN. FT.

ROOM 5E04 MUDDED PIPE JOINTS ON AIR CELL INSULATION  5 JOINTS

ROOM 5E04 MILLBOARD PIPE INSULATION 20 LIN. FT.

ROOM 5E04 MUDDED PIPE JOINTS ON MILLBOARD INSULATION 6 JOINTS

ROOM 5E03 12" X 12" VINYL FLOOR TILE & MASTIC 160 SQ. FT.

ROOM 5E03 AIR CELL PIPE INSULATION 60 LIN. FT.

ROOM 5E03 MUDDED PIPE JOINTS ON AIR CELL INSULATION 18 JOINTS

ROOM 5E01 WHITE SINK UNDERCOATING 5 SQ. FT.

ROOM 5E01 AIR CELL PIPE INSULATION 20 LIN. FT.

ROOM 5E01 MUDDED PIPE JOINTS ON AIR CELL INSULATION 4 JOINTS
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LIFE SAFETY PLAN - SYMBOLS LEGEND:

RECESSED FIRE EXTINGUISHER CABINET AND
FIRE EXTINGUISHER

EXIT

EXIT ACCESS CORRIDORS

ONE HOUR RATING, 45 MINUTE "C"
LABEL DOORS

ONE HOUR RATED SMOKE
BARRIER, 20 MINUTE DOORS
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LABEL DOORS
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2 HOUR EXIT PASSAGE WAY / EXIT STAIR

LIFE SAFETY PLAN - NOTES

A. MAINTAIN FIRE EXTINGUISHER LOCATIONS DURING CONSTRUCTION

B. MAINTAIN RATING ON SHAFTS DURING CONSTRUCTION

C. PATCH HOLES IN FLOOR DURING CONSTRUCTION TO MAINTAIN 2HR RATING

D. ALL EXIT DOORS TO REMAIN UNLOCKED DURING CONSTRUCTION

SINGLE SIDED EXIT SIGNAGE

AREA IN CONTRACT

AREA NOT IN CONTRACT

DOUBLE SIDED EXIT SIGNAGE

BUILDING IS
FULLY

SPRINKLERED KEY PLAN

NOTE:
PHASING SHOWN IS ARCHITECT'S SUGGESTION ONLY.  CONTRACTOR IS
RESPONSIBLE FOR COORDINATING AND SEQUENCING ALL
CONSTRUCTION AND PHASING WITH THE VA'S FACILITIES DEPARTMENT
AND INFECTION CONTROL DEPARTMENTS AND IS RESPONSIBLE FOR
MAINTAINING INTERIM LIFE SAFETY REQUIREMENTS.  MAINTAIN TWO
MEANS OF EGRESS DURING ALL PHASES OF CONSTRUCTION.  MAINTAIN
PUBLIC ACCESS TO ELEVATORS.  SEE DETAIL 5/1-A24 FOR TEMPORARY
CONSTRUCTION WALL
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3

KEY PLAN

AREA NOT IN CONTRACTAREA IN CONTRACT

DASHED LINE DENOTES ITEM
TO BE DEMOLISHED

EXISTING WALLS TO BE
REMOVED

EXISTING DOOR TO BE
REMOVED

LINE DENOTES ITEM TO
REMAIN

EXISTING WALLS TO REMAIN

EXISTING DOOR TO REMAIN

DEMOLITION PLAN NOTE1

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.  PORTIONS OF EXISTING
CONSTRUCTION MAY HAVE BEEN REMOVED BY OWNER.

1.

VERIFY EXACT COMPOSITION OF EXISTING WALLS TO BE REMOVED.2.

REMOVE FLOOR FINISHES, AND MASTIC INCLUDING SETTING BED IN CERAMIC TILE AREAS IF
APPLICABLE, WHERE NEW FLOORING IS INDICATED IN ROOM FINISH SCHEDULE.

3.

REMOVE SUSPENDED CEILINGS AND RELATED HANGERS, OR GYPSUM BOARD/ PLASTER
CEILINGS WHERE NEW CEILINGS ARE INDICATED ON REFLECTED CEILING PLAN OR
ROOM FINISH SCHEDULE.

4.

REMOVE ALL INTERIOR AND WALL MOUNTED ITEMS IN AREAS TO BE REMODELED
(REFER TO ROOM FINISH SCHEDULE) INCLUDING BUT NOT LIMITED TO, CABINETRY,
EQUIPMENT, LOCKERS, TOILET PARTITIONS, SHELVING HOOKSTRIPS, HANDRAILS,
CLOSET POLES, CHALK AND TACK BOARDS, MIRRORS, WALL AND CEILING TRIM, BASE.

5.

REMOVE EXISTING WALL FINISHES IN ROOMS WHERE NEW FINISHES ARE INDICATED IN
THE ROOM FINISH SCHEDULE.  EXISTING WALLS TO BE PREPARED AS REQUIRED TO
ACCEPT NEW SCHEDULED FINISHES.

6.

AT EXISTING WALLS SHOWN TO REMAIN (INCLUDING EXTERIOR WALLS).  THE EXISTING
COVED TILE/ TERRAZZO BASE IS TO BE REMOVED AND INFILLED IN PREPARATION FOR NEW
WALL BASE AND FINISHES TO BE INSTALLED PER THE ROOM FINISH SCHEDULE.  EXISTING
TERRAZZO DIVIDER STRIP TO BE GROUND DOWN OR REMOVED. SEE DETAIL 12/1-A24

7.

CONSTRUCT A 1HR PARTITION TO SEPARATE AREAS OF CONSTRUCTION FROM ADJACENT
OCCUPIED AREAS OUTSIDE SCOPE OF CONSTRUCTION.  SEE DETAIL 5/1-A24

8.

REMOVE TOPPING AT EXISTING SLOPED FLOORS TO LEVEL OUT FLOORING IN PREPARATION
FOR NEW FLOOR FINISHES.

9.

REFER TO PLUMBING HVAC AND ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION ITEMS
AND NOTES.  COORDINATE WORK WITH PLUMBING, HVAC AND ELECTRICAL REQUIREMENTS.

10.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED
BY THIS WORK. COORDINATE WITH OWNER ANY DISRUPTION IN SERIES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING, DUCTWORK, OR ANY ASSOCIATED
EQUIPMENT.

11.

EXISTING CABLES LABELED "ASCOM PHONE SYSTEM: DO NOT DEMO" ARE TO REMAIN AND
SHALL BE PROTECTED DURING DEMOLITION AND CONSTRUCTION.

12.

ALL EXISTING ABANDONED MECHANICAL EQUIPMENT AND ALL ASSOCIATED PIPING
DISCOVERED DURING DEMOLITION IS TO BE REMOVED AND DISCARDED BY CONTRACTOR.

13.

GENERAL NOTES

REMOVE ALL COLUMN FINISHES AND UTILITIES, INCLUDING GYPSUM BOARD AND
FURRINGS FROM EXISTING STRUCTURAL COLUMNS.  NEW WALL FURRINGS ARE TO BE
PROVIDED AT ALL COLUMNS AS PART OF NEW CONSTRUCTION WHETHER SPECIFICALLY
NOTED ON FLOOR PLAN OR NOT.

14.

5E ONLY - SALVAGE AND REUSE EXISTING SPEAKERS, PHONE SYSTEM ASCOM
REPEATERS & TELEMETRY REPEATERS THROUGHOUT

15.

ALL ABANDONED PIPING INCLUDING ABANDONED PNEUMATIC TUBES TO BE REMOVED
AND DISCARDED BY CONTRACTOR

16.

LIMITS OF CONSTRUCTION

BUILDING IS
FULLY

SPRINKLERED

REPLACE EXISTING WINDOW GLAZING WITH CLEAR GLASS AND ALUMINUM WINDOW
INSERTS, SEE NEW CONST. FLOOR PLAN

1.

EXISTING SHAFT / CHASE TO REMAIN.  CONTRACTOR TO MAINTAIN FIRE RESISTANCE RATING
INTEGRITY AT SHAFTS INDICATED WITH WALL RATING LINETYPES

2.

REMOVE EXISTING WALL MOUNTED HANDRAIL AND BRACKETS,  IF THE WALL THAT THE
BRACKETS WERE MOUNTED TO IS SHOWN AS EXISTING TO REMAIN.  THEN FOLLOWING THE
BRACKET REMOVAL.  PATCH EXISTING WALL TO MATCH ADJACENT WALL CONSTRUCTION AND
CONDITIONS.

3.

4.

REMOVE ALL EXISTING STEAM RADIATORS.  EXISTING CABINET TO REMAIN.  SEE DETAIL
1/1-A25. FOR ADDITIONAL DEMOLITION INFORMATION.

5.

6. EXISTING WINDOW SILL TO REMAIN AND BE REFINISHED WITH NEW SOLID SURFACE
VENEER.

7. EXISTING ROOM WALLS TO BE DEMOLISHED FOR INSTALLATION OF NEW WALLS.  NEW
WALLS TO BE CONSTRUCTED AS TYPE SHOWN ON FLOOR PLAN SHEETS.

REPLACE EXISTING WINDOW LOUVER WITH CLEAR GLASS AND ALUMINUM WINDOW
INSERTS, SEE NEW CONST. FLOOR PLAN

8. REMOVE PROJECTOR SCREENS AND RETURN TO OWNER

9. REMOVE EXISTING RECESSED DRINKING FOUNTAIN

10 REMOVE EXISTING VINYL WALL COVERING

11 PREPARE EXISTING ROUND COLUMN TO RECEIVE NEW FINISHES

GRAPHIC LEGEND

SHEET NOTES

KEY NOTES

ALL EXISTING INTERIOR WALLS , FINISHES, FLOORING, AND CEILINGS IN DEMOLITION AREA TO
BE REMOVED TO CONCRETE FLOOR/CEILING SLABS AND TO INTERIOR FINISH OF
EXTERIOR/CORE WALLS AND COLUMNS. EXISTING MECHANICAL IN-WALL STEAM RADIATOR
CABINETS TO REMAIN AND CONTAINING MATERIALS AND EQUIPMENT TO BE REMOVED AND
DISCARDED.  SUPPLY COPPER PIPE TO BE CAPPED OFF BELOW SLAB. REFERENCE
ENGINEERING DRAWINGS FOR PLUMBING, ELECTRICAL, FIRE, AND MECHANICAL EQUIPMENT
AND FIXTURE DEMOLITION WORK.

A

EXISTING TERRAZZO LOCATED AT BASE OF EXISTING WALLS TO BE REMOVED. SEE
DETAIL 12/A24

B

C

D

REMOVE EXISTING PLUMBING FIXTURES.  SEE PLUMBING DRAWINGS FOR FULL EXTENT OF
DEMOLITION.

EXISTING ELECTRICAL PANELS TO BE MODIFIED PER ELECTRICAL DRAWINGS.
CONTRACTOR TO VERIFY INTEGRITY OF WALL.  MAINTAIN FIRE RATING AS INDICATED BY
FLOOR PLAN LINETYPE.
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ROCK ISLAND, IL 61201
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AREA NOT IN CONTRACT

KEY PLAN

BUILDING IS
FULLY

SPRINKLERED

CONSTRUCTION LIMITS - 4E

N

1
1
2
3

GRAPHIC LEGEND

SHEET NOTES

HATCHED AREAS INDICATE LOCATIONS WHERE THE EXISTING FLOOR'S CEILINGS WILL
REQUIRE TEMPORARY REMOVAL TO PROVIDE ACCESS FOR UNDERFLOOR WORK BEING
PERFORMED FOR THE FLOOR ABOVE.

CONTRACTOR IS RESPONSIBLE FOR REMOVING CEILING FOR UNDERFLOOR
CONSTRUCTION.  REMOVED PORTION OF THE EXISTING CEILING MUST BE REPLACED AT
THE END OF EACH  WORKDAY OR THE IMMEDIATE AREA OF CONSTRUCTION MUST BE
TREATED AS A CONSTRUCTION ZONE.  COMPLETE WITH DUST-PROOF PARTITIONS AS
NOTED ON DEMOLITION SHEET 1-A2 (4E) & 1-A12 (5E) AND SHOWN ON DETAIL 5/1-A24

A.

B.

UPON COMPLETION OF CONSTRUCTION, CONTRACTOR IS RESPONSIBLE FOR RETURNING
AND/OR REPAIRING ANY REMOVED PORTION OF CEILING TO A CONDITION EQUAL TO OR
BETTER THAN THAT OF THE ADJACENT EXISTING CEILING CONDITIONS.

C.

IN AREAS WHERE PLASTER TYPE CEILINGS ARE REMOVED, REPLACE WITH ACOUSTIC
CEILING TILE. ACOUSTIC CEILING TILE IS TO MATCH ADJACENT TYPE AND MODEL.

D.
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KEY NOTES

SOUND PARTITION

3 5/8" STEEL STUDS @ 16" O.C. W/ 3" SOUND ATTENUATION INSULATION & 5/8" GYP BD @
EACH FACE.  PROVIDE 1HR RATED UL # U465 DESIGN WHERE 1HR CONSTRUCTION IS
INDICATED ON PLANS - SEE LIFE SAFETY PLANS

GYPSUM BOARD PARTITION SCHEDULE

A1

6" STEEL STUDS @ 16" O.C. W/ 6" SOUND ATTENUATION INSULATION & 5/8" GYP BD @ EACH
FACE.  PROVIDE 1HR RATED UL # U465 DESIGN WHERE 1HR CONSTRUCTION IS INDICATED ON
PLANS - SEE LIFE SAFETY PLANS

A2

FURRING

DIRECT BONDED 5/8" GYP BDF

1 5/8" STEEL STUDS @ 16" OC W/ 5/8" GYP BDF1

2 1/2" STEEL STUDS @ 16" OC W/ 5/8" GYP BDF2

F3

3 5/8" STEEL STUDS @ 16" OC W/ 3" SOUND
ATTENUATION INSULATION & 5/8" GYP BD

F4

7/8" STEEL HAT CHANNEL @ 16" OC W/ 5/8"
GYP BD

F5

3 5/8" STEEL STUDS @ 16" OC W/ 5/8" GYP
BD

GYPSUM BOARD PARTITION GENERAL NOTES

ALL GYP BD PARTITIONS SHALL BE  A1  UNLESS OTHERWISE NOTED ON FLOOR PLANS

GYP BD PARTITION DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED
PARTITION TO FACE OF FINISHED PARTITION (NOMINAL).

REFER TO GYP BD SPECIFICATION FOR LOCATIONS & TYPE(S) OF GYPSUM BOARD
MATERIAL REQUIRED.

PROVIDE TYPE "X"FIRE RATED GYPSUM BOARD AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL FIRE RATED PARTITIONS.

EXTEND ALL GYPSUM BOARD PARTITIONS FULL HEIGHT TO UNDERSIDE OF STRUCTURE
ABOVE.  PROVIDE SLIP JOINT BETWEEN TOP OF PARTITION AND UNDERSIDE OF
STRUCTURE ABOVE.

3 5/8" STEEL STUDS @ 16" O.C. W/ 3" SOUND ATTENUATION INSULATION, 5/8" GYP BD @ EACH
FACE, & 3/4" FIRE RATED PLYWOOD ON THE CLEAN UTILITY ROOM SIDE.  PROVIDE 1HR RATED
CONSTRUCTION AS INDICATED ON PLANS

A3

EXISTING CLAY BLOCK, EXTERIOR MASONRY BRICK VENEER AND INTERIOR PLASTER FINISHA4

1.

2.

3.

4.

5.

REFERENCE "LIFE SAFETY PLANS" FOR WALL RATINGS6.

A. DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED
WALL (NOMINAL)

B. VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.

C. MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER AND DISRUPTION IN SERVICES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING, DUCTWORK, OR ANY ASSOCIATED
EQUIPMENT.

D. REFER TO SHEET 1-A22 FOR ROOM FINISH SCHEDULE AND NOTES.  REFER TO SHEET 1-A21
FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.

F. EXISTING COVED TILE/ TERRAZZO BASE TO BE REMOVED AND INFILLED IN PREPARATION FOR
NEW FINISHES PER THE ROOM FINISH SCHEDULE.  SEE DETAIL 12/1-A24

G. IN-WALL SUPPORT BLOCKING TO BE PROVIDED AT ALL DOOR WALL STOP LOCATIONS PER
DETAIL 2/1-A25

H. HILTI SPEED SLEEVE OR APPROVAL EQUAL REQUIRED FOR CONDUIT AND PIPING
PENETRATIONS THROUGH FIRE RATED WALLS.

I. ALL EXTERIOR WINDOWS WITHIN THE PROJECT LIMITS ARE TO RECEIVE WINDOW INSERTS
MADE OF 1" ALUMINUM AS MANUFACTURED BY MODULINE MODEL #4IN OR APPROVED EQUAL.
COLOR IS TO BE DARK BRONZE ANODIZED OR APPROVED EQUAL BY OWNER.  NEW WINDOW
INSERTS ARE TO BE INSTALLED WITHIN THE EXISTING WINDOW FRAMING.

J. AT PATIENT ROOM HEADWALLS, EXACT LOCATION OF WALL MOUNTED MONITOR AND OUTLET
ARE TO BE CONFIRMED WITH OWNER.

K. ALL WET AREAS TO RECEIVE NEW TILE FLOORING AS INDICATED ON THE ROOM FINISH
SCHEDULE AND ARE TO RECEIVE A WATERPROOFING MEMBRANE PER 3/1-A25

L. DEMOLITION AS REQUIRED FOR ABATEMENT IS TO BE RECONSTRUCTED BY CONTRACTOR AS
REQUIRED TO MATCH ADJACENT CONDITIONS

PROVIDE ADDITIONAL IN-WALL SUPPORT BLOCKING BEHIND ALL GRAB BARS WITHIN BARIATRIC
PATIENT ROOM TOILET ROOM

EXISTING WALLS TO BECOME RATED PARTITIONS AS INDICATED BY FLOOR PLAN LINETYPE
DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYP BD EXTEND TO THE
UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE SEALED WITH THE
APPROPRIATE FIRE-STOPPING SEALANT.

CONTRACTOR TO RESTORE EXISTING WALLS TO THE FIRE RATING INDICATED BY FLOOR PLAN
LINETYPE DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYPSUM BOARD
EXTEND TO THE UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE
SEALED WITH THE APPROPRIATE FIRE-STOPPING SEALANT.

M.

N.

O.

SEE OWNER PROVIDED ITEMS LIST FOR WALL MOUNTED ITEMS. RE: 1-A22P.

SALVAGE AND REUSE EXISTING SPEAKERS THROUGHOUT - 5E ONLYQ.

FLOOR PLAN KEYED NOTES

HEADWALL UNIT - SEE SHEET 1-HW1 FOR ARRANGEMENT OF OUTLETS AND NURSE CALL1

2 PATCH EXISTING WALL AS REQUIRED TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

3

4

5

EXISTING WINDOW SILL TO BE REFINISHED WITH NEW SOLID SURFACE VENEER.  SEE DETAIL
1/1-A25 FOR LOCATIONS WHERE FAN COIL UNIT AND ENCLOSURE IS SHOWN.  SEE DETAIL
4/1-A25 FOR LOCATIONS WHERE NO FAN COIL UNIT IS PRESENT. FIELD VERIFY ALL
DIMENSIONS. PROVIDE WALL TYPE F5 UP TO THE BOTTOM OF THE WINDOW SILL.

6

WALL MOUNTED STORAGE BIN SYSTEM PROVIDED BY OWNER AND INSTALLED BY
CONTRACTOR.  CONFIRM EXACT LOCATION AND CONFIGURATION WITH OWNER PRIOR TO
INSULATION.

PROVIDE NEW WINDOW SILL VENEER AND WALL FURRING TYP F2 TO ALLOW FOR GRAB BAR
BLOCKING.  SEE DETAIL 4/1-A25 PROVIDE F4 FURRING AT LOCATIONS SHOWN WITH A DEEPER
WINDOW SILL.

PROVIDE GLAZING AND WINDOW ASSEMBLY WITH ALUMINUM WINDOW INSERTS TO MATCH
EXISTING ADJACENT WINDOWS AND GLAZING, SEE DETAIL 1/1-A25

7 PROVIDE SPANDREL GLAZING AND WINDOW ASSEMBLY TO MATCH EXISTING ADJACENT
WINDOWS, SEE DETAIL 1/1-A25

8 PROVIDE ALUMINUM WINDOW INSERTS TO ALL CLEAR GLAZING WINDOW ASSEMBLIES
THROUGHOUT PROJECT

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com
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CORRIDOR
4CE03
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NOURISHMENT
4E15

CLERK
4E17

NOTE: CG-1 SERIES TYPICAL; TO BE LOCATED AT ALL OUTSIDE CORNERS - 5E ONLY
CG-2 SERIES TYPICAL;  TO BE LOCATED AT ALL OUTSIDE CORNERS - 4E ONLY

=CORNER GUARD,  RE:5/1-A25

=HAND RAIL W/ END CAPS,  RE: 3/1-A24

=WALL GUARD / CRASH RAIL: 2/1-A24 W/ END CAPS

ALL HANDRAILS TO BE MOUNTED AT 2'-10" A.F.F. TO TOP OF HANDRAIL, U.O.N.

WALL GUARD MOUNTING HEIGHTS (TO TOP OF WALL GUARD): RE: 2/1-A24

=WALL GUARD / CRASH RAIL AND HAND RAIL W/ END CAPS

CHAIR RAIL W/ END CAPS CONTINUOUS TO BE LOCATED IN ALL PATIENT ROOMS AT TLT
WALL, TO BE 2'-10" A.F.F TO TOP OF CHAIR RAIL U.O.N. RE: 1/1-A24

WALL GUARDS AND WALL BASE ONLY BEHIND DOORS HELD OPEN, U.O.N.

CG

AREA NOT IN CONTRACTAREA IN CONTRACT

1.

2.

3.

4.

NOTE: HR-1  TYPICAL - 5E ONLY
HR-2  TYPICAL - 4E ONLY

BUILDING IS
FULLY
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SPRINKLERED

KEY NOTES

SHEET NOTES

1. CONTRACTOR SHALL REMOVE EXISTING FLOORING MATERIALS ENTIRELY AND PREPARE
CONCRETE FLOORS AS SPECIFIED FOR INSTALLATION OF NEW FLOORING MATERIALS AS
SCHEDULED.

2. CONTRACTOR SHALL INSTALL NEW FLOORING IN PATTERNS INDICATED TO THE GREATEST
EXTENT POSSIBLE. PATTERN DEVIATIONS SHALL BE APPROVED BY THE C.O.T.R. PRIOR TO
INSTALLATION.

3. TERMINATE OR TRANSITION DISSIMILAR FLOORING MATERIALS AT THE CENTERLINE OF DOORS.

4. PROVIDE A FLUSH TRANSITION BETWEEN FLOORING MATERIALS OF VARYING HEIGHTS.
PROVIDE TRANSITION STRIPS AS INDICATED ON MATERIAL SCHEDULE.

5. REMOVE, REFURBISH, AND REINSTALL ALL EXISTING DOOR STOPS

6. FLOORING TO RUN CONTINUOUSLY BENEATH ALL CASEWORK.

7. DIFFERENT FLOOR MATERIALS ADJACENT TO EACH OTHER ARE TO BE FLUSH.  FEATHER AND
ALIGN AS REQUIRED.

1. WATERPROOF MEMBRANE TO BE INSTALLED THROUGHOUT TOILET ROOMS, INCLUDING
SHOWER AREAS. REF DETAIL 3/1-A25

2. PROVIDE BUILT UP FLOORING AREA FOR PROPER SLOPE TO FLOOR DRAINS, TYPICAL AT ALL
PATIENT TOILET ROOMS.  BUILT UP FLOORING TO BE FEATHERED OUT INTO PATIENT ROOM TO
PROVIDE GRADUAL TRANSITION FROM PATIENT ROOM FLOOR HEIGHT TO BUILT UP TOILET
ROOM FLOOR HEIGHT.

AREA NOT IN CONTRACTAREA IN CONTRACT

NO FINISHNF

GRAPHIC LEGEND
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NOURISHMENT
4E15

7' - 0"

2'-0" x 2'-0" SUSPENDED EXPOSED
GRID ACOUSTIC CEILING TILE

GYP BD CEILING OR BULKHEAD,
SEE FINISH SCHEDULE FOR FINISH

2' X 4' LUMINAIRE

2' X 2' LUMINAIRE

DOWNLIGHT

CEILING MOUNTED EXIT SIGN
SINGLE SIDED

CEILING MOUNTED EXIT SIGN
DOUBLE SIDED

6" X 12" LUMINAIRE

SUPPLY GRILLE

EXHAUST GRILLE

RETURN GRILLE

48" X 4' LINEAR DIFFUSER

24" X 4' LINEAR DIFFUSER

CEILING MOUNTED NURSE CALL LIGHTN

CEILING MOUNTED PATIENT LIFT
TRACK

CEILING MOUNTED CUBICLE CURTAIN
TRACK PANEL SIZES AS FOLLOW,
8' CLG -106"X82"L
9' CLG- 106" W X 94"L

EXHAUST GRILLE

SMOKE DETECTORSD

CEILING HEIGHT, ABOVE FINISHED
FLOOR

8'-0" A.F.F

CEILING PLAN NOTE1

SPEAKER, REUSE EXISTINGSP

TECHNOLOGY ITEMTI

CEILING MOUNTED
INFORMATION OUTLET

IO

OCCUPANCY SENSOROC

BUILDING IS
FULLY

SPRINKLERED

GRAPHIC LEGEND

SHEET NOTES

KEY NOTES

PERIMETER CEILING TILES SHALL NOT BE LESS THAN 4".A.

LOCATE ALL SPRINKLER HEADS, SMOKE DETECTORS, AUDIO SPEAKERS, HEAT SENSORS,
ETC IN THE CENTER OF CEILING TILE (OR IN THE CENTER OF THE RAISED/RECESSED
FIELD OF A PATTERNED TILE.)

B.

THE FOLLOWING IN DESCENDING ORDER IS THE PRECEDENCE ASSIGNED  THE WORK
ITEMS FOR SPACE PRIORITY.  RECESSED LIGHT FIXTURES AND SPACE FOR THEIR
INSTALLATION IS FIRST PRIORITY.  HVAC DUCTWORK SECOND PRIORITY, ETC.  AN
EXCEPTION TO THE PRECEDENCE LISTING WOULD BE THE GRAVITY FLOOR REQUIREMENT
FOR PLUMBING WASTE AND ROOF DRAINAGE.  ALL ITEMS ARE TO BE INSTALLED TIGHT TO
STRUCTURE OR THE WORK ITEMS ABOVE.

C.

-RECESSED LIGHT FIXTURES
-DUCTWORK AND APPURTENANCES
-MEDICAL GASES
-PLUMBING WASTE AND ROOF DRAINAGE
-HVAC PIPING
-PLUMBING VENT AND SUPPLY PIPING
-ELECTRICAL CONDUIT
-FIRE PROTECTION SPRINKLER PIPING

WHERE PATIENT LIFT SYSTEMS ARE PRESENT, ALL CEILING MOUNTED ITEMS, INCLUDING
ACOUSTICAL CEILING SYSTEMS, ARE TO BE COORDINATED WITH THE LIFT SYSTEM PRIOR
TO INSTALLATION.

D.

MAINTAIN 2' CLEAR AROUND CEILING MOUNTED FAN COIL UNITE.

ALL CEILINGS HEIGHTS AT 8' - 0" A.F.F. UNLESS NOTED OTHERWISEF.

SPRINKLER HEADS ARE TO BE LOCATED PER CERTIFIED INSTALLER, CENTERED W/
CEILING TILE

G.

CEILING MOUNTED CUBICLE CURTAIN TRACK, SEE DETAIL 4/1-A24 PROVIDE 12" RADIUS AT
CORNER WHERE SHOWN ON PLAN RETURNING TO ADJACENT WALL.  CONTRACTOR TO
PROVIDE OVERSTOCK OF (3) ADDITIONAL 106"W X 94"L PANELS AND 30% ADDITIONAL 106"W X
82"L PANELS.

1

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com

TM

STRUCTURAL | MECHANICAL | ELECTRICAL
TECHNOLOGY | MEDICAL EQUIPMENT SOLUTIONS

1 RHC CAW

o
n
e 

ei
g
h
th

 i
n
ch

 =
 o

n
e 

fo
o
t

1
6

8
4

0

B

C

D

E

F

th
re

e 
in

ch
es

 =
 o

n
e 

fo
o
t

6
"

1
0

6
"

o
n
e 

an
d
 o

n
e 

h
al

f 
in

ch
es

 =
 o

n
e 

fo
o
t

o
n
e 

in
ch

 =
 o

n
e 

fo
o
t

2
0

6
"

6
"

0
2

th
re

e 
q
u
ar

te
rs

 i
n
ch

 =
 o

n
e

fo
o
t

o
n
e 

h
al

f 
in

ch
 =

 o
n
e 

fo
o
t

4
0

th
re

e 
ei

g
h
th

s 
in

ch
 =

 o
n
e 

fo
o
t

4
0

0
4

8

o
n
e 

q
u
ar

te
r 

in
ch

 =
 o

n
e 

fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

Drawing Title

Location

Building Number Checked

Date

Project Number

Drawing Number

Drawn

Dwg.         ofRevisions: Date

Office of
Construction
and Facilities
Management

Project Name

A

Department of
Veterans Affairs

CONSULTANTS: ARCHITECT/ENGINEERS:
Approved: Assistant Director

Approved: Service Chief

Approved: Chief, Bio-Med

Approved: Chief, IT

Approved: Chief, Safety

Approved: Chief of Staff

Approved: Service Chief

Approved: Chief, EMS

Approved: Chief, M&O

Approved: Chief

Approved: Chief, Engineering

Approved: Service Chief

Approved: Chief, Infection Control

Approved: Chief, Police

Approved: Chief

9201 West Broadway

Fax: 763.315.7920
Tel: 763.315.7900
Toll Free: 800.233.9513

Brooklyn Park, MN  55445

INTERIORS

Austin, Texas 78746

coxdesign@austin.rr.com

ARCHITECTURE

5121 Bee Caves Road, Suite 203

T:512 - 327 - 4149

COX DESIGN ASSOCIATES

PLANNING

F:512 - 327 - 7679

Austin

Chicago, IL 60605
345 N. Canal St. Suite 701

T:312 - 454 - 9434
F:312 - 454 - 9439

Chicago

rcox@coxltd.com

4E
FLOOR

DEPARTMENT OF VETERANS AFFAIRS
IOWA CITY VAMC
601 HIGHWAY 6W
IOWA CITY, IA 52246

1-A7

4E REFLECTED CEILING PLAN

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1/8" = 1'-0"
1

4E REFLECTED CEILING PLAN

16 JAN 2012



C
G

CG

CG

CG

CG

C
G

SD

SD

SP

BUILDING IS
FULLY

SPRINKLERED

SHARPS
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MED-GAS

DIFFUSER
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RETURN

EXHAUST
BED LOCATION, NOT IN
CONTRACT

NEW WALL / PARTITION

NEW DOOR

RECESSED FIRE
EXTINGUISHER CABINET

ELECTRICAL PANEL

AUTOMATIC DOOR
OPERATOR

CARD READER

ELECTRONIC KEY PAD LOCK

MODULAR CASEWORK
PROVIDED BY OTHERS AND
INSTALLED BY CONTRACTOR

MILLWORK PROVIDED AND
INSTALLED BY CONTRACTOR

EXISTING WALL TO REMAIN

5
E

0
8

FEC

EP

PP

CR

KP

FLOOR PLAN - SYMBOLS LEGEND

F WALL TYPE

CONSTRUCTION LIMITS

AREA NOT IN CONTRACTAREA IN CONTRACT

FLOOR DRAINFD

SHEET NOTES

KEY NOTES

GRAPHIC LEGEND

A. DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED
WALL (NOMINAL)

B. VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.

C. MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER AND DISRUPTION IN SERVICES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING, DUCTWORK, OR ANY ASSOCIATED
EQUIPMENT.

D. REFER TO SHEET 1-A22 FOR ROOM FINISH SCHEDULE AND NOTES.  REFER TO SHEET 1-A21
FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.

F. EXISTING COVED TILE/ TERRAZZO BASE TO BE REMOVED AND INFILLED IN PREPARATION FOR
NEW FINISHES PER THE ROOM FINISH SCHEDULE.  SEE DETAIL 12/1-A24

G. IN-WALL SUPPORT BLOCKING TO BE PROVIDED AT ALL DOOR WALL STOP LOCATIONS PER
DETAIL 2/1-A25

H. HILTI SPEED SLEEVE OR APPROVAL EQUAL REQUIRED FOR CONDUIT AND PIPING
PENETRATIONS THROUGH FIRE RATED WALLS.

I. ALL EXTERIOR WINDOWS WITHIN THE PROJECT LIMITS ARE TO RECEIVE WINDOW INSERTS
MADE OF 1" ALUMINUM AS MANUFACTURED BY MODULINE MODEL #4IN OR APPROVED EQUAL.
COLOR IS TO BE DARK BRONZE ANODIZED OR APPROVED EQUAL BY OWNER.  NEW WINDOW
INSERTS ARE TO BE INSTALLED WITHIN THE EXISTING WINDOW FRAMING.

J. AT PATIENT ROOM HEADWALLS, EXACT LOCATION OF WALL MOUNTED MONITOR AND OUTLET
ARE TO BE CONFIRMED WITH OWNER.

K. ALL WET AREAS TO RECEIVE NEW TILE FLOORING AS INDICATED ON THE ROOM FINISH
SCHEDULE AND ARE TO RECEIVE A WATERPROOFING MEMBRANE PER 3/1-A25

L. DEMOLITION AS REQUIRED FOR ABATEMENT IS TO BE RECONSTRUCTED BY CONTRACTOR AS
REQUIRED TO MATCH ADJACENT CONDITIONS

PROVIDE ADDITIONAL IN-WALL SUPPORT BLOCKING BEHIND ALL GRAB BARS WITHIN BARIATRIC
PATIENT ROOM TOILET ROOM

EXISTING WALLS TO BECOME RATED PARTITIONS AS INDICATED BY FLOOR PLAN LINETYPE
DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYP BD EXTEND TO THE
UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE SEALED WITH THE
APPROPRIATE FIRE-STOPPING SEALANT.

CONTRACTOR TO RESTORE EXISTING WALLS TO THE FIRE RATING INDICATED BY FLOOR PLAN
LINETYPE DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYPSUM BOARD
EXTEND TO THE UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE
SEALED WITH THE APPROPRIATE FIRE-STOPPING SEALANT.

M.

N.

O.

SEE OWNER PROVIDED ITEMS LIST FOR WALL MOUNTED ITEMS. RE: 1-A22P.

SALVAGE AND REUSE EXISTING SPEAKERS THROUGHOUT - 5E ONLYQ.

FLOOR PLAN KEYED NOTES

HEADWALL UNIT - SEE SHEET 1-HW1 FOR ARRANGEMENT OF OUTLETS AND NURSE CALL1

2 PATCH EXISTING WALL AS REQUIRED TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

3

4

5

EXISTING WINDOW SILL TO BE REFINISHED WITH NEW SOLID SURFACE VENEER.  SEE DETAIL
1/1-A25 FOR LOCATIONS WHERE FAN COIL UNIT AND ENCLOSURE IS SHOWN.  SEE DETAIL
4/1-A25 FOR LOCATIONS WHERE NO FAN COIL UNIT IS PRESENT. FIELD VERIFY ALL
DIMENSIONS. PROVIDE WALL TYPE F5 UP TO THE BOTTOM OF THE WINDOW SILL.

6

WALL MOUNTED STORAGE BIN SYSTEM PROVIDED BY OWNER AND INSTALLED BY
CONTRACTOR.  CONFIRM EXACT LOCATION AND CONFIGURATION WITH OWNER PRIOR TO
INSULATION.

PROVIDE NEW WINDOW SILL VENEER AND WALL FURRING TYP F2 TO ALLOW FOR GRAB BAR
BLOCKING.  SEE DETAIL 4/1-A25 PROVIDE F4 FURRING AT LOCATIONS SHOWN WITH A DEEPER
WINDOW SILL.

PROVIDE GLAZING AND WINDOW ASSEMBLY WITH ALUMINUM WINDOW INSERTS TO MATCH
EXISTING ADJACENT WINDOWS AND GLAZING, SEE DETAIL 1/1-A25

7 PROVIDE SPANDREL GLAZING AND WINDOW ASSEMBLY TO MATCH EXISTING ADJACENT
WINDOWS, SEE DETAIL 1/1-A25

8 PROVIDE ALUMINUM WINDOW INSERTS TO ALL CLEAR GLAZING WINDOW ASSEMBLIES
THROUGHOUT PROJECT

KEY PLAN

1-A8
15

17
18

16

NURSES STATION
4E16

CLERK
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IT
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IT
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2
' -

 1
0
"
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1-A23
8

ROUND COLUMN

GT-1
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RB-1

SS-1

CODE GREEN BUTTON

CORNER GUARD

CASEWORK

GT-1

IWRC-2
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RENOVATE INPATIENT WARD
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SCALE:  1/4" = 1'-0" RE:1 /1-A4
3

PREP ROOM W/
CORRIDOR INSET - WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
4

PREP ROOM W/
CORRIDOR INSET- NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
6

PREP ROOM W/
CORRIDOR INSET- EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A1
5

PREP ROOM W/
CORRIDOR INSET- SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
7

PREP ROOM PLAN,
TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A4
9

4E35 - PREP RM 1 - NORTH
SCALE:  1/4" = 1'-0" RE:1 /1-A1

10
4E35 - PREP RM 1 - SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
11

4E35 - PREP RM 1 - EAST
SCALE:  1/4" = 1'-0" RE:1 /1-A4

12
4E35 - PREP RM 1 - WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A7
8

PREP ROOM REFLECTED
CEILING PLAN, TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A4
1

PREP ROOM PLAN W/
CORRIDOR INSET,
TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A7
2

PREP ROOM PLAN W/
CORRIDOR INSET,
TYPICAL

16 JAN 2012

SCALE:  1/4" = 1'-0" RE:1 /1-A4
13

4E16 - NURSES STATION
SCALE:  1/4" = 1'-0" RE:1 /1-A7

14

ENLARGED RCP - 4E16 -
NURSES STATION

SCALE:  1/4" = 1'-0" RE:1 /1-A4
15

4E16 - NURSES STATION -
EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
16

4E16 - NURSES STATION -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
17

4E16 - NURSES STATION -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
18

4E16 - NURSES STATION -
WEST
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PUB TLT, TYP.

WALL MTD. PAPER TOWEL
DISPENSER

VISUAL FIRE ALARMWALL MOUNTED LIGHT

SOAP DISPENSER

WALL MOUNTED SINK

RUBBER BASE

WALL MOUNTED MIRROR

ALUMINUM WINDOW INSERTS, TYP

RETAIN AND REPAIR EXISTING
PLASTER WALL, TYP.

RUBBER BASE

SOLID SURFACE WINDOW SILL

CORNER GUARD

GRAB BAR

CORNER GUARD

RUBBER BASE

TOILET FIXTURE

GRAB BAR

TOILET PAPER DISPENSER

CORNER GUARD

GRAB BAR

TOILET PAPER
DISPENSER

RUBBER BASE

TOILET FIXTURE

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

CORNER GUARD ACCESS DOORALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

CORNER GUARD

HAND RAIL, TYP.

COAST GUARD, TYP.

RUBBER BASE, TYP.

GT-1

IWRC-2

CORNER GUARDSCORNER GUARDS

ROOM SIGNAGE

HAND RAIL

WALL GUARD

RUBBER BASE

MAGNETIC HOLD OPEN

HAND RAIL

WALL GUARD

RUBBER BASE

HAND RAIL

WALL GUARD

RUBBER BASE

WALL MOUNTED SHELVING

CORNER GUARD

RUBBER BASE

WALL MOUNTED
SHELVING

CORNER GUARDS

RUBBER BASE

CORNER GUARD

SOAP DISPENSER

WALL MOUNTED SINK

CLINIC SINK

RUBBER BASE

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

CORNER GUARDS

RETAIN & REFINISH
EXISTING PLASTER WALL

SOLID SURFACE
WINDOW SILL AND WALL
FURROUT

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

RETAIN & REFINISH
EXISTING PLASTER
WALL

SOLID SURFACE
WINDOW SILL AND
WALL FURROUT

RUBBER BASE

GRAB BAR

TLT PAPER
DISPENSER

FLOOR MOUNTED
TLT

SOLID SURFACE
WINDOW SILL AND
WALL FURROUT

RUBBER BASE

GRAB BAR

TLT PAPER
DISPENSER

FLOOR MOUNTED
TLT

WALL MOUNTED
PAPER TOWEL DISP.

WALL MOUNTED MIRROR

SOAP DISPENSER

WALL MOUNTED SINK

RUBBER BASE

WALL MOUNTED LIGHT

BABY CHANGING STATION IN
PUB TLT, TYP.

VISUAL FIRE ALARM

BABY CHANGING STATION IN
PUB TLT, TYP.

SOAP DISPENSER

PAPER TOWEL
DISPENSER

INTEGRAL SINK

RE: 2/1-A26, FOR MILLWORK DETAIL

RUBBER BASE

RE: 3/1-A26, FOR MILLWORK DETAIL

RUBBER BASE

OMNICELL

ALUMINUM WINDOW
INSERTS, TYP.

CORNER GUARDS

RUBBER BASE

RETAIN & REFINISH
EXISTING PLASTER
WALL

WALL FURR OUT AT
MILLWORK AND
EXTERIOR WALL

ALUMINUM WINDOW
INSERTS, TYP

RUBBER BASE

RETAIN & REFINISH
EXISTING PLASTER
WALL

CORNER GUARDS

NEW WALL
FURROUT

KEY PLAN

INTERIOR ELEVATION NOTES:

1. WALL GUARD TO BE NO LESS THAN 5-1/8" IN
LENGTH

2. HANDRAIL TO BE NO LESS THAN 13-7/8" IN
LENGTH

3. SEE PROJECT FINISH REFERENCE, SHEET 1-A22 FOR FINISHES, MATERIALS, AND COLORS FOR-
WALLS, DOOR & WINDOW FRAMES, WALL PROTECTION DEVICES,
BASE, TILE, AND GROUT.

4. REFER TO SHEET 1-A25 FOR ALL MOUNTING HEIGHTS

5. REFER TO SHEET 1-A26 FOR MILLWORK

6. PREP COLUMN BEFORE INSTALLING FINISHES

7. PROVIDE ALUMINUM WINDOW INSERTS AT ALL EXTERIOR WINDOW LOCATIONS EXCEPT WHERE
SPANDREL GLAZING IS PROVIDED

SHEET NOTES

BUILDING IS
FULLY

SPRINKLERED
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4E INTERIOR ELEVATIONS
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RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1/4" = 1'-0" RE:1 /1-A4
1

4E26 - PAT TLT - EAST
SCALE:  1/4" = 1'-0" RE:1 /1-A4

2
4E26 - PAT TLT - NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
3

4E26 - PAT TLT - SOUTH
SCALE:  1/4" = 1'-0" RE:1 /1-A4

4
4E26 - PAT TLT - WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
45

4CE02 - CORRIDOR -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
46

4CE02 - CORRIDOR -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
47

4CE02 - CORRIDOR - EAST
SCALE:  1/4" = 1'-0" RE:1 /1-A4

48
4CE02 - CORRIDOR - WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
5

4E04 - SOILED / UTILITY -
EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
6

4E04 - SOILED / UTILITY -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
7

4E04 - SOILED / UTILITY -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
8

4E04 - SOILED / UTILITY -
WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
9

4E05 - PAT TLT - EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
10

4E05 - PAT TLT - NORTH
SCALE:  1/4" = 1'-0" RE:1 /1-A4

11
4E05 - PAT TLT - SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
12

4E05 - PAT TLT - WEST
SCALE:  1/4" = 1'-0" RE:1 /1-A4

13
4E22 - MED PREP - EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
14

4E22 - MED PREP - NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
15

4E22 - MED PREP - SOUTH
SCALE:  1/4" = 1'-0" RE:1 /1-A4

16
4E22 - MED PREP - WEST

16 JAN 2012



GYP BD AND MTL
STUD FURR DOWN

AUDIO AND VISUAL
FIRE ALARM

AUDIO AND VISUAL
FIRE ALARM

BEP-1, TYP.

BEPT-1, TYP.

REF ICE

ROOM SIGNAGE, TYP

CORNER GUARD, TYP

HAND RAIL, TYP

WALL GUARD, TYP

RUBBER BASE,
TYP

RE: 1/1-A26, FOR MILLWORK DETAIL

FIRE ALARM PULL

WALL GUARD

RUBBER BASE

ROOM SIGNAGE

CORNER GUARD

BEP-1, TYP.

BEPT-1, TYP.

ROOM SIGNAGE, TYP

CORNER GUARD, TYP HAND RAIL, TYPWALL GUARD, TYP

RUBBER BASE, TYP

ROUND COLUMN

GT-1

IRWC-2

RB-1

SS-1

1-A23
8

Sim

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

HANDRAIL

WALL GUARD

RUBBER BASE

SIGNAGE
BY OWNER

BEP-1

IWRC-2 (BELOW HANDRAIL)

BEPT-1 (TYP. BTWN PANELS)

BEP-1, TYP.

BEPT-1, TYP.

ROOM SIGNAGE, TYP CORNER GUARD, TYP

HAND RAIL, TYP

WALL GUARD, TYP

RUBBER BASE,
TYP

AUDIO VISUAL FIRE ALARM

CR-3

FIRE EXTINGUISHER
CABINET

MAGNETIC HOLD-OPEN

ACCESS DOOR

MAGNETIC HOLD OPEN

BEP-1, TYP.

BEPT-1, TYP. ROOM SIGNAGE, TYP

CORNER GUARD, TYP

HAND RAIL, TYP

WALL GUARD, TYP

RUBBER BASE,
TYP

AUDIO VISUAL FIRE
ALARM

AUDIO VISUAL FIRE ALARM

CORNER GUARD

LOCKERS

RUBBER BASE

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

RUBBER BASE

CORNER GUARD

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

RUBBER BASE

CORNER GUARD
RUBBER BASE

RE: 4/1-A26, FOR MILLWORK DETAIL

INTERIOR ELEVATION NOTES:

1. WALL GUARD TO BE NO LESS THAN 5-1/8" IN
LENGTH

2. HANDRAIL TO BE NO LESS THAN 13-7/8" IN
LENGTH

3. SEE PROJECT FINISH REFERENCE, SHEET 1-A22 FOR FINISHES, MATERIALS, AND COLORS FOR-
WALLS, DOOR & WINDOW FRAMES, WALL PROTECTION DEVICES,
BASE, TILE, AND GROUT.

4. REFER TO SHEET 1-A25 FOR ALL MOUNTING HEIGHTS

5. REFER TO SHEET 1-A26 FOR MILLWORK

6. PREP COLUMN BEFORE INSTALLING FINISHES

7. PROVIDE ALUMINUM WINDOW INSERTS AT ALL EXTERIOR WINDOW LOCATIONS EXCEPT WHERE
SPANDREL GLAZING IS PROVIDED

BUILDING IS
FULLY

SPRINKLERED

SHEET NOTES

KEY PLAN

HAND RAIL, TYP

WALL GUARD, TYP

RUBBER BASE,
TYP

BASE  TILE (PT-2)

FIELD  TILE (PT-3)

TRIM  TILE (PT-4)

HAND RAIL, TYP

WALL GUARD, TYP

BASE  TILE (PT-2)

FIELD  TILE (PT-3)

TRIM  TILE (PT-4)

ROOM SIGNAGE

ELECTRIC WATER
COOLER

BASE  TILE (PT-2)

FIELD  TILE (PT-3)

TRIM  TILE (PT-4)
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A
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3
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1-A10

4E INTERIOR ELEVATIONS

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1/4" = 1'-0" RE:1 /1-A4
1

4CE04 - CORRIDOR -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
2

4CE04 - CORRIDOR - EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
3

4CE04 - CORRIDOR -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
4

4CE03 - CORRIDOR -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
5

4CE03 - CORRIDOR - EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
9

4CE03 - CORRIDOR - WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A4
10

4E21 - BREAK - NORTH
SCALE:  1/4" = 1'-0" RE:1 /1-A4

13
4E21 - BREAK - SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
14

4E21 - BREAK - EAST
SCALE:  1/4" = 1'-0" RE:1 /1-A4

12
4E21 - BREAK - WEST

4E FLOOR INTERIOR ELEVATIONS

16 JAN 2012

SCALE:  1/4" = 1'-0" RE:1 /1-A4
6

4CE03 - CORRIDOR
DRINKING FOUNTAIN -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
7

4CE03 - CORRIDOR
DRINKING FOUNTAIN -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A4
8

4CE03 - CORRIDOR
DRINKING FOUNTAIN -
EAST
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TEMPORARY 1-HR RATED PARTITION
(FINISH TO MATCH ADJACENT WALLS)

PROVIDE TEMPORARY 1-HR FIRE RATED DOOR
AND FRAME WITH CLOSER (DOOR AND FRAME
TO MATCH EXISTING DOORS) CONTRACTOR TO
INSTALL COMBINATION STYLE DOOR LOCK.

PROVIDE
EXIT SIGN

1
1
2
3

TLT
5E18A

LIFE SAFETY PLAN - SYMBOLS LEGEND:

RECESSED FIRE EXTINGUISHER CABINET AND
FIRE EXTINGUISHER

EXIT

EXIT ACCESS CORRIDORS

ONE HOUR RATING, 45 MINUTE "C"
LABEL DOORS

ONE HOUR RATED SMOKE
BARRIER, 20 MINUTE DOORS

TWO HOUR RATING, 90 MINUTE "B"
LABEL DOORS

TWO HOUR RATED SMOKE
BARRIER, 90 MINUTE DOORS

THREE HOUR RATING

SMOKE TIGHT CORRIDOR WALL
CONSTRUCTION SHALL BE SMOKE
TIGHT, WALL IS NOT RATED

FEC

1 1 1

1s 1s 1s

2 2 2

2s 2s 2s

3 3 3

2 HOUR EXIT PASSAGE WAY / EXIT STAIR

LIFE SAFETY PLAN - NOTES

A. MAINTAIN FIRE EXTINGUISHER LOCATIONS DURING CONSTRUCTION

B. MAINTAIN RATING ON SHAFTS DURING CONSTRUCTION

C. PATCH HOLES IN FLOOR DURING CONSTRUCTION TO MAINTAIN 2HR RATING

D. ALL EXIT DOORS TO REMAIN UNLOCKED DURING CONSTRUCTION

SINGLE SIDED EXIT SIGNAGE

AREA IN CONTRACT

AREA NOT IN CONTRACT

DOUBLE SIDED EXIT SIGNAGE

BUILDING IS
FULLY

SPRINKLERED KEY PLAN

NOTE:
PHASING SHOWN IS ARCHITECT'S SUGGESTION ONLY.  CONTRACTOR IS
RESPONSIBLE FOR COORDINATING AND SEQUENCING ALL
CONSTRUCTION AND PHASING WITH THE VA'S FACILITIES DEPARTMENT
AND INFECTION CONTROL DEPARTMENTS AND IS RESPONSIBLE FOR
MAINTAINING INTERIM LIFE SAFETY REQUIREMENTS.  MAINTAIN TWO
MEANS OF EGRESS DURING ALL PHASES OF CONSTRUCTION.  MAINTAIN
PUBLIC ACCESS TO ELEVATORS.  SEE DETAIL 5/1-A24 FOR TEMPORARY
CONSTRUCTION WALL

GRAPHIC LEGEND
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KEY PLAN

AREA NOT IN CONTRACTAREA IN CONTRACT

DASHED LINE DENOTES ITEM
TO BE DEMOLISHED

EXISTING WALLS TO BE
REMOVED

EXISTING DOOR TO BE
REMOVED

LINE DENOTES ITEM TO
REMAIN

EXISTING WALLS TO REMAIN

EXISTING DOOR TO REMAIN

DEMOLITION PLAN NOTE1

VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.  PORTIONS OF EXISTING
CONSTRUCTION MAY HAVE BEEN REMOVED BY OWNER.

1.

VERIFY EXACT COMPOSITION OF EXISTING WALLS TO BE REMOVED.2.

REMOVE FLOOR FINISHES, AND MASTIC INCLUDING SETTING BED IN CERAMIC TILE AREAS IF
APPLICABLE, WHERE NEW FLOORING IS INDICATED IN ROOM FINISH SCHEDULE.

3.

REMOVE SUSPENDED CEILINGS AND RELATED HANGERS, OR GYPSUM BOARD/ PLASTER
CEILINGS WHERE NEW CEILINGS ARE INDICATED ON REFLECTED CEILING PLAN OR
ROOM FINISH SCHEDULE.

4.

REMOVE ALL INTERIOR AND WALL MOUNTED ITEMS IN AREAS TO BE REMODELED
(REFER TO ROOM FINISH SCHEDULE) INCLUDING BUT NOT LIMITED TO, CABINETRY,
EQUIPMENT, LOCKERS, TOILET PARTITIONS, SHELVING HOOKSTRIPS, HANDRAILS,
CLOSET POLES, CHALK AND TACK BOARDS, MIRRORS, WALL AND CEILING TRIM, BASE.

5.

REMOVE EXISTING WALL FINISHES IN ROOMS WHERE NEW FINISHES ARE INDICATED IN
THE ROOM FINISH SCHEDULE.  EXISTING WALLS TO BE PREPARED AS REQUIRED TO
ACCEPT NEW SCHEDULED FINISHES.

6.

AT EXISTING WALLS SHOWN TO REMAIN (INCLUDING EXTERIOR WALLS).  THE EXISTING
COVED TILE/ TERRAZZO BASE IS TO BE REMOVED AND INFILLED IN PREPARATION FOR NEW
WALL BASE AND FINISHES TO BE INSTALLED PER THE ROOM FINISH SCHEDULE.  EXISTING
TERRAZZO DIVIDER STRIP TO BE GROUND DOWN OR REMOVED. SEE DETAIL 12/1-A24

7.

CONSTRUCT A 1HR PARTITION TO SEPARATE AREAS OF CONSTRUCTION FROM ADJACENT
OCCUPIED AREAS OUTSIDE SCOPE OF CONSTRUCTION.  SEE DETAIL 5/1-A24

8.

REMOVE TOPPING AT EXISTING SLOPED FLOORS TO LEVEL OUT FLOORING IN PREPARATION
FOR NEW FLOOR FINISHES.

9.

REFER TO PLUMBING HVAC AND ELECTRICAL PLANS FOR ADDITIONAL DEMOLITION ITEMS
AND NOTES.  COORDINATE WORK WITH PLUMBING, HVAC AND ELECTRICAL REQUIREMENTS.

10.

MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED
BY THIS WORK. COORDINATE WITH OWNER ANY DISRUPTION IN SERIES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING, DUCTWORK, OR ANY ASSOCIATED
EQUIPMENT.

11.

EXISTING CABLES LABELED "ASCOM PHONE SYSTEM: DO NOT DEMO" ARE TO REMAIN AND
SHALL BE PROTECTED DURING DEMOLITION AND CONSTRUCTION.

12.

ALL EXISTING ABANDONED MECHANICAL EQUIPMENT AND ALL ASSOCIATED PIPING
DISCOVERED DURING DEMOLITION IS TO BE REMOVED AND DISCARDED BY CONTRACTOR.

13.

GENERAL NOTES

REMOVE ALL COLUMN FINISHES AND UTILITIES, INCLUDING GYPSUM BOARD AND
FURRINGS FROM EXISTING STRUCTURAL COLUMNS.  NEW WALL FURRINGS ARE TO BE
PROVIDED AT ALL COLUMNS AS PART OF NEW CONSTRUCTION WHETHER SPECIFICALLY
NOTED ON FLOOR PLAN OR NOT.

14.

5E ONLY - SALVAGE AND REUSE EXISTING SPEAKERS, PHONE SYSTEM ASCOM
REPEATERS & TELEMETRY REPEATERS THROUGHOUT

15.

ALL ABANDONED PIPING INCLUDING ABANDONED PNEUMATIC TUBES TO BE REMOVED
AND DISCARDED BY CONTRACTOR

16.

LIMITS OF CONSTRUCTION

BUILDING IS
FULLY

SPRINKLERED

REPLACE EXISTING WINDOW GLAZING WITH CLEAR GLASS AND ALUMINUM WINDOW
INSERTS, SEE NEW CONST. FLOOR PLAN

1.

EXISTING SHAFT / CHASE TO REMAIN.  CONTRACTOR TO MAINTAIN FIRE RESISTANCE RATING
INTEGRITY AT SHAFTS INDICATED WITH WALL RATING LINETYPES

2.

REMOVE EXISTING WALL MOUNTED HANDRAIL AND BRACKETS,  IF THE WALL THAT THE
BRACKETS WERE MOUNTED TO IS SHOWN AS EXISTING TO REMAIN.  THEN FOLLOWING THE
BRACKET REMOVAL.  PATCH EXISTING WALL TO MATCH ADJACENT WALL CONSTRUCTION AND
CONDITIONS.

3.

4.

REMOVE ALL EXISTING STEAM RADIATORS.  EXISTING CABINET TO REMAIN.  SEE DETAIL
1/1-A25. FOR ADDITIONAL DEMOLITION INFORMATION.

5.

6. EXISTING WINDOW SILL TO REMAIN AND BE REFINISHED WITH NEW SOLID SURFACE
VENEER.

7. EXISTING ROOM WALLS TO BE DEMOLISHED FOR INSTALLATION OF NEW WALLS.  NEW
WALLS TO BE CONSTRUCTED AS TYPE SHOWN ON FLOOR PLAN SHEETS.

REPLACE EXISTING WINDOW LOUVER WITH CLEAR GLASS AND ALUMINUM WINDOW
INSERTS, SEE NEW CONST. FLOOR PLAN

8. REMOVE PROJECTOR SCREENS AND RETURN TO OWNER

9. REMOVE EXISTING RECESSED DRINKING FOUNTAIN

10 REMOVE EXISTING VINYL WALL COVERING

11 PREPARE EXISTING ROUND COLUMN TO RECEIVE NEW FINISHES

SHEET NOTES

KEY NOTES

GRAPHIC LEGEND

ALL EXISTING INTERIOR WALLS , FINISHES, FLOORING, AND CEILINGS IN DEMOLITION AREA TO
BE REMOVED TO CONCRETE FLOOR/CEILING SLABS AND TO INTERIOR FINISH OF
EXTERIOR/CORE WALLS AND COLUMNS. EXISTING MECHANICAL IN-WALL STEAM RADIATOR
CABINETS TO REMAIN AND CONTAINING MATERIALS AND EQUIPMENT TO BE REMOVED AND
DISCARDED.  SUPPLY COPPER PIPE TO BE CAPPED OFF BELOW SLAB. REFERENCE
ENGINEERING DRAWINGS FOR PLUMBING, ELECTRICAL, FIRE, AND MECHANICAL EQUIPMENT
AND FIXTURE DEMOLITION WORK.

A

EXISTING TERRAZZO LOCATED AT BASE OF EXISTING WALLS TO BE REMOVED. SEE
DETAIL 12/A24

B

C

D

REMOVE EXISTING PLUMBING FIXTURES.  SEE PLUMBING DRAWINGS FOR FULL EXTENT OF
DEMOLITION.

EXISTING ELECTRICAL PANELS TO BE MODIFIED PER ELECTRICAL DRAWINGS.
CONTRACTOR TO VERIFY INTEGRITY OF WALL.  MAINTAIN FIRE RATING AS INDICATED BY
FLOOR PLAN LINETYPE.

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com
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BUILDING IS
FULLY

SPRINKLERED

AREA REQUIRED FOR CEILING PANEL ACCESS

AREA REQUIRED FOR CEILING PANEL ACCESS
IN NON-CONTRACT AREAS

AREA NOT IN CONTRACT

KEY PLAN

GRAPHIC LEGEND

SHEET NOTES

HATCHED AREAS INDICATE LOCATIONS WHERE THE EXISTING FLOOR'S CEILINGS WILL
REQUIRE TEMPORARY REMOVAL TO PROVIDE ACCESS FOR UNDERFLOOR WORK BEING
PERFORMED FOR THE FLOOR ABOVE.

CONTRACTOR IS RESPONSIBLE FOR REMOVING CEILING FOR UNDERFLOOR
CONSTRUCTION.  REMOVED PORTION OF THE EXISTING CEILING MUST BE REPLACED AT
THE END OF EACH  WORKDAY OR THE IMMEDIATE AREA OF CONSTRUCTION MUST BE
TREATED AS A CONSTRUCTION ZONE.  COMPLETE WITH DUST-PROOF PARTITIONS AS
NOTED ON DEMOLITION SHEET 1-A2 (4E) & 1-A12 (5E) AND SHOWN ON DETAIL 5/1-A24

A.

B.

UPON COMPLETION OF CONSTRUCTION, CONTRACTOR IS RESPONSIBLE FOR RETURNING
AND/OR REPAIRING ANY REMOVED PORTION OF CEILING TO A CONDITION EQUAL TO OR
BETTER THAN THAT OF THE ADJACENT EXISTING CEILING CONDITIONS.

C.

IN AREAS WHERE PLASTER TYPE CEILINGS ARE REMOVED, REPLACE WITH ACOUSTIC
CEILING TILE. ACOUSTIC CEILING TILE IS TO MATCH ADJACENT TYPE AND MODEL.

D.
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BED LOCATION, NOT IN
CONTRACT

NEW WALL / PARTITION

NEW DOOR

RECESSED FIRE
EXTINGUISHER CABINET

ELECTRICAL PANEL

AUTOMATIC DOOR
OPERATOR

CARD READER

ELECTRONIC KEY PAD LOCK

MODULAR CASEWORK
PROVIDED BY OTHERS AND
INSTALLED BY CONTRACTOR

MILLWORK PROVIDED AND
INSTALLED BY CONTRACTOR

EXISTING WALL TO REMAIN

5
E

0
8

FEC

EP

PP

CR

KP

FLOOR PLAN - SYMBOLS LEGEND

F WALL TYPE

CONSTRUCTION LIMITS

AREA NOT IN CONTRACTAREA IN CONTRACT

FLOOR DRAINFD

BUILDING IS
FULLY

SPRINKLERED

GRAPHIC LEGEND

SHEET NOTES

KEY NOTES

A. DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED
WALL (NOMINAL)

B. VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.

C. MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER AND DISRUPTION IN SERVICES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING, DUCTWORK, OR ANY ASSOCIATED
EQUIPMENT.

D. REFER TO SHEET 1-A22 FOR ROOM FINISH SCHEDULE AND NOTES.  REFER TO SHEET 1-A21
FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.

F. EXISTING COVED TILE/ TERRAZZO BASE TO BE REMOVED AND INFILLED IN PREPARATION FOR
NEW FINISHES PER THE ROOM FINISH SCHEDULE.  SEE DETAIL 12/1-A24

G. IN-WALL SUPPORT BLOCKING TO BE PROVIDED AT ALL DOOR WALL STOP LOCATIONS PER
DETAIL 2/1-A25

H. HILTI SPEED SLEEVE OR APPROVAL EQUAL REQUIRED FOR CONDUIT AND PIPING
PENETRATIONS THROUGH FIRE RATED WALLS.

I. ALL EXTERIOR WINDOWS WITHIN THE PROJECT LIMITS ARE TO RECEIVE WINDOW INSERTS
MADE OF 1" ALUMINUM AS MANUFACTURED BY MODULINE MODEL #4IN OR APPROVED EQUAL.
COLOR IS TO BE DARK BRONZE ANODIZED OR APPROVED EQUAL BY OWNER.  NEW WINDOW
INSERTS ARE TO BE INSTALLED WITHIN THE EXISTING WINDOW FRAMING.

J. AT PATIENT ROOM HEADWALLS, EXACT LOCATION OF WALL MOUNTED MONITOR AND OUTLET
ARE TO BE CONFIRMED WITH OWNER.

K. ALL WET AREAS TO RECEIVE NEW TILE FLOORING AS INDICATED ON THE ROOM FINISH
SCHEDULE AND ARE TO RECEIVE A WATERPROOFING MEMBRANE PER 3/1-A25

L. DEMOLITION AS REQUIRED FOR ABATEMENT IS TO BE RECONSTRUCTED BY CONTRACTOR AS
REQUIRED TO MATCH ADJACENT CONDITIONS

PROVIDE ADDITIONAL IN-WALL SUPPORT BLOCKING BEHIND ALL GRAB BARS WITHIN BARIATRIC
PATIENT ROOM TOILET ROOM

EXISTING WALLS TO BECOME RATED PARTITIONS AS INDICATED BY FLOOR PLAN LINETYPE
DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYP BD EXTEND TO THE
UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE SEALED WITH THE
APPROPRIATE FIRE-STOPPING SEALANT.

CONTRACTOR TO RESTORE EXISTING WALLS TO THE FIRE RATING INDICATED BY FLOOR PLAN
LINETYPE DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYPSUM BOARD
EXTEND TO THE UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE
SEALED WITH THE APPROPRIATE FIRE-STOPPING SEALANT.

M.

N.

O.

SEE OWNER PROVIDED ITEMS LIST FOR WALL MOUNTED ITEMS. RE: 1-A22P.

SALVAGE AND REUSE EXISTING SPEAKERS THROUGHOUT - 5E ONLYQ.

SOUND PARTITION

3 5/8" STEEL STUDS @ 16" O.C. W/ 3" SOUND ATTENUATION INSULATION & 5/8" GYP BD @
EACH FACE.  PROVIDE 1HR RATED UL # U465 DESIGN WHERE 1HR CONSTRUCTION IS
INDICATED ON PLANS - SEE LIFE SAFETY PLANS

GYPSUM BOARD PARTITION SCHEDULE

A1

6" STEEL STUDS @ 16" O.C. W/ 6" SOUND ATTENUATION INSULATION & 5/8" GYP BD @ EACH
FACE.  PROVIDE 1HR RATED UL # U465 DESIGN WHERE 1HR CONSTRUCTION IS INDICATED ON
PLANS - SEE LIFE SAFETY PLANS

A2

FURRING

DIRECT BONDED 5/8" GYP BDF

1 5/8" STEEL STUDS @ 16" OC W/ 5/8" GYP BDF1

2 1/2" STEEL STUDS @ 16" OC W/ 5/8" GYP BDF2

F3

3 5/8" STEEL STUDS @ 16" OC W/ 3" SOUND
ATTENUATION INSULATION & 5/8" GYP BD

F4

7/8" STEEL HAT CHANNEL @ 16" OC W/ 5/8"
GYP BD

F5

3 5/8" STEEL STUDS @ 16" OC W/ 5/8" GYP
BD

GYPSUM BOARD PARTITION GENERAL NOTES

ALL GYP BD PARTITIONS SHALL BE  A1  UNLESS OTHERWISE NOTED ON FLOOR PLANS

GYP BD PARTITION DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED
PARTITION TO FACE OF FINISHED PARTITION (NOMINAL).

REFER TO GYP BD SPECIFICATION FOR LOCATIONS & TYPE(S) OF GYPSUM BOARD
MATERIAL REQUIRED.

PROVIDE TYPE "X"FIRE RATED GYPSUM BOARD AT ALL FIRE RATED PARTITIONS.

SEAL ALL WALL PENETRATIONS AT PERIMETER AND FIRESTOP ALL FIRE RATED PARTITIONS.

EXTEND ALL GYPSUM BOARD PARTITIONS FULL HEIGHT TO UNDERSIDE OF STRUCTURE
ABOVE.  PROVIDE SLIP JOINT BETWEEN TOP OF PARTITION AND UNDERSIDE OF
STRUCTURE ABOVE.

3 5/8" STEEL STUDS @ 16" O.C. W/ 3" SOUND ATTENUATION INSULATION, 5/8" GYP BD @ EACH
FACE, & 3/4" FIRE RATED PLYWOOD ON THE CLEAN UTILITY ROOM SIDE.  PROVIDE 1HR RATED
CONSTRUCTION AS INDICATED ON PLANS

A3

EXISTING CLAY BLOCK, EXTERIOR MASONRY BRICK VENEER AND INTERIOR PLASTER FINISHA4

1.

2.

3.

4.

5.

REFERENCE "LIFE SAFETY PLANS" FOR WALL RATINGS6.

FLOOR PLAN KEYED NOTES

HEADWALL UNIT - SEE SHEET 1-HW1 FOR ARRANGEMENT OF OUTLETS AND NURSE CALL1

2 PATCH EXISTING WALL AS REQUIRED TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

3

4

5

EXISTING WINDOW SILL TO BE REFINISHED WITH NEW SOLID SURFACE VENEER.  SEE DETAIL
1/1-A25 FOR LOCATIONS WHERE FAN COIL UNIT AND ENCLOSURE IS SHOWN.  SEE DETAIL
4/1-A25 FOR LOCATIONS WHERE NO FAN COIL UNIT IS PRESENT. FIELD VERIFY ALL
DIMENSIONS. PROVIDE WALL TYPE F5 UP TO THE BOTTOM OF THE WINDOW SILL.

6

WALL MOUNTED STORAGE BIN SYSTEM PROVIDED BY OWNER AND INSTALLED BY
CONTRACTOR.  CONFIRM EXACT LOCATION AND CONFIGURATION WITH OWNER PRIOR TO
INSULATION.

PROVIDE NEW WINDOW SILL VENEER AND WALL FURRING TYP F2 TO ALLOW FOR GRAB BAR
BLOCKING.  SEE DETAIL 4/1-A25 PROVIDE F4 FURRING AT LOCATIONS SHOWN WITH A DEEPER
WINDOW SILL.

PROVIDE GLAZING AND WINDOW ASSEMBLY WITH ALUMINUM WINDOW INSERTS TO MATCH
EXISTING ADJACENT WINDOWS AND GLAZING, SEE DETAIL 1/1-A25

7 PROVIDE SPANDREL GLAZING AND WINDOW ASSEMBLY TO MATCH EXISTING ADJACENT
WINDOWS, SEE DETAIL 1/1-A25

8 PROVIDE ALUMINUM WINDOW INSERTS TO ALL CLEAR GLAZING WINDOW ASSEMBLIES
THROUGHOUT PROJECT

KEY NOTES

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com

TM

STRUCTURAL | MECHANICAL | ELECTRICAL
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NOTE: CG-1 SERIES TYPICAL; TO BE LOCATED AT ALL OUTSIDE CORNERS - 5E ONLY
CG-2 SERIES TYPICAL;  TO BE LOCATED AT ALL OUTSIDE CORNERS - 4E ONLY

=CORNER GUARD,  RE:5/1-A25

=HAND RAIL W/ END CAPS,  RE: 3/1-A24

=WALL GUARD / CRASH RAIL: 2/1-A24 W/ END CAPS

ALL HANDRAILS TO BE MOUNTED AT 2'-10" A.F.F. TO TOP OF HANDRAIL, U.O.N.

WALL GUARD MOUNTING HEIGHTS (TO TOP OF WALL GUARD): RE: 2/1-A24

=WALL GUARD / CRASH RAIL AND HAND RAIL W/ END CAPS

CHAIR RAIL W/ END CAPS CONTINUOUS TO BE LOCATED IN ALL PATIENT ROOMS AT TLT
WALL, TO BE 2'-10" A.F.F TO TOP OF CHAIR RAIL U.O.N. RE: 1/1-A24

WALL GUARDS AND WALL BASE ONLY BEHIND DOORS HELD OPEN, U.O.N.

CG

AREA NOT IN CONTRACTAREA IN CONTRACT

1.

2.

3.

4.

NOTE: HR-1  TYPICAL - 5E ONLY
HR-2  TYPICAL - 4E ONLY

BUILDING IS
FULLY

SPRINKLERED

GRAPHIC LEGEND

SHEET NOTES
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5E WALL PROTECTION PLAN

16 JAN 2012
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SCALE:  1/8" = 1'-0"
1

5E WALL PROTECTION PLAN

16 JAN 2012
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PAT RM 2
5E30

PAT RM 3
5E28

CLEAN/ UTILITY
5E26

PUB TLT
5E25

MED PREP
5E23

NOURISH
5E22

IT
5E24A

BREAK
5E24

PAT RM 4
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TLT
5E08A

TLT
5E06A

PAT RM 5
5E06

PAT RM 6
5E04

OFFICE
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EQUIPMENT
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PAT RM 7-
PALLIATIVE CARE

5E05
FAMILY ROOM

5E07

TLT
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PAT RM 8
5E09

MED CART
5E12

CORRIDOR
5CE02

TLT
5E16A

PAT RM 13
5E19

PAT RM 12
5E16

PAT RM 14 -
BARIATRIC
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1. CONTRACTOR SHALL REMOVE EXISTING FLOORING MATERIALS ENTIRELY AND PREPARE
CONCRETE FLOORS AS SPECIFIED FOR INSTALLATION OF NEW FLOORING MATERIALS AS
SCHEDULED.

2. CONTRACTOR SHALL INSTALL NEW FLOORING IN PATTERNS INDICATED TO THE GREATEST
EXTENT POSSIBLE. PATTERN DEVIATIONS SHALL BE APPROVED BY THE C.O.T.R. PRIOR TO
INSTALLATION.

3. TERMINATE OR TRANSITION DISSIMILAR FLOORING MATERIALS AT THE CENTERLINE OF DOORS.

4. PROVIDE A FLUSH TRANSITION BETWEEN FLOORING MATERIALS OF VARYING HEIGHTS.
PROVIDE TRANSITION STRIPS AS INDICATED ON MATERIAL SCHEDULE.

5. REMOVE, REFURBISH, AND REINSTALL ALL EXISTING DOOR STOPS

6. FLOORING TO RUN CONTINUOUSLY BENEATH ALL CASEWORK.

7. DIFFERENT FLOOR MATERIALS ADJACENT TO EACH OTHER ARE TO BE FLUSH.  FEATHER AND
ALIGN AS REQUIRED.

BUILDING IS
FULLY

SPRINKLERED

KEY NOTES

SHEET NOTES

1. WATERPROOF MEMBRANE TO BE INSTALLED THROUGHOUT TOILET ROOMS, INCLUDING
SHOWER AREAS. REF DETAIL 3/1-A25

2. PROVIDE BUILT UP FLOORING AREA FOR PROPER SLOPE TO FLOOR DRAINS, TYPICAL AT ALL
PATIENT TOILET ROOMS.  BUILT UP FLOORING TO BE FEATHERED OUT INTO PATIENT ROOM TO
PROVIDE GRADUAL TRANSITION FROM PATIENT ROOM FLOOR HEIGHT TO BUILT UP TOILET
ROOM FLOOR HEIGHT.

GRAPHIC LEGEND

AREA NOT IN CONTRACTAREA IN CONTRACT

NO FINISHNF

FEATHER FLOOR SLOPING
AT TOILET ROOM OUT

INTO PATIENT ROOM SUCH
THAT FLOOR SLOPING IS

LESS THAN 1%

SLOPE

ALL PATIENT TOILET ROOMS SIMILAR. RE: 3/1-A25,  FOR FLOORING DETAIL

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com

TM

STRUCTURAL | MECHANICAL | ELECTRICAL
TECHNOLOGY | MEDICAL EQUIPMENT SOLUTIONS

1 RHC CAW

o
n
e 

ei
g
h
th

 i
n
ch

 =
 o

n
e 

fo
o
t

1
6

8
4

0

B

C

D

E

F

th
re

e 
in

ch
es

 =
 o

n
e 

fo
o
t

6
"

1
0

6
"

o
n
e 

an
d
 o

n
e 

h
al

f 
in

ch
es

 =
 o

n
e 

fo
o
t

o
n
e 

in
ch

 =
 o

n
e 

fo
o
t

2
0

6
"

6
"

0
2

th
re

e 
q
u
ar

te
rs

 i
n
ch

 =
 o

n
e

fo
o
t

o
n
e 

h
al

f 
in

ch
 =

 o
n
e 

fo
o
t

4
0

th
re

e 
ei

g
h
th

s 
in

ch
 =

 o
n
e 

fo
o
t

4
0

0
4

8

o
n
e 

q
u
ar

te
r 

in
ch

 =
 o

n
e 

fo
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

Drawing Title

Location

Building Number Checked

Date

Project Number

Drawing Number

Drawn

Dwg.         ofRevisions: Date

Office of
Construction
and Facilities
Management

Project Name

A

Department of
Veterans Affairs

CONSULTANTS: ARCHITECT/ENGINEERS:
Approved: Assistant Director

Approved: Service Chief

Approved: Chief, Bio-Med

Approved: Chief, IT

Approved: Chief, Safety

Approved: Chief of Staff

Approved: Service Chief

Approved: Chief, EMS

Approved: Chief, M&O

Approved: Chief

Approved: Chief, Engineering

Approved: Service Chief

Approved: Chief, Infection Control

Approved: Chief, Police

Approved: Chief

9201 West Broadway

Fax: 763.315.7920
Tel: 763.315.7900
Toll Free: 800.233.9513

Brooklyn Park, MN  55445

INTERIORS

Austin, Texas 78746

coxdesign@austin.rr.com

ARCHITECTURE

5121 Bee Caves Road, Suite 203

T:512 - 327 - 4149

COX DESIGN ASSOCIATES

PLANNING

F:512 - 327 - 7679

Austin

Chicago, IL 60605
345 N. Canal St. Suite 701

T:312 - 454 - 9434
F:312 - 454 - 9439

Chicago

rcox@coxltd.com

5E
FLOOR

DEPARTMENT OF VETERANS AFFAIRS
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1-A16

5E FLOOR FINISH PLAN

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1/8" = 1'-0"
1

5E FLOOR FINISH PLAN

16 JAN 2012

SCALE:  1/4" = 1'-0"
2

TYPICAL FLOOR SLOPE - PATIENT
TOILET ROOMS

    PJ
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KEY PLAN

2'-0" x 2'-0" SUSPENDED EXPOSED
GRID ACOUSTIC CEILING TILE

GYP BD CEILING OR BULKHEAD,
SEE FINISH SCHEDULE FOR FINISH

2' X 4' LUMINAIRE

2' X 2' LUMINAIRE

DOWNLIGHT

CEILING MOUNTED EXIT SIGN
SINGLE SIDED

CEILING MOUNTED EXIT SIGN
DOUBLE SIDED

6" X 12" LUMINAIRE

SUPPLY GRILLE

EXHAUST GRILLE

RETURN GRILLE

48" X 4' LINEAR DIFFUSER

24" X 4' LINEAR DIFFUSER

CEILING MOUNTED NURSE CALL LIGHTN

CEILING MOUNTED PATIENT LIFT
TRACK

CEILING MOUNTED CUBICLE CURTAIN
TRACK PANEL SIZES AS FOLLOW,
8' CLG -106"X82"L
9' CLG- 106" W X 94"L

EXHAUST GRILLE

SMOKE DETECTORSD

CEILING HEIGHT, ABOVE FINISHED
FLOOR

8'-0" A.F.F

CEILING PLAN NOTE1

SPEAKER, REUSE EXISTINGSP

TECHNOLOGY ITEMTI

CEILING MOUNTED
INFORMATION OUTLET

IO

OCCUPANCY SENSOROC

BUILDING IS
FULLY

SPRINKLERED

1

1-A23

2

1-A23

PAT RM 2
5E30

PAT RM 3
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RESIDENT OFFICE
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1-A19
8

TITI TI
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CEILING MOUNTED
PAT. RM. MONITOR

7' - 10"

7' - 10"

7' - 10"

7' - 10"

7' - 10"7' - 10"

7' - 10" 7' - 10"
7' - 10"

7' - 10"

1
1
2
3

7' - 10"

7' - 10"

7' - 10"
7' - 10"

7' - 10"

SHEET NOTES

KEY NOTES

GRAPHIC LEGEND

PERIMETER CEILING TILES SHALL NOT BE LESS THAN 4".A.

LOCATE ALL SPRINKLER HEADS, SMOKE DETECTORS, AUDIO SPEAKERS, HEAT SENSORS,
ETC IN THE CENTER OF CEILING TILE (OR IN THE CENTER OF THE RAISED/RECESSED
FIELD OF A PATTERNED TILE.)

B.

THE FOLLOWING IN DESCENDING ORDER IS THE PRECEDENCE ASSIGNED  THE WORK
ITEMS FOR SPACE PRIORITY.  RECESSED LIGHT FIXTURES AND SPACE FOR THEIR
INSTALLATION IS FIRST PRIORITY.  HVAC DUCTWORK SECOND PRIORITY, ETC.  AN
EXCEPTION TO THE PRECEDENCE LISTING WOULD BE THE GRAVITY FLOOR REQUIREMENT
FOR PLUMBING WASTE AND ROOF DRAINAGE.  ALL ITEMS ARE TO BE INSTALLED TIGHT TO
STRUCTURE OR THE WORK ITEMS ABOVE.

C.

-RECESSED LIGHT FIXTURES
-DUCTWORK AND APPURTENANCES
-MEDICAL GASES
-PLUMBING WASTE AND ROOF DRAINAGE
-HVAC PIPING
-PLUMBING VENT AND SUPPLY PIPING
-ELECTRICAL CONDUIT
-FIRE PROTECTION SPRINKLER PIPING

WHERE PATIENT LIFT SYSTEMS ARE PRESENT, ALL CEILING MOUNTED ITEMS, INCLUDING
ACOUSTICAL CEILING SYSTEMS, ARE TO BE COORDINATED WITH THE LIFT SYSTEM PRIOR
TO INSTALLATION.

D.

MAINTAIN 2' CLEAR AROUND CEILING MOUNTED FAN COIL UNITE.

ALL CEILINGS HEIGHTS AT 8' - 0" A.F.F. UNLESS NOTED OTHERWISEF.

SPRINKLER HEADS ARE TO BE LOCATED PER CERTIFIED INSTALLER, CENTERED W/
CEILING TILE

G.

CEILING MOUNTED CUBICLE CURTAIN TRACK, SEE DETAIL 4/1-A24 PROVIDE 12" RADIUS AT
CORNER WHERE SHOWN ON PLAN RETURNING TO ADJACENT WALL.  CONTRACTOR TO
PROVIDE OVERSTOCK OF (3) ADDITIONAL 106"W X 94"L PANELS AND 30% ADDITIONAL
106"W X 82"L PANELS.

1

PATIENT LIFT SYSTEM PURCHASED AND INSTALLED UNDER A SEPARATE CONTRACT.
MANUFACTURER IS RESPONSIBLE FOR THE STRUCTURAL INTEGRITY OF THE TOTAL LIFT
SYSTEM, INCLUDING TRACK BRACING, HANGERS, AND ALL CONNECTIONS TO THE
BUILDING STRUCTURE.  FINAL LIFT SYSTEM LAYOUT MAY DIFFER FROM THAT SHOWN ON
PLANS.  THE NEW ACOUSTICAL CEILING SYSTEM AND ALL CEILING MOUNTED ITEMS,
INCLUDING LIGHTING, ARE SUBJECT TO BE REVISED FROM THEIR LOCATION AS SHOWN
ON THE DRAWINGS AND SHOULD BE COORDINATED WITH LIFT SYSTEM MANUFACTURER
PRIOR TO INSTALLATION.

2
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ROCK ISLAND, IL 61201
309.788.0673
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TOWEL DISPENSER

3'X5' ACCESSIBLE SHOWER

WALL MOUNTED SINK

PROVIDE SOUND BATT
INSULATION AT CORRIDOR
WALLS

3'-6" DOOR

FLOOR MOUNTED REAR
DISCHARGE TOILET,

REF. PLUMBING
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PROVIDE HOOK
ADJACENT TO SHOWER

NURSE CALL
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A. DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED
WALL (NOMINAL)

B. VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.

C. MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER AND DISRUPTION IN SERVICES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING, DUCTWORK, OR ANY ASSOCIATED
EQUIPMENT.

D. REFER TO SHEET 1-A22 FOR ROOM FINISH SCHEDULE AND NOTES.  REFER TO SHEET 1-A21
FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.

F. EXISTING COVED TILE/ TERRAZZO BASE TO BE REMOVED AND INFILLED IN PREPARATION FOR
NEW FINISHES PER THE ROOM FINISH SCHEDULE.  SEE DETAIL 12/1-A24

G. IN-WALL SUPPORT BLOCKING TO BE PROVIDED AT ALL DOOR WALL STOP LOCATIONS PER
DETAIL 2/1-A25

H. HILTI SPEED SLEEVE OR APPROVAL EQUAL REQUIRED FOR CONDUIT AND PIPING
PENETRATIONS THROUGH FIRE RATED WALLS.

I. ALL EXTERIOR WINDOWS WITHIN THE PROJECT LIMITS ARE TO RECEIVE WINDOW INSERTS
MADE OF 1" ALUMINUM AS MANUFACTURED BY MODULINE MODEL #4IN OR APPROVED EQUAL.
COLOR IS TO BE DARK BRONZE ANODIZED OR APPROVED EQUAL BY OWNER.  NEW WINDOW
INSERTS ARE TO BE INSTALLED WITHIN THE EXISTING WINDOW FRAMING.

J. AT PATIENT ROOM HEADWALLS, EXACT LOCATION OF WALL MOUNTED MONITOR AND OUTLET
ARE TO BE CONFIRMED WITH OWNER.

K. ALL WET AREAS TO RECEIVE NEW TILE FLOORING AS INDICATED ON THE ROOM FINISH
SCHEDULE AND ARE TO RECEIVE A WATERPROOFING MEMBRANE PER 3/1-A25

L. DEMOLITION AS REQUIRED FOR ABATEMENT IS TO BE RECONSTRUCTED BY CONTRACTOR AS
REQUIRED TO MATCH ADJACENT CONDITIONS

PROVIDE ADDITIONAL IN-WALL SUPPORT BLOCKING BEHIND ALL GRAB BARS WITHIN BARIATRIC
PATIENT ROOM TOILET ROOM

EXISTING WALLS TO BECOME RATED PARTITIONS AS INDICATED BY FLOOR PLAN LINETYPE
DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYP BD EXTEND TO THE
UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE SEALED WITH THE
APPROPRIATE FIRE-STOPPING SEALANT.

CONTRACTOR TO RESTORE EXISTING WALLS TO THE FIRE RATING INDICATED BY FLOOR PLAN
LINETYPE DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYPSUM BOARD
EXTEND TO THE UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE
SEALED WITH THE APPROPRIATE FIRE-STOPPING SEALANT.

M.

N.

O.

SEE OWNER PROVIDED ITEMS LIST FOR WALL MOUNTED ITEMS. RE: 1-A22P.

SALVAGE AND REUSE EXISTING SPEAKERS THROUGHOUT - 5E ONLYQ.

GRAPHIC LEGEND

SHEET NOTES

KEY NOTES

FLOOR PLAN KEYED NOTES

HEADWALL UNIT - SEE SHEET 1-HW1 FOR ARRANGEMENT OF OUTLETS AND NURSE CALL1

2 PATCH EXISTING WALL AS REQUIRED TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

3

4

5

EXISTING WINDOW SILL TO BE REFINISHED WITH NEW SOLID SURFACE VENEER.  SEE DETAIL
1/1-A25 FOR LOCATIONS WHERE FAN COIL UNIT AND ENCLOSURE IS SHOWN.  SEE DETAIL
4/1-A25 FOR LOCATIONS WHERE NO FAN COIL UNIT IS PRESENT. FIELD VERIFY ALL
DIMENSIONS. PROVIDE WALL TYPE F5 UP TO THE BOTTOM OF THE WINDOW SILL.

6

WALL MOUNTED STORAGE BIN SYSTEM PROVIDED BY OWNER AND INSTALLED BY
CONTRACTOR.  CONFIRM EXACT LOCATION AND CONFIGURATION WITH OWNER PRIOR TO
INSULATION.

PROVIDE NEW WINDOW SILL VENEER AND WALL FURRING TYP F2 TO ALLOW FOR GRAB BAR
BLOCKING.  SEE DETAIL 4/1-A25 PROVIDE F4 FURRING AT LOCATIONS SHOWN WITH A DEEPER
WINDOW SILL.

PROVIDE GLAZING AND WINDOW ASSEMBLY WITH ALUMINUM WINDOW INSERTS TO MATCH
EXISTING ADJACENT WINDOWS AND GLAZING, SEE DETAIL 1/1-A25

7 PROVIDE SPANDREL GLAZING AND WINDOW ASSEMBLY TO MATCH EXISTING ADJACENT
WINDOWS, SEE DETAIL 1/1-A25

8 PROVIDE ALUMINUM WINDOW INSERTS TO ALL CLEAR GLAZING WINDOW ASSEMBLIES
THROUGHOUT PROJECT

BED LOCATION, NOT IN
CONTRACT

NEW WALL / PARTITION

NEW DOOR
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EXTINGUISHER CABINET

ELECTRICAL PANEL

AUTOMATIC DOOR
OPERATOR
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INSTALLED BY CONTRACTOR
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RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1/4" = 1'-0" RE:1 /1-A14
1

PATIENT ROOM, TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A14
7

PATIENT ROOM TOILET,
TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
6

PATIENT ROOM
ELEVATION - HEAD WALL,
TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
3

PATIENT ROOM
ELEVATION - CORRIDOR
WALL, TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
4

PATIENT ROOM
ELEVATION - TOILET
WALL, TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
5

PATIENT ROOM
ELEVATION - EXTERIOR
WALL, TYPICAL

SCALE:  1/4" = 1'-0"
2

REFLECTED CEILING PLAN -
PATIENT ROOM, TYPICAL

SCALE:  1/4" = 1'-0"
8

REFLECTED CEILING PLAN -
PATIENT ROOM TOILET, TYPICAL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
9

PATIENT TOILET, TYP -
EXTERIOR WALL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
10

PATIENT TOILET, TYP -
CORRIDOR WALL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
11

PATIENT TOILET, TYP -
PATIENT ROOM WALL

SCALE:  1/4" = 1'-0" RE:1 /1-A15
12

PATIENT TOILET, TYP -
PLUMBING WALL

16 JAN 2012
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MOUNT TO SIDE OF CASEWORK
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3 4
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5
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5E18

NOTE:  REFER TO PAGE 1-A18 FOR TYPICAL
PATIENT TLT MOUNTING HEIGHTS, DEVICE
LOCATIONS, AND INTERIOR ELEVATIONS
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CLEARANCE @ DOOR

5' DIAMETER TURNAROUND
CLEARANCE

SHOWER COMPARTMENT
CLEARANCE
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TLT
5E18A

PRIVACY CURTAINS

PATIENT LIFT SYSTEM

PAT RM 14 -
BARIATRIC

5E18

TLT
5E18A

14

1-A24

SIM

GRAPHIC LEGEND

SHEET NOTES

KEY NOTES

A. DIMENSIONS ON FLOOR PLAN ARE BASED ON FACE OF FINISHED WALL TO FACE OF FINISHED
WALL (NOMINAL)

B. VERIFY ALL DIMENSIONS AND CONDITIONS AT JOB SITE.

C. MAINTAIN CONTINUOUS UTILITY SERVICE TO ALL SPACES IN THE BUILDING NOT AFFECTED BY
THIS WORK. COORDINATE WITH OWNER AND DISRUPTION IN SERVICES REQUIRED TO
PERFORM WORK OR TO MODIFY EXISTING PIPING, DUCTWORK, OR ANY ASSOCIATED
EQUIPMENT.

D. REFER TO SHEET 1-A22 FOR ROOM FINISH SCHEDULE AND NOTES.  REFER TO SHEET 1-A21
FOR DOOR SCHEDULES, DOOR TYPES, AND NOTES.

F. EXISTING COVED TILE/ TERRAZZO BASE TO BE REMOVED AND INFILLED IN PREPARATION FOR
NEW FINISHES PER THE ROOM FINISH SCHEDULE.  SEE DETAIL 12/1-A24

G. IN-WALL SUPPORT BLOCKING TO BE PROVIDED AT ALL DOOR WALL STOP LOCATIONS PER
DETAIL 2/1-A25

H. HILTI SPEED SLEEVE OR APPROVAL EQUAL REQUIRED FOR CONDUIT AND PIPING
PENETRATIONS THROUGH FIRE RATED WALLS.

I. ALL EXTERIOR WINDOWS WITHIN THE PROJECT LIMITS ARE TO RECEIVE WINDOW INSERTS
MADE OF 1" ALUMINUM AS MANUFACTURED BY MODULINE MODEL #4IN OR APPROVED EQUAL.
COLOR IS TO BE DARK BRONZE ANODIZED OR APPROVED EQUAL BY OWNER.  NEW WINDOW
INSERTS ARE TO BE INSTALLED WITHIN THE EXISTING WINDOW FRAMING.

J. AT PATIENT ROOM HEADWALLS, EXACT LOCATION OF WALL MOUNTED MONITOR AND OUTLET
ARE TO BE CONFIRMED WITH OWNER.

K. ALL WET AREAS TO RECEIVE NEW TILE FLOORING AS INDICATED ON THE ROOM FINISH
SCHEDULE AND ARE TO RECEIVE A WATERPROOFING MEMBRANE PER 3/1-A25

L. DEMOLITION AS REQUIRED FOR ABATEMENT IS TO BE RECONSTRUCTED BY CONTRACTOR AS
REQUIRED TO MATCH ADJACENT CONDITIONS

PROVIDE ADDITIONAL IN-WALL SUPPORT BLOCKING BEHIND ALL GRAB BARS WITHIN BARIATRIC
PATIENT ROOM TOILET ROOM

EXISTING WALLS TO BECOME RATED PARTITIONS AS INDICATED BY FLOOR PLAN LINETYPE
DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYP BD EXTEND TO THE
UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE SEALED WITH THE
APPROPRIATE FIRE-STOPPING SEALANT.

CONTRACTOR TO RESTORE EXISTING WALLS TO THE FIRE RATING INDICATED BY FLOOR PLAN
LINETYPE DESIGNATIONS.  CONTRACTOR TO CONFIRM THAT PARTITIONS AND GYPSUM BOARD
EXTEND TO THE UNDERSIDE OF STRUCTURE, ARE TAPED, AND ALL PENETRATIONS ARE
SEALED WITH THE APPROPRIATE FIRE-STOPPING SEALANT.

M.

N.

O.

SEE OWNER PROVIDED ITEMS LIST FOR WALL MOUNTED ITEMS. RE: 1-A22P.

SALVAGE AND REUSE EXISTING SPEAKERS THROUGHOUT - 5E ONLYQ.

BED LOCATION, NOT IN
CONTRACT

NEW WALL / PARTITION

NEW DOOR

RECESSED FIRE
EXTINGUISHER CABINET

ELECTRICAL PANEL

AUTOMATIC DOOR
OPERATOR

CARD READER

ELECTRONIC KEY PAD LOCK

MODULAR CASEWORK
PROVIDED BY OTHERS AND
INSTALLED BY CONTRACTOR

MILLWORK PROVIDED AND
INSTALLED BY CONTRACTOR

EXISTING WALL TO REMAIN

5
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0
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FEC
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PP
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KP

FLOOR PLAN - SYMBOLS LEGEND

F WALL TYPE

CONSTRUCTION LIMITS

AREA NOT IN CONTRACTAREA IN CONTRACT

FLOOR DRAINFD

FLOOR PLAN KEYED NOTES

HEADWALL UNIT - SEE SHEET 1-HW1 FOR ARRANGEMENT OF OUTLETS AND NURSE CALL1

2 PATCH EXISTING WALL AS REQUIRED TO MATCH EXISTING ADJACENT WALL CONSTRUCTION.

3

4

5

EXISTING WINDOW SILL TO BE REFINISHED WITH NEW SOLID SURFACE VENEER.  SEE DETAIL
1/1-A25 FOR LOCATIONS WHERE FAN COIL UNIT AND ENCLOSURE IS SHOWN.  SEE DETAIL
4/1-A25 FOR LOCATIONS WHERE NO FAN COIL UNIT IS PRESENT. FIELD VERIFY ALL
DIMENSIONS. PROVIDE WALL TYPE F5 UP TO THE BOTTOM OF THE WINDOW SILL.

6

WALL MOUNTED STORAGE BIN SYSTEM PROVIDED BY OWNER AND INSTALLED BY
CONTRACTOR.  CONFIRM EXACT LOCATION AND CONFIGURATION WITH OWNER PRIOR TO
INSULATION.

PROVIDE NEW WINDOW SILL VENEER AND WALL FURRING TYP F2 TO ALLOW FOR GRAB BAR
BLOCKING.  SEE DETAIL 4/1-A25 PROVIDE F4 FURRING AT LOCATIONS SHOWN WITH A DEEPER
WINDOW SILL.

PROVIDE GLAZING AND WINDOW ASSEMBLY WITH ALUMINUM WINDOW INSERTS TO MATCH
EXISTING ADJACENT WINDOWS AND GLAZING, SEE DETAIL 1/1-A25

7 PROVIDE SPANDREL GLAZING AND WINDOW ASSEMBLY TO MATCH EXISTING ADJACENT
WINDOWS, SEE DETAIL 1/1-A25

8 PROVIDE ALUMINUM WINDOW INSERTS TO ALL CLEAR GLAZING WINDOW ASSEMBLIES
THROUGHOUT PROJECT

KEY PLAN

1-A1913
1214

11

NURSES STATION
5E10

CEILING MOUNTED
PAT RM MONITOR

ALUMINUM
WINDOW
INSERTS, TYP
THROUGHOUT

CORNER GUARD

RUBBER BASE

FIRE ALARM
PULL

CODE GREEN

WALL GUARD

CORNER GUARD

RUBBER BASE

CASEWORK BY
OTHERS

CEILING MOUNTED PAT RM MONITOR

NURSES STATION
5E10
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ROCK ISLAND, IL 61201
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RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1/4" = 1'-0" RE:1 /1-A15
5

5E18 - PAT RM 14 -
BARIATRIC - NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A15
6

5E18 - PAT RM 14 -
BARIATRIC - SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A15
3

5E18 - PAT RM 14 -
BARIATRIC - EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A15
4

5E18 - PAT RM 14 -
BARIATRIC - WEST
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SCALE:  1/4" = 1'-0" RE:1 /1-A14
1

5E18 PAT RM 14 -
BARIATRIC

SCALE:  1/4" = 1'-0" RE:1 /1-A14
7

5E18A TLT - BARIATRIC

SCALE:  1/4" = 1'-0" RE:1 /1-A17
2

REFLECTED CEILING
PLAN - 5E18 PAT RM 14 -
BARIATRIC

SCALE:  1/4" = 1'-0" RE:1 /1-A17
8

REFLECTED CEILING
PLAN - 5E18A TLT -
BARIATRIC

SCALE:  1/4" = 1'-0" RE:1 /1-A14
9

5E10 - NURSES STATION

SCALE:  1/4" = 1'-0" RE:1 /1-A14
14

5E10 - NURSES STATION -
EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A14
11

5E10 - NURSES STATION -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
12

5E10 - NURSES STATION -
WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A14
13

5E10 - NURSES STATION -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A17
10

5E10 - NURSES STATION
REFLECTED CEILING
PLAN



INTERIOR ELEVATION NOTES:

1. WALL GUARD TO BE NO LESS THAN 5-1/8" IN
LENGTH

2. HANDRAIL TO BE NO LESS THAN 13-7/8" IN
LENGTH

3. SEE PROJECT FINISH REFERENCE, SHEET 1-A22 FOR FINISHES, MATERIALS, AND COLORS FOR-
WALLS, DOOR & WINDOW FRAMES, WALL PROTECTION DEVICES,
BASE, TILE, AND GROUT.

4. REFER TO SHEET 1-A25 FOR ALL MOUNTING HEIGHTS

5. REFER TO SHEET 1-A26 FOR MILLWORK

6. PREP COLUMN BEFORE INSTALLING FINISHES

7. PROVIDE ALUMINUM WINDOW INSERTS AT ALL EXTERIOR WINDOW LOCATIONS EXCEPT WHERE
SPANDREL GLAZING IS PROVIDED

CORNER GUARD

ROOM SIGNAGE

CODE CARD ACCESS PANEL

AUDIO VISUAL FIRE ALARM

WALL GUARD

RUBBER BASE

HANDRAIL

CODE CARD AUDIO VISUAL FIRE ALARM

FIRE ALARM, VISUAL AND ALARM

CORNER GUARD
RUBBER BASE

RECESSED FIRE CABINET

WALL GUARDHANDRAIL

ROOM SIGNAGERECESSED FIRE CABINET

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

MAGNETIC HOLD-OPEN

HOLD BACK HANDRAIL WHERE NECESSARY FOR DOOR SWING

HANDRAIL

CRASH GUARD RUBBER BASE

NURSE CALL

FULL HEIGHT CORNER GUARD, TYP.

FIRE ALARM - AUDIO / VISUAL DEVICE NURSE SERVER DOOR

CODE CARD

CORNER GUARD

HAND RAIL

RUBBER BASE

WALL GUARD

RECESSED FIRE CABINET

ROOM SIGNAGE

ROOM SIGNAGE

FIRE PULL

CORNER GUARD

RUBBER BASE

WALL GUARD

HANDRAIL

WALL GUARD

RUBBER BASE

AUDIO / VISUAL FIRE ALARM

HANDRAIL

AUDIO / VISUAL FIRE ALARM

RECESSED FIRE CABINET

ROOM SIGNAGE ELECTRIC WATER COOLER

M
A

X

3
' -

 0
"

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

HANDRAIL

WALL GUARD

RUBBER BASE

MAGNETIC HOLDOPEN ROOM SIGNAGE

CORNER GUARD

HANDRAIL

WALL GUARD

RUBBER BASE

RUBBER BASE RE: 6/1-A26, FOR MILLWORK DETAIL

ROOM SIGNAGE

CODE CARD

AUDIO/VISUAL
FIRE ALARM ALUMINUM WINDOW

INSERTS, TYP
THROUGHOUT

CORNER GUARD

RUBBER BASE

ALUMINUM WINDOW INSERTS,
TYP THROUGHOUT

AUDIO / VISUAL FIRE
ALARM

CODE CARD

HANDRAIL

WALL GUARD

RUBBER BASE

CORNER GUARD

CORNER GUARD
RUBBER BASE

WALL GUARD

HANDRAIL

CORNER GUARD

CORNER GUARDCORNER GUARD

WALL FURROUT OVER
SPANDREL GLAZING

BUILDING IS
FULLY

SPRINKLERED KEY PLAN

SHEET NOTES

CORNER GUARD
OVER PT-4 TRIM

PT-4 TRIM

PT-3 FIELD

PT-2 BASE

CORNER GUARD
OVER PT-4 TRIM

PT-4 TRIM

PT-3 FIELD

PT-2 BASE

CORNER GUARD

SHELVING

RUBBER BASE

ALUMINUM WINDOW
INSERTS, TYP
THROUGHOUT

RETAIN AND REPAIR
EXISTING PLASTER WALL

SOLID SURFACE
WINDOW SILL

CORNER GUARD

SHELVING

RUBBER BASE

CORNER GUARD

SHELVING

RUBBER BASE

VERNACARE

SOAP DISPENSER

SINK

CORNER GUARD

CORNER GUARD

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com
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5CE01 - CORRIDOR -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
4

5CE01 - CORRIDOR -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
5

5CE04 - CORRIDOR -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
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5CE04 - CORRIDOR -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
7

5CE01 - CORRIDOR - WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A14
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5CE02 - CORRIDOR - EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A14
15

5CE02 - CORRIDOR -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
16

5CE02 - CORRIDOR - WESTSCALE:  1/4" = 1'-0" RE:1 /1-A14
13

5E24 - BREAK - NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
14

5E24 - BREAK - SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
18

5E24 - BREAK &  5CE03 -
CORRIDOR - EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A14
17

5E24 - BREAK & 5CE03 -
CORRIDOR - WEST
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SCALE:  1/4" = 1'-0" RE:1 /1-A14
2

5CE02 - CORRIDOR -
DRINKING FOUNTAIN -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
3

5CE02 - CORRIDOR -
DRINKING FOUNTAIN -
SOUTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
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5E15 - SOILED / UTILITY -
WEST

SCALE:  1/4" = 1'-0" RE:1 /1-A14
11

5E15 - SOILED / UTILITY -
NORTH

SCALE:  1/4" = 1'-0" RE:1 /1-A14
12

5E15 - SOILED / UTILITY -
EAST

SCALE:  1/4" = 1'-0" RE:1 /1-A14
9

5E15 - SOILED / UTILITY -
SOUTH
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DOOR SCHEDULE/ FRAME & DOOR
ELEVATIONS

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

DOOR SCHEDULE

ROOM # ROOM NAME
DOOR

NUMBER

DOOR FRAME HARDWARE
GROUP NOTESWIDTH HEIGHT MATERIAL FINISH TYPE MATERIAL FINISH TYPE

5CE01 CORRIDOR (LINEN) 5CE01A 4 '- 0" 7' - 0" WD PA- 3 1 HM PA-3 A 9

5CE01 CORRIDOR 5CE01B (2) 3' - 8" 7' - 0" MTL PA- 3 6 HM PA-3 C 13 EGRESS

5CE02 CORRIDOR 5CE02 (2) 3' - 8" 7' - 0" MTL PA- 3 6 HM PA-3 C 16

5E01 EQUIPMENT 5E01 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 12

5E02 OFFICE 5E02 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 5

5E03 OFFICE 5E03 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 5

5E04 PAT RM 6 5E04 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E04 PAT RM 6 (NS) 5E04B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E04A TLT 5E04A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E05 PAT RM 7 - PALLATIVE CARE 5E05 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E05 PAT RM 7 - PALLATIVE CARE (NS) 5E05B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E05A TLT 5E05A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E06 PAT RM 5 5E06 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E06 PAT RM 5 (NS) 5E06B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E06A TLT 5E06A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E07 FAMILY ROOM 5E07 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E07 FAMILY ROOM 5E07A 3' - 0" 7' - 0" WD STN-1 4 HM PA-3 A 1

5E08 PAT RM 4 5E08 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E08 PAT RM 4 (NS) 5E08B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E08A TLT 5E08A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E09 PAT RM 8 5E09 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E09 PAT RM 8 (NS) 5E09B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E09A TLT 5E09A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E11 RESIDENT OFFICE 5E11 3' - 8" 7' - 0" WD STN-1 7 HM PA-3 A 5

5E12 MED CART 5E12 3' - 0" 7' - 0" WD STN-1 6 HM PA-3 A 10

5E13 STAFF TLT 5E13 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 7

5E14 ELECTRICAL 5E14 3' - 0" 7' - 0" WD STN-1 3 HM PA-3 A 15

5E15 SOILED / UTILITY 5E15 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 9

5E16 PAT RM 12 5E16 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E16 PAT RM 12 (NS) 5E16B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E16A TLT 5E16A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E17 HSKP 5CE02 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 15

5E18 PAT RM 14 - BARIATRIC 5E18 6' - 0" 7' - 0" WD STN-1 5 HM PA-3 A 2

5E18 PAT RM 14 - BARIATRIC (NS) 5E18B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E18A TLT 5E18A 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 B 3

5E19 PAT RM 13 5E19 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E19 PAT RM 13 (NS) 5E19B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E19A TLT 5E19A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E20 PAT RM 15 5E20 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E20 PAT RM 15 (NS) 5E20B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E20A TLT 5E20A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E22 NOURISH 5E22 3' - 0" 7' - 0" WD STN-1 6 HM PA-3 A 9

5E23 MED PREP 5E23 3' - 0" 7' - 0" WD STN-1 6 HM PA-3 A 10

5E24 BREAK 5E24 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 9

5E24 BREAK (IT) 5E24A EXISTING 7' - 0" EXISTING PA-1 - HM PA-3 EXISTING EXISTING

5E25 PUB TLT 5E25 3' - 0" 7' - 0" WD STN-1 1 HM PA-3 A 7

5E26 CLEAN / UTILITY 5E26 3' - 0" 7' - 0" WD STN-1 7 HM PA-3 A 9

5E27 PAT RM 9 5E27 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E27 PAT RM 9 (NS) 5E27B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E27A TLT 5E27A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E28 PAT RM 3 5E28 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E28 PAT RM 3 (NS) 5E28B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E28A TLT 5E28A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E29 PAT RM 10 5E29 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E29 PAT RM 10 (NS) 5E29B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E29A TLT 5E29A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E30 PAT RM 2 5E30 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E30 PAT RM 2 (NS) 5E30B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E30A TLT 5E30A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E31 PAT RM 11 5E31 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E31 PAT RM 11 (NS) 5E31B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E31A TLT 5E31A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5E32 PAT RM 1 5E32 4 '- 0" 7' - 0" WD STN-1 1 HM PA-3 A 1

5E32 PAT RM 1 (NS) 5E32B 1' - 10" 7' - 0" WD STN-1 3 HM PA-3 A 4

5E32A TLT 5E32A 3' - 6" 8' - 0" WD STN-1 1 HM PA-3 B 3

5ST02 STAIR 5ST02 EXISTING. 7' - 0" EXISTING EXISTING 1 HM PA-3 A EXISTING

5ST03 STAIR 5ST03 EXISTING. 7' - 0" EXISTING EXISTING 1 HM PA-3 A EXISTING

DOOR SCHEDULE

ROOM # ROOM NAME
DOOR

NUMBER

DOOR FRAME HARDWARE
GROUP NOTESWIDTH HEIGHT MATERIAL FINISH TYPE MATERIAL FINISH TYPE

4CE02 CORRIDOR 4CE02A EXISTING 7' - 0" EXISTING PA- 3 - EXISTING PA-3 C EXISTING

4CE02 CORRIDOR 4CE02B (2) 3' - 8" 7' - 0" MTL PA- 3 6 HM PA-3 A 16

4CE02 CORRIDOR 4E01A 3'- 0" 7' - 0" EXISTING - 6 EXISTING PA-3 A EXISTING

4CE02 CORRIDOR 4E01B 3'- 0" 7' - 0" EXISTING - - EXISTING PA-3 A EXISTING

4CE02 CORRIDOR 4E02A 3'- 0" 7' - 0" EXISTING - - EXISTING PA-3 - EXISTING

4CE02 CORRIDOR 4E03A 3'- 0" 7' - 0" EXISTING - - EXISTING PA-3 A EXISTING

4E04 SOILED UTILITY 4E04 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 9

4E05 PUB. TLT 4E05 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 7

4E06 HSKP 4CE03 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 15

4E07 PREP RM 10 4E07 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E08 PREP RM 14 4E08 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E09 PREP RM 11 4E09 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E10 PREP RM 15 4E10 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E11 PREP RM 12 4E11 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E12 PREP RM 16 4E12 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E13 PREP RM 13 4E13 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E14 PREP RM 17 4E14 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E16 NURSES STATION (IT) 4E16 EXISTING 7' - 0" EXISTING - - HM PA-3 A EXISTING

4E16 NURSES STATION 4E17 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 15

4E20 FAX / COPY 4E20 3' - 0" 7' - 0" WD-HIR IRS-1 6 HM PA-3 A 5

4E21 BREAK 4E21 3' - 0" 7' - 0" WD-HIR IRS-1 7 HM PA-3 A 9

4E22 MED PREP 4E22 3' - 0" 7' - 0" WD-HIR IRS-1 6 HM PA-3 A 10

4E23 STAFF TLT 4E23 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 7

4E25 CLEAN UTILITY 4E25 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 9

4E26 PUB. TLT 4E26 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 7

4E27 EQUIPMENT 4E27 3' - 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 12

4E28 PREP RM 9 4E28 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E29 PREP RM 4 4E29 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E30 PREP RM 8 4E30 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E31 PREP RM 3 4E31 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E32 PREP RM 7 4E32 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E33 PREP RM 2 - BARIATRIC 4E33 5' - 0" 7' - 0" WD-HIR IRS-1 2 HM PA-3 A 2

4E34 PREP RM 6 4E34 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E35 PREP RM 1 4E35 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4E36 PREP RM 5 4E36 4 '- 0" 7' - 0" WD-HIR IRS-1 1 HM PA-3 A 1

4ST02 STAIR 4ST02 EXISTING. 7' - 0" EXISTING PA- 3 - HM PA-3 - EXISTING

4ST03 STAIR 4ST03 EXISTING. 7' - 0" EXISTING - - HM PA-3 - EXISTING

NTS

DOOR TYPES

NTS

FRAME TYPES

16 JAN 2012     PJ



BUILDING IS
FULLY

SPRINKLERED

MATERIALS LEGEND

CODE MATERIAL NAME & NUMBER MANUFACTURER

INTERIOR ARCHITECTURE WOODWORK - DIVISION 6

PLAM-1 PLASTIC LAMINATE HP - 373 CASTLE OAK PIONITE

TILE- DIVISION 9

PT-1 PORCELAIN TILE (MOSAIC) LYNDHURST MOSAICS, LH01 WOODLAND BLEND - 2" X 2" AMERICAN OLEAN

PT-2 PORCELAIN TILE (BASE) AMBER VALLEY, AM85 MILLSTONE BEIGE - S36E9TB 6" X 13"
SANITARY COVE BASE

AMERICAN OLEAN

PT-3 PORCELAIN TILE (WALL) AMBER VALLEY, AM85 MILLSTONE BEIGE - 13" X 13" TILE AMERICAN OLEAN

PT-4 PORCELAIN TILE (TRIM) AMBER VALLEY, AM85 MILLSTONE BEIGE - P43E9 3" X 13" TILE AMERICAN OLEAN

* TRANSITION STRIP

GR-1 GROUT DESIGNER SERIES, H158 CLASSIC BONE HYDROMENT

ACOUSTICAL CEILING - DIVISION 9

ACT-1 ACOUSTICAL CEILING #584, CIRRUS TEGULAR, WHITE, 24"X24"X3/4", ANGLED
TEGULAR LAY-IN PANE WITH PRELUDE 15/16" EXPOSED TEE
GRID, WHITE

ARMSTRONG

ACT-2 ACOUSTICAL CEILING ARMSTRONG

RESILIENT FLOORING - DIVISION 9

RB-1 RESILIENT BASE 63 BURNT UMBER; RUBBER-4" HIGH JOHNSONITE

SV-1 SHEET VINYL NATURAL COLLECTION, 52204 ORCHARD CHERRY; ROLLGOODS-6'-0"WIDE TEKNOFLOOR

SV-2 SHEET VINYL GRANITE II COLLECTION, 8652 JUPARANA TAUPE; ROLLGOODS-6'-0" WIDE

SV-3 GRANITE II COLLECTION, BALTIC BROWN; ROLLGOODS-6'-0" WIDE

SV-4 NATURAL COLLECTION, 52209 BEECHNUT; ROLLGOODS-6'-0" WIDE

SV-5 GRANITE II COLLECTION, 8661 KASHMERE CREAM; ROLLGOODS-6'-0" WIDE

VCT-1 VINYL COMPOSITION TILE
(FIELD)

IMPERIAL TEXTURE STANDARD EXCELON,
51899 COOL WHITE -12"X12" TILE

ARMSTRONG

VCT-2 ARMSTRONG

VCT-3 ARMSTRONG

VCT-4 ARMSTRONG*

TRANSITION STRIP TBD - SELECTION BY OWNER TBD

SHEET VINYL

SHEET VINYL

SHEET VINYL

TEKNOFLOOR

TEKNOFLOOR

TEKNOFLOOR

TEKNOFLOOR

VINYL COMPOSITION TILE
(ACCENT)

VINYL COMPOSITION TILE
(ACCENT)

VINYL COMPOSITION TILE
(ACCENT)

IMPERIAL TEXTURE STANDARD EXCELON,
51804 EARTHSTONE GREIGE - 12"X12" TILE

IMPERIAL TEXTURE STANDARD EXCELON,
51883 DUSTY MILLER -12"X12" TILE

IMPERIAL TEXTURE STANDARD EXCELON,
51868 SMOKY BROWN - 12"X12" TILE

WALLCOVERING - DIVISION 9

WC-1 WALLCOVERING TRACES 2421-31 PESTO, TYPE II-54" WIDE W/TEFLON COATING KOROSEAL MIDWEST

*

PAINTING - DIVISION 9 (REFER TO ROOM FINISH SCHEDULE FOR FINISH DESIGNATION) PAE, PAF, PAS, PAT, PAX, PAM

PA-1 PAINT SW6105 DIVINE WHITE SHERWIN WILLIAMS

PA-2 PAINT SW7519 MEXICAN SAND SHERWIN WILLIAMS

PA-3 PAINT  (DOOR FRAME) SW7048 URBANE BRONZE SHERWIN WILLIAMS

PAE - EGG SHELL FINISH PAF - FLAT FINISH PAT - SATIN FINISH PAX - EPOXY FINISH PAS - PASSAGE FINISH

MISC SPECIALTIES - DIVISION 10

CC-1 CUBICLE CURTAIN
CUBICLE CURTAIN MESH

WOODLAND AC-32764, #5 JEWEL; 100% AVORA FR POLYESTER 1/2" #50
NYLON MESH, COLOR: BONE; IMPERIAL FASTENER, INC. 100% NYLON
W/ FLAME RETARDANT FINISH
PANEL SIZE: 8' CEILING - 106"W x 82"L   9' CEILING - 106"W x 94"L

ARC COM

LIN-1 SHOWER CURTAIN SURE-CHEK: PATTERN: LINEN; COLOR: FROSTED IMPERIAL FASTENER

HR-2 HANDRAIL     4E ONLY STYLE: AWW-10CVB; COLOR: 372 CLASSIC MAPLE - 5 1/2" ACROVYN

CG-1 CORNERGUARD SURFACE MOUNT CORNER GUARDS, STYLE: 150, 0118 KHAKI
BROWN - 3" WING

INPRO CORPORATION

CH-1 CHAIR RAIL WALL GUARDS, STYLE 2700, COLOR: 0118 KHAKI BROWN - 3" H INPRO CORPORATION

CR-2 WALLGUARD  4E ONLY WALL GUARDS, STYLE: SCR-80N; COLOR: 372 CLASSIC MAPLE - 8" H ACROVYN

IRWC-1 IMPACT RESISTANT
WALLCOVERING

SAN PAREL RIGID VINYL SHEET; COLOR: 0118 KHAKI BROWN,
.080" THICKNESS

INPRO CORPORATION

IMPACT RESISTANT SHEET
(DOOR FACES - FACTORY
APPLIED)

WOOD GRAIN PATTERN, CLASSIC MAPLE #372

ACROVYN

# 1715 CLEAN ROOM MYLAR, WHITE, 24" X24"X3/4":SQUARE
LAY-IN-PANEL WITH CLEAN ROOM 15/16" EXPOSED TEE
GRID, WHITE

PA-4 PAINT SW7306 ACCESSABLE BEIGE SHERWIN WILLIAMS

PA-5 PAINT SW6074 SPALDING GRAY SHERWIN WILLIAMS

HR-1 HANDRAIL     5E ONLY STYLE: 800W; COLOR: 0535 HONEY NUT - 5 1/2" H INPRO CORPORATION

CR-1 WALLGUARD  5E ONLY WALL GUARDS, STYLE 700W, COLOR: 0535 HONEY NUT, 7 3/4"H INPRO CORPORATION

GT-1 GLASS TILE STUDIO M - COLOR: TANGO (BRICK) MARAZZI - USA

.040" CLASSIC MAPLE #372IRWC-2 IMPACT RESISTANT
WALLCOVERING

ACROVYN

BEP-1 BEVELED EDGE PANEL  3/8" THK., COLOR: 372 CLASSIC MAPLE

ACROVYN

BEPT-1 BEVELED EDGE PANEL TRIM 1 1/2" W.  COLOR: BLACK # 108

ACROVYN

CODE MATERIAL NAME & NUMBER MANUFACTURER

PAM - MICROTEX TEXTURED FINISH

STN-1 WOOD STAIN MATCH EXISTING DOOR STAIN

WINDOW SILL ESCAPE SERIES, COLOR: KLONDIKE

IRS-1

RUBBER SUBFLOOR LEVELER STRIP - THICKNESS AS REQ'D
TYPICAL AT TRANSITION B/T 5E PATIENT ROOMS & TOILET ROOMS

ROPPE

ACROVYN

SOLID SURFACE COLUMN
BAND

3/4" LAMINATED TO REQUIRED DIMENSION
COLOR: NOCTURNE

LIVING STONEWS

SS-1

CG-2 CORNERGUARD SURFACE MOUNT CORNER GUARDS, STYLE: 150, 0258
CHINO - 3" WING

INPRO CORPORATION

CR-3 WALLGUARD  4E ONLY WALL GUARDS, STYLE: FR-125N; COLOR: 108 BLACK  1 1/8" H

NO FINISHNF

CORIAN

OWNER PROVIDED ITEMS

OWNER FURNISHED  CONTRACTOR
INSTALLED

OWNER FURNISHED  OWNER
INSTALLED

 CONTRACTOR FURNISHED
CONTRACTOR INSTALLED

INSTALLED ITEM

SOAP DISPENSER

HAND SANITIZER DISPENSER

PAPER TOWEL DISPENSER

SHARPS RECEPTACLE

GLOVE DISPENSER

LOTION DISPENSER

WALL MOUNTED TV

MARKERBOARD

COMMENT

X
X

X
X

X

X
X
X

WASTE RECEPTACLE X

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com

TM

STRUCTURAL | MECHANICAL | ELECTRICAL
TECHNOLOGY | MEDICAL EQUIPMENT SOLUTIONS
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ROOM FINISH SCHEDULE

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

ROOM FINISH SCHEDULE

ROOM NO. ROOM NAME

WALL FINISH FLOOR CEILING

COMMENTSNORTH SOUTH EAST WEST
FLOOR

MATERIAL BASE MATERIAL CEILING FINISH
CEILING
HEIGHT

5CE01 CORRIDOR WC-1 WC-1 WC-1 WC-1 VCT-1,2,3,4 RB-1 ACT-1 8' - 0"

5CE02 CORRIDOR WC-1 WC-1 WC-1 WC-1 VCT-1,2,3,4 RB-1 ACT-1 8' - 0"

5CE03 CORRIDOR WC-1 WC-1 WC-1 WC-1 VCT-1,2,3,4 RB-1 ACT-1 8' - 0"

5CE04 CORRIDOR WC-1 WC-1 WC-1 WC-1 VCT-1,2,3,4 RB-1 ACT-1 8' - 0"

5E01 EQUIPMENT PAT-1 PAT-1 PAT-1 PAT-1 VCT-1 RB-1 ACT-1 8' - 0"

5E02 OFFICE PAT-1 PAT-1 PAT-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E03 OFFICE PAT-1 PAT-1 PAT-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E04 PAT RM 6 PAT-1 PAT-2 PAT-1 / IRWC / CH-1 PAT-1 / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E04A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E05 PAT RM 7- PALLIATIVE CARE PAT-2 PAT-1 PAT-1 / IRWC / CH-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E05A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E06 PAT RM 5 PAT-1 PAT-2 PAT-1 / CH-1 PAT-1 / IRWC / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E06A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E07 FAMILY ROOM PAT-2 PAT-1 PAT-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E08 PAT RM 4 PAT-1 PAT-2 PAT-1 / IRWC / CH-1 PAT-1 / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E08A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E09 PAT RM 8 PAT-2 PAT-1 PAT-1 / IRWC / CH-1 PAT-1 / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E09A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E10 NURSES STATION WC-1 WC-1 WC-1 WC-1 VCT-1,2,3,4 RB-1 ACT-1 8' - 0"

5E11 RESIDENT OFFICE PAT-1 PAT-1 PAT-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E12 MED CART PAT-1 PAT-1 PAT-1 PAT-1 VCT-1 RB-1 ACT-1 8' - 0"

5E13 STAFF TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E14 ELECTRICAL PAT-1 PAT-1 PAT-1 PAT-1 VCT-1 RB-1 OPEN 8' - 0"

5E15 SOILED / UTILITY PAS-1 PAS-1 PAS-1 PAS-1 VCT-1 RB-1 ACT-1 8' - 0"

5E16 PAT RM 12 PAT_1 / IRWC / C-H-1 PAT-1 / CH-1 PAT-2 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E16A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E17 HSKP PAS-1 PAS-1 PAS-1 PAS-1 VCT-1 RB-1 ACT-2 8' - 0"

5E18 PAT RM 14 - BARIATRIC PAT_1 / IRWC / CH-1 PAT-1 / CH-1 PAT-2 PAT-1 SV-1 RB-1 ACT-1 9' - 0"

5E18A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E19 PAT RM 13 PAT-1 / CH-1 PAT-1 / IRWC / CH-1 PAT-1 PAT-2 SV-1 RB-1 ACT-1 8' - 0"

5E19A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E20 PAT RM 15 PAT_1 / IRWC / CH-1 PAT-1 / CH-1 PAT-1 PAT-2 SV-1 RB-1 ACT-1 8' - 0"

5E20A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E21 LINEN PAT-1 PAT-1 PAT-1 PAT-1 VCT-1 RB-1 ACT-1 8' - 0"

5E22 NOURISH PAT-1 PAT-1 PAT-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E23 MED PREP PAT-1 PAT-1 PAT-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E24 BREAK PAT-1 PAT-1 PAT-1 PAT-1 SV-1 RB-1 ACT-1 8' - 0"

5E24A IT PAT-1 PAT-1 PAT-1 PAT-1 SV-1 RB-1 OPEN 8' - 0" EXISTING I.T. CLOSET
WALLS TO REMAIN

5E25 PUB TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E26 CLEAN/ UTILITY PAT-1 PAT-1 PAT-1 PAT-1 VCT-1 RB-1 ACT-2 8' - 0"

5E27 PAT RM 9 PAT-2 PAT-1 PAT-1 / IRWC / CH-1 PAT-1 / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E27A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E28 PAT RM 3 PAT-1 PAT-2 PAT-1 / IRWC / CH-1 PAT-1 / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E28A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E29 PAT RM 10 PAT-2 PAT-1 PAT-1 / CH-1 PAT-1 / IRWC / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E29A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E30 PAT RM 2 PAT-1 PAT-2 PAT-1 / CH-1 PAT-1 / IRWC / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E30A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E31 PAT RM 11 PAT-2 PAT-1 PAT-1 / IRWC / CH-1 PAT-1 / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E31A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

5E32 PAT RM 1 PAT-1 PAT-2 PAT-1 / IRWC / CH-1 PAT-1 / CH-1 SV-1 RB-1 ACT-1 8' - 0"

5E32A TLT PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-3,4 / PAS-1 PT-1 PT-2 ACT-2 / PAS-1 8' - 0"

ROOM FINISH SCHEDULE

ROOM NO. ROOM NAME

WALL FINISH FLOOR CEILING

COMMENTSNORTH SOUTH EAST WEST
FLOOR

MATERIAL BASE MATERIAL CEILING FINISH
CEILING
HEIGHT

4CE02 CORRIDOR PAM-4 PAM-4 PAM-4 PAM-4 SV-2,3,5 RB-1 ACT-1 8' - 0"

4CE03 CORRIDOR PAM-4 PAM-4 PAM-4 PAM-4 SV-2,3,5 RB-1 ACT-1 8' - 0"

4CE04 CORRIDOR PAM-4 PAM-4 PAM-4 PAM-4 SV-2,3,5 RB-1 ACT-1 8' - 0"

4E04 SOILED UTILITY PAS-4 PAS-4 PAS-4 PAS-4 PT-1 PT-2 ACT-1 8' - 0"

4E05 PUB. TLT PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-1 PT-2 ACT-2 8' - 0"

4E06 HSKP PAS-4 PAS-4 PAS-4 PAS-4 SV-2 RB-1 ACT-1 8' - 0"

4E07 PREP RM 10 PAT-4 PAT-4 PAT-5 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E08 PREP RM 14 PAT-4 PAT-4 PAT-4 PAT-5 SV-4 RB-1 ACT-1 8' - 0"

4E09 PREP RM 11 PAT-4 PAT-4 PAT-5 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E10 PREP RM 15 PAT-4 PAT-4 PAT-4 PAT-5 SV-4 RB-1 ACT-1 8' - 0"

4E11 PREP RM 12 PAT-4 PAT-4 PAT-5 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E12 PREP RM 16 PAT-4 PAT-4 PAT-4 PAT-5 SV-4 RB-1 ACT-1 8' - 0"

4E13 PREP RM 13 PAT-4 PAT-4 PAT-5 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E14 PREP RM 17 PAT-4 PAT-4 PAT-4 PAT-5 SV-4 RB-1 ACT-1 8' - 0"

4E15 NOURISHMENT PAM-4 - PAM-4 PAM-4 SV-2,3,5 RB-1 ACT-1 / PAS-1 8' - 0"

4E16 NURSES STATION PAT-4 PAT-4 PAT-4 PAT-4 SV-3,5 RB-1 ACT-1 8' - 0"

4E17 CLERK PAT-4 PAT-4 PAT-4 PAT-4 SV-3,5 RB-1 ACT-1 8' - 0"

4E18 IT PAT-4 PAT-4 PAT-4 PAT-4 SV-5 RB-1 OPEN 8' - 0" EXISTING I.T. CLOSET
WALLS TO REMAIN

4E19 ELECTRICAL PAT-4 PAT-4 PAT-4 PAT-4 SV-5 RB-1 OPEN 8' - 0"

4E20 FAX / COPY PAT-4 PAT-4 PAT-4 PAT-4 SV-5 RB-1 ACT-1 8' - 0"

4E21 BREAK PAT-4 PAT-4 PAT-4 PAT-4 SV-5 RB-1 ACT-1 8' - 0"

4E22 MED PREP PAT-4 PAT-4 PAT-4 PAT-4 SV-5 RB-1 ACT-1 8' - 0"

4E23 STAFF TLT PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-1 PT-2 ACT-2 8' - 0"

4E24 WEIGH STATION PAT-4 PAT-4 PAT-4 PAT-4 SV-2 RB-1 ACT-1 8' - 0"

4E25 CLEAN UTILITY PAT-4 PAT-4 PAT-4 PAS-4 SV-5 RB-1 ACT-2 8' - 0"

4E26 PUB. TLT PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-3,4 / PAS-4 PT-1 PT-2 ACT-2 8' - 0"

4E27 EQUIPMENT PAS-4 PAS-4 PAS-4 PAS-4 SV-5 RB-1 ACT-1 8' - 0"

4E28 PREP RM 9 PAT-5 PAT-4 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E29 PREP RM 4 PAT-4 PAT-5 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E30 PREP RM 8 PAT-5 PAT-4 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E31 PREP RM 3 PAS-4 PAT-5 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E32 PREP RM 7 PAT-5 PAT-4 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E33 PREP RM 2 - BARIATRIC PAT-4 PAT-5 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E34 PREP RM 6 PAT-5 PAT-4 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E35 PREP RM 1 PAT-4 PAT-5 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

4E36 PREP RM 5 PAT-5 PAT-4 PAT-4 PAT-4 SV-4 RB-1 ACT-1 8' - 0"

16 JAN 2012     PJ



J K L M

PAT RM 10
5E29

PAT RM 2
5E30

PREP RM 4
4E29

CORRIDOR
4CE04

PREP RM 8
4E30

CORRIDOR
5CE01

EXISTING RADIATOR
CABINETS TO REMAINS

1-A25
1

SIM

1-A24
12

TYP 1-A24
2

TYP

1-A24
3

TYP

1-A24
8

TYP

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

EXISTING STRUCTURAL SLAB

EXISTING STRUCTURAL SLAB

EXISTING STRUCTURAL SLAB

EXISTING EXTERIOR WALLS

EXISTING EXTERIOR WALLS EXISTING EXTERIOR WALLS

EXISTING EXTERIOR WALLS

5 6 7.14.2

CORRIDOR
5CE02

CORRIDOR
4CE03

PAT RM 14 -
BARIATRIC

5E18

PAT RM 15
5E20

PREP RM 16
4E12

PREP RM 12
4E11

EXISTING RADIATOR
CABINETS TO REMAINS

1-A24
12

TYP

1-A24
8

TYP

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENTREFER TO DETAIL 13/1-A24
FOR ABOVE CEILING

EQUIPMENT PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

REFER TO DETAIL
13/1-A24 FOR ABOVE
CEILING EQUIPMENT

PLACEMENT

EXISTING STRUCTURAL SLAB

EXISTING EXTERIOR WALLS

EXISTING EXTERIOR WALLS EXISTING EXTERIOR WALLS

EXISTING EXTERIOR WALLS

1-A25
4

TYP

BUILDING IS
FULLY

SPRINKLERED

PLAN

SECTION

SECTION

BOTTOM OF STRUCTURAL SLAB

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

TOP OF STRUCTURAL SLAB

METAL STUD RUNNER TRACK

JOINT SEALANT, FIRE STOPPING
SEALANT WHERE REQUIRED

METAL STUD SPACED 16"O.C.

3 5/8" STEEL STUDS @ 16" O.C. W/ 3" SOUND
ATTENUATION INSULATION & 5/8" GYP BD @ EACH
FACE.  PROVIDE 1HR RATED UL # U465 DESIGN WHERE
1HR CONSTRUCTION IS INDICATED ON PLANS

A1

6" STEEL STUDS @ 16" O.C. W/ 6" SOUND ATTENUATION
INSULATION & 5/8" GYP BD @ EACH FACE.  PROVIDE
1HR RATED UL # U465 DESIGN WHERE 1HR
CONSTRUCTION IS INDICATED ON PLANS

A2

METAL STUD RUNNER TRACK

SECTION

CEILING WHERE SCHEDULE
ON FINISH SCHEDULE

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

METAL STUD SPACED 16"O.C.

METAL STUD SPACED 16"O.C.

PLAN

SECTION

SECTION

BOTTOM OF STRUCTURAL SLAB

GYPSUM BOARD WITH FINISH

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

TOP OF STRUCTURAL SLAB

METAL STUD RUNNER TRACK

JOINT SEALANT

METAL STUD SPACED 16"O.C.

1 5/8" STEEL STUDS @ 16" OC W/ 5/8" GYP BD

2 1/2" STEEL STUDS @ 16" OC W/ 5/8" GYP BD

3 5/8" STEEL STUDS @ 16" OC W/ 3" SOUND
ATTENUATION INSULATION & 5/8" GYP BD

3 5/8" STEEL STUDS @ 16" OC W/ 5/8" GYP BD

F1

METAL STUD RUNNER TRACK

SECTION

CEILING WHERE SCHEDULE
ON FINISH SCHEDULE

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

METAL STUD SPACED 16"O.C.

METAL STUD SPACED 16"O.C.

F2

F3

F4

FINISH SIDE

PLAN

SECTION

SECTION

BOTTOM OF STRUCTURAL SLAB

EXISTING SUBSTRATE

GYPSUM BOARD WITH FINISH

TOP OF STRUCTURAL SLAB

FURRING METAL HAT CHANNEL

JOINT SEALANT

7/8" STEEL HAT CHANNEL @ 16" OC W/ 5/8" GYP BDF5

SECTION

CEILING WHERE SCHEDULE
ON FINISH SCHEDULE

FINISH SIDE

EXISTING SUBSTRATE

GYPSUM BOARD WITH FINISH

FURRING METAL HAT CHANNEL

EXISTING SUBSTRATE

GYPSUM BOARD WITH FINISH

FURRING METAL HAT CHANNEL

EXISTING SUBSTRATE

GYPSUM BOARD WITH FINISH

FURRING METAL HAT CHANNEL

PLAN

SECTION

SECTION

BOTTOM OF STRUCTURAL SLAB

EXISTING STRUCTURE

GYPSUM BOARD WITH FINISH

TOP OF STRUCTURAL SLAB

JOINT SEALANT

F DIRECT BONDED 5/8" GYP BD

SECTION

CEILING WHERE SCHEDULE
ON FINISH SCHEDULE

FINISH SIDE

GYP BD BONDING COMPOUND

EXISTING STRUCTURE

GYPSUM BOARD WITH FINISH

GYP BD BONDING COMPOUND

EXISTING STRUCTURE

GYPSUM BOARD WITH FINISH

GYP BD BONDING COMPOUND

EXISTING STRUCTURE

GYPSUM BOARD WITH FINISH

GYP BD BONDING COMPOUND

ROUND
COLUMN

GT-1

IRWC-2

RB-1

10
1-A23

ACOUSTICAL
CEILING TILE

SS-1

PROVIDE
ACOUSTICAL
CEILING TILE
BENDABLE WALL
ANGLE TRIM

1
/2

" 
R

E
V

E
A

L
4
"

2
' -

 6
 1

/4
"

3
 3

/4
"

9
1
-A

2
3

EXISTING STRUCTURAL
CONCRETE COLUMN
PREPARE SURFACE AS
REQUIRED FOR NEW FINISH

MASTIC

GT-1

SS-1

PLAN

SECTION

SECTION

BOTTOM OF STRUCTURAL SLAB

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

TOP OF STRUCTURAL SLAB

METAL STUD RUNNER TRACK

JOINT SEALANT, FIRE STOPPING
SEALANT WHERE REQUIRED

METAL STUD SPACED 16"O.C.

3 5/8" STEEL STUDS @ 16" O.C. W/ 3" SOUND
ATTENUATION INSULATION, 5/8" GYP BD @ EACH FACE, &
3/4" FIRE TREATED PLYWOOD ON THE CLEAN UTILITY
ROOM SIDE.  PROVIDE UL 1HR RATED CONSTRUCTION
U465 AS INDICATED ON PLANS

A3

METAL STUD RUNNER TRACK

SECTION

CEILING WHERE SCHEDULE
ON FINISH SCHEDULE

SOUND ATTENUATION BATTS

GYPSUM BOARD WITH FINISH

METAL STUD SPACED 16"O.C.

METAL STUD SPACED 16"O.C.

CLEAN UTILITY
ROOM SIDE

FIRE RATED 3/4" PLYWOOD

FIRE RATED 3/4" PLYWOOD

FIRE RATED 3/4" PLYWOOD

FIRE RATED 3/4" PLYWOOD

2 1/2"

3
 3

/4
"

3/4" RADIUS EDGE

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com
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1-A23

SECTIONS / PARTITION TYPES

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  3/8" = 1'-0" RE:1 /1-A4
1

4E AND 5E WEST
BUILDING SECTION

SCALE:  3/8" = 1'-0" RE:1 /1-A4
2

4E AND 5E NORTH
BUILDING SECTION

16 JAN 2012

SCALE:  1 1/2" = 1'-0"
5

SOUND PARTITION TYPES
SCALE:  1 1/2" = 1'-0"

4
FURRING TYPES - METAL STUDS

SCALE:  1 1/2" = 1'-0"
6

FURRING TYPES - HAT CHANNEL
SCALE:  1 1/2" = 1'-0"

3

FURRING TYPES - DIRECT BONDED
GYP BD

SCALE:  3/4" = 1'-0" RE:16 /1-A8
8

COLUMN K5 ELEVATION
SCALE:  1 1/2" = 1'-0" RE:1 /1-A4

10
COLUMN K5 DETAIL

SCALE:  1 1/2" = 1'-0"
7

CLEAN UTILITY PARTITION TYPE

SCALE:  1 1/2" = 1'-0"
9

COLUMN K5 SOLID SURFACE
BAND PROFILE (SS-1)



1"

FOR WALL TYPE

SEE FLOOR PLAN

CHAIR RAIL- SEE
MATERIAL SCHEDULE

FOR ADDITIONAL
INFORMATION

TYPICAL WALL

4
"

7
 3

/4
"

1
1
 3

/4
"

5"

METAL
BOLT WITH

ANCHOR

WALL GUARD
SEE MATERIAL

SCHEDULE
FOR TYPE

RESILIENT BASE
SEE RM. FINISH

SCHEDULE

PER PLAN

CONTINUOUS IN-
WALL 20 GA METAL

BACKING PLATE

CUBICLE CURTAIN TRACK

FASTENERS AT 12" O.C.
DIRECTLY INTO METAL TEE

CEILING PANEL
& METAL SUSPENSION SYSTEM

EXTEND STEEL STUDS TO
UNDERSIDE OF
STRUCTURE ABOVE

STEEL STUD BRACE @
48" OC TO UNDERSIDE
OF STRUCTURE ABOVE

PER RCP

PER RCP

3
"

5"VARIES

SEE PLAN
FOR WALL

THICKNESS

(1) LAYER 5/8" GYPSUM BD
ON STEEL STUDS @ 16"
O.C.

ACOUSTICAL CEILING
SYSTEM

LINE OF EXISTING WALL
BELOW

EXISTING WINDOW SILL
TO BE
CLAD IN NEW SOLID
SURFACE MATERIAL

NEW WD. NAILER

EXISTING WINDOW
SYSTEM TO REMAIN

NEW 3/4" WD TRIM
EACH SIDE

1
/4

"
V

E
R

IF
Y

SEE FLOOR PLAN FOR
DIMENSIONS SHOWING
EXACT LOCATION OF WALL
INFORMATION

3
/8

"

M
IN

.

2
 1

/2
"

3
/8

"

TOP OF STUD

CONT. ACOUSTICAL SEALANT
EACH SIDE

1.25" DEEP STL. TRACK ATTACHED
TO DECK ABOVE

ATTACH GWB TO STUDS
AND BASE RUNNER ONLY.
DON NOT ATTACH GYPSUM
BOARD OR STUDS TO TOP
RUNNER.

NO GWB
ATTACHMENT
THIS AREA

CONT. ACOUSTICAL SEALANT
EACH SIDE

SOUND BATT INSUL.

STL. BOTTOM TRACK

NOTES:
-  SEE PARTITION TYPES FOR STUD SIZE & COMPOSITION
-  SEALANT AT HEAD AND BASE TO BE FIRE RESISTANT TYPE AT
   FIRE RATED CONSTRUCTION.

2
"

3
 1

/4
"

2" 2"

EXISTING WALL
TO REMAIN

2
"

2
"

4
 3

/4
"

2" 2"

1/2"
1/2"

CONTINUOUS
SEALANT EACH SIDE

DOUBLE JAMB STUDS
TYPICAL

1 LAYER 5/8" GWB
EACH SIDE

1 LAYER 5/8" GWB
EACH SIDE

STEEL SIDE W/ FULL
BATT INSULATION

5"PER PLAN

STL. DOOR FRAME

CONTINUOUS
SEALANT EACH SIDE

DOUBLE JAMB STUDS
TYPICAL

1 LAYER 5/8" GWB
EACH SIDE

BATT INSUL.

2
"

2" 2"

1/2" REMOVE OR GRIND
DOWN EXISTING

TERRAZZO METAL
DIVIDING STRIP

INFILL WALL TO PROVIDE
CONTINUOUS WALL
SURFACE FOR THE

INSTALLATION OF NEW WALL
FINISHES & BASE

REMOVE OR GRIND
DOWN EXISTING

TERRAZZO METAL
DIVIDING STRIP

INFILL WALL TO PROVIDE
CONTINUOUS WALL
SURFACE FOR THE

INSTALLATION OF NEW WALL
FINISHES & BASE

CHISEL OUT EXISTING
TERRAZZO COVE BASE

CHISEL OUT EXISTING
TERRAZZO COVE BASE

EXISTING WALL TO REMAIN
EXISTING WALL TO REMAIN

TERRAZZO GLAZED
STRUCTURAL TILE

BUILDING IS
FULLY

SPRINKLERED

5"PER PLAN

MOUNTING
BRACKET

VINYL
COVER .80"

CONTINUOUS
ALUMINUM
RETAINER .080"

1-1/8" SLOTTED
PAN HEAD
SCREW W/
SERRATED
FLANGE NUT

CONTINUOUS
IN-WALL 20 GA
METAL
BACKING
PLATE

3"

1 1/2"1 1/2"

5
 1

/2
"

1/4 -20 x 5" HEX
HEAD W/PHILLIPS
SCREW HEAD
SLOT

FIRE PROTECTION SPRINKLER
PIPING

ELECTRICAL CONDUIT

PLUMBING VENT AND SUPPLY
PIPING

HVAC PIPING

HVAC DUCTWORK AND
APPURTANCES

PLUMBING WASTE AND ROOF
DRAINAGE

RECESSED LIGHT FIXTURES

ACOUSTICAL CEILING SYSTEM

1
' -

 6
"

1
1
"

TO REMAIN

EXISTING WALL

F3

A1F3

EXTERIOR WINDOW
SYSTEM AND GLAZING TO

REMAIN

EXISTING WINDOW SILL TO BE
CLAD IN NEW SOLID

SURFACE

PROVIDE (1) LAYER 5/8" GYP
BOARD ABOVE WINDOW SILL
TO UNDERSIDE OF WINDOW
OPENING ABOVE - PROVIDE

SEALANT ALONG SILL

LINE OF EXISTING  WALL
BELOW

EXISTING EXTERIOR WALL SYSTEM TO REMAIN

CONT. SEALANT AT FULL PERIMETER

1 LAYER 5/8" GWB

7/8" HAT CHANNEL FURROUT OR CALLED OUT
WALL TYPE, SEE FLOOR PLAN

SOLID SURFACE, SEE FINISH SCHEDULE

EXISTING SLATE SEAL TO REMAIN

FIRE TREATED PLYWOOD SUBSTRATE
EXISTING PIPES

EXISTING CONCRETE
COLUMN

5/8" GYP BD GLUED TO
CONCRETE

MTL STD FURRING

MTL STD WALL AND
CHASE PER PLAN

EXISTING EXTERIOR
WALL ASSEMBLY

EXISTING COLUMN

7/8" HAT CHANNEL
FURRING  ON  EXISTING
PLASTER FINISH W/ 5/8"

GYP BD.

EXISTING PIPES

MTL STD FURRING

5/8" GYP BD GLUED TO
CONCRETE

5/8" GYP BD, TYP.

1HR RATED ASSEMBLY-
DECK TO DECK

3" STEEL STUDS @ 16" O.C.
W/ FULL BATT SOUND
ATTENUATING INSULATION

OCCUPIED SIDE OF BARRIER

OCCUPIED SIDE OF BARRIER"WORK" SIDE OF BARRIER

CLOSE OPEN DUCTS
WITH 6 MIL

POLYETHYLENE
BARRIER.  SEAL

EDGES WITH
CONTINUOUS SEAL.

B.O. FLOOR ABOVE

CONTINUOUS
SEAL (EACH SIDE)

CONTINUOUS TIGHT
SEAL (EACH SIDE)

EXISTING
FINISHED FLOOR

TAPE, FINISH & PAINT OCCUPIED
SIDE OF BARRIER

DOORWAYS IN BARRIER TO BE 1 HR.
RATED WITH CLOSER

2
"

ACOUSTICAL CEILING
SYSTEM3

"

SHOWER WIDTH (VARIES)

(1) LAYER 5/8" GYPSUM BD
ON STEEL STUDS @ 16"
O.C.

EXTEND STEEL STUDS TO
UNDERSIDE OF
STRUCTURE ABOVE

PROVIDE ABOVE CEILING
BRACING TO UNDERSIDE OF
STRUCTURE ABOVE

PROVIDE CORNER BEAD
DETAIL

EXTEND STEEL STUDS TO
UNDERSIDE OF STRUCTURE
ABOVE

WALL TYPE PER FLOOR
PLAN

TILE VENEER, RE: 10/1-A18

DRYWALL ACOUSTICAL
REVEAL FINISH TO MATCH
COLOR OF ADJACENT
GRID

623 26TH AVENUE
ROCK ISLAND, IL 61201
309.788.0673
FAX: 309.786.5967
www.kjww.com
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ARCHITECTURAL DETAILS

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  3" = 1'-0"
1

CHAIR RAIL
SCALE:  3" = 1'-0"

2
WALL GUARD

SCALE:  3" = 1'-0"
4

CUBICLE CEILING TRACK DETAIL

SCALE:  1 1/2" = 1'-0"
6

NARROW BULKHEAD
SCALE:  3" = 1'-0"

7

DETAIL AT NARROW WINDOW
MULLION

SCALE:  3" = 1'-0"
8

SOUND PARTITION DETAIL
SCALE:  3" = 1'-0"

9

HOLLOW METAL DOOR FRAME
JAMB

SCALE:  3" = 1'-0"
10

HOLLOW METAL DOOR FRAME
JAMB @ PARTITION

SCALE:  3" = 1'-0"
11

HOLLOW METAL FRAME @ MTL
STUD

SCALE:  3" = 1'-0"
12

WALL BASE DEMOLITION DETAILS

SCALE:  3" = 1'-0"
3

HANDRAIL

SCALE:  1" = 1'-0"
13

ABOVE CEILING SPACE PRIORITY
AT CORRIDOR

SCALE:  1 1/2" = 1'-0"
15

PARTITION AT EXISTING WINDOW
FRAME

SCALE:  1 1/2" = 1'-0"
16

SILL AT EXISTING WINDOW FRAME
SCALE:  3/4" = 1'-0"

17

COLUMN FUROUT DETAIL W/
CHASE (TYPE 1), TYPICAL

SCALE:  3/4" = 1'-0"
18

COLUMN FUROUT DETAIL W/
CHASE (TYPE 2), TYPICAL

SCALE:  1/2" = 1'-0"
5

ONE HOUR TEMPORARY
CONSTRUCTION WALL

16 JAN 2012

SCALE:  1 1/2" = 1'-0" RE:8 /1-A18
14

SHOWER CEILING
TRANSITION DETAIL



BUILDING IS
FULLY

SPRINKLERED

LEVELING AND PATCHING COMPOUND

SLOPE  TO FLOOR DRAINS

CEMENTITIOUS BACKER UNITS

CERAMIC TILE SEE FINISH SCHED.

CONTINUOUS WATERPROOFING
MEMBRANE

M
E

M
B

R
A

N
E

1
0
"

PROVIDE WATERPROOFING
MEMBRANE THROUGHOUT

ENTIRE ROOM

CEMENTITIOUS BACKER
UNITS

CERAMIC TILE SEE FINISH
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MOP AND BROOM
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FIRE EXTINGUISHER
CABINET
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FIRE ALARM
PULL

6"

3
' -

 6
"

M
A

X

4
' -

 0
"

1
' -

 6
"

ELECTRICAL & TELEPHONE
RECEPTACLES

TV / CABLE OUTLET
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9"

4
' -

 6
"

MASTER PAGE
INTERCOM

MASTER
STATION

DUTY STATION

STAFF STATION

FOR REFERENCE ONLY - THIS DOES NOT INDICATE EQUIPMENT OR FIXTURES PROVIDED

EQ EQ EQ

WALL BASE - SEE ROOM FINISH  SCHEDULE

3 5/8" STEEL STUDS AT 12" MAX O.C.

ATTACH 3-5/8" STEEL CHANNELS INSIDE
CABINET ALONG TOP AND BOTTOM
SURFACES FOR INSTALLATION OF VERTICAL
3-5/8" STEEL STUDS SPACED 16" MAX O.C.

PROVIDE EASED EDGES AT CORNERS

PROVIDE CONTINUOUS SEALANT

V
IF

1
 3

/4
"

NEW 1/4" SOLID SURFACE VENEER ON 3/8"
FIRE RETARDANT PLYWOOD

CONTINUOUS SEALANT AND
BACKER ROD

NEW SOLID SURFACE WINDOW SEAL

FACE OF EXISTING WALL

FOIL BACKED BATT INSULATION

EXISTING CABINET TO REMAIN

EXISTING WINDOW SYSTEM TO
REMAIN

EXISTING WALL BASE - SEE DETAIL 12/1-A24 FOR
DEMOLITION OF COVED BASE IN PREPARATION
FOR NEW FINISHES

PROVIDE FIRE RETARDANT PLYWOOD AS
REQUIRED

EXISTING SLATE WINDOW SEAL

EXISTING PLASTER TO REMAIN, PAINT PER
FINISH SCHEDULE

5/8" GYP BD

PROVIDE (1) LAYER OF 5/8" GYP BD ON 1-
5/8" HAT CHANNEL AT 16" MAX O.C. OR
FURRING TYPE SHOWN ON PLAN

CLEAR / SPANDREL GLAZING

WALL STOP

PROVIDE IN-WALL
METAL SUPPORT

BLOCKING BEHIND
WALL STOPS

WALL TYPE

SEE PLAN FOR

PROVIDE (1) LAYER OF 5/8" GYP BD ON 1-
5/8" HAT CHANNEL AT 16" MAX O.C. OR
FURRING TYPE SHOWN ON PLAN

PROVIDE CONTINUOUS SEALANT

PROVIDE EASED EDGES AT CORNERS
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IF

1
 3

/4
"

NEW 1/4" SOLID SURFACE VENEER ON 3/8"
FIRE RETARDANT PLYWOOD

CONTINUOUS SEALANT AND
BACKER ROD

NEW SOLID SURFACE WINDOW
SEAL

FACE OF EXISTING WALL

EXISTING WALL TO REMAIN

EXISTING WINDOW SYSTEM TO
REMAIN

EXISTING WALL BASE - SEE DETAIL 12/1-A24
FOR DEMOLITION OF COVED BASE IN
PREPARATION FOR NEW FINISHES

PROVIDE FIRE RETARDANT PLYWOOD AS
REQUIRED

TILE TO UNDERSIDE OF SOLID SURFACE

PROVIDE SUPPORT BACKING FOR HANDRAIL
INSTALLATION.
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WALL MOUNTED GRAB BAR

EXISTING SLATE WINDOW SEAL

EXISTING PLASTER TO REMAIN, PAINT PER
FINISH SCHEDULE

CLEAR / SPANDREL GLAZING

3"

3
"
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SEE MATERIAL
SCHEDULE FOR
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AND MODEL
NUMBER

DOUBLE STEEL
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INTERSECTION

STEEL STUD
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LAYER GYPSUM
BOARD, EACH SIDE

FASTENER BY
MANUFACTURER

HAND RAIL WITH
END CAPS AS

SCHEDULED
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SCHEDULED
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HAND RAIL  AS
SCHEDULED
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WALL GUARD AS
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HANDRAIL AND  WALL
GUARD MOUNTED
2" CLEAR OF FULLY OPENED
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HAND RAIL, RE:4/1-A24

CHAIR RAIL, RE: 1/1-A24
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PROTECTION

4" RUBBER BASE
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CHAIR RAIL, RE: 1/1-A24
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GYP. BD WALL, PAINTED

CLEAR
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CLEAR
4 3/8"

CLEAR MOUNTING  DISTANCE
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CLEAR
1"

EXISTING METAL STUD
WALL

HANDRAIL, STOP 1" FROM INSIDE
CORNER OF PERPENDICULAR
WALL

WALL GUARD, STOP 1" FROM
INSIDE CORNER OF
PERPENDICULAR WALL

CHAIR RAIL ABOVE, CONTINUES
THROUGH INSIDE CORNER OF
WALL

10/1-A25

EXISTING METAL STUD WALL

HANDRAIL, PROVIDE 4" CLEARANCE
BETWEEN PERPENDICULAR
HANDRAILS FOR SAFETY

WALL GUARD, STOP 2" FROM
INSIDE CORNER OF
PERPENDICULAR WALL
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RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1 1/2" = 1'-0"
3

PATIENT SHOWER/ TOILET FLOOR

SCALE:  1/4" = 1'-0"
6

TYPICAL MOUNTING HEIGHTS -
PUBLIC SPACES

SCALE:  1" = 1'-0"
1

EXTERIOR WALL DETAIL - W/
CABINET

SCALE:  3" = 1'-0"
2

SUPPORT BLOCKING AT DOOR
STOP

SCALE:  1" = 1'-0"
4

EXTERIOR WALL DETAIL - W/O
CABINET

16 JAN 2012

SCALE:  3" = 1'-0"
5

WALL PROTECTION AT OUTSIDE
CORNER

SCALE:  3" = 1'-0"
8

WALL PROTECTION AT DOOR
FRAME

SCALE:  1" = 1'-0"
9

WALL PROTECTION AT FULLY
OPENED DOOR

SCALE:  3/4" = 1'-0"
10

WALL PROTECTION
MOUNTING HEIGHTS

SCALE:  3" = 1'-0"
7

WALL PROTECTION AT INSIDE
CORNER WITHOUT
PERPENDICULAR PROTECTION

SCALE:  3" = 1'-0"
11

WALL PROTECTION AT
INSIDE CORNER WITH
PERPENDICULAR
PROTECTION
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2' - 6" 2' - 0" 2' - 0" FILLER

INTEGRAL STAINLESS
STEEL SINK
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BACKSPLASH AND
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SIM

OWNER SUPPLIED
REFRIGERATOR AND

ICE MACHINE
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SIM
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GYP BD FURR DOWN
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SEE INTERIOR ELEVATIONS
AND ROOM FINISH

SCHEDULE FOR
COUNTERTOP MATERIAL

BACKSPLASH MATERIAL TO
MATCH COUNTERTOP

MATERIAL

PROVIDE INTEGRAL
BACKSPLASH (AND

SIDESPLASHES WHERE
SHOWN ON ELEVATIONS)

PROVIDE INTEGRAL SINK
BOWL AT SOLID SURFACE

COUNTERTOPS

CONTINUOUS  FIRE TREATED
WOOD BLOCKING BETWEEN

WALL STUDS

REMOVABLE ACCESS PANEL

SEE ROOM FINISH SCHEDULE
FOR BASE TREATMENT

WOOD
SCREWS
W/CHROMED
FINISHING
WASHERS.

2' - 0"

MAX

6" 1' - 6"

4
"

PROVIDE SUPPORT
BLOCKING FOR REMOVABLE

ACCESS PANEL
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" 1
 1

/2
"

5
"

4
"

3"

(S
E

E
 E

L
E

V
A

T
IO

N
 F

O
R

 H
E

IG
H

T
)

2
'-
1
0
" 

/ 
3
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" 3/4" PLAM

SEE INTERIOR
ELEVATIONS & ROOM

FINISH SCHEDULE FOR
MATERIAL

PROVIDE INTEGRAL
BACKSPLASH   ( AND

SIDESPLASHES WHERE
SHOWN ON ELEVATIONS)

ADJUSTABLE SHELF

SEE ROOM FINISH
SCHEDULE  FOR BASE
TREATMENT

CONTINUOUS  FIRE
TREATED WOOD

BLOCKING BETWEEN
WALL STUDS
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SIM

PAPER TOWEL AND SOAP
DISPENSERS PROVIDED
BY OWNER - INSTALLED
BY CONTRACTOR, TYP.

PLAM UPPER CABINETS
AND SOFFIT PANELS

STAINLESS STEEL
COUNTERTOP,

BACKSPLASH, AND
SIDESPLASH

INTEGRAL STAINLESS
STEEL SINK

PLAM SINK APRON
2' - 6"

2' - 6"

8
' -
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"
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SIM

PLAM UPPER CABINETS
AND SOFFIT PANELS

OMNICELL

MED CART LOCATION

2
' -

 0
"

1
' -
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"

CLEAR

1' - 0"

PLAM SOFIT PANEL TO
UNDERSIDE OF

CEILING  ABOVE

CONTINUOUS  FIRE
TREATED WOOD

BLOCKING BETWEEN
WALL STUDS

WOOD SCREWS
W/CHROMED

FINISHING WASHERS.
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ADJUSTABLE PLAM
SHELVES

ACT-1 CEILING
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SIM

PLAM BASE CABINETS

PLAM UPPER CABINETS
AND SOFFIT PANELS

RUBBER BASE

INTEGRAL STAINLESS
STEEL SINK REF.
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"
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SIM
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1-A26
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1-A26

SIM
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1-A26

SIM

RUBBER BASE

PLAM BASE CABINETS

OWNER SUPPLIED
REFRIGERATOR

PLAM UPPER CABINETS
AND SOFFIT PANELS

INTEGRAL STAINLESS
STEEL SINK

SEE INTERIOR
ELEVATIONS & ROOM

FINISH SCHEDULE FOR
MATERIAL

PROVIDE INTEGRAL
BACKSPLASH   ( AND

SIDESPLASHES WHERE
SHOWN ON ELEVATIONS)
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3/4" PLAM

(4) EQUAL SIZED
DRAWERS

SEE ROOM FINISH
SCHEDULE FOR
BASE TREATMENT
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PLAM UPPER CABINETS
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RUBBER BASE
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STEEL SINK

OWNER PROVIDED OMNICELL,
VERIFY REQ'D CLEAR SPACE
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PLAM BASE CABINETS

PLAM UPPER CABINETS
AND SOFFIT PANELS
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INTEGRAL STAINLESS
STEEL SINK

OWNER SUPPLIED
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OWNER SUPPLIED ICE
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COUNTER TOP
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SIM

PLAM UPPER CABINETS
AND SOFFIT PANELS

OWNER SUPPLIED
REFRIGERATOR AND ICE
MACHINE

RUBBER BASE

PLAM BASE CABINETS

INTEGRAL STAINLESS
STEEL SINK
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OUTLINE OF WRITING
SURFACE IN PULLED

OUT POSITION

STEEL DOOR FRAME, GROUT
SOLID

FIXED PLAM SHELF

PROVIDE FIRE TREATED WOOD
BLOCKING BETWEEN METAL
STUD WALL TO ANCHOR PLAM
CASEWORK

PROVIDE 4 7/8" WING
WALL WHERE
ADJACENT TO

HEADWALL UNIT

SCRIBE AND FLUSH WOOD
TRIM FILLER STRIPS
BETWEEN NURSE SERVER
AND HM FRAMES

SEE DOOR SCHEDULE FOR
DOOR TYPE AND SIZE

CONTINUOUS SEALANT,
FULL PERIMETER

DOUBLE STEEL STUDS @
JAMB

PLAM DOOR
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FLUSH MOUNTED
DUTCH PLAM
DOOR AND FRAME

WIRE PULL

MTL STUD WALL
W/ FINISHED GYP
BD, REF: ROOM
FINISH SCHEDULE

PROVIDE GAP AT
FINISH FLOOR

RUBBER BASE

PROVIDE KEYPAD
LOCK

18

1-A26

DUTCH DOOR AND
FRAME PER DOOR
SCHEDULE

MTL STUD WALL
W/ FINISHED GYP
BD, REF: ROOM
FINISH SCHEDULE

RUBBER BASE

WALL GUARD

HANDRAIL
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OWNER
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DRAWER W/ WIRE
PULL
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PROVIDE  ROUGH-

IN AND BLANK
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ADJUSTABLE
SHELVES
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SLIDING DRAWER W/
WIRE PULL HANDLE

FUTURE DATA AND
POWER OUTLETS -
PROVIDE ROUGH-IN
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PLATES

DOOR, SEE DOOR
SCHEDULE

SCRIBE AND FLUSH
WOOD TRIM FILLER
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HM FRAMES
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CONTINUOUS  FIRE
TREATED WOOD

BLOCKING BETWEEN
WALL STUDS

WOOD SCREWS
W/CHROMED

FINISHING WASHERS.

3/4" PLAM

ADJUSTABLE PLAM
SHELVES

ACT-1 CEILING

3 5/8" MTL STD
BRACING AS REQ'D

EXISTING STRUCTURAL
SLAB ABOVE
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1-A26

MILLWORK

16 JAN 2012

RENOVATE INPATIENT WARD
5E AND 4E

636-A8-12-001

SCALE:  1/4" = 1'-0"
1

4E15 - 4E NOURISHMENT
MILLWORK

SCALE:  3/4" = 1'-0"
9

BASE CABINET W/ VALANCE
SCALE:  3/4" = 1'-0"

10
BASE CABINET

SCALE:  1/4" = 1'-0"
2

4E22 - MED PREP MILLWORK -
EAST

SCALE:  1/4" = 1'-0"
3

4E22 - MED PREP MILLWORK -
NORTH

SCALE:  3/4" = 1'-0"
12

UPPER CABINET W/ DOOR

SCALE:  1/4" = 1'-0"
5

5E07 - FAMILY ROOM MILLWORK

SCALE:  1/4" = 1'-0"
4

4E21 - BREAK MILLWORK

SCALE:  3/4" = 1'-0" RE:4 /1-A26
11

BASE CABINET W/ 4
DRAWER

SCALE:  1/4" = 1'-0"
6

5E23 - MED PREP MILLWORK
SCALE:  1/4" = 1'-0"

7
5E22 - NOURISH MILLWORK

SCALE:  1/4" = 1'-0"
8

5E24 - BREAK - MILLWORK

16 JAN 2012

SCALE:  1/2" = 1'-0" RE:1 /1-A14
14

NURSE SERVER
SCALE:  1/2" = 1'-0"

15

NURSE SERVER - PAT RM
SIDE

SCALE:  1/2" = 1'-0"
16

NURSE SERVER -
CORRIDOR SIDE

SCALE:  1/2" = 1'-0" RE:14 /1-A26
17

NURSE SERVER - SECTION
SCALE:  1/2" = 1'-0" RE:14 /1-A26

18

NURSE SERVER - CROSS
CORRIDOR SECTION

SCALE:  3/4" = 1'-0" RE:1 /1-A26
13

UPPER CABINET W/ DOOR
& GYP BD FURR DOWN
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A1

4E01D

STACK

4S02

4CS01

4W02

4N01

4E01B

4E02

4CN01

4CE01

4W01

4E01

4E02C

4E02A

4E03A

4E03B

SHAFT
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DN
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4CS02

4S03

4S01

4S01A

4E03

4E02B

4E02D

4E01C

4E01A

SHAFT

M.C.

4S04
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4ST03

F

1 2 3 4

5

5

6

6

7.1

4.1

4.2

87 139.1 10.1

H

I

JJ

KK

LL

MM

NN

P

RR

TT

11.1 11.2 12.1
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4E27

4CE04

4E23

4E16

4E17

4CE02

4E19

4E14

4E15

FIRE PROTECTION SYMBOLS LIST

SYMBOL:         DESCRIPTION:

EXISTING TO REMAIN

EXISTING TO BE REMOVED

FIRE PROTECTIONFP

PIPE CAP

PIPE DOWN

PIPE UP OR UP/DOWN

DIRECTION OF FLOW IN PIPE

NEW CONNECTION

LIGHT HAZARD

ORDINARY GROUP 1

FIRE PROTECTION CONTRACTORF.P.C.

GENERAL CONTRACTORG.C.

NC NEW CONNECTION

GENERAL SHEET NOTES

1. CENTER SPRINKLER IN NEW 2'x2' CEILING TILE.

2. EXISTING FIRE PROTECTION SYSTEM AND FIRE ALARM MUST

BE KEPT OPERATIONAL.

3. NECESSARY DISRUPTIONS TO FIRE PROTECTION SYSTEM OR

FIRE ALARM OUTSIDE OF 4E/5E WORK AREA MUST BE

COORDINATED WITH VAMC AND PROJECT ENGINEER.

4. REPAIR EXISTING FINISHES THAT ARE DAMAGED DURING

RENOVATION TO MATCH PREVIOUS EXISTING CONDITION.

5. REFER TO 3/1-M4 FOR TYPICAL CORRIDOR SECTION.

6. COORDINATE  SPRINKLERS LOCATION WITH FAN COIL UNIT

PLACEMENT, DO NOT LOCATE SPRINKLERS UNDER FAN COIL

UNITS.

FIRE SPRINKLER USAGE SCHEDULE

AREA TYPE

(NOTE 1 & 6)

AREA HAZARD

SPRINKLER

MANUFACTURER & MODEL REMARKS

SYMBOL

(NOTES 4 & 5)

TYPE RESPONSE FINISH

TEMPERATURE

°F

JANITOR CLOSETS,

HOUSE KEEPING

SEE PLANS SPR-1 PENDENT QUICK ROUGH BRASS 155

VIKING  VK, RELIABLE  F1FR,

TYCO  TY-FRB, VICTAULIC  V2708

NOTE 3

FINISHED SPACES SEE PLANS SPR-2 CONCEALED QUICK WHITE 155

VIKING  VK, RELIABLE  G4A,

TYCO  RFII, VICTAULIC  V3802

NOTE 3

NOTES:

1. SEE FLOOR PLANS FOR ZONING REQUIREMENTS.

2. SPRINKLER SHALL HAVE COLOR CODED BULB THERMAL ELEMENT.

3. ALL SPRINKLERS SHALL BE UL LISTED.

4.

CONTRACTOR TO VERIFY SPRINKLER REQUIREMENTS BASED ON ACTUAL INSTALLATION, USAGE, ARCHITECTURAL CEILING PLAN AND NFPA 13 REQUIREMENTS.

5. SYMBOL IS PRIMARILY FOR INDENTIFYING SPRINKLERS IN SUBMITTALS.  IT MAY OR MAY NOT BE FOUND ELSEWHERE ON THE DRAWINGS.  CONTRACTOR TO SUBMIT ALL SPRINKLER TYPES TO BE USED.

6. AREAS ARE GENERAL IN NATURE.  CONTRACTOR TO MATCH UNSCHEDULED AREAS TO SIMILAR SPACES.

NEW-FP

NEW-FP

N
E

W
-
F

P

N
E

W
-
F

P

REMOVE ALL EXISTING FIRE SPRINKLER

PIPES, HEADS AND ACCESSORIES WITHIN THE

PROJECT LIMITS, SEE SPEC 21 13 13 AND 01 00 00.

ZONE 2 CONTROL VALVE

AND TEST ASSEMBLY

ZONE 1 EXISTING CONTROL VALVE AND TEST

ASSEMBLY TO REMAIN

EX 4" FIRE STANDPIPE RISER WITH 2-1/2" FDV TO REMAIN

EXISTING  FIRE STANDPIPE, FIRE HOSE

VALVE AND CABINET. TO REMAIN

RECONNECT EXISTING FP IN

NON-RENOVATED AREAS TO NEW MAINS

NEW-FP

NEW-FP

NEW-FP

ORDINARY GROUP 2

INSTALL NEW SPRINKLERS

IN RENOVATED CEILING.
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

4E

WCR JPT

4E FLOOR PLAN - FIRE PROTECTION

1-FP1

4E FLOOR PLAN - FIRE PROTECTION

SCALE: 1/8"=1'-0"

1



DN

UP

5S01

1 2 3 4 5 6

7.1

4.1

4.2

87 139.1 10.1

H

I

J

K

L

M

N

P

R

T

11.1 11.2

UP

DN

UP

UP DN

5S02

5W01

5N01

5W02

5CS01

5S05

5S07

5S08

5S06

5S01

5S04

5S03A

5CS02

5CS03

STACK

5CN01

SHAFT

DW

DW

5S03

SHAFT

DN

A1

A2

A3

A4

5N01

5ST01

5ST02

5ST03

4
T
H
 
F
L
O
O
R
 
R
O
O
F

REF

CRASH

CART

ICE

5E30

5E28

5E08 5E06 5E04

5E05

5E275E295E31

5E19

5E20

5
E

1
2

5E24

5
E

2
3

5
E

2
2

5E26

5E30A

5E28A

5E31A
5E29A

5E27A

5E09
5E09A

5E07

5E06A

5E08A

5E02

5E03

5E01

5E19A

5E20A

5E21

5
E

2
5

5E24A

5E32A

5E32

5E11

5
E

1
3

5E05A

5E04A

5E10

5
C

E
0

3

5CE01

5E14

5CE04

5E17

5E18A

DO NOT SPRINKLE

EXISTING SHAFT

NEW-FP

NEW-FP

N
E

W
-
F

P

N
E

W
-
F

P

REMOVE ALL EXISTING FIRE SPRINKLER

PIPES, HEADS AND ACCESSORIES WITHIN THE

PROJECT LIMITS, SEE SPEC 21 13 13 AND 01 00 00.

ZONE 2 FLOW SWITCH

AND TEST ASSEMBLY TO REMAIN

ZONE 1 EXISTING FLOW SWITCH AND

TEST ASSEMBLY TO REMAIN

EX 4" FIRE STANDPIPE RISER

WITH 2-1/2" FDV TO REMAIN

EXISTING  FIRE STANDPIPE, FIRE HOSE

VALVE AND CABINET. TO REMAIN

NEW-FP

NEW-FP

NEW-FP

NEW-FP

GENERAL SHEET NOTES

1. CENTER SPRINKLER IN NEW 2'x2' CEILING TILE.

2. EXISTING FIRE PROTECTION SYSTEM AND FIRE ALARM MUST

BE KEPT OPERATIONAL.

3. NECESSARY DISRUPTIONS TO FIRE PROTECTION SYSTEM OR

FIRE ALARM OUTSIDE OF 4E/5E WORK AREA MUST BE

COORDINATED WITH VAMC AND PROJECT ENGINEER.

4. REPAIR EXISTING FINISHES THAT ARE DAMAGED DURING

RENOVATION TO MATCH PREVIOUS EXISTING CONDITION.

5. REFER TO 3/1-M4 FOR TYPICAL CORRIDOR SECTION.

6. COORDINATE  SPRINKLERS LOCATION WITH FAN COIL UNIT

PLACEMENT, DO NOT LOCATE SPRINKLERS UNDER FAN COIL

UNITS.

KEY PLAN
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

5E

WCR JPT

5E FLOOR PLAN - FIRE PROTECTION

1-FP2

5E FLOOR PLAN - FIRE PROTECTION

SCALE: 1/8"=1'-0"

1



FD

MB

4" SAN

4" SAN

CO

GENERAL PLUMBING NOTES

1. PLUMBING RISER LOCATIONS WERE DERIVED FROM EXISTING

DRAWINGS, FIELD VERIFICATION IN ALL CASES WAS NOT

POSSIBLE. CONTRACTOR TO VERIFY EXACT LOCATION OF

EXISTING PIPING AND NOTIFY ENGINEER OF ANY

DISCREPANCIES.

2. EXISTING TO REMAIN PLUMBING RISERS THAT ARE EXPOSED

DURING DEMOLITION ARE TO BE OFFSET AS REQUIRED. REFER

TO DETAILS 4/1-P9 & 5/1-P9.

3. CAP ALL REMOVED BRANCH PIPING AT MAIN. 12" MAXIMUM

DEAD LEG.

4. NECESSARY DOWNTIME OF PLUMBING SYSTEMS, DISRUPTIVE

WORK SUCH AS CORE DRILLING AND/OR ACCESS TO

OCCUPIED AREAS TO PERFORM WORK MUST BE

COORDINATED WITH VAMC AND PROJECT ENGINEER. REFER

TO DRAWING 1-A3 FOR ADDITIONAL OCCUPIED ACCESS

INFORMATION.

5. REPAIR EXISTING FINISHES AND SYSTEMS TO REMAIN THAT

ARE DAMAGED DURING RENOVATION TO MATCH PREVIOUS

EXISTING CONDITION.

6. COORDINATE ABOVE CEILING WORK WITH OTHER DISCIPLINES,

REFER TO 3/1-P4 FOR TYPICAL CORRIDOR SECTION.

EXISTING VENT/SAN

RISER

EXISTING CW/HW

RISER

EXISTING CW/HW

RISER

KEYNOTES

1. REMOVE PORTIONS OF SAN/VENT AS REQUIRED TO PREPARE

FOR NEW CONNECTIONS. PATCH ABANDONED FLOOR AND

WALL PENETRATIONS TO MATCH EXISTING.

2. REMOVE PORTIONS OF CW/HW AS REQUIRED TO PREPARE

FOR NEW CONNECTIONS. PATCH ABANDONED FLOOR AND

WALL PENETRATIONS TO MATCH EXISTING.

#

EXISTING SAN/VENT

RISERS

EXISTING SAN/VENT

RISERS

PLUMBING SYMBOLS LIST

SYMBOL:         DESCRIPTION:

EXISTING TO REMAIN

EXISTING TO BE REMOVED

COLD WATER - POTABLECW

FIRE PROTECTIONFP

HOT WATER - POTABLEHW

HOT WATER CIRCULATING - POTABLEHWC

MEDICAL AIRMA

O

SANITARY DRAINAGESAN

V

MEDICAL VACUUMVAC

PIPE CAP

PIPE DOWN

PIPE UP OR UP/DOWN

PIPE SERVING FIXTURE ON FLOOR ABOVE.

(EXAMPLE: FD = FLOOR DRAIN)
FD

PITCH PIPE IN DIRECTION

DIRECTION OF FLOW IN PIPE

SHUTOFF VALVE NORMALLY OPEN

VALVE BOX

ALARM PANEL

BATHTUBBT

CO CLEANOUT

FLOOR DRAINFD

LAVATORYLAV

MOP BASINMB

NC NEW CONNECTION

SHOWERSH

SINKSK

URINALUR

WATER CLOSETWC

ICE MACHINE FITTINGIMF

PRESSURE TRANSDUCER WITH ALARM

WIRING

EXISTING SAN/VENT

RISERS

NEW CONNECTION

EXISTING SAN/VENT

RISERS

AIR GAP FITTINGAGF

NOT IN CONTRACTN.I.C.

REFERENCE DETAIL/SHEET NO.

WCR JRM

KEY PLAN
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

3E DEMOLITION PLAN - PLUMBING

1-P1

3E DEMOLITION PLAN - PLUMBING

SCALE: 1/8"=1'-0"
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3E



4.1

I

J

K

L

M

N

P

R

T

CO

CO

LAV

WC

LAV

FD

NC

SK(S)

SK(S)

CO

SK(S)

SK(S)

CO

CO

SK(S)

SK(S)

SK(S)

SK(S)

COSK

EXISTING CW/HW

CO

CO

CO

CO

MB

CO

6

1-P10

7

1-P10

WC

FD

2" SAN

2" SAN

SK(S)

4" SAN

LAV

CS

SK

FD

1 1/2" V

3" SAN

FD

1 1/2" V

CO

EWC

WC

LAV

4" SAN

FD

1 1/2" V

CO

CO

4" SAN

2" STANDPIPE

REUSE EXISTING PENETRATIONS THRU

BEAM WHERE POSSIBLE, CUT/DRILL

EXISTING BEAM AS REQUIRED FOR NEW

PENETRATION, X-RAY AND EVALUATE

STRUCTURAL INTEGRITY WHEN

CHOOSING LOCATION. (TYP.)

ADD ISOLATION, CHECK AND

BALANCING VALVES TO EACH

HWC BRANCH. (TYP. OF 25)

ADD BALANCE VALVE TO

BASE OF EACH HW RISER

ON BASEMENT LEVEL.

REFER TO 2/1-P2.

TYP.

2" SAN

KEYNOTES

1. NEW SAN CONNECTION TO EXISTING RISER.

VERIFY EXACT LOCATION/SIZE, REFER TO

RISER DIAGRAM FOR ADDITIONAL

INFORMATION.

#

1

1

1

1

1

1

1

1 2 3 4 5 6 87 19.1 10.1 11.1 11.2 12.1

1 1/2" HWC ROUTED TO PUMP

(GRUNDFOS UP 43-75F) ON

SUB BASEMENT LEVEL.

1 1/2" HWC

NEW CIRC

SETTER (TYP.)

1 1/2" HWC

NEW BRANCH

VALVE (TYP.)

3/4" HWC RISER (TYP.)

REINSULATE AREAS WHERE NEW

WORK IS PERFORMED. (TYP.)

BALANCE TO 0.5 GPM (TYP.)

INSTALL FLOOR DRAIN IN

ENGINEERING MECHANICAL

ROOM 3W103. REFER TO 1/1-M2

FOR ADDITIONAL INFORMATION.
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

WCR JRM

3E FLOOR PLAN - SANITARY & VENT

1-P2

3E FLOOR PLAN - SANITARY & VENT

SCALE: 1/8"=1'-0"

1

3E

BASEMENT PLAN - HOT WATER RECIRC

SCALE: 1/8"=1'-0"

2
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12.1

A5

A4

A3

A2

A1

4E01D

STACK

4S02

4CS01

4W02

4N01

4E01B

4E02

4CN01

4CE01

4W01

4E01

4E02C

4E02A

4E03A

4E03B

SHAFT

DNUP

UP

DN

DN

UP

4CS02

4S05

4S03

4S01

4S01A

4E03

4E02B

4E02D

4E01C

4E01A

SHAFT

4S05A

DW

DW

M.C.

4S04

4CE02

4ST01

4ST02

4ST03

F

8" D.S.

FD

SAN/VENT/HW CW

RISERS

KEYNOTES

1. REMOVE WATER CLOSET AND CARRIER.

REMOVE ASSOCIATED SANITARY, VENT AND

WATER PIPING BACK TO MAINS AND CAP.

PATCH WALL AND FLOOR OPENINGS TO MATCH

EXISTING.

2. REMOVE LAVATORY AND CARRIER. REMOVE

ASSOCIATED SANITARY, VENT AND WATER

PIPING BACK TO MAINS AND CAP. PATCH WALL

AND FLOOR OPENINGS TO MATCH EXISTING.

3. REMOVE MOB BASIN. REMOVE ASSOCIATED

SANITARY, VENT AND WATER PIPING BACK TO

MAINS AND CAP. PATCH WALL AND FLOOR

OPENINGS TO MATCH EXISTING.

4. REMOVE FLOOR DRAIN. REMOVE ASSOCIATED

SANITARY/VENT PIPING BACK TO MAINS AND

CAP. PATCH WALL AND FLOOR OPENINGS TO

MATCH EXISTING.

5. REMOVE SINK. REMOVE ASSOCIATED

SANITARY, VENT AND WATER PIPING BACK TO

MAINS AND CAP. PATCH WALL AND FLOOR

OPENINGS TO MATCH EXISTING.

#

2

1

3

1

2

EXISTING AREA ALARM PANEL TO

REMAIN.

EXISTING MEDICAL GAS ZONE VALVE

SERVING SURGERY/RECOVERY TO

REMAIN.

5

SAN/VENT

CW/HW RISERS

WATER RISERS

SAN/V RISERS

4

REMOVE SANITARY/VENT PIPING

SERVING REMOVED FIXTURES

BACK TO RISERS AND CAP. (TYP.)

KEY PLAN
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

4E

WCR JRM

4E DEMOLITION PLAN - PLUMBING

1-P3

4E DEMOLITION PLAN - PLUMBING

SCALE: 1/8"=1'-0"

1
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11.1 11.2 12.1

4E05

4E35

4E33 4E31 4E29

4E36 4E34 4E32 4E30 4E28 4E26

4E25

4E18

4E20

4E22

4E21

4E24

4E06

4E04

4E08

4E10

4E12

4E13

4E11

4E09

4E07

4
C

E
0

3

4E27

4CE04

4E23

4E16

4E17

4CE02

4E19

4E14

4E15

2" FD-C

P-604

P-418

P-102

3" FD-C

8"ST

CO

SH

SK

SK

CO

LAV

1

SK

2" FD-M

2" SAN

1 1/2" V

1

CO

4" SAN

SH

LAV(S)

2" V

FD

LAV

WC

CO

FD

SK

WC

SH

FD

LAV

WC

SH

CO

SAN/VENT/CW/

HW RISERS

CO

CO

WCWC

FD

SH

FD

SH

CO

WC

LAVFD

SH

2" SAN

FD SH

WC

LAV

WC

FD

FD

8

1-P10

9

1-P10

CO

CO

1 1/2" V

REFER TO 3/1-P4 FOR

TYPICAL CORRIDOR

SECTION.

CO

SK(S)

WC

CO

2" SAN

4" SAN

WC

SK

FD

1 1/2" V

CO

1

1-P10

2

1-P10

4

1-P10

5

1-P10

7

1-P10

2"FD-C

WC

2" V

2" FD-C

FD

SH

1 1/2" V

1 1/2" V

2" V

CO

CO

SK

SH

CO

2" AGF

LAV

MB
FD

CO

SK

SH

2" SAN

4" SAN

4

FD

SH

LAV

SK

6

1-P10

2" AGF

2" AGF

2" AGF 1 1/2" V

2" V

1

1

1

SK

SK

LAV'S

WC'S

SH

SH

FD FD

1

REFER TO 2/1-P4 FOR

TYPICAL 5E PATIENT

ROOM AND TOILET.

1

1 1/2" V

1 1/2" V

1 1/2" V

KEYNOTES

1. NEW SAN/VENT CONNECTION TO EXISTING

RISERS. VERIFY EXACT LOCATION/SIZE, REFER

TO RISER DIAGRAM FOR ADDITIONAL

INFORMATION.

2. ICE MACHINE FIXTURE - COORDINATE FLOOR

DRAIN LOCATION WITH ICE MAKER.

3. ROUTE  FLEXIBLE CONNECTION (NOT TO

EXCEED 2'-0") FROM FAN COIL UNIT

CONDENSATE PUMP TO 3/4" PD BRANCH PIPING.

ROUTE 1" PD MAIN TO 2" SAN TRAP.

4. PROVIDE 2" STANDPIPE TO SERVE STEAM

HUMIDIFIER. ROUTE PIPING FROM HUMIDIFIER

TO MANIFOLD LOCATED IN DUCTWORK.

#

2

3

3

3

3

3

3

3 33

33

3
3

33

3

3

3

3

LAV

1 1/2" V

SK SK

SK

SKSK

2"  SAN

4" SAN

EWC

WC(S)

FD FD

SH

SK

1 1/2" V

2" SAN

1 1/2" V

CO

3

LAV(S)

2" SAN

GENERAL PLUMBING NOTES

1. REFER TO RISER DIAGRAMS ON 1-P10 FOR

ADDITIONAL SIZING.

2. REFER TO 1/1-P5 FOR ADDITIONAL PLUMBING

FIXTURE DESIGNATIONS.

CO

WC
FD

SK

4" SAN

TYPICAL 4E PATIENT ROOM

SCALE: 1/4"=1'-0"

2

SK

P-420

CO

MGO-1

3/4" VAC & 1" O, ROUTE TO MGO.

1" PD, ROUTE

TO AGF.

FAN COIL UNIT (BY OTHERS)

MOUNT CONDENSATE PUMP (PROVIDED

BY OTHERS) TO FCU OR ADJACENT

WALL, ROUTE DISCHARGE TO

3/4" PD BRANCH PIPING.

ROUTE 1/2" HW/CW BRANCH

PIPING AS SHOWN ON PLAN.

HEAT TRACE HW PIPE.

3/4" PD BRANCH PIPING

ROUTE SAN/V

TO RISER.

1" PD MAIN

FCU

LIGHTS LIGHTS

FILTERED

RETURN

GRILLE

LINEAR

DIFFUSER

SA DUCT EA DUCT

HEATING AND CHILLED WATER PIPES.

TAP OFF BOTTOM BETWEEN LIGHTS

EXHAUST

GRILLE

FIRE PROTECTION

CONDUIT/JB

FIRE PROTECTION

CONDUIT/JB

UNISTRUT SUPPORT

EXISTING/NEW PLUMBING

MED GAS

TYPICAL

PATIENT

ROOM

CORRIDOR

TYPICAL CORRIDOR SECTION

SCALE: 1/4"=1'-0"

3

NOTES:

1. CONTRACTOR TO PROVIDE FULL COORDINATION

DRAWINGS, THIS SECTION IS FOR GUIDANCE ONLY.

KEY PLAN
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

4E

WCR JRM

4E FLOOR PLAN - SANITARY & VENT

1-P4

4E FLOOR PLAN - SANITARY & VENT

SCALE: 1/8"=1'-0"

1
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4E33 4E31 4E29

4E36 4E34 4E32 4E30 4E28 4E26

4E25

4E18

4E20

4E22
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4E06

4E04

4E08

4E10

4E12

4E13

4E11

4E09

4E07

4
C

E
0

3

4E27

4CE04

4E23

4E16

4E17

4CE02

4E19

4E14

4E15

P-529

P-415

P-415

P-604

P-420

P-415

P-415

P-102

P-102

P-102

P-420

P-420

P-420

P-420

P-528

P-528

P-420

KEYNOTES

1. NEW CONNECTION TO EXISTING HW/CW

RISERS. VALVE NEW BRANCH CONNECTIONS.

REFER TO RISER DIAGRAM FOR ADDITIONAL

INFORMATION.

2. ROUTE PRESSURE TRANSDUCER WIRING TO

AREA ALARM PANEL. REFER TO DETAIL 3/1-P5.

3. LOCKABLE VALVE TO EACH SET OF MEDICAL

GAS OUTLETS. ALL VALVES SHALL BE KEYED

SIMILARLY, COORDINATE WITH FACILITIES.

4. ROUTE 1/2"O AND 3/4"VAC TO MEDICAL GAS

OUTLETS (MGO-1).

5. ICE MACHINE FIXTURE - GALVANIZED STEEL

ENCLOSURE, ANGLE VALVE WITH 1/4"

COMPRESSION OUTLET. PROVIDE WITH DUAL

CHECK BACK FLOW PREVENTER (ASSE 1022

APPROVED). COORDINATE FLOOR DRAIN

LOCATION WITH ICE MAKER.

6. ROUTE 1/4" PIPING FROM SINK CW SUPPLY TO

REFRIGERATOR. PROVIDE ISOLATION VALVE

AND DUAL CHECK BACK FLOW PREVENTER

(ASSE 1022 APPROVED).

#

P-420

1

P-502

AAP-1

VB-1

4

MGO-1 MGO-1 MGO-1 MGO-1

MGO-1

MGO-1

MGO-1

MGO-1

MGO-1

5

1/2" HW

MGO-1

1

1-P11

3

1-P9

4

1-P11

5

1-P11

MGO-1

3/4" CW/HW

6

P-804

MGO-1

1 4

4 4 4 4

4

4

4

4

4

4

2

1-P11

6

1-P11

P-420

P-420

REFER TO 2/1-M4 FOR

TYPICAL 5E PATIENT

ROOM AND TOILET.

7

1-P11

4

MGO-1

1

1

P-505

2" CW

1

1

1

2

3/4" CW/HW

2" CW

1" CW

1" HW

GENERAL PLUMBING NOTES

1. REFER TO RISER DIAGRAMS ON 1-P11 FOR

ADDITIONAL SIZING.

2. REFER TO 1/1-P4 FOR ADDITIONAL PLUMBING

FIXTURE DESIGNATIONS.

3 3 3 3

3

33 3

3

3

NORMAL  HIGH  LOW

NORMAL  HIGH  LOW

NORMAL  HIGH  LOW

NOTES:

1. SHOWN FOR NON-ANESTHETIZING LOCATIONS.

2. ALL VALVE BOXES SHALL BE PIPED SO PRESSURE GAUGE IS DOWN STREAM OF

THE ASSOCIATED SHUT-OFF VALVE. (BETWEEN VALVE AND OUTLETS)

3. EXACT NUMBER, TYPE, AND ARRANGEMENT OF MEDICAL GASES VARY. REFER

TO PLANS AND MEDICAL GAS MATERIAL LIST FOR FURTHER INFORMATION.

4. UNLESS OTHERWISE SPECIFIED, ALL SIGNAL WIRING SHALL BE #18 GAUGE

INSULATED WIRE.  THE MAXIMUM WIRE SIZE FOR USE AS SIGNAL WIRE IS #14

GAUGE. USE BELDEN MULTI-WIRE SHIELDED CABLES (OR EQUAL) AS DIRECTED

BY MANUFACTURER.

5. ALL WIRING SHALL BE INSTALLED IN CONDUIT. PRESSURE/VACUUM SENSORS

GROUPED IN A COMMON AREA MAY SHARE

6. A CONDUIT RUN TO THE ALARM PANEL. PROVIDE FLEXIBLE METALLIC CONDUIT

CONNECTORS TO THE SENSORS.

7. DO NOT COMBINE MULTIPLE DEVICE ALARM IN A COMMON CABLE.

8. LABEL ALL CABLES, INDIVIDUAL TWISTED PAIRS, AND CONDUIT FOR PURPOSE

SERVED. SEE 26 05 53 FOR MORE INFORMATION.

9. REFER TO ELECTRICAL SPECIFICATIONS FOR CONDUIT AND WIRING.

AREA ALARM PANEL SHOWN AT

REMOTE LOCATION SIMILAR FOR

OTHER AREA ALARM PANELS,

EXCEPT SURGERY.

ROUTE TWISTED, SHIELDED PAIRS OF SIGNAL WIRING IN 3/4"

CONDUIT FROM PRESSURE SENSORS TO AREA ALARM PANEL.

1/4" NPT FEMALE CONNECTION IN PIPELINE (TYP.)

PRESSURE TRANSDUCER PROVIDED WITH A DISS GAS

SPECIFIC DEMAND VALVE (TYP.)

FROM PIPING SYSTEM TO OUTLETS

VALVE BOX

ISOLATION VALVE (TYP.)

PRESSURE/VACUUM

GAUGES (TYP.)

VALVE BOX/ALARM PANEL SCHEMATIC

NO SCALE

3

NOTES:

1. REFER TO PLANS AND MEDICAL GAS MATERIAL LIST

FOR FURTHER INFORMATION.

2. EXACT SLIDE LOCATION TO BE DETERMINED BY

USER GROUP. CONTRACTOR TO PROVIDE MOCK-UP

FOR VISUAL APPROVAL OF SLIDE LOCATION BY

USER GROUP.

GAS OUTLET GROUP-MGO #

NO SCALE

2

OXYGEN VACUUM

(SLIDE)

(SLIDE)

MODULAR MEDICAL

2" CW

1" HW

2" CW

1" HW

3/4" HW

2" CW

2" CW

2" CW

1" HW

1/2" VAC & O

(TYP.)

P-420

P-420

MGO-1

4

P-420

P-420

3 3

3

3

3

3

KEY PLAN
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

4E

WCR JRM

4E FLOOR PLAN - WATER & MEDICAL

GAS

1-P5

4E FLOOR PLAN - WATER & MEDICAL GAS

SCALE: 1/8"=1'-0"

1



1 2 3 4 5 6

7.1

4.1

4.2

87 9.1 10.1
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I
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N
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T

11.2 12.1

UP

UP DN

5S02

5W01

5CS01

5S05

5S07

5S10

5S11A

5S03A

5CS02

5CS03

STACK

5CN01

SHAFT

5S03

SHAFT

DN

A1

A2

5ST02

5ST03

4
T
H
 
F
L
O
O
R
 
R
O
O
F

5W01

8" ST

FD

KEYNOTES

1. REMOVE WATER CLOSET AND CARRIER.

REMOVE ASSOCIATED SANITARY, VENT AND

WATER PIPING BACK TO MAINS AND CAP.

PATCH WALL AND FLOOR OPENINGS TO MATCH

EXISTING.

2. REMOVE LAVATORY AND CARRIER. REMOVE

ASSOCIATED SANITARY, VENT AND WATER

PIPING BACK TO MAINS AND CAP. PATCH WALL

AND FLOOR OPENINGS TO MATCH EXISTING.

3. REMOVE SHOWER VALVE AND FLOOR DRAIN.

REMOVE ASSOCIATED SANITARY, VENT AND

WATER PIPING BACK TO MAINS AND CAP.

PATCH WALL AND FLOOR OPENINGS TO MATCH

EXISTING.

4. REMOVE FLOOR DRAIN. REMOVE ASSOCIATED

SANITARY AND VENT PIPING BACK TO MAINS

AND CAP. PATCH WALL AND FLOOR OPENINGS

TO MATCH EXISTING.

5. REMOVE SINK. REMOVE ASSOCIATED

SANITARY, VENT AND WATER PIPING BACK TO

MAINS AND CAP. PATCH WALL AND FLOOR

OPENINGS TO MATCH EXISTING.

6. REMOVE ICE MACHINE. REMOVE ASSOCIATED

ACCESSORIES AND WATER PIPING BACK TO

MAIN AND CAP.

7. REMOVE CLINICAL SINK. REMOVE ASSOCIATED

SANITARY, VENT AND WATER PIPING BACK TO

MAINS AND CAP. PATCH WALL AND FLOOR

OPENINGS TO MATCH EXISTING.

8. REMOVE THERAPY TUB. REMOVE ASSOCIATED

SANITARY, VENT AND WATER PIPING BACK TO

MAINS AND CAP. PATCH WALL AND FLOOR

OPENINGS TO MATCH EXISTING.

9. REMOVE DRINKING FOUNTAIN. REMOVE

ASSOCIATED SANITARY, VENT AND WATER

PIPING BACK TO MAINS AND CAP. PATCH WALL

AND FLOOR OPENINGS TO MATCH EXISTING.

3

3

4

3 3

8

6

4

7

7

2

9

REMOVE AREA ALARM PANEL AND

ACCESSORIES.

REMOVE EXISTING MEDICAL GAS ZONE

VALVE. REMOVE SUPPLY PIPING BACK

TO RISER AND VALVE, PREPARE FOR

NEW CONNECTION.

REMOVE MEDICAL GAS OUTLETS

AND PIPING BACK TO ZONE

VALVE. (TYP.)

CW/HWSAN/VENT

SAN/VENT/CW/HW

RISERS

SAN/VENT

CW/HW

WATER RISERS

SAN/V RISERS

CW/HW

5

55

5

5

2

2

5

5

5

5

2

2 2

2 2

2

5

2

2

22

1

1

1

1

1

1

1 1

1 1

1

1

N.I.C

N.I.C

N.I.C
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

5E

WCR JRM

5E DEMOLITION PLAN - PLUMBING

1-P6

5E DEMOLITION PLAN - PLUMBING

SCALE: 1/8"=1'-0"

1



DN

UP

5S01

1 2 3 4 5 6

7.1

4.1

4.2

87 139.1 10.1

H

I

J

K

L

M

N

P

R

T

11.1 11.2

UP

DN

UP

UP DN

5S02

5W01

5N01

5W02

5CS01

5S05

5S07

5S08

5S06

5S01

5S04

5S03A

5CS02

5CS03

STACK

5CN01

SHAFT

DW

DW

5S03

SHAFT

DN

A1

A2

A3

A4

5N01

5ST01

5ST02

5ST03

4
T
H
 
F
L
O
O
R
 
R
O
O
F

REF

CRASH

CART

ICE

5E30

5E28

5E08 5E06 5E04

5E05

5E275E295E31
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5
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5E26

5E30A

5E28A

5E31A
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5E27A
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5E07

5E06A

5E08A

5E02

5E03

5E01

5E19A

5E20A

5E21

5
E

2
5

5E24A

5E32A

5E32

5E11
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E

1
3

5E05A

5E04A

5E10

5
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E
0

3

5CE01

5E14

5CE04

5E17

5E18A

P-711

2" FD-C

2" FD-C

2" FD-C

2" FD-C

2" FD-C

2" FD-C

2" FD-C

2"FD-C

2" FD-C

2" FD-C, REFER TO

DETAIL 3/1-P9. (TYP.)

2" FD-C

P-420

2" FD-C

KEYNOTES

1. NEW SAN/VENT CONNECTION TO EXISTING

RISERS. VERIFY EXACT LOCATION/SIZE, REFER

TO RISER DIAGRAM FOR ADDITIONAL

INFORMATION.

2. ICE MACHINE FIXTURE - COORDINATE FLOOR

DRAIN LOCATION WITH ICE MAKER.

3. ROUTE  FLEXIBLE CONNECTION (NOT TO

EXCEED 2'-0") FROM FAN COIL UNIT

CONDENSATE PUMP TO 3/4" PD BRANCH PIPING.

ROUTE 1" PD MAIN TO 2" SAN TRAP.

4. PROVIDE 2" STANDPIPE TO SERVE STEAM

HUMIDIFIER. ROUTE PIPING FROM HUMIDIFIER

TO MANIFOLD LOCATED IN DUCTWORK.

#

HDW-1HDW-1

2" FD-C

8" ST

SK

SK

SK

2" FD-M

2" FD-C

FD

2" FD-C

2"FD-C

2" FD-C

2" FD-C

1 1/2" V

2" V

44

10

1-P10

2" V

1 1/2" V

2" V

2" V

1

1-P10

1 1/2" V

2" V

2

1-P10

3

1-P10

4

SK

7

1-P10

6

1-P10

1

2" AGF

3/4" PD

2" AGF

1

1

4

1-P10

2" V

8

1-P10

2" V

1 1/2" V

2" AGF

1" PD

2

1

3

3

3

3

3

3

3

3

3

3

3

3

3

3

33

3 3 3

3

3

3

3

1

1

1

GENERAL PLUMBING NOTES

1. REFER TO RISER DIAGRAMS ON 1-P10 FOR

ADDITIONAL SIZING.

2. REFER TO 1/1-P8 FOR ADDITIONAL PLUMBING

FIXTURE DESIGNATIONS.

3 3

3

1 1/2" V

1 1/2" V

1 1/2" V
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A/E SERVICES TO RENOVATE

4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

5E

WCR JRM

5E FLOOR PLAN - SANITARY & VENT

1-P7

5E FLOOR PLAN - SANITARY & VENT

SCALE: 1/8"=1'-0"
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2
3

5
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2
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5E26

5E30A

5E28A

5E31A
5E29A

5E27A

5E09
5E09A

5E07

5E06A

5E08A

5E02

5E03

5E01

5E19A

5E20A

5E21

5
E

2
5

5E24A

5E32A

5E32

5E11

5
E

1
3

5E05A

5E04A

5E10

5
C

E
0

3

5CE01

5E14

5CE04

5E17

5E18A

P-102

P-415

P-711

P-102

P-711

P-101

P-528

P-102

P-415

P-102

P-711P-420

P-415

P-711

P-102

P-415

P-101

P-102

P-102

P-114

P-711, REFER TO

DETAIL 1/1-P9. (TYP.)

P-415, REFER TO

DETAIL 2/1-P9. (TYP.)

P-415

P-102

P-102

P-420

P-420

P-420

P-415

VB-2

P-711

AAP-2

KEYNOTES

1. NEW CONNECTION TO EXISTING HW/CW

RISERS.  VALVE NEW BRANCH CONNECTIONS.

REFER TO RISER DIAGRAM FOR ADDITIONAL

INFORMATION.

2. ROUTE PRESSURE TRANSDUCER WIRING TO

AREA ALARM PANEL. REFER TO DETAIL 3/1-P5

3. LOCKABLE VALVE TO EACH SET OF MEDICAL

GAS OUTLETS. ALL VALVES SHALL BE KEYED

SIMILARLY, COORDINATE WITH FACILITIES.

4. ROUTE 1/2"MA, 1/2"O AND 3/4"VAC TO

HEADWALL, REFER TO SHOP DRAWINGS FOR

FINAL CONNECTION INFORMATION.

5. ICE MACHINE FIXTURE - GALVANIZED STEEL

ENCLOSURE, ANGLE VALVE WITH 1/4"

COMPRESSION OUTLET. PROVIDE WITH DUAL

CHECK BACK FLOW PREVENTER (ASSE 1022

APPROVED). COORDINATE FLOOR DRAIN

LOCATION WITH ICE MAKER.

6. ROUTE PIPING TO WARM SIDE OF INSULATION.

VERIFY EXISTING WALL HAS INSULATION,

MINIMUM WALL VALUE OF R-19.

7. ROUTE 1/4" PIPING FROM SINK CW SUPPLY TO

REFRIGERATOR. PROVIDE ISOLATION VALVE

AND DUAL CHECK BACK FLOW PREVENTER

(ASSE 1022 APPROVED).

#

4

HDW-1

HDW-1

HDW-1

HDW-1

HDW-1HDW-1

HDW-1

HDW-1

P-711

P-415

P-420

P-415

P-502

HDW-1

HDW-1

HDW-1

P-415

P-102

1

1

1

VCU

1 1/4" VAC

1/2" MA

2

1-P11

5

3/4" HW,

1" CW

HDW-1

P-711

P-711

1

1-P11

P-420 P-420

P-420

P-804

P-415

P-528

P-529

P-604

4

4

4

4

4

4

4

44

4

4

P-528

6

1-P11

P-420P-420

P-420

P-711

P-711

P-415

P-415

P-420

9

1-P11

2" CW

7

1-P11

1

2

2

7

3

1-P11

5

1-P11

4

1-P11

AAP-3

VB-3

1

P-420

3/4"O & MA

P-102

P-415

1" HW

2" CW

1

2" CW

3/4" HW

2" CW

1" HW

GENERAL PLUMBING NOTES

1. REFER TO RISER DIAGRAMS ON 1-P11 FOR

ADDITIONAL SIZING.

2. REFER TO 1/1-P7 FOR ADDITIONAL PLUMBING

FIXTURE DESIGNATIONS.

3

3

3 3

3 3 3

33

3

3

3

REFER TO 2/1-P8 FOR

TYPICAL 5E PATIENT

ROOM AND TOILET.

3/4" HW

2" CW

3/4" HW

1 1/2" CW

1/2"O & MA

3/4" VAC (TYP.)

3/4" HW,

2" CW

P-415

P-102

1" HW,

2" CW

1" HW,

2" CW

HDW-1

4

1" HW,

2" CW

1

8

1-P11

1" HW,

2" CW

2" CW

3/4" HW

1" HW

2" CW

P-711

P-420

6

3/4" HW

2" CW

3/4" HW

P-420

3

3/4" VAC

1/2" O & MA

(TYP.)

1 1/4" VAC

3/4" VAC

TYPICAL 5E PATIENT ROOM

SCALE: 1/4"=1'-0"

2

P-711

2" FD-C

P-420

HDW-1

P-415

P-102

2" FD-C

1/2" O, 3/4" VAC & 1/2"

MA. ROUTE TO HDW.

RELOCATED RISERS

DOWN TO FLOOR BELOW.

2" V

1 1/2" CW

1/2" CW/HW

1 1/2" V

3/4" PD

4" SAN

4" V

FAN COIL UNIT

KEY PLAN
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BUILDING IS

FULLY
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5E FLOOR PLAN - WATER & MEDICAL

GAS

1-P8

5E FLOOR PLAN - WATER & MEDICAL GAS

SCALE: 1/8"=1'-0"
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NTS

STRUCTURAL SLAB

FLASHING CLAMP WITH WEEP HOLES

(CLEAN WEEPS)

NTS

   6" 9"
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E
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O
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L
E

T

15"

[375mm]

COMBINATION

CHECK-STOP

VALVES

SHOWER CONTROL

VALVE TYPE T/P

24" [600mm]

SLIDE BAR

EDGE OF SHOWER

ELEVATED VACUUM

BREAKER

CURTAIN ROD

SHOWER HEAD

NTS

MINIMUM 16 GAGE GALVANIZED STEEL

PLATE 12"x48" [300x1200mm] MIN.

SECURED TO A MIN. 4 STUDS PER

LAVATORY

1/4" [6mm]Ø MOLLY BOLT HOLLOW WALL

ANCHOR (1 EA. SIDE OF LAV)

MIN. (3) 1/4" [6mm]

MACHINE BOLTS

W/DOUBLE LOCK

NUTS ON BACK

SIDE

MIN. 5 1/4" [131mm]Ø

GALV. MACHINE

BOLTS WELDED TO

PLATE

1/4"

[6mm]

TYP. 1/8"

TYP. [3mm]

A A

PLAN

SECTION A

NOTE:

1. AT LAVS WITH FOOT PEDAL CONTROLS

PROVIDE AN ADDITIONAL 16 GAGE

GALVANIZED STEEL PLATE 12"x16"

[300x600mm] SECURED TO A MINIMUM OF 2

STUDS PER FOOT PEDAL.

2. PROVIDE 20 GAGE STUDS WHEN HEIGHT

EXCEEDS 12'-0" [3600mm]

STEEL HANGER BY LAV MFGR

STEEL WALL PLATE

WALL ANCHOR

STUDS

3'-3"

[975mm]

TO FLOOR

FOR FIXTURE HEIGHT SEE

ARCHITECTURAL DRAWINGS

EXISTING HOT AND

COLD WATER RISERS

NEW BRANCH

CONNECTIONS AS

REQUIRED.

REMOVE/RELOCATE

EXISTING RISERS AS

REQUIRED.

NTS

FIXTURE W V CW HW COMMENTSMARK

P-101

P-415

P-418

LAVATORY

WATER CLOSET 4" 2" 1-1/2"

-

1/2"

LAVATORY

1-1/2"1-1/2"

1-1/2"1-1/2"

1/2"

1/2"1/2"

FLOOR MOUNTED SENSOR OPERATED FLUSH VALVE. 17" FLOOR TO RIM, WALL

OUTLET

MTD 34" FLOOR TO RIM SENSOR OPERATED FAUCET

P-102 WATER CLOSET 4" 2" 1-1/2"

-

FLOOR MOUNTED W/ BED PAN LUGS AND SENSOR OPERATED FLUSH VALVE W/

BEDPAN WASHER, 18" FLOOR TO RIM, WALL OUTLET

P-711 SHOWER
1/2"1/2"

2" 2"

WITH WALL MOUNTED DETACHABLE SHOWER HEAD CONNECTED TO 5' HOSE

WALL HUNG, DECK MOUNTED GOOSENECK, AUTO FAUCET BATTERY OPERATED

P-114 WATER CLOSET 4" 2" 1-1/2"

-

BARIATRIC FLOOR MOUNTED, 18" TO RIM SENSOR OPERATED

P-420 LAVATORY

1-1/2" 1/2"1/2"

SS COUNTER TOP SINK, SINGLE HANDLE PULL-DOWN FAUCET.

P-529 SINK
1/2"1/2"1-1/2"1-1/2"

NOTES:

1. INSTALL ROUGH-INS IN ACCORDANCE WITH MANUFACTURES RECOMENDATIONS.

2. P-420 SINK IS INTEGRAL WITH THE COUNTER-TOP, REFER TO SPECIFICATION 12 36 00 FOR ADDITIONAL INFORMATION. MAKE ROUGH-INS,

PROVIDE AND INSTALL FAUCET, SUPPLIES AND DRAINS, AS SPECIFIED FOR P-420.

3. ALL FIXTURE SENSORS ARE BATTERY OPERATED.

FLUSHING RIM SERVICE SINK W/ 6" WRIST HANDLES, BEDPAN WASHER COMBINATION

W/ FOOT PEDAL CONTROLS, VACUUM BREAKER, FLUSH VALVE

P-502 MOP SINK
2"3"

1/2"1/2"

1-1/2"

INTERGRAL COUNTER-TOP, DECK MOUNTED GOOSENECK, AUTO FAUCET BATTERY

OPERATED. NOTE 2.

WALL HUNG

P-604 WATER COOLER
-1/2"1-1/2"1-1/2"

YES

GAGES SERVICE INDICATOR LIGHTSTYPE OF PANELLOCATION

VCU

VERNACARE UNIT

(DISPOSAL)

-3/4"

2" 1 1/2"

THIS UNIT WILL BE FURNISHED BY VAMC. COORDINATE W/ VAMC FOR ROUGH-IN

LOCATIONS.

P-301 BATHTUB
HYDRO MASSAGE, FREE STANDING, WALL MOUNTED MIXING VALVE

1/2"1-1/2"1-1/2" 1/2"

PRE-OP

PATIENT AREAS

AREA ALARM PANEL

(AAP-1)

OXYGEN LINE PRESSURE ABNORMAL

MEDICAL VACUUM LINE VACUUM LOW TEST BUTTON

VB-1

DESCRIPTION:  VALVE BOX - EXTRUDED ALUMINUM WITH PLASTER FRAME, TEMPORARY PLASTER GUARD,

IDENTIFICATION COVER AND SHIELD.  THE FINISH FRAME SHALL MOUNT TO BOX WITH CONCEALED MOUNTING

SCREWS.

PLACEMENT OF VALVE HANDLE WITHIN THE BOX SHALL BE SUCH THAT THE EMERGENCY PLASTIC PULL-OUT

WINDOW CANNOT BE REPLACED WITH THE VALVE HANDLE IN THE "OFF" POSITION.

FACTORY INSTALLED TUBING SHALL EXTEND AT LEAST 3" BEYOND THE BOX, AND THE VALVE BODY SHALL BE

SWUNG OUT OF LINE OF HEAT TRANSFER, PERMITTING JOINT TO BE BRAZED WITHOUT OBSTRUCTION OR

HEAT DAMAGE TO VALVE.  OPEN ENDS OF TUBING SHALL BE CAPPED TO AVOID PRE-INSTALLATION

CONTAMINATION.

A 1-1/2" DIAMETER LINE PRESSURE/VACUUM GAUGE SHALL BE SUPPLIED AND INSTALLED DOWNSTREAM OF

SHUTOFF VALVE.

ALL VALVES SHALL BE PREPARED FOR OXYGEN SERVICE AND SHALL CONFORM TO NFPA #99.  ALL VALVES

SHALL BE OF BALL-TYPE, WITH DOUBLE O-RING STEM SEAL AND TEFLON BALL SEATING, MINIMUM WORKING

PRESSURE OF 400 PSIG, ACTUATED FROM FULL "ON" TO FULL "OFF" BY 90 DEGREE TURN OF VALVE HANDLE.

IDENTIFY SERVICE ON EACH VALVE HANDLE.

VALVES SHALL BE THE SAME SIZE AS THE PIPING ENTERING THE VALVE.

VALVE BOX SHALL CONTAIN THE FOLLOWING VALVES: OXYGEN AND VACUUM.

MANUFACTURER & CATALOG NO.:   BEACON/MEDAES, ALLIED HEALTHCARE/CHEMETRON,

SQUIRE-COGSWELL/AEROS, AMICO, PATTON'S MEDICAL

VB-2

DESCRIPTION: SAME AS VB-1, EXCEPT IT SHALL INCLUDE THE FOLLOWING

VALVES:  OXYGEN, MEDICAL AIR AND VACUUM.

MANUFACTURER & CATALOG NO.:   BEACON/MEDAES, ALLIED HEALTHCARE/CHEMETRON,

SQUIRE-COGSWELL/AEROS, AMICO, PATTON'S MEDICAL

TILE FLOOR

CEMENT BED

NOBLESEAL TS

SLOPED FILL

1/4" per FT.

THIN-BED

(COLLAR IN REVERSED

POSITION)

MORTAR BED

(COLLAR IN REGULAR

POSITION)

THREADED, CAULKED OR NO-HUB

CONNECTION

PROVIDE A METAL SUPPORT PLATE

WHEN DRAIN IS INSTALLED IN AN

EXISTING FLOOR - CAULK AROUND

DRAIN PRIOR TO RE-GROUTING

EXISTING HOT AND

COLD WATER RISERS

ROUTE CW/HW

RISERS IN NEW WALL

LOCATION, MATCH

EXISTING RISER SIZES.

P-804 HOSE BIBB
-3/4"

- -

EXISTING SANITARY

AND VENT RISERS

REMOVE/RELOCATE

EXISTING RISERS AS

REQUIRED.

NTS

EXISTING SANITARY

AND VENT RISERS

ROUTE SAN/VENT

RISERS IN NEW WALL

LOCATION, MATCH

EXISTING RISER SIZES.

YES
PRE-OP

PATIENT AREAS

AREA ALARM PANEL

(AAP-2 & AAP-3)

OXYGEN LINE PRESSURE ABNORMAL

MEDICAL AIR LINE PRESSURE ABNORMAL

MEDICAL VACUUM LINE VACUUM LOW TEST BUTTON

VB-3

DESCRIPTION: SAME AS VB-1, EXCEPT IT SHALL INCLUDE THE FOLLOWING

VALVES:  OXYGEN, MEDICAL AIR AND VACUUM.

MANUFACTURER & CATALOG NO.:   BEACON/MEDAES, ALLIED HEALTHCARE/CHEMETRON,

SQUIRE-COGSWELL/AEROS, AMICO, PATTON'S MEDICAL

THE SYMBOLS AND THE MATERIAL LIST ARE FOR THE CONVENIENCE OF THE CONTRACTOR. CONTRACTOR

SHALL VERIFY QUANTITIES AND FURNISH ALL MATERIALS REQUIRED FOR FULLY OPERATIONAL SYSTEMS,

WHETHER SPECIFIED OR NOT.

CATALOG NUMBERS SHALL NOT BE CONSIDERED COMPLETE, BUT ARE GIVEN AS AN AID TO THE CONTRACTOR

AND TO INDICATE THE QUALITY REQUIRED. CONTRACTOR IS RESPONSIBLE FOR COMPLETE DESCRIPTION OF

MATERIAL ON THESE DRAWINGS AND IN THE SPECIFICATIONS BEFORE ORDERING. THE DESCRIPTION OF THE

MATERIAL TAKES PRECEDENCE OVER THE CATALOG NUMBER. THE FIRST MANUFACTURER IS THE BASIS OF

DESIGN.

MGO-1

DESCRIPTION:  MODULAR MEDICAL GAS OUTLET GROUP WHICH WILL CONTAIN THE FOLLOWING MEDICAL GAS

OUTLETS:

         1 OXYGEN (O) OUTLET(S)

         1 VACUUM (VAC) INLET(S)

REFER TO THE DESCRIPTIONS FOR  O AND VAC OUTLETS TO BE USED TO MAKE UP MGO-1. CONNECTION

STYLE TO MATCH EXISTING EQUIPMENT.

MANUFACTURER & CATALOG NO.:   BEACON/MEDAES, ALLIED HEALTHCARE/CHEMETRON,

SQUIRE-COGSWELL/AEROS, AMICO, PATTON'S MEDICAL

HDW-1 (PROVIDED BY OTHERS)

DESCRIPTION:  HEADWALL - PRE-MANUFACTURED ASSEMBLY PROVIDED BY OWNER, INSTALLED BY GENERAL

CONTRACTOR. THIS CONTRACTOR SHALL  BE RESPONSIBLE FOR CONNECTING MEDICAL GAS PIPING TO

HEADWALL  ASSEMBLY AND FOR ALL TESTING AS REQUIRED BY NFPA-99. NUMBERS  AND TYPES OF OUTLETS

ARE FOR REFERENCE ONLY, VERIFY WITH ACTUAL EQUIPMENT PURCHASED.

THIS HEADWALL CONTAINS THE FOLLOWING MEDICAL GAS OUTLETS:

          2 OXYGEN (O) OUTLET(S)

          2 MEDICAL AIR (A) OUTLET(S)

          3 VACUUM (VAC) INLET(S)

MANUFACTURER & CATALOG NO.:  OWNER SPECIFIED

LOCATE OVER MOB SINK, 48" ABOVE FINISHED FLOOR.

SS COUNTER TOP SINK, SINGLE HANDLE GOOSENECK  FAUCET.

P-528 SINK
1/2"1/2"1-1/2"1-1/2"

FLUSHING RIM SERVICE SINK W/ 6" WRIST HANDLES, BEDPAN WASHER COMBINATION

W/ FOOT PEDAL CONTROLS, VACUUM BREAKER, FLUSH VALVE

P-505 CLINICAL SINK
2"4"

1/2"1/2"

OUTLETS

DESCRIPTION: MEDICAL GAS SERVICE OUTLET - RECESSED TYPE WALL OUTLET.  ROUGHING IN ASSEMBLY

AND FINISH ASSEMBLY, MOUNTING FLANGES, PLASTER STRIKE, SECONDARY CHECK, 3/8" O.D. TYPE K COPPER

INLET TUBE, LABEL IDENTIFYING SPECIFIC GAS BY NAME AND COLOR, BRUSHED STAINLESS STEEL FINISHING

PLATE.  SYMBOLS FOR OUTLETS ARE AS FOLLOWS:

     O      OXYGEN

     A      MEDICAL AIR

     VAC    VACUUM

PROVIDE ONE VACUUM SLIDE ASSEMBLY WITH EACH VACUUM SERVICE

ALL OUTLETS SHALL MATCH EXISTING CONNECTION STYLE.

MANUFACTURER & CATALOG NO.:   BEACON/MEDAES DIAMOND III, ALLIED HEALTHCARE/CHEMETRON,

SQUIRE-COGSWELL/AEROS, AMICO, PATTON'S MEDICAL
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PLUMBING SCHEDULES &  DETAILS

1-P9



6TH FL

5TH FL

P-420

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

P-420

2"

1 1/2"

P-420 P-420

2"

1 1/2"

CO

CO
4"

2"

4"

P-415 P-415

2"

1 1/2"

P-420

2"FD-C

2"

2"

P-102 P-102

1 1/2"

1 1/2"

CO

3RD FL

6TH FL

5TH FL

P-415

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

1 1/2"

1 1/2" 2"

CO

4"

4"

P-528P-420

P-711 2"FD-2

1 1/2"

1 1/2"

2"FD-C

1 1/2"

2"

3RD FL

4"

CO

2"FD-C

1 1/2"

CO

P-102

4"

P-415

4"

CO

CO

2"

P-528

6TH FL

5TH FL

P-415

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

1 1/2"

4"

4"

P-415

P-711

3RD FL

P-102

CO

P-420

1 1/2"

1 1/2"

P-420

1 1/2"

1 1/2"

CO

1 1/2"

P-102

4"

CO

2"

6TH FL

5TH FL

P-415

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

4"

4"

P-415

P-711

2"FD-C

2"

1 1/2"

1 1/2"

3RD FL

CO

1 1/2"

2"

6TH FL

5TH FL

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

1 1/2"

4"

4"

P-415

P-711

3RD FL

P-502

CO

P-415

1 1/2"

1 1/2"

P-415

1 1/2"

1 1/2"

CO

2"FD-C

1 1/2"

CO

1 1/2"

2"FD-C

CO

4"

6TH FL

5TH FL

P-420

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

P-420

2"

1 1/2"

P-420

2"

1 1/2"

CO

4"

2"

4"

P-420

2"

P-415P-420

P-711

4"

1 1/2"

P-102

1 1/2"

2"FD-C

P-711

1 1/2"

CO

CO

3RD FL

4"

4"

P-420 P-420

2"

1 1/2"

P-420

2"

1 1/2"

CO

2"

P-114

4"

P-711

P-102

2"

6TH FL

5TH FL

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

4"

P-415

2"FD-C
P-711

2"

CO

1 1/2"

P-102

4"

P-102

2"

P-415

2"FD-C

P-711

4"

P-711

2"

1 1/2"

2"

P-102

2"

2"FD-C

6TH FL

5TH FL

4TH FL

EX 4" VP

EX 4" SP

EX 4" VP

EX 4" SP

4"

P-711

1 1/2"

2"

P-102

4"

2"FD-C

CO

CO

P-415

2"

P-711

1 1/2"

P-102

2"FD-C

P-415

2"

2"

P-102

2"FD-C

CO

P-415

4E334E35 4E294E31

4E23

5E28

5E25

5E22 5E23

P-528

5E24

2"

P-102

4"

4E28

CO

4E26

4"

2"

4"

CO

P-528

1 1/2"

1 1/2"

2"FD-M

4E15

2"

5E27

4E05

VCU

3"FD-C

CO

4E04

4E06

5E05

P-102

2"

4CE03

P-604

4E05

1 1/2"

P-528

CO

P-528

4E21 4E22

2"

4"

1 1/2"

1 1/2"

1

1-P10

2

1-P10

SIMILIAR

3

1-P10

4

1-P10

7

1-P10

6

1-P10

5

1-P10

8

1-P10

10

1-P10

2" V, REFER

TO 7/1-P10.

2" V, REFER

TO 5/1-P10.

2" AGF

2" AGF

2" AGF

2" AGF

2"

2"

4E07 4E09 4E08 4E10 4E11 4E12

P-420

4E13

P-420

4E14

P-102

1 1/2"

2"FD-C

2"

1 1/2"

5E30

CO

2"

P-711P-711

P-420

5E32

CO

1 1/2"

2"

5E28

P-415

2" AGF

2"FD-C

P-415

CO

VCU

5E15

5E19

5E34

5E18

1 1/2"

2"

5E20

5E19

P-415

2"FD-C 2"FD-C

1 1/2"1 1/2"

CO

P-415

4"

1 1/2"1 1/2"

5E13

5E04

5E08

5E06

5E09

5E07

P-528

5E07

GENERAL PLUMBING NOTES

1. REFER TO 1/P-9 FOR PLUMBING FIXTURE ROUGH-IN SCHEDULE.

RISER DIAGRAM SYMBOL LIST

SYMBOL:         DESCRIPTION:

EXISTING TO REMAIN

NEW

VENT

NEW CONNECTION

2"

2"

1 1/2"

2"

2"

2" 2"

2 1/2"

2"

2"

2"

2"
2"

2"

2"FD-C
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WASTE & VENT RISER DIAGRAMS

1-P10

WASTE & VENT RISER DIAGRAMS

SCALE: 1/8"=1'-0"

1



P-420

5TH FL

4TH FL

P-420 P-420P-420

6TH FL

3/4"

P-420

3/4"

4E35 4E33 4E31 4E29

P-420

5E32

P-102

P-711

P-415

3/4" 3/4"

1"

2"

P-420

5E30

P-102

P-711

P-415

P-711

P-415

P-102

5E28

3/4"

2"

GENERAL PLUMBING NOTES

1. REFER TO 1/P-9 FOR PLUMBING FIXTURE ROUGH-IN SCHEDULE.

2. INSTALL RAYCHEM OR APPROVED EQUAL HEAT TRACE ON ALL

HORIZONTAL HOT WATER PIPE TO WITHIN 6" OF THE  DROP TO

EACH FIXTURE. MAINTAIN A MINIMUM HW TEMPERATURE OF

110 DEGREES. SIZE THE INSULATION TO FIT OVER HEAT TRACE

CIRCUIT.

RISER DIAGRAM SYMBOL LIST

SYMBOL:         DESCRIPTION:

EXISTING TO REMAIN

EXISTING TO BE REMOVED

NEW

COLD WATER - POTABLE

HOT WATER - POTABLE

3/4"

EXISTING HW/CW RISERS

5TH FL

4TH FL

6TH FL

P-528

3/4"

5E24

3/4"

5E23

P-529P-528

5E22

P-101

5E25

P-415

P-415

4E23

P-102

1/2"

2"

REMOVE EXPOSED

RISERS AS REQUIRED.

NEW RISERS

P-528

4E214E22

P-529

3/4"

1/4" CW, ROUTE TO

REFRIGERATOR.

5TH FL

4TH FL

6TH FL

REMOVE EXPOSED

RISERS AS REQUIRED.

NEW RISERS

P-420

4E364E34

P-420

3/4"

5TH FL

4TH FL

6TH FL

REMOVE EXPOSED

RISERS AS REQUIRED.

NEW RISERS

P-420

4E324E30

P-420

3/4"

EXISTING HOT WATER

EXISTING COLD WATER

DIRECTION OF FLOW IN PIPE

SHUTOFF VALVE NORMALLY OPEN

NEW CONNECTION

5TH FL

4TH FL

6TH FL

REMOVE EXPOSED

RISERS AS REQUIRED.

NEW RISERS

P-415

4E26

P-102

2"

P-420

4E28

1/2"

3/4"

4E15

P-528

NEW RISERS

P-420

P-711

P-415

P-102

5E31

3/4"

2"

5E29

P-711

P-415

P-102

P-420

P-711

P-415

P-102

5E27

3/4"

2"

P-420

NEW RISERS

P-420

5TH FL

4TH FL

P-420

P-420

P-420

6TH FL

3/4"

P-420

3/4"

4E11

4E13

4E14

4E12

P-102

3/4"

3/4"

3/4"

2"

P-420

5E19

P-711

P-415

P-711

P-415

P-114

5E18

3/4"

2"

3/4"

EXISTING HW/CW RISERS

P-420

4E07

P-420

4E09

P-415

P-102

4E05

2"

P-604

4CE0E

P-102

P-420

5E20

P-711

P-415

5TH FL

6TH FL

P-415

2"

3/4"

2"

5E17

P-415

P-604

5E13

3/4"

3/4"

EXISTING HW/CW RISERS

VCU

5CE02

P-102

3/4"

5E15

P-502P-804

5TH FL

4TH FL

6TH FL

REMOVE EXPOSED

RISERS AS REQUIRED.

NEW RISERS

P-420 P-711

P-415

P-102

5E9

3/4"

2"

P-528

5E07

P-420 P-711

P-415

P-102

5E05

5TH FL

6TH FL

P-711

P-415

P-102

5E08

2"

P-420

EXISTING HW/CW RISERS

P-711

P-415

P-102

5E06

P-420

P-102

P-420

5E04

P-711

P-415

1

1-P11

2

1-P11

3

1-P11

6

1-P11

5

1-P11

4

1-P11

7

1-P11

8

1-P11

9

1-P11

4TH FL

4E06

P-415

1"

P-505

4E04

P-502P-804

1/4" CW, ROUTE TO

ICE MAKER.

1/4" CW, ROUTE TO

REFRIGERATOR.

1/4" CW, ROUTE

TO ICE MAKER.

2"

P-420

P-711

P-415

P-102

5E16

3/4"

2"

1"

2"

3/4"

3/4"

2"

2"3/4"

3/4"

2" 3/4"3/4"1"

1"

3/4"

1"

1"

1"

1"

P-420

4E10

P-420

4E08

3/4" 2"

2"

3/4"

3/4"

3/4"

2"

1"

3/4"

2"

1"
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DOMESTIC WATER RISER DIAGRAMS

1-P11

DOMESTIC WATER RISER DIAGRAMS

SCALE: 1/8"=1'-0"
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A1

4E01D

STACK

4S02

4CS01

4W02

4N01

4E01B

4E02

4CN01

4CE01

4W01

4E01

4E02C

4E02A

4E03A

4E03B

SHAFT

DNUP

UP

DN

DN

UP

4CS02

4S05

4S03

4S01

4S01A

4E03

4E02B

4E02D

4E01C

4E01A

SHAFT

4S05A

DW

DW

M.C.

4S04

4CE02

4ST01

4ST02

4ST03

F

REMOVE EXISTING LOUVER, COORDINATE WITH G.C.

FCU

FCU

FCU

FCU

FCU

FCU
FCU

FCU

FCUFCU

FCU

FCU FCU
FCU

FCU

FCU

RAD RAD RAD RAD RAD RAD

RADRADRADRADRAD

RAD
RAD

RAD

RAD

RAD

FCU

FCU

RAD

2
0
x
1
0

3
"
C

W
R

REMOVE EXISTING AHU, ASSOCIATED DUCTWORK,

PIPING AND ACCESSORIES COMPLETELY

REMOVE EXISTING EXHAUST FAN, ASSOCIATED

DUCTWORK AND ACCESSORIES COMPLETELY

REMOVE EXISTING LOUVER, COORDINATE WITH G.C.

RAD

RAD

RAD

RAD

RAD

RAD

RAD

RAD
RAD

RAD

EXISTING IN-WALL STEAM RADIATOR (RAD),

RECESSED WALL CABINET SHALL REMAIN.  M.C.

SHALL REMOVE COVER, PIPING AND ALL

ACCESSORIES SERVING RADIATOR. STEAM AND

CONDENSATE PIPING SHALL BE CAPPED 6" BELOW

FLOOR SLAB INTO CEILING SPACE BELOW. REFER

TO SHEET 1-A3 (3E CEILING ACCESS PLAN) FOR

DETAILS. SEAL FLOOR SLAB PENETRATION TO

MAINTAIN EXISTING FIRE RATING OF FLOOR. (TYP.)

REMOVE EXISTING FAN COIL UNIT

(FCU), ASSOCIATED DUCTWORK,

PIPING, HANGERS AND ASSOCIATED

CONTROLS COMPLETELY (TYP.)

EXISTING DUCT TO REMAIN

GENERAL SHEET NOTES

1. DEMOLITION OF MECHANICAL SYSTEMS ARE

SCHEMATIC AND GRAPHICAL IN NATURE AND DOES

NOT SHOW ALL UTILITIES.

2. CONTRACTOR SHALL REMOVE ALL DUCTWORK,

PIPING, AND ASSOCIATED COMPONENTS IN AREA OF

WORK. THIS INCLUDES, BUT NOT LIMITED TO, ALL

ABANDONED PIPING, DUCTWORK, HANGERS/RODS

AND EQUIPMENT.

3. CONTRACTOR SHALL MAINTAIN EXISTING

MECHANICAL SYSTEMS (SERVING AREAS OUTSIDE

OF CONSTRUCTION ZONE) OPERATIONAL DURING

CONSTRUCTION.

REFER TO SHEET 1-A/4 (4E CEILING ACCESS PLAN)

FOR EXISTING CEILING REMOVAL/REPLACEMENT.

REMOVE EXISTING DIFFUSERS,

PREPARE DUCT FOR NEW

DIFFUSER IN NEW CEILING GRID.

(TYP. 4 IN CORRIDOR)

KEYNOTES

1. SUBMIT AIRFLOW PREBALANCE REPORT TO

ENGINEER, AT THIS LOCATION, PRIOR TO START OF

DEMOLITION.

#

1

1

1

KEY PLAN
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4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

4E

4E DEMO PLAN - MECHANICAL

WCR JPT

1-M1

4E DEMO PLAN - MECHANICAL

SCALE: 1/8"=1'-0"
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3
"
H

W
R

3
"
H

W
S

FIELD VERIFY EXACT ROUTING OF PIPING. COORDINATE

ALL WORK IN OCCUPIED AREAS WITH OWNER. REFER TO

SHEET 1-A3 (3E CEILING ACCESS) FOR TYPICAL DETAILS

OF CEILING ACCESS OUTSIDE OF CONSTRUCTION AREA.

PATCH CHASE WALL TO

MAINTAIN EXISTING

RATING OF CHASE

E
X

-
H

X

EX-WH

3" HWS/HWR UP TO 4TH

FLOOR, REFER TO 1-M3

FOR CONTINUATION

M
P

S
 
T

O
 
L

P
S

H
P

S
 
T

O
 
M

P
S

3
"
S

6
0

EXISTING STEAM PRESSURE

REDUCING STATION

NEW CONNECTION TO EXISTING 60 PSI

STEAM, REFER TO FLOW  DIAGRAM FOR

CONNECTION DETAIL.

NEW HEATING WATER

PUMPS (P-1, P-2), REFER

TO 7/1-M8 FOR DETAIL

EXPANSION TANK

AIR SEPARATOR

NEW LPC, TIE INTO

EXISTING CONDENSATE

3" HWS/HWR VALVED AND

CAPPED FOR FUTURE

EXTENSION TO 4W (125 GPM)

NEW HEAT EXCHANGERS

(HX-1, HX-2), REFER TO

3/1-M8 FOR  DETAIL.

REFER TO 1-M10 (HEATING

WATER FLOW DIAGRAM) FOR

ADDITIONAL REQUIREMENTS

4" HWS

4" HWR

GENERAL SHEET NOTES

1. COORDINATE EXACT LOCATION OF ALL NEW

EQUIPMENT IN MECHANICAL ROOM WITH OWNER.

EXACT LOCATION OF EQUIPMENT NEEDS TO BE

COORDINATED WITH  FUTURE EQUIPMENT

LOCATIONS. MAINTAIN THREE FOOT AISLE SPACE.

N.I.C

N.I.C

N.I.C

N.I.C

KEYNOTES

1. NEW FLOOR DRAIN (FD-C)  BY P.C. INSTALL NEW

FLOOR DRAIN IN MIDDLE OF HX CONCRETE CURB.

TIE INTO EXISTING EXISTING SANITARY LINE, VENT

AS REQUIRED. FIELD VERIFY EXACT LOCATION.

PROVIDE 6" CONCRETE CURB AROUND HEAT

EXCHANGERS.

2. 3/4" NON-POTABLE COLD WATER FOR HEATING

WATER MAKE-UP. TAP OFF EXISTING LINE SERVING

EXISTING HEATING WATER MAKE UP. MAKE NEW

CONNECTION DOWNSTREAM OF EXISTING

BFP/PRV. FIELD VERIFY EXACT LOCATION.

KEY PLAN
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SHAFT

M.C.

4S04
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11.1 11.2 12.1

4E05

4E35

4E33 4E31 4E29

4E36 4E34 4E32 4E30 4E28 4E26

4E25

4E18

4E20

4E22
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4E24

4E06

4E04

4E08

4E10

4E12

4E13

4E11
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4E07

4
C
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3

4E27

4CE04

4E23

4E16

4E17

4CE02

4E19

4E14

4E15

2" CWR

2"CWS

2"HWS

2"HWR

REFER TO 1-M2 FOR

CONTINUATION

2" HWS/HWR AND 2" CWS

CAPPED FOR FUTURE. TO

SERVE MIDDLE SECTION

BETWEEN 4E/4W

FIELD VERIFY EXACT ROUTING OF

PIPING. REFER TO SHEET 1-A13 (4E

CEILING ACCESS PLAN) FOR

EXISTING CEILING

REMOVAL/REPLACEMENT. (TYP.)

EXISTING CWR RISER TO REMAIN

2 1/2"CWS

FCU-B FCU-B FCU-B FCU-B

FCU-C

FCU-E

FCU-C

FCU-C

FCU-B

FCU-B FCU-B FCU-B FCU-B FCU-A

FCU-B

FCU-B

FCU-B

FCU-B

RHC-2

FCU-B

FCU-B

FCU-B

FCU-B

1 1/4" HWS/HWR

1" HWS/HWR

3/4" HWS/HWR

1 1/2" HWS/HWR

3/4" HWS/HWR

1" HWS/HWR

1 1/4" CWS/CWR

1" CWS/CWR

3/4" CWS/CWR

2" CWS/CWR

1 1/4" CWS/CWR

1 1/2" CWS/CWR

1" CWS/CWR

3/4" CWS/CWR

2" CWR CAPPED FOR FUTURE.

TO SERVE MIDDLE SECTION

BETWEEN 4E/4W

2 1/2"CWS

GENERAL SHEET NOTES

1. THE SIZE OF BRANCH PIPING TO FAN COIL UNITS

SHALL BE 3/4" UNLESS NOTED OTHERWISE.

2. REFER TO 3/1-M4 FOR TYPICAL CORRIDOR

SECTION.

3. REFER TO 2/1-M8 FOR TYPICAL FAN COIL UNIT

PIPING DETAIL.

REUSE EXISTING PENETRATIONS THRU

BEAM WHERE POSSIBLE, CUT/DRILL

EXISTING BEAM AS REQUIRED FOR NEW

PENETRATION, X-RAY AND EVALUATE

STRUCTURAL INTEGRITY WHEN

CHOOSING LOCATION. (TYP.)

RHC-1

1" HWS/HWR

FCU-A

30.0

23.0

REFER TO 4/M-8 FOR REHEAT

PIPING DETAIL (TYP.)

3" CWS

W02

1

J

K

L

M

N

3"HWR

3"HWS

KEY PLAN
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4E27

4CE04

4E23

4E16

4E17

4CE02

4E19

4E14

4E15

LD-1

8/120

LD-1

8/105

(TYP. 2)

LD-1

8/105

(TYP. 2)

LD-1

6/65

(TYP.2)

SS

SS

SS

SS

SS

SS

SS

SS

SS

SS

LD-1

8/125

(TYP. 3)

LD-1

8/125

LD-1

8/120

LD-1

8/120

LD-1

8/110

LD-1

8/110

LD-1

8/185

RG-1

10Ø

CD-1

6/135

(TYP.3)

RG-1

CD-1

6/125

EG-2

8/225

EG-1

8x8/75

EG-2

8/140

EG-2

6/75

RG-1

RG-1

FCU-A

8"Ø

EG-2

8/175

LD-1

6/65

(TYP.2)

EG-2

8/175

EG-1

6x6/60

CD-1

6/110

CD-1

6/145

14x10

3
"
C

W
R

FCU-E

FCU-C

LD-2

6/75

1 1 1 1

1 1 1 1

1

1

1

1

1

1

KEYNOTES

1. REFER TO 2/1-M4 FOR TYPICAL 4E PREP ROOM.

2. REUSE EXISTING PENETRATIONS THRU BEAM

WHERE POSSIBLE, CUT/DRILL EXISTING BEAM AS

REQUIRED FOR NEW PENETRATION, X-RAY AND

EVALUATE STRUCTURAL INTEGRITY WHEN

CHOOSING LOCATION. (TYP.)

GENERAL SHEET NOTES

1. THE SIZE OF BRANCH DUCTS TO  AIR OUTLETS

SHALL MATCH THEIR INLET SIZE UNLESS NOTED

OTHERWISE.

2. LINEAR DIFFUSERS SHALL HAVE ONE ROW

DIRECTED TOWARD THE WINDOW AND THE

OTHER ROW DIRECTED TOWARD THE ROOM.

3. REFER TO 3/1-M4 FOR TYPICAL CORRIDOR

SECTION.

4. MAINTAIN 2'-0" CLEAR ON SERVICE SIDE OF FAN

COIL UNITS FOR MAINTENANCE.

SIZE TO MATCH

EXISTING

RG-1

RG-1

RE-BALANCE TO MATCH EXISTING AIRFLOW

1

12Ø

RG-1

6Ø

10"Ø

10Ø

1

SS

SS

1

INSTALL NEW DIFFUSERS

AND CONNECT TO EXISTING

DUCTWORK. (TYP.4)

10Ø

10Ø

REFER TO SHEET 1-A13 (4E CEILING ACCESS PLAN) FOR

EXISTING CEILING REMOVAL/REPLACEMENT.

2

10"Ø

LD-1

8/105

(TYP.2)

RHC-1

RHC-2

8"Ø

DIVIDED TEE, WITH

TURNING VANES

OFFSET BRANCH DUCT IN

CORRIDOR AS REQUIRED TO

AVOID ROUTING OVER LIGHTS

(TYP.)

6Ø6Ø

6"Ø

12Ø

10Ø

LD-1

8/110

EG-1

6x6/40

FCU-B

6"Ø EA

BALANCE TO 40 CFM, REFER TO FLOOR

PLANS FOR DAMPER LOCATION

6Ø OA DUCT, CONNECT

TO RG PLENUM BOX.

RG-1, FILTERED RETURN

GRILLE WITH PLENUM. REFER

TO 6/1-M8 FOR DETAIL.

TYPICAL 4E PREP ROOM

SCALE: 1/4"=1'-0"

2

10"Ø

COORDINATE EXACT LOCATION WITH

LIGHTING, UNIT MUST BE BETWEEN LIGHTS

FOR EASE OF REMOVAL. COORDINATE WITH

CEILING INSTALLER TO HAVE THE TBARS

BETWEEN THE LIGHT BE REMOVABLE.

10"Ø

LIGHTS (TYP)

LD-1

8/110

FCU

LIGHTS LIGHTS

FILTERED

RETURN

GRILLE

LINEAR

DIFFUSER

SA DUCT EA DUCT

HEATING AND CHILLED WATER PIPES.

TAP OFF BOTTOM BETWEEN LIGHTS

EXHAUST

GRILLE

FIRE PROTECTION

ELECTRICAL

(CONDUIT/JB)

FIRE PROTECTION

ELECTRICAL (CONDUIT/JB)

UNISTRUT SUPPORT

EXISTING/NEW PLUMBING

MED GAS

TYPICAL

PATIENT

ROOM

CORRIDOR

TYPICAL CORRIDOR SECTION

SCALE: 1/4"=1'-0"

3

CABLE TRAY

1. SECTION SHOWN IS SCHEMATIC IN

NATURE AND DOES NOT SHOW ALL

ITEMS. CONTRACTOR SHALL SUBMIT

COMPLETE CONSOLIDATED AND

COORDINATED LAYOUT DRAWINGS FOR

ALL NEW SYSTEMS, AND FOR EXISTING

SYSTEMS THAT ARE IN THE SAME

AREAS, PER SPECIFICATIONS SECTION

23.05.11

NOTES:

KEY PLAN
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GENERAL SHEET NOTES

1. DEMOLITION OF MECHANICAL SYSTEMS ARE

SCHEMATIC AND GRAPHICAL IN NATURE AND

DOES NOT SHOW ALL UTILITIES.

2. CONTRACTOR SHALL REMOVE ALL DUCTWORK,

PIPING, AND ASSOCIATED COMPONENTS IN AREA

OF WORK. THIS INCLUDES, BUT NOT LIMITED TO,

ALL ABANDONED PIPING, DUCTWORK,

HANGERS/RODS AND EQUIPMENT.

3. CONTRACTOR SHALL MAINTAIN EXISTING

MECHANICAL SYSTEMS (SERVING AREAS

OUTSIDE OF CONSTRUCTION ZONE)

OPERATIONAL DURING CONSTRUCTION.

RAD

REMOVE EXISTING FAN COIL UNIT, (FCU)

ASSOCIATED DUCTWORK, PIPING AND

ACCESSORIES COMPLETELY (TYP.)

RAD RAD RAD RAD RAD

RAD

RAD

RAD RAD RAD

RAD

RAD

RAD

RAD

RAD

RAD

RAD RAD RAD RAD RAD RAD RAD RAD

RADRADRADRADRADRADRAD

FCU FCU FCU FCU FCU

FCU
FCU FCU

FCU FCU
FCU

FCU

FCU

FCU FCU FCU FCU FCU

FCUFCUFCUFCUFCUFCUFCU

FCU

FCU

FCU

FCU

FCU

FCU

RAD

RAD

RAD

RAD

RAD

RAD

EXISTING EA RISER TO REMAIN. EXISTING EA RISER TO REMAIN. EXISTING SA (VENTILATION)

RISER TO REMAIN.

REFER TO ARCHITECTURAL CEILING ACCESS PLANS FOR

TYPICAL DETAILS OF CEILING ACCESS OUTSIDE OF

CONSTRUCTION AREA.

EXISTING IN-WALL STEAM RADIATOR (RAD),

RECESSED WALL CABINET SHALL REMAIN. M.C.

SHALL REMOVE COVER, PIPING AND ALL

ACCESSORIES SERVING RADIATOR. STEAM AND

CONDENSATE PIPING SHALL BE CAPPED 6" BELOW

FLOOR SLAB INTO CEILING SPACE BELOW. REFER

TO SHEET 1-A13 (4E CEILING ACCESS PLAN) FOR

DETAILS. SEAL FLOOR SLAB PENETRATION TO

EXISTING. MAINTAIN EXISTING 2HR FIRE RATING OF

FLOOR (TYP.)

36x12

EXISTING IN-WALL STEAM RADIATOR (RAD),

RECESSED WALL CABINET SHALL REMAIN. M.C.

SHALL REMOVE COVER, PIPING AND ALL

ACCESSORIES SERVING RADIATOR. STEAM AND

CONDENSATE PIPING SHALL BE CAPPED 6" BELOW

FLOOR SLAB INTO CEILING SPACE BELOW. REFER

TO SHEET 1-A13 (4E CEILING ACCESS PLAN) FOR

DETAILS. SEAL FLOOR SLAB PENETRATION TO

MATCH EXISTING.  MAINTAIN EXISTING 2HR FIRE

RATING OF FLOOR. (TYP.)

KEYNOTES

1. SUBMIT AIRFLOW PREBALANCE REPORT TO

ENGINEER, AT THIS LOCATION, PRIOR TO

START OF DEMOLITION.

KEY PLAN
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FULLY
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5E

WCR JPT
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5E DEMO PLAN - MECHANICAL

5E DEMO PLAN - MECHANICAL

SCALE: 1/8"=1'-0"
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ICE

5E30

5E28
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5E275E295E31
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5
E

1
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5E24

5
E

2
3

5
E

2
2

5E26
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5E28A
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5E29A

5E27A
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5E08A
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5E19A
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5
E

2
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5E32A

5E32
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5
E

1
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5E05A

5E04A
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5
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E
0

3

5CE01

5E14

5CE04

5E17

5E18A

EXISTING CWR TO REMAIN

EXISTING 4" HWS/HWR

TO REMAIN

2
 
1
/
2
"
C

W
R

FCU-C FCU-C FCU-C

FCU-C FCU-C

FCU-C

FCU-C FCU-C

FCU-C

FCU-F

FCU-C

FCU-C

FCU-C

FCU-B

FCU-C

FCU-B

FCU-B

FCU-C

FCU-C

FCU-C

FCU-C

FCU-C

RHC-3

2 1/2"CWS

2"CWS

1 1/2"CWS

1" CWS/CWR

1 1/2"CWR

1 1/4"HWS

1 1/4"HWR

1"HWS

1"HWR

1 1/2"CWS/CWR

1"HWS/HWR

1"CWS/CWR

1"HWS/HWR

1"HWS/HWR

1"CWS/CWR

1 1/4"CWS/CWR

1 1/2"CWR

FCU-A

2" HWS/HWR

2" HWS/HWR

1 1/2"CWR

GENERAL SHEET NOTES

1. THE SIZE OF BRANCH PIPING TO FAN COIL UNITS

SHALL BE 3/4" UNLESS NOTED OTHERWISE.

2. REFER TO 3/1-M4 FOR TYPICAL CORRIDOR

SECTION.

3. REFER TO 2/1-M8 FOR TYPICAL FAN COIL UNIT

PIPING DETAIL.

FCU-C1

FCU-B

2 1/2" CWS

REFER TO SHEET 1-A13 (4E CEILING ACCESS

PLAN) FOR REQUIREMENTS OF EXISTING

CEILING REMOVAL/REPLACEMENT OUTSIDE

OF CONSTRUCTION AREA. (TYP.)

REUSE EXISTING PENETRATIONS THRU BEAM WHERE

POSSIBLE, CUT/DRILL EXISTING BEAM AS REQUIRED FOR

NEW PENETRATION, X-RAY AND EVALUATE STRUCTURAL

INTEGRITY WHEN CHOOSING LOCATION. (TYP.)

FCU-A

RAD-1

2"CWR

3/4" CWS/CWR

1"CWR 3/4"CWR

52

37

2" HWS/HWR

3/4" HWS/HWR

REFER TO 4/1-M8 FOR REHEAT

PIPING DETAIL (TYP.)

REFER TO 5/1-M8

FOR RADIATION

PIPING DETAIL (TYP.)

KEY PLAN
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4E AND 5E
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BUILDING IS
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SPRINKLED

5E

WCR JPT

5E FLOOR PLAN - PIPING

5E FLOOR PLAN - PIPING

SCALE: 1/8"=1'-0"
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5CE01
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5CE04
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LD-1

8/125

(TYP.3)

LD-2

6/90

LD-1

6/95

(TYP.8)

LD-1

6/85

(TYP.2)

CD-1

6/145

EG-1

8x8/75

CD-1

6/145

EG-1

8x8/75

FCU-D

LD-1

6/65

(TYP.2)

8Ø

10Ø

LD-1

8/110

(TYP.2)

RG-1

LD-1

8/105

(TYP.2)

10Ø

RG-1 (TYP.2)

12x12

14x12

8Ø

FCU-F

10Ø

10Ø

RG-1

LD-1

8/135

(TYP.3)

36x12

FSD

NC

FCU-A

KEYNOTES

1. REFER TO 2/1-M7 FOR TYPICAL 5E PATIENT ROOM

AND TOILET.

2. REUSE EXISTING PENETRATIONS THRU BEAM

WHERE POSSIBLE, CUT/DRILL EXISTING BEAM AS

REQUIRED FOR NEW PENETRATION, X-RAY AND

EVALUATE STRUCTURAL INTEGRITY WHEN

CHOOSING LOCATION. (TYP.)

GENERAL SHEET NOTES

1. THE SIZE OF BRANCH DUCTS TO  AIR OUTLETS

SHALL MATCH THEIR INLET SIZE UNLESS NOTED

OTHERWISE.

2. LINEAR DIFFUSERS SHALL HAVE ONE ROW

DIRECTED TOWARD THE WINDOW AND THE

OTHER ROW DIRECTED TOWARD THE ROOM.

3. REFER TO 3/1-M4 FOR TYPICAL CORRIDOR

SECTION.

1

FCU-A

10Ø

EG-1

6x6/40

RG-1

EG-2

8x8/100

RG-1

10Ø

RG-1

LD-1

8/105

(TYP.2)

EG-1

8x8/75

EG-2

8/195

CD-1

6/75

CD-1

10/330

RG-1

LD-2

6/75

LD-2

6/70

EG-1

6x6/40

FSD

EG-2

8/150

FCU-B

FCU-C1, COORDINATE EXACT

LOCATION WITH FINAL NURSE

CALL EQUIPMENT LOCATION.

11

1 1 1

1
1

1 1 1

1

1

10x12

10Ø

10x12

10

10x12

10

FCU-B

10Ø

10Ø

LD-1

8/110

(TYP.2)

FSD, REFER TO 1/1-M8 FOR DETAIL

1

10Ø

REFER TO SHEET 1-A13 (4E CEILING ACCESS PLAN)

FOR REQUIREMENTS OF EXISTING CEILING

REMOVAL/REPLACEMENT OUTSIDE OF

CONSTRUCTION AREA. (TYP.)

2

2

10Ø

10Ø

SS

EG-2

8/175

EG-1

6x6/60

RHC-3

CD-1

6/145

OFFSET BRANCH DUCT IN CORRIDOR AS

REQUIRED TO AVOID ROUTING OVER

LIGHTS (TYP.)

LD-1

8/105

(TYP.2)

10Ø

6Ø

RG-1

10Ø

RG-1

CD-1

6/105

FCU-A

LD-1

8/105

(TYP.2)

RG-1

6Ø

10Ø

6Ø

LD-2

6/90

6Ø

COORDINATE EXACT DUCT ROUTING

WITH CEILING TRACK SYSTEM

6Ø

6Ø

FCU-C

COORDINATE EXACT LOCATION WITH

LIGHTING, UNIT MUST BE BETWEEN LIGHTS

FOR EASE OF REMOVAL. COORDINATE WITH

CEILING INSTALLER TO HAVE THE TBARS

BETWEEN THE LIGHT BE REMOVAL.

10Ø

BALANCE TO 100 CFM, REFER TO

PLANS FOR LOCATION

6Ø OA DUCT, CONNECT TO RG PLENUM BOX

RG-1, FILTERED RETURN GRILLE

REFER TO 6/1-M8 FOR DETAIL.

COORDINATE EXACT

DUCT ROUTING WITH

CEILING TRACK SYSTEM

TYPICAL 5E PATIENT ROOM

SCALE: 1/4"=1'-0"

2

LD-3

8/165

LD-2

6/75

10Ø

LD-3

8/165

LIGHTS (TYP.)

KEY PLAN
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SCALE: 1/8"=1'-0"

1



 

 

20x20x14 SHEET METAL

PLENUM

HINGED GRILLE WITH 1/4 TURN

LATCHES FOR FILTER ACCESS.

20"x20"x1" MERV 8 FILTER

RETURN AIR TAP WITH  BELLMOUTH

FITTING, REFER TO PLANS FOR SIZE

VENTILATION AIR TAP WITH

BELLMOUTH FITTING, REFER

TO PLANS FOR SIZE

24x24 LAY-IN RETURN GRILLE WITH

FILTER RACK

1-1/2" x 1-1/2" MINIMUM 14 GAUGE ANGLE

ON ALL SIDES OF OPENING AND BOTH

SIDES OF WALL. ANGLES SHALL

OVERLAP OPENING BY 1" MINIMUM AND

COVER CORNERS OF OPENING.

ANCHOR DAMPER AND ANGLES TO

SLEEVE IN ACCORDANCE WITH

MANUFACTURERS RECOMMENDATIONS.

DO NOT FASTEN ANGLES TO WALL.

RIGID CONNECTION

1/2" DEEP 10 GAUGE MINIMUM

GALVANIZED CHANNEL IF DUCT IS TIGHT

TO STRUCTURE.

WALL OR FLOOR.

NOTE: PROVIDE ACCESS DOORS FOR ALL FIRE

AND SMOKE DAMPERS. LABEL WITH 1/2" HIGH

LETTERING:

 "FIRE/SMOKE DAMPER"

WIRING BY E.C.

SLEEVE THRU WALL. EXTEND SLEEVE 3" MIN. TO 16"

MAX. ON ACTUATOR SIDE OF WALL.

NORMALLY CLOSED ELECTRIC

OPERATOR AND LINKAGE OUTSIDE OF

AIRSTREAM.

METAL NOSING. (IF DUCT IS LINED.)

INSULATION WHEN DUCT IS LINED OR WRAPPED.

(ALL AROUND DUCT ON BOTH SIDES OF WALL.)

WALL OPENING SHALL BE 1/8" LARGER THAN

DAMPER PER LINEAR FOOT IN HEIGHT AND WIDTH.

(NOT LESS THAN 1/4" LARGER.)

NOTES:

1. CONNECTION OF DAMPER TO SLEEVE SHALL BE AS SHOWN IN FIGURE 1 OF SMACNA "FIRE DAMPER

AND HEAT STOP GUIDE FOR AIR HANDLING SYSTEMS", SECOND EDITION.

2. DAMPER CLOSES BY SPRING ACTION IN EVENT OF HIGH TEMPERATURE.

3. FLOOR MOUNTED DAMPER SIMILAR WITH ACTUATOR ON SIDE WITH ACCESS DOOR.

4. WHERE DUCT SMOKE DETECTORS CANNOT BE ACCESSED BY THE DAMPER ACCESS DOOR THE

ELECTRICAL CONTRACTOR SHALL FURNISH A DUCT ACCESS DOOR FOR THE DETECTOR. THE

MECHANICAL CONTRACTOR SHALL INSTALL THE DOOR IN THE DUCT.

5. SEE SMOKE DAMPER CONTROLLER SCHEMATIC DETAIL ON ELECTRICAL DRAWINGS FOR WIRING

DETAILS. A.T.C. SHALL PROVIDE RELAYS TO CLOSE FIRE SMOKE DAMPERS IN NON-FIRE EVENTS.

REFER TO ELECTRICAL DRAWINGS FOR      LOCATIONS.

M

SLEEVE THRU WALL.  EXTEND SLEEVE 3"

MIN. TO 6" MAX. ON THIS SIDE OF WALL.

WIRING BY A.T.C.  A.T.C. SHALL PROVIDE

TRANSFORMER IF REQUIRED.

TEMPERATURE CONTROLS RELAY

JUNCTION BOX BY E.C.

TO FIRE SMOKE DAMPERS AS REQUIRED.

AIR VENT (TYP.)

UNION (TYP.)

C

W

S

C

W

R

H

W

S

H

W

R

DRAIN LINE

DRAIN PAN

COOLING COIL

HEATING COIL

AIR FLOW

DRAIN VALVE WITH HOSE

THREAD ADAPTER AND CAP

(TYP.)

CONTROL VALVE

(TYP.)

NOTES:

1. OUTSIDE AIR AND RETURN AIR TAPS VARY BY SIZE AND LOCATION

ON PLENUM BOX, REFER TO PLANS FOR EXACT SIZE AND

ORIENTATION OF TAPS.

COMBINATION FIRE/SMOKE DAMPER DETIAL

NTC

1

FAN COIL UNIT PIPING - FOUR PIPE

NTC

2

FILTERED RETURN GRILLE DETAIL

NTC

6

HEAT EXCHANGER

CONCRETE BASE

SADDLE

HEAT EXCHANGER

LENGTH BETWEEN

SUPPORTS -

VERIFY.

HEAT EXCHANGER

DIAMETER PLUS 4" MIN.

U-BOLT CLAMP

AND SUPPORT.

WELDED STEEL

SUPPORT WITH TWO

COATS OF PAINT.

SECURE EACH BASE TO

FLOOR WITH FOUR

BOLTS.

HEAT EXCHANGER SUPPORT DETAIL

NTC

3

MOUNTING HEIGHT SHALL

BE ADJUSTED TO FACILITATE

GRAVITY RETURN OF STEAM

CONDENSATE.

FIRST 3 HANGERS FOR EACH PIPE AND

BRANCH SHALL BE SPRING & NEOPRENE

TYPE.  TYPE "H" FOR 4"  DIA. PIPE &

SMALLER.  TYPE "H-P" FOR 5"  DIA. PIPE &

LARGER.

RIGID PIPE

HANGER

INSTALL HANGER AS CLOSE  TO

PIPE ELBOW AS POSSIBLE

(TYPICAL)

FLEXIBLE CONNECTOR (TYPICAL)

PUMP

FLOOR

VIBRATION ISOLATOR

(TYPICAL)

1" MIN. DIA. PIPE STAND

DRAIN

SUCTION DIFFUSER

PRESSURE GAUGE

RIGID PIPE

HANGER

STRAINER

BUTTERFLY OR BALL

SHUT OFF VALVE, TYP.

CHECK VALVE, SHUT OFF VALVE

(OPTIONAL TRIPLE DUTY)

FLOOR MOUNTED END SUCTION PUMP DETAIL

NTC

7

UNION (TYP.)

CONTROL VALVE

COIL

3/4" DRAIN VALVE WITH

HOSE THREAD ADAPTER

AND CAP.

MANUAL AIR VENT AT HIGH

POINT OF PIPING NEXT TO COIL.

REHEAT COIL PIPING DETAIL

NTC

4

MANUAL DRAIN

CONTROL VALVE

CABINET

MANUAL AIR VENT

RADIATION PIPING DETAIL

NTC

5

MECHANICAL SYMBOLS LIST

SYMBOL:         DESCRIPTION:

EXISTING TO REMAIN

EXISTING TO BE REMOVED

NEW

FLEXIBLE DUCT

FABRIC DUCT CONNECTION

MANUAL VOLUME DAMPER (# INDICATES CFM)

DUCT CAP

DUCT DOWN

DUCT UP

SUPPLY/OUTSIDE AIR DUCT SECTION

RETURN AIR DUCT SECTION

EXHAUST/RELIEF AIR DUCT SECTION

CD-1

6/115

AIR TERMINAL PROPERTIES

SYMBOL

NECK SIZE/CFM

THERMOSTAT/SENSOR
S

CHILLED WATER RETURNCWR

CHILLED WATER SUPPLYCWS

DRAIN LINED

HEATING WATER RETURNHWR

HEATING WATER SUPPLYHWS

PUMPED DISCHARGEPD

PIPE CAP

PIPE DOWN

PIPE UP OR UP/DOWN

DIRECTION OF FLOW IN PIPE

NEW CONNECTION

UNION/FLANGE

SHUTOFF VALVE NORMALLY OPEN

SHUTOFF VALVE NORMALLY CLOSED

BALANCING VALVE (# INDICATES GPM)

0.5

CONTROL VALVE (THREE-WAY)

CONTROL VALVE (TWO-WAY)

CHECK VALVE

"WYE" - STRAINER

REDUCER

MANUAL AIR VENT

CONNECTION AND CAP

DRAIN VALVE WITH HOSE

TEMPERATURE SENSOR WITH WELL

T

THERMOMETER WITH WELL (FILLED TYPE)

EA EXHAUST/RELIEF AIR

ELECTRICAL CONTRACTORE.C.

FD FIRE DAMPER

FSD FIRE/SMOKE DAMPER

GENERAL CONTRACTORG.C.

MECHANICAL CONTRACTORM.C.

NC NEW CONNECTION

OA OUTSIDE AIR

PLUMBING CONTRACTORP.C.

RA RETURN AIR

SA SUPPLY AIR

AUTOMATIC BALANCING VALVE 

NOT IN CONTRACTN.I.C.

RAD RADIATION

FCU FAN COIL UNIT

STEAM (# INDICATES PRESSURE)S60

LOW PRESSURE CONDENSATELPC

FMCS FACILITY MANAGEMENT CONTROL SYSTEM

ANALOG INPUTAI

ANALOG OUTPUTAO

DIGITAL INPUTDI

DIGITAL OUTPUTDO

BALANCE VALVE

UNION (TYP.)

SHUT-OFF VALVE

FINS
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SCHEDULE GENERAL NOTES:

A. DISCONNECT AND CONTROLLER STARTER FURNISHED AND

INSTALLED BY:

MFR = MANUFACTURER

EC = ELECTRICAL CONTRACTOR.

MC = FURNISHED BY MECHANICAL CONTRACTOR, INSTALLED

BY ELECTRICAL CONTRACTOR

MFR/EC =

FURNISHED LOOSE BY MANUFACTURER

INSTALLED BY ELECTRICAL CONTRACTOR

ATC = AUTOMATIC TEMPERATURE CONTROL CONTRACTOR

B. DISCONNECT TYPE:

F = FUSED

NF = NON-FUSED

C. CONTROLLER STARTER TYPE:

FV = FULL VOLTAGE

WYE = WYE-DELTA

SS = SOLID STATE (SOFT START)

MS = MANUAL STARTER

VFD = VARIABLE FREQUENCY DRIVE

VFD/B = VARIABLE FREQUENCY DRIVE WITH BYPASS

D. FAN RPM SHALL NOT EXCEED 110% OF SCHEDULED VALUE,

WITH THE SCHEDULED WHEEL TYPE. SUBSTITUTION OF BI OR BIA FANS

FANS FOR FC IS ACCEPTABLE IF EFFICIENCY IS NOT LOWER.

E. NO EQUIPMENT SHALL BE SELECTED ABOVE 90% OF MOTOR

NAME PLATE RATING.

F. MUST BE WITHIN +/- 10% OF SCHEDULED RPM.

G. CURB TYPE:

MFR = STANDARD CURB BY MANUFACTURER

GC = BY GENERAL CONTRACTOR

SAC = SOUND ATTENUATOR CURB

FAN COIL UNIT SCHEDULE - 4 PIPE HYDRONIC

SYMBOL TYPE CFM

EXT.

S.P.

IN W.C.

EAT COOLING COIL HEATING COIL ELECTRICAL

REMARKS

DB °F WB °F

TOTAL

MBH

SENSIBLE

MBH

GPM

EWT

°F

LWT

°F

W.P.D.

FT. HD

TOTAL

MBH

GPM

EWT

°F

LWT

°F

W.P.D.

FT. HD

HP

VOLT-

PHASE

DISCONNECT

CONTROLLER/STARTER

BY (NOTE A) TYPE (NOTE A)

FCU-A

HORIZONTAL

CONCEALED

210 0.25 75 62 5.1 4.6 1.0 45 55 2.6 7.9 0.8 180 160 0.3

1/30

120-1 EC MFR

NOTE 1, 2

FCU-B

HORIZONTAL

CONCEALED

220 0.25 75 62 5.7 5.0 1.1 45 55 3.7 8.5 0.8 180 160 0.4

1/30

120-1 EC MFR

NOTE 1, 2

FCU-C

HORIZONTAL

CONCEALED

405 0.25 75 62 10.2 9.2 2.1 45 55 14.3 15.4 1.5 180 160 1.5

1/12

120-1 EC MFR

NOTE 1, 2

FCU-C1

HORIZONTAL

CABINET

440 0 75 62 10.5 9.7 2.2 45 55 2.6

N/A N/A N/A N/A N/A 1/12

120-1 EC MFR NOTE 2

FCU-D

HORIZONTAL

CONCEALED

555 0.25 75 62 13.4 12.3 2.7 45 55 4.0 21.2 2.1 180 160 3.2

1/12

120-1 EC MFR

NOTE 1, 2

FCU-E

HORIZONTAL

CONCEALED

740 0.25 75 62 17.9 16.2 3.6 45 55 8.4 27.6 2.8 180 160 6.4

1/6

120-1 EC MFR

NOTE 1, 2

FCU-F

HORIZONTAL

CONCEALED

935 0.25 75 62 30.8 22.7 6.2 45 55 4.0 36.0 3.6 180 160 14.2

(2) 1/12

120-1 EC MFR

NOTE 1, 2

NOTES:

1. PROVIDE WITH PIPE ENCLOSURE AND PLENUM WITH BOTTOM ACCESS PANEL AND REAR RETURN DUCT CONNECTION.

2.

PROVIDE WITH LITTLE GIANT CONDENSATE PUMP, MODEL VCMX. INCLUDE SAFETY OVERFLOW SWITCH WIRED BY CONTROLS CONTRACTOR, CHECK VALVE,  ANTI-SWEAT SLEEVE AND MOUNTING BRACKET.

LINEAR DIFFUSER SCHEDULE

SYMBOL MATERIAL

SLOT

WIDTH

NO.

SLOTS

LENGTH

FEET

PLENUM

REQUIRED

PLENUM

INSULATION

PLENUM

INLET SIZE

PATTERN

CONTROL

REQUIRED

BALANCING

DAMPER

REQUIRED

FINISH REMARKS

LD-1 ALUMINUM

3/4"

2

4'-0"

YES WRAPPED SEE DWG. YES NO WHITE

NOTE 1, 2 & 3

LD-2 ALUMINUM

3/4"

2

2'-0"

YES WRAPPED SEE DWG. YES NO WHITE

NOTE 1, 2 & 3

LD-3 ALUMINUM

3/4"

2

6'-0"

YES WRAPPED SEE DWG. YES NO WHITE

NOTE 1, 2 & 3

NOTES:

1. CONTRACTOR SHALL DETERMINE PROPER MARGIN STYLE TO MATCH CEILING CONSTRUCTION.

2. PROVIDE WITH CONCEALED FASTENERS.

3.

DIFFUSERS WITH MULTIPLE SLOTS SHALL HAVE THE INNER MOST SLOT DIRECTED TOWARDS THE INTERIOR OF THE BUILDING, THE REMAINING SHALL BE DIRECTED TOWARDS THE EXTERIOR UNLESS NOTED OTHERWISE.

GRILLES REGISTERS & DIFFUSERS SCHEDULE

SYMBOL MAT'L TYPE

MARGIN

(NOTE 1)

INLET

SIZE

(INCH)

FACE

SIZE

(INCH)

VOLUME

DAMPER

REQ'D

FINISH REMARKS

CD-1 STEEL PANEL FACE LAY-IN SEE DWG. 24x24 NO WHITE FLUSH FACE PANEL

RG-1 STEEL

EGGCRATE

FACE

LAY-IN 20x20 24x24 NO WHITE FILTERED RETURN

EG-1 ALUMINUM 35° DEFLECTION

1 1/4"

SEE DWG. INLET +2 NO WHITE

EG-2 ALUMINUM

EGGCRATE

FACE

LAY-IN SEE DWG. 24x24 NO WHITE FILTERED RETURN

NOTES:

1. CONTRACTOR SHALL DETERMINE PROPER MARGIN STYLE TO MATCH CEILING CONSTRUCTION.

2. ALL RUN OUT DUCTWORK TO DIFFUSERS SHALL BE NECK SIZE UNLESS OTHERWISE NOTED.

COIL SCHEDULE - WATER

SYMBOL SERVICE

SIZE

L x H

(IN.)

CFM

EAT LAT

TOTAL

MBH

A.P.D.

IN.

W.C.

EWT

°F

LWT

°F

GPM

W.P.D.

FT.

HEAD

REMARKS

°FDB °FDB

RHC-1 TOILET 4E05 12x8 130 55 95 5.6 0.05 180 160 0.5 1.5

RHC-2 SOILED 4E04 12x8 130 55 95 5.6 0.05 180 160 0.5 1.5

RHC-3 SOILED 5E30 12x8 130 55 95 5.6 0.05 180 160 0.5 1.5

NOTES:

1.

HEAT EXCHANGER SCHEDULE - STEAM TO WATER

SYMBOL SERVICE

WATER STEAM

HEATING

SURFACE FT

2

 

FOULING

FACTOR

REMARKS

GPM

W.P.D.

FT. HEAD

EWT

°F

LWT

°F

PSIG

(NOTE 1)

LB/HR

HX-1

HEATING

WATER

185.0 1.5 160 180 50

2,477

25.8 0.0005

HX-2

HEATING

WATER

185.0 1.5 160 180 50

2,477

25.8 0.0005

NOTES:

1. STEAM PRESSURE INDICATED IS THE PRESSURE AVAILABLE DOWNSTREAM OF THE CONTROL VALVE.

PUMP SCHEDULE

SYMBOL SERVICE GPM

PUMP FT.

HEAD AT

DESIGN

MIMIMUM

PUMP

EFFICIENCY

INLET/IMPEL.

SIZE IN.

ELECTRICAL

REMARKS

HP

(NOTE E)

RPM

VOLT-

PHASE

DISCONNECT

CONTROLLER/STARTER

BY (NOTE A) TYPE (NOTE B) BY (NOTE A) TYPE (NOTE C)

P-1

HEATING

WATER

185.0 67 70.0

3/8.375

7.5

1,750

460-3 EC VFD EC -

P-2

HEATING

WATER

185.0 67 70.0

3/8.375

7.5

1,750

460-3 EC VFD EC -

NOTES:

1. PROVIDE SHAFT GROUNDING AS REQUIRED IN THE MOTOR SPECIFICATION.

TRAP SCHEDULE

SYMBOL SERVICE TYPE

SAFETY

FACTOR

SIZE

LB/HR.

(NOTE 1)

PRESSURE

DIFFERENTIAL

REMARKS

T-1 DRIP I.B. 2.0

3/4"
1,060

60 NOTE 1

T-2

HX-1, HX-2

F&T 1.25

2"
3,100

1/2

NOTE 1

NOTES:

1. CAPACITY LISTED IS FOR EACH TRAP AND INCLUDES SAFETY FACTOR.

RADIATION SCHEDULE

SYMBOL SERVICE MBH GPM

ELEMENT CABINET

AVERAGE

WATER

TEMP. °F

REMARKS

MAT'L

LENGTH

FT.

PIPE SIZE

FIN HEIGHT

& WIDTH

NO. OF

ROWS

FINS PER

FOOT

LENGTH HEIGHT DEPTH

RAD-1 ELEC 3.7 1.7 ALUM 3

3/4 2-3/4 X 4 1/4

2 42

4'-0"

12

5 1/4

170 NOTE 1

NOTES:

1. RADIATION SHALL HAVE SLOPED TOP WITH PIPE ENCLOSURE AND END CAPS.
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3/4"

3/4"

BY H.C. BY P.C.

4
"
H

W
S

4
"
H

W
S

4"HWS

4"HWR

3
/
4

"
H

W
R

3
/
4

"
H

W
S

AIR SEPARATOR.

SAME SIZE AS PIPING

CONNECT TO SIDE OF MAIN

(NOT TOP OR BOTTOM) TO

AVOID AIR OR DIRT ENTERING

PIPING.

BYPASS (POT)  FEEDER.

MOUNT WITH TOP ABOUT

36" ABOVE FLOOR.

SAME SIZE AS AIR

SEPARATOR OUTLET.

P

EXPANSION TANK

20 PSIG INITIAL CHARGE

22 MINIMUM ACCEPTANCE GALLONS

44 TOTAL VOLUME GALLONS

SET TO 20 PSI

SET TO 70 PSI

HIGH CAPACITY AIR VENT.

PIPE DISCHARGE TO DRAIN

PP

4"HWS

BFP-

SUCTION DIFFUSER WITH SUPPORT FOOT

DRAIN VALVE WITH HOSE

CONNECTION AND CAP

TEMPERATURE SENSOR WITH WELL

BACKFLOW PREVENTER

CONTROL VALVE (TWO-WAY)

PRESSURE/TEMPERATURE TEST PLUG

PRESSURE REDUCING VALVE (LIQUID/GAS)

RELIEF VALVE

MANUAL AIR VENT

AUTOMATIC AIR VENT

REDUCER

UNION/FLANGE

CHECK VALVE

THROTTLING VALVE

NORMALLY CLOSED VALVE

SHUTOFF VALVE

BALANCING VALVE

FLEXIBLE CONNECTION

AND HOSE CONNECTION WITH CAP

"WYE" - STRAINER W/SHUTOFF VALVE

"WYE" - STRAINER

THERMOMETER WITH WELL (FILLED TYPE)

P

METER

M

DIRECTION OF FLOW IN PIPE

PITCH PIPE IN DIRECTION

COLD WATER - POTABLECW

SYMBOL:    DESCRIPTION:

FLOW DIAGRAM SYMBOL LIST

HEATING WATER SUPPLYHWS

HEATING WATER RETURNHWR

4" HWS

4" HWS

4" HWS

4" HWS

LOCKED OPEN

SHUTOFF VALVE

HEATING WATER FLOW DIAGRAM

NO SCALE

1

KEYNOTES

1. PRESSURE GAUGE WITH SNUBBER . INSTALL WITH

MOUNTING ON WALL, STAND, OR VIBRATION-FREE PIPE

ABOVE BRACKET PUMP FLEXIBLE CONNECTOR. INSTALL

FLEXIBLE COPPER TUBING TO PIPING CONNECTIONS TO

AVOID VIBRATION DAMAGE TO THE GAUGE.  PREFERRED

CONNECTION LOCATIONS ARE:

(1) JUST UPSTREAM OF STRAINER,

(2) GAUGE PORT ON SUCTION DIFFUSER OR  

BETWEEN  STRAINER AND PUMP INLET.

(3) GAUGE TAPPING ON PUMP INLET FLANGE.

(4) GAUGE TAPPING ON PUMP OUTLET FLANGE.

2. PROVIDE 2 1/2" OR LARGER CONNECTIONS FOR

CONNECTION  OF FIRE HOSES FOR FLUSHING AND

CLEANING OF SYSTEM, IF CHEMICAL CLEANING IS NOT

USED.

3. REMOVE & RETAIN TEMPORARY STRAINER FROM

SUCTION DIFFUSER AT END OF CONSTRUCTION.

PROVIDE SUPPORT LEG AS REQUIRED BY

MANUFACTURER.

4. SIZE PER BLADDER TANK MANUFACTURER'S

RECOMMENDATIONS BUT NOT SMALLER THAN

CONNECTION TO TANK.

T

T

M

4"HWR

4"HWS

P

PUMP P-1

(185) GPM

CONTROL VALVE (THREE-WAY)

#

3

1

T

2

4

2

HEAT EXCHANGER

(STEAM TO WATER)

HX-2

1/3

HEAT EXCHANGER

(STEAM TO WATER)

HX-1

3"S60

3"S60

T-1

T-1

2/3

3/4" VACUUM BREAKER

WITH LESS THAN 15" H20

OPENING VACUUM.

3/4" VACUUM BREAKER

WITH LESS THAN 15" H20

OPENING VACUUM.

1 1/2"

2 1/2"

3
"

1 1/2"

2 1/2"

1/3

2/3

3
"

3"

3"

T-2T-2

T-2T-2

2"LPC

2"LPC

3
/
4

"
L

P
C

2
"
L

P
C

18" MIN

18" MIN

3/4" LPC

EXISTING STEAM PRV STATION

60 PSI
100 PSI

15 PSI
60 PSI

NEW CONNECTION

4"HWR

4"HWS

TIE INTO EXISTING

CONDENSATE

TO SERVE 4E FLOOR, REFER

TO 1-M2 FOR CONTINUATION

3" HWS/HWR VALVE AND CAPPED

FOR FUTURE. TO SERVE 4W FLOOR

(125 GPM)

PRESSURE GAUGE

(FURNISHED WITH BALL VALVE)

P

PUMP P-2

(185) GPM

3

1

3
"
H

W
S

3
"
H

W
R

4"HWS

4"HWR

SET TO 75 PSI

SET TO 75 PSI

3
"
S

6
0

2
"
L

P
C

TRIPLE DUTY VALVE

VALVE SHALL BE 100%

OPEN FOR MINIMUM

PRESSURE DROP(TYP.)

LOW PRESSURE CONDENSATELPC

STEAM (#INDICATES PRESSURE)S60
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GENERAL ELECTRICAL NOTES:

1. INDICATES DETAIL NUMBER/SHEET NUMBER.

2. INDICATES ELECTRICAL EQUIPMENT DEFINED IN ELECTRICAL SCHEDULES. REFER TO DRAWINGS

CONTAINING ELECTRICAL SCHEDULES. PERMANENT NAMEPLATE SHALL MATCH FINAL EQUIPMENT

NOMENCLATURE, NOT ELECTRICAL EQUIPMENT TAG NAME, REFER TO SPECIFICATIONS.

3. INDICATES KEYED NOTE USED TO DESCRIBE ADDITIONAL INFORMATION OF WORK REQUIRED, SPECIFIC

TO THE SHEET AND/OR DETAIL IT IS SHOWN WITH.

4. INDICATES LUMINAIRE IS UNSWITCHED FOR NIGHT LIGHT.

5. SHADED LUMINAIRE OR DEVICE INDICATES LUMINAIRE OR DEVICE IS CONNECTED TO AN EMERGENCY

CIRCUIT.

6. ALL ELECTRICAL CONDUCTORS SHALL BE COPPER.

7. INDICATES NUMBER OF WIRES IN CONDUIT.

                       GROUND WIRE

   NEUTRAL WIRE

   PHASE WIRE

8. SHOWN BETWEEN LUMINAIRES DESIGNATES LUMINAIRE OR GROUP OF LUMINAIRES SWITCHED

SEPARATELY, YET CONNECTED TO THE SAME BRANCH CIRCUIT. LUMINAIRES THAT DO NOT HAVE A

REMOTE MEANS OF SWITCHING (i.e., EXIT SIGNS, EMERGENCY UNITS, NIGHT LIGHTS) SHALL BE

CONNECTED TO AN UNSWITCHED LEG OF THE BRANCH CIRCUIT.

9. ABBREVIATION KEY:

ELECTRICAL CONTRACTOR

TELECOMMUNICATIONS CONTRACTOR

MECHANICAL CONTRACTOR

GENERAL CONTRACTOR

ABOVE FINISHED FLOOR

CONDUIT

TYPICAL

MOUNTING HEIGHT FROM FINISHED FLOOR TO CENTERLINE

ETR EXISTING TO REMAIN

FCU FAN COIL UNIT

CP CONDESATE PUMP

10. MOUNTING SUBSCRIPT KEY:

RECEPTACLES AND TELECOMMUNICATIONS OUTLETS:

A MOUNT ABOVE COUNTER (+6" TO CENTERLINE ABOVE

COUNTER OR BACKSPLASH)

REFER TO GENERAL ELECTRICAL EQUIPMENT SCHEDULE AND SPECIFICATIONS FOR FULL 

DESCRIPTIONS AND MANUFACTURERS OF ALL DEVICES.

11. LINE TYPE KEY:

NEW WORK BY THIS CONTRACTOR (DARK SOLID LINE)

NEW WORK UNDERFLOOR OR UNDERGROUND BY THIS CONTRACTOR

(DARK LONG DASHED LINE)

NEW WORK BY OTHERS AND/OR EXISTING TO REMAIN (LIGHT SOLID LINE)

EXISTING TO BE REMOVED BY THIS CONTRACTOR

(DARK SHORT DASHED LINE)

"1/300"

##-###

"NL"

ELECTRICAL DEMOLITION NOTES:

1. THE ELECTRICAL DRAWINGS INDICATE EXISTING ELECTRICAL ITEMS TO BE REMOVED.  THE

DRAWINGS ARE INTENDED TO INDICATE THE SCOPE OF WORK REQUIRED AND DO NOT INDICATE

EVERY BOX, CONDUIT, OR WIRE THAT MUST BE REMOVED.  THE CONTRACTOR SHALL VISIT THE

SITE PRIOR TO SUBMITTING A BID AND VERIFY EXISTING CONDITIONS.

2. ELECTRICAL ITEMS (i.e., LIGHTING FIXTURES, RECEPTACLES, SWITCHES, ETC.) REMOVED AND

NOT RELOCATED REMAIN THE PROPERTY OF THE OWNER.  THE CONTRACTOR SHALL BE

RESPONSIBLE FOR THE DISPOSAL OF MATERIAL THE OWNER DOES NOT WANT TO REUSE OR

RETAIN (i.e., FOR MAINTENANCE PURPOSES).

3. THE CONTRACTOR SHALL OBTAIN APPROVAL FROM THE OWNER BEFORE TURNING OFF POWER

TO CIRCUITS, FEEDERS, PANELS, ETC.  COORDINATE ALL OUTAGES WITH OWNER.  CONDUIT

CONCEALED IN WALL CONSTRUCTION MAY BE ABANDONED IN PLACE IF NOT AFFECTED BY

OTHER CONSTRUCTION.

4. WHERE LIGHTS, SWITCHES, RECEPTACLES, ETC., ARE BEING REMOVED ALL ASSOCIATED

CONDUIT AND WIRE BACK TO THE PANELBOARD OR FEEDER JUNCTION BOX SERVING THE

DEVICE SHALL ALSO BE REMOVED, UNLESS THE CONDUIT CAN BE REUSED FOR NEW

CONDUCTORS.

5. ALL CONDUIT SHALL BE REMOVED WHERE WALLS ARE BEING REMOVED.  WHERE CONDUIT IS IN

THE CONCRETE SLAB, CUT OFF FLUSH, PULL OUT WIRE, AND PLUG.  WHERE CONDUIT IS RUN

EXPOSED, ALL ASSOCIATED CLAMPS, SUPPORTS, HANGERS, ETC., SHALL ALSO BE REMOVED.

6. THIS CONTRACTOR SHALL COORDINATE ALL HIS WORK WITH OTHER CONTRACTORS AT THE

JOB SITE BEFORE REMOVING EXISTING ELECTRICAL AND INSTALLING NEW ITEMS.

7. EXISTING CONDUIT IN GOOD CONDITION, MAY BE REUSED IN PLACE.  RELOCATED EXISTING

CONDUIT SHALL NOT BE ALLOWED.  BONDING CONDUCTORS SHALL BE INSTALLED IN ALL

REUSED CONDUIT TO ASSURE PROPER GROUND PATH.

8. EQUIPMENT REMOVAL IN CERTAIN LOCATIONS MAY REQUIRE THE INSTALLATION OF A

JUNCTION BOX TO RECONNECT CIRCUITS THAT REMAIN IN OPERATION.  EXTEND CONDUIT AND

WIRING AS REQUIRED TO MAINTAIN POWER TO REMAINING EQUIPMENT.

9. CONTRACTOR SHALL REMOVE AND INSTALL ALL CEILING TILES AS REQUIRED FOR THE

EXECUTION OF ELECTRICAL WORK THAT IS OUTSIDE THE CONTRACT LIMITS OF

CONSTRUCTION.  CONTRACTOR SHALL REPLACE CEILING TILES WITH IDENTICAL MATERIAL

WHERE DAMAGED BY THIS CONTRACTOR.

10. BALLASTS MANUFACTURED PRIOR TO 1980 CONTAIN PCBs AND SHALL BE DISPOSED OF BY A

FEDERAL OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS.

11. HID AND FLUORESCENT LAMPS CONTAIN MERCURY AND SHALL BE DISPOSED OF BY A FEDERAL

OR STATE E.P.A. APPROVED METHOD AND IN ACCORDANCE WITH SPECIFICATIONS.

1. THE COMPLETE INSTALLATION SHALL BE IN ACCORDANCE WITH THE ADAAG (AMERICANS WITH DISABILITIES

ACT ACCESSIBILITY GUIDELINES).

2. CIRCUIT NUMBERS ARE SHOWN FOR CIRCUIT IDENTIFICATION.  CIRCUITING SHALL AGREE WITH NUMBERING

ON THE PANEL PROVIDED. COMMON NEUTRALS MAY NOT BE USED FOR BRANCH CIRCUITS.  BALANCE THE

LOAD ON PANEL AS EVENLY AS POSSIBLE BETWEEN EACH PHASE.

3. CIRCUITS SERVING EMERGENCY AND EXIT LUMINAIRES WILL BE RUN IN SEPARATE RACEWAY FROM ALL

OTHER CIRCUITS.

4. A #12 GREEN INSULATED GROUND CONDUCTOR SHALL BE INSTALLED WITH CIRCUIT CONDUCTORS FOR ALL

POWER CONDUITS.

5. CONCEAL ALL CONDUIT IN WALLS, PARTITIONS, ABOVE CEILING, AND IN FLOOR SLAB, ETC. UNLESS

OTHERWISE INDICATED ON THE PLANS OR IN THE SPECIFICATIONS.  CONDUIT IN MECHANICAL ROOMS, AND

STORAGE ROOMS WITHOUT CEILINGS MAY BE EXPOSED ON BUILDING STRUCTURE.

6. BOXES LOCATED ON OPPOSITE SIDES OF NON-RATED WALLS SHALL BE OFFSET A MINIMUM OF 6"

HORIZONTALLY.  BOXES ON OPPOSITE SIDES OF FIRE RATED WALLS SHALL BE OFFSET A MINIMUM OF 24"

HORIZONTALLY.  "THRU-THE-WALL" BOXES SHALL NOT BE ALLOWED WITHOUT PRIOR WRITTEN APPROVAL OF

THE ARCHITECT/ENGINEER.

7. FLUSH MOUNT ALL TOGGLE SWITCHES AT +42" FROM FLOOR (CENTERLINE DIMENSION), EXCEPT WHERE

OTHERWISE NOTED.  TOGGLE SWITCHES MAY BE SURFACE MOUNTED WHEN CONDUIT IS SPECIFIED EXPOSED.

8. TWO ADJACENT SWITCHES SHOWN WITH A SINGLE CIRCUIT CONNECTION INDICATES MULTI-LEVEL SWITCHING;

INBOARD AND OUTBOARD LAMPS ARE TO BE SWITCHED SEPARATELY.

9. FLUSH MOUNT ALL DUPLEX RECEPTACLES AND TELECOMMUNICATION OUTLETS AT +18" FROM FLOOR

(CENTERLINE DIMENSION), EXCEPT WHERE OTHERWISE NOTED.  RECEPTACLES AND OUTLETS MAY BE

SURFACE MOUNTED WHEN CONDUIT IS SPECIFIED EXPOSED.

10. DUPLEX RECEPTACLES FOR ELECTRIC WATER COOLERS (EWC) SHALL BE CONCEALED BEHIND WATER

COOLER ACCESS PLATE OR BE DIRECTLY BELOW AND CENTERED ON EWC.  CONTRACTOR SHALL VERIFY TYPE

OF EWC TO BE INSTALLED AND EXACT LOCATION WITH P.C.

11. MOUNT ALL FIRE ALARM PULL STATIONS AT +42" FROM FLOOR (CENTERLINE DIMENSION) EXCEPT WHERE

OTHERWISE NOTED.

12. INSTALL ALL WALL MOUNTED FIRE ALARM NOTIFICATION DEVICES AT 90" ABOVE FINISHED FLOOR OR 6" BELOW

THE CEILING, WHICHEVER IS LOWER, EXCEPT WHERE OTHERWISE NOTED.  HEIGHT SHALL BE MEASURED TO

THE TOP OF THE DEVICE.

13. CONTRACTOR SHALL COORDINATE THE LOCATION OF ALL DETECTORS AND/OR SPEAKERS WITH LUMINAIRES,

SPRINKLER, AND CEILING DIFFUSERS.  CENTER ALL DEVICES IN CEILING TILE PATTERN.  SMOKE DETECTORS

SHALL BE LOCATED NO CLOSER THAN 3 FEET TO AN AIR SUPPLY DIFFUSER OR RETURN GRILLE.

14. CONTRACTOR SHALL VERIFY ALL FURNITURE, MODULAR FURNITURE AND EQUIPMENT LOCATIONS WITH

ARCHITECTURAL PLANS, ELEVATIONS AND REVIEWED SHOP DRAWINGS.  PRIOR TO MAKING THE ACTUAL

ELECTRICAL INSTALLATION THIS CONTRACTOR SHALL ADJUST RECEPTACLES, OUTLETS OR CONNECTION

LOCATIONS TO ACCOMMODATE FURNITURE AND/OR EQUIPMENT.

15. ELECTRICAL AND TELECOMMUNICATIONS EQUIPMENT SHALL BE MOUNTED TO AVOID IMPEDANCE OF

OPERATION OF AND/OR ACCESS TO ELECTRICAL AND MECHANICAL EQUIPMENT.  ALL MOUNTING OF

ELECTRICAL AND TELECOMMUNICATIONS, ON EQUIPMENT SUPPLIED BY ANOTHER CONTRACTOR, SHALL BE

APPROVED IN ADVANCE BY THE OTHER CONTRACTOR.

16. ALL FINAL ELECTRICAL CONNECTIONS TO MOTORS SHALL BE MADE WITH FLEXIBLE METAL CONDUIT.  USE

LIQUIDTIGHT CONDUIT AND FITTINGS WHERE SUBJECT TO MOISTURE.  ROUTE GROUND WIRE FROM CIRCUIT

GROUND TO MOTOR GROUND THROUGH FLEXIBLE CONDUIT.  FLEXIBLE CONDUIT SHALL NOT EXCEED 6' IN

LENGTH.

17. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL OPENINGS REQUIRED IN WALLS.  ALL OPENINGS SHALL BE

REPAIRED TO MATCH EXISTING BY A QUALIFIED CONTRACTOR AT THE EXPENSE OF THIS CONTRACTOR.  ALL

CONDUITS THROUGH WALLS SHALL BE GROUTED OR SEALED INTO OPENINGS.

18. ALL MATERIALS USED TO SEAL PENETRATIONS OF FIRE RATED WALLS AND FLOORS SHALL BE TESTED AND

CERTIFIED AS A SYSTEM PER ASTM E814 STANDARDS FOR FIRE TESTS OF THROUGH-PENETRATION

FIRESTOPS.

19. EXISTING INFECTIOUS CONTROL PROCEDURES SHALL BE FOLLOWED AT ALL TIMES. COORDINATE

REQUIREMENTS WITH G.C.

20. WIRING RUNS SHOWN OUTSIDE OF BUILDING IS FOR CLARITY ONLY. ALL WIRING SHALL BE RUN INSIDE

BUILDING UNLESS NOTED OTHERWISE.

ELECTRICAL INSTALLATION NOTES:

E.C.

T.C.

M.C.

G.C.

AFF

C

TYP

+#"

ELECTRICAL DEMOLITION SYMBOL LIST

SYMBOL:    DESCRIPTION:

S
SINGLE POLE SWITCH

S

#

3 = 3-WAY SWITCH, 4 = 4-WAY SWITCH

DUPLEX RECEPTACLE

E
ELECTRICAL CONNECTION, WALL MOUNTED

SD FIRE ALARM - SMOKE DETECTOR

2'X4' LUMINAIRE

DOWN LIGHT

WALL MOUNTED LUMINAIRE

SINGLE FACE EXIT SIGN

ELECTRICAL SYSTEMS SYMBOL LIST

SYMBOL:    DESCRIPTION:

V

FIRE ALARM - VISUAL DEVICE

F
FIRE ALARM - MANUAL PULL STATION

A FIRE ALARM - AUDIO/VISUAL DEVICE

SD FIRE ALARM - SMOKE DETECTOR

ELECTRICAL LIGHTING SYMBOL LIST

SYMBOL:    DESCRIPTION:

2'X4' LUMINAIRE

6"X2' LUMINAIRE

DOWN LIGHT

SINGLE FACE EXIT SIGN

DOUBLE FACE EXIT SIGN

ELECTRICAL POWER SYMBOL LIST

SYMBOL:    DESCRIPTION:

DUPLEX RECEPTACLE

GROUND FAULT DUPLEX RECEPTACLE

SURFACE MOUNTED PANELBOARD

FLUSH MOUNTED PANELBOARD

2'X2' LUMINAIRE

4"X9" LUMINAIRE

E ELECTRICAL CONNECTION TO EQUIPMENT AND MOTORS.

NORMAL BRANCH LUMINAIRE 

LUMINAIRE SYMBOL KEY

SYMBOL:    DESCRIPTION:

LIFE SAFETY BRANCH LUMINAIRE

CRITICAL BRANCH LUMINAIRE 

UNSWITCHED FOR NIGHT LIGHT, UNLESS NOTED 'SE'

E

STF
NURSE CALL - STAFF STATION

NT NURSE CALL - TOILET STATION

FIRE ALARM - AUDIO/VISUAL DEVICE

F

FIRE ALARM - MANUAL PULL STATION

FIRE ALARM - VISUAL DEVICE

S

SOUND REINFORCEMENT SPEAKER

A

V

OCCUPANCY SENSOR, WALL MOUNTEDS

O

DOUBLE DUPLEX RECPTACLE

DOUBLE FACE EXIT SIGN

4' INDUSTRIAL LUMINAIRE

6"X4' LUMINAIRE

SINGLE POLE SWITCH

OCCUPANCY SENSOR, WALL MOUNTED

#

3=3-WAY SWITCH 4=4-WAY SWITCH

DOUBLE DUPLEX RECPTACLE

TAMPER RESISTANT DUPLEX RECEPTACLE

R

ITEM

NO.

SYMBOL DESCRIPTION BASIS OF DESIGN

THE SYMBOLS AND THE EQUIPMENT SCHEDULE ARE FOR THE CONVENIENCE OF THE CONTRACTOR.  EACH CONTRACTOR SHALL BE

RESPONSIBLE  FOR  VERIFICATION  OF QUANTITIES AND SHALL  FURNISH ALL MATERIAL  REQUIRED, WHETHER SPECIFIED OR NOT, TO

PRODUCE A SATISFACTORY WORKING SYSTEM.

CATALOG  NUMBERS SHALL NOT BE  CONSIDERED COMPLETE BUT ARE GIVEN ONLY TO AID THE CONTRACTOR IN THE SEARCH FOR

MATERIAL.  NO MATERIAL  SHALL BE ORDERED BY MANUFACTURER AND CATALOG NUMBER ONLY.  EACH CONTRACTOR  SHALL  FIRST

READ  THE  COMPLETE  DESCRIPTION  OF  THE  MATERIAL ON THESE DRAWINGS AND SPECIFICATIONS. THE FIRST  MANUFACTURER

LISTED IS THE  BASIS OF  DESIGN.  "STANDARD COLOR" INDICATES FACTORY FINISH AVAILABLE AT NO ADDITIONAL CHARGE.

GENERAL ELECTRICAL EQUIPMENT SCHEDULE 

HUBBELL  HBL1221

LEVITON  1221-2

PASS & SEYMOUR PS20AC1

COOPER  2221

SWITCH, SINGLE POLE, SINGLE THROW, 120/277 VOLT, 20 AMP. TOGGLE HANDLE,

MAINTAINED CONTACT,  SIDE AND BACK WIRED, IVORY IMPACT RESISTANT THERMOPLASTIC

1

HUBBELL  HBL1223

LEVITON  1223-2

PASS & SEYMOUR

  PS20AC3

COOPER  2223

SWITCH, THREE WAY, 120/277 VOLT 20 AMP. TOGGLE HANDLE, SIDE AND BACK

WIRED, IVORY IMPACT RESISTANT THERMOPLASTIC FACEPLATE.

2

WATT STOPPER

 PW-100 SERIES

SENSOR SWITCH WSD

HUBBELL AUTOMATION

 LHIRS1

LEVITON ODS15

GREENGATE OSW-P-0451

OCCUPANCY SENSOR WALL SWITCH, PASSIVE INFRARED, ZERO CROSSING CIRCUITRY,

ADJUSTABLE SENSITIVITY AND TIME DELAY, NO MINIMUM LOAD REQUIREMENTS,

MANUAL OR AUTO ON OPERATION, 5 YEAR WARRANTY. INITIAL SETTINGS: 10

MINUTES, AMBIENT SENSOR 40 FC.   IVORY IMPACT RESISTANT THERMOPLASTIC FACEPLATE.

4

6

HUBBELL  HBL8300R

LEVITON  8300-R

PASS & SEYMOUR

  8300-RED

COOPER  8300RD

RECEPTACLE, DUPLEX, HOSPITAL GRADE, 125 VOLT, 20 AMP, 3 WIRE GROUNDING

TYPE, N.E.M.A. 5-20R, RED IMPACT RESISTANT THERMOPLASTIC FACE, COVERPLATE.

DOUBLE DUPLEX, CONSIST OF TWO DUPLEX RECEPTACLES, DOUBLE GANG BOX,

PLASTER RING AND FACEPLATE. PROVIDE IDENTIFICATION LABEL ON COVER PLATE

INDICATING PANEL AND CIRCUIT NUMBER.

REFER TO SPECIFICATIONSELECTRICAL CONNECTION TO EQUIPMENT AND MOTORS, SIZE PER N.E.C.

COORDINATE REQUIREMENTS WITH CONTRACTOR FURNISHING EQUIPMENT OR MOTOR.

REFER TO SPECIFICATIONS AND GENERAL INSTALLATION NOTES FOR TERMINATIONS

TO MOTORS.

7

SQUARE D  NQ

OR APPROVED EQUAL

PANELBOARD, SURFACE MOUNT, 208/120 VOLT, 3 PHASE, 4 WIRE, S/N, GROUND

BUS,  COPPER BUS, BOLT-ON BREAKERS, NEMA 1 ENCLOSURE,  REFER TO

SCHEDULES FOR SIZE AND CONFIGURATION, REFER TO

SPECIFICATIONS FOR ADDITIONAL INFORMATION.

8

SMOKE DETECTOR, ADDRESSABLE, ANALOG PHOTOELECTRIC 

SENSOR, 24 VDC, 2-PIECE DESIGN, LOW-PROFILE MOUNTING BASE WITH

MULTI-FUNCTION LED INDICATOR, COMPLETE WITH MOUNTING HARDWARE AND

BACKBOX. PROVIDE A REMOTE LED INDICATOR DEVICE IF DETECTOR IS NOT VISIBLE

FROM A FLOOR-STANDING POSITION.

9

SIMPLEX

  4098 SERIES

SD

FIRE ALARM MANUAL PULL STATION, ADDRESSABLE, DOUBLE ACTION, RESET KEY

LOCK, SEMI-FLUSH MOUNT, RED HIGH-ABUSE PLASTIC OR CAST METAL

CONSTRUCTION WITH WHITE LETTERING.

10

SIMPLEX

  2099 SERIES

FF

FIRE ALARM VISUAL NOTIFICATION APPLIANCE, HIGH-INTENSITY STROBE, RED

HOUSING WITH WHITE LETTERING OR PICTOGRAM, SEMI-FLUSH WALL MOUNT; 24

VDC.

CANDELA RATINGS:  V1=15, V3=30, V7=75, AND VH=110. CANDELA RATING SHALL

BE VISIBLE FROM THE OUTSIDE OF THE DEVICE.

11

SIMPLEX 4904

FIRE ALARM AUDIO/VISUAL NOTIFICATION APPLIANCE, ELECTRONIC HORN WITH

SELECTABLE OR TEMPORAL TONE, SELECTABLE SOUND OUTPUT AND HIGH-INTENSITY

STROBE, RED HOUSING WITH WHITE LETTERING OR PICTOGRAM, SEMI-FLUSH WALL

MOUNT; 24 VDC.

CANDELA RATINGS:  A1=15, A3=30, A7=75, AND AH=110. CANDELA RATING SHALL

BE VISIBLE FROM THE OUTSIDE OF THE DEVICE.

12

SIMPLEX 4903

#

E

E

WATT STOPPER

 DT 300 SERIES

SENSOR SWITCH

 WV-PDT

HUBBELL INC.

 OMNI-DT2000 OR

 ATD2000C

LEVITON OSC##-MOW

OCCUPANCY SENSOR, CEILING MOUNTED 360 DEGREE, DUAL TECHNOLOGY PASSIVE

INFRARED/ULTRASONIC  FREQUENCY GREATER THAN 40 KHz, DUAL SENSING VERIFICATION

(REQUIRES BOTH TECHNOLOGIES TO ACTIVATE), EITHER TECHNOLOGY MAINTAINS ON

STATUS, INTEGRATED AMBIENT LIGHT LEVEL SENSOR (2-200 FC RANGE), ADJUSTABLE

SENSITIVITY AND TIME DELAY, 5 YEAR WARRANTY.  SENSOR SHALL

CONTROL ALL CIRCUITS IN AREA, UNLESS NOTED OTHERWISE. INITIAL SETTINGS:

TIME DELAY 10 MINUTES, AMBIENT SENSOR 40FC.  CONTRACTOR SHALL SUBMIT

MANUFACTURER SUPPLIED SENSOR COVERAGE DRAWING FOR SHOP DRAWING REVIEW.

14

WIREMOLD  

PLUGMOLD 2000 GBA SERIES

OR APPROVED EQUAL

STEEL MULTI-OUTLET SYSTEM WITH RECEPTACLES SPACED AT 12" ON CENTER.

DUAL CIRCUIT CONFIGURATION.

15

WM-1

SQUARE D

  I-LINE

OR APPROVED EQUAL

DISTRIBUTION PANEL, CIRCUIT BREAKER TYPE, 120/208 VOLT, 3 PHASE, S/N, GROUND BUS,

35,000 A.I.C., SURFACE MOUNTED NEMA 1 ENCLOSURE, SUITABLE FOR USE AS SERVICE

ENTRANCE EQUIPMENT, REFER TO ONE LINE DIAGRAM AND SPECIFICATIONS. PROVIDE

POWERLOGIC METER TO BE COMPATIBLE WITH EXISTING HOSPITAL SYSTEMS.

13

PANEL '5BD-2'

VARIABLE FREQUENCY DRIVE SCHEDULE

STARTER TYPE: REMARKS:

PWM - PULSE WIDTH MODULATED SA -

STANDARD ACCESSORIES

TA -

TWO CONVERTIBLE AUXILIARY CONTACTS

12PWM-

12 PULSE PWM (INCLUDES * ITEMS)

ISO -

ISOLATION TRANSFORMER

18PWM-

18 PULSE PWM

*MA -

MANUAL SPEED ADJUSTMENT

*SHZ -
SKIP FREQUENCY CAPABILITY

LINE DISCONNECT

*ET - ELECTRONIC THERMAL OVERLOADS RSS -

REMOTE START-STOP

DS - DISCONNECT SWITCH *CT -

CONTROL TRANSFORMER, FUSED,

120V

RDR -

REMOTE DRIVE RUN

FDS -

FUSIBLE DISCONNECT SWITCH

RFT -

REMOTE FAULT TRIP

CB -

CIRCUIT BREAKER

*HA -

HAND-OFF-AUTO DOOR SWITCH LR -

INPUT LINE REACTOR

CONTROL: TO - MELTING THERMAL OVERLOADS

HAR -

PASSIVE HARMONIC FILTER

PN -

3-15 PSI PRESSURE TRANSDUCER MOL -

MULTIPLE MOTOR OVERLOADS

420 - 4-20mA FOLLOWER

INPUT

VOLTAGE DRIVE

ITEM

LINE

DISC.

DRIVE

BYPASS

CONTROL INPUT OUTPUT PH.

H.P.

RATING

TYPE

NEMA

ENCLOSURE

REMARKS APPROVED MANUFACTURERS

VFD-1

CB

N/A

420 460 460 3 7.5 PWM 1 SA'  'LR'

VARIABLE

TORQUE

TOSHIBA Q9 SERIES

ABB ACH 550 SERIES

ALLEN BRADLEY

POWERFLEX 40 SERIES

DANFOSS VLT6000 SERIES

G.E. AF600 FP SERIES

SQUARE D E-FLEX

CUTLER HAMMER ECS SERIES

YASKAWA E7

PANEL '5PE'

PANEL '4PE'

PANEL '402L'

PANEL '402R'

PANEL '502L'

PANEL '502R'

PANEL 'C4A'

PANEL 'C5A'

PANEL 'L4'

PANEL 'L5'

PANEL '402H'

PANEL '502H'

SQUARE D NF

OR APPROVED EQUAL

PANELBOARD, SURFACE MOUNT, 480/277 VOLT, 3 PHASE, 4 WIRE, S/N, GROUND BUS, COPPER

BUS, BOLT-ON BREAKERS, NEMA 1 ENCLOSURE, REFER TO SCHEDULES FOR SIZE AND

CONFIGURATION, REFER TO SPECIFICATIONS FOR ADDITIONAL INFORMATION.

16

FACEPLATE.

DISCONNECT AND STARTER SCHEDULE

REMARKS:

STARTER TYPE:

SA -

STANDARD ACCESSORIES (INCLUDES * ITEMS)

FV - FULL VOLTAGE *CT -

CONTROL TRANSFORMER,

FUSED 120V

PF -

PHASE FAILURE RELAY

(5 HP OR GREATER)YD - WYE - DELTA

RE - REVERSING *EO - ELECTRONIC OVERLOAD TO - MELTING THERMAL OVERLOADS

TW -

2 SPEED, 2 WINDING

*HA - HAND-OFF-AUTO IN DOOR TS - 2 SPEED SELECTOR SWITCH  IN DOOR

SW -

2 SPEED, 1 WINDING

*RP -

RED (RUN) PILOT LIGHT IN

DOOR

GP -

GREEN (OFF) PILOT LIGHT IN DOOR

RV - REDUCED VOLTAGE AUTOXFMR FA - 4-CONVERTIBLE AUXILIARY  CONTACTS

SS - SOLID STATE *TA - TWO CONVERTIBLE

AUXILIARY  CONTACTS

EI  -

ELECTRICAL INTERLOCK (2)-N.O.& (2)-N.C

MS - MANUAL STARTER SS - START-STOP PUSHBUTTON IN DOOR

MX - MANUAL SWITCH

S/N -

INSULATED NEUTRAL

ASSEMBLY

HL - HANDLE PADLOCK HASP

FS - FUSED SWITCH

NOTE: ALL DISCONNECTS (EXCEPT MANUAL STARTERS) SHALL BE HEAVY DUTY TYPE.

DISCONNECT TYPE & RATING STARTER

HEAVY DUTY

SWITCH

ITEM FUSED

NON-

FUSED

CIRCUIT

BREAKER VOLTAGE POLES

NEMA

SIZE TYPE

NEMA

ENCLOSURE REMARKS APPROVED MANUFACTURERS

MS-1

120 1 MS 1

TO, HL

SQUARE D 2510 FG5

CUTLER-HAMMER TYPE MS

GENERAL ELECTRIC CR101

SIEMENS TYPE SMF

OR APPROVED EQUAL

OR APPROVED EQUAL

OR APPROVED EQUAL

OR APPROVED EQUAL

2'X2' LUMINAIRE

TELEDATA OUTLET

HUBBELL  HBL1224

LEVITON  1224-2

PASS & SEYMOUR

  PS20AC4

COOPER  2224

SWITCH, FOUR WAY, 120/277 VOLT 20 AMP. TOGGLE HANDLE, SIDE AND BACK WIRED.

3

* SHADED DEVICE 

INDICATES EMERGENCY

POWER

HUBBELL  HBL8300

LEVITON  8300

PASS & SEYMOUR 8300

COOPER 8300

RECEPTACLE, DUPLEX, HOSPITAL GRADE, 125 VOLT, 20 AMP, 3 WIRE GROUNDING TYPE,

N.E.M.A. 5-20R, IMPACT RESISTANT THERMOPLASTIC FACE, ONE PIECE NICKEL-PLATED BRASS

BACK STRAP WITH INTEGRAL GROUND CONTACTS.

DOUBLE DUPLEX, CONSIST OF TWO DUPLEX RECEPTACLES, DOUBLE GANG BOX, PLASTER

RING AND FACEPLATE.

DOOR HOLD-OPEN DEVICE, INTEGRAL WITH THE DOOR HARDWARE, 120 VAC, FURNISHED AND

INSTALLED BY G.C., FIRE ALARM CONTROL AND POWER CONNECTIONS BY E.C.

BY G.C.

5

17

SIMPLEX

  4098 SERIES

  W/4098-9750/1

  2098-9806

OR APPROVED EQUAL

IN-DUCT SMOKE DETECTOR. ADDRESSABLE, ANALOG PHOTOELECTRIC SENSOR, LOW  FLOW

TYPE, LISTED FOR USE IN DUCT WITH 0-2000 FEET PER MINUTE VELOCITY.  24 VDC, 4 WIRE

OPERATION, MOUNTING TO MATCH DUCT APPLICATION. PROVIDE A  REMOTE ALARM LED

INDICATOR DEVICE, MOUNTED IN CEILING DIRECTLY BELOW  DETECTOR WITH A WHITE

SINGLE-GANG FACEPLATE LABELED: DUCT SMOKE DETECTOR.

SD

SMOKE DAMPER, MOTORIZED TYPE, 120 VAC, FURNISHED AND INSTALLED BY M.C., FIRE

ALARM CONTROL AND POWER CONNECTIONS BY E.C.  PROVIDE IN-DUCT DETECTOR AT EACH

DAMPER LOCATION.

BY M.C.

18

19

SD

LUMINAIRE SCHEDULE

MOUNTING: (MTG)

LAMP TYPE:

LENS/LOUVER: (L/L)

RE - RECESSED FL - FLUORESCENT A -

.125" ACRYLIC

SP - SUSPENDED CF - COMPACT FLUORESCENT B - BLACK BAFFLE

CL - CEILING SURFACE HL - HALOGEN C - CLEAR ALZAK

WL - WALL IN - INCANDESCENT D - PARABOLIC

UC - UNDER CABINET LED - LIGHT EMITTING DIODE F - FRESNEL

CV - COVE HS - HIGH PRESSURE SODIUM G - TEMPERED GLASS

PL - POLE MH - METAL HALIDE H - WALL WASHER

O -

OTHER (SEE DESCRIPTION)

SMH - SUPER METAL HALIDE P - POLYCARBONATE

PSMH - PULSE START METAL HALIDE K -

KSH12 .125" ACRYLIC

DOOR: CMH - CERAMIC METAL HALIDE K19 -

KSH19 .156" ACRYLIC

FA - FLAT ALUMINUM O -

OTHER (SEE DESCRIPTION)

L - LOW IRIDESCENT SPECULAR ALUM.

FS - FLAT STEEL XL - EXTENDED LIFE N - NONE

RA - REGRESSED ALUMINUM XLP - EXTENDED LIFE & OUTPUT R - HIGH IMPACT DR ACRYLIC

RS - REGRESSED STEEL O -

OTHER (SEE DESCRIPTION)

BALLAST: (BLS)

##BF - BALLAST FACTOR

FINISH: DIM - DIMMING BALLAST HL -

HIGH / LOW LEVEL BALLAST

PAF - PAINT AFTER FABRICATION EB - ELECTRONIC BALLAST HP - HIGH PERFORMANCE-LOW BALL. FACTOR

CSA - FINISH SELECTION BY ARCHITECT EM -

EMERGENCY BATTERY/BALLAST

ML - MULTI-LEVEL SWITCHING

DALI - DIGITAL DIMMING BALLAST MV - MULTI-VOLTAGE ELECTRONIC

CATALOG NUMBER SHALL NOT BE CONSIDERED COMPLETE AND MATERIAL SHALL NOT BE ORDERED BY MANUFACTURER AND CATALOG NUMBER ONLY.  THE

COMPLETE DESCRIPTION  AND THE SPECIFICATION SHALL BE COORDINATED WITH THE CATALOG NUMBER TO DETERMINE THE EXACT MATERIAL AND ACCESSORIES TO

BE ORDERED.  THE FIRST MANUFACTURER LISTED IS THE BASIS FOR DESIGN.

REFER TO SPECIFICATION SECTIONS LIGHTING 26 51 00 AND EMERGENCY LIGHTING 26 52 00 FOR ADDITIONAL INFORMATION AND REQUIREMENTS.

ALL LAMPS FOR THIS PROJECT SHALL BE FURNISHED AND INSTALLED BY THE ELECTRICAL CONTRACTOR UNLESS OTHERWISE NOTED.

FLUORESCENT LAMP CORRELATED COLOR TEMPERATURE 3500°K  COLOR RENDERING INDEX (CRI) AT OR ABOVE 75, UNLESS NOTED OTHERWISE.

LAMPS

VOLTS /

BLS L/L

APPROVED

MANUFACTURER

ITEM DESCRIPTION SIZE MTG TYPE
QUANTITY & SIZE

F1

RECESSED DIRECT/INDIRECT, PERFORATED

METAL WITH WHITE ACRYLIC OVERLAY

SHIELDING

2'x4'

5.5"D

RE FL 2 32WATT

F32T8RS

120/277V

MV

N DAY BRITE ARIOSO 2AVG232-SPMW

FOCAL POINT LUNA FLU24B2T8

LIGHTOLIER CFS2GHP232

F2

4' INDUSTRIAL WITH 10% UPLIGHT, BAKED

ENAMEL FINISH, MOUNTED 7' AFF

1'x4' SP FL 2 32WATT

F32T8RS

120/277V

MV

N LITHONIA EJSA232

DAY-BRITE IA232

H.E.WILLIAMS 80-4-232

METALUX  IA-232

F3

SURFACE WALL-MOUNTED DIRECT/INDIRECT,

PERFORATED METAL WITH WHITE OVERLAY

SHIELDING

5"x2'

4"D

WL FL 1 17WATT

F17T8

120/277V

MV

O DAY BRITE ARIOSO AVW117-PMW

OR APPROVED EQUAL

F4

SURFACE WALL-MOUNTED, ACRYLIC LENS UP,

PRISMATIC LENS DOWN SEPARATELY SWITCH

UP/DOWN LAMPS

5"x4'

8"D

WL FL 2 32WATT

F32T8 RS

120/277V

MV

O

ALKCO HORIZON HZN4T8-11-277

METALUX BAU232

FAIL SAFE MPWA 1/132

F5

COMPACT FLUORESCENT  DOWNLIGHT,

VERTICAL TRIPLE TUBE LAMP, WET LOCATION,

SMOOTH FLARE TRIM, SHOWER LENS

9"DIA

6.25"H

RE CF 2

42WATT

CFTR42W/

GX24q-4

120/277V

MV

O KIRLIN RR00956

OR APPROVED EQUAL

F6

RECESSED DIRECT, PRISMATIC ACRYLIC

PATTERN, FS DOOR

2'x4'

4.5"D

RE FL 3 32WATT

F32T8 RS

120/277V

MV

A DAY BRITE 2DPG332

METALUX 2GT8-332A

LITHONIA 2GT8332

F7

NIGHT LIGHT, RECESSED WALL MOUNT AT 18"

AFF, ALUMINUM COVER PLATE WITH OPTICAL

SLOTS

3"x4.5"

.13"D

RE LED 1 1WATT

L.E.D.

120V O EUREKA 10099G

OR APPROVED EQUAL

F8

RECESSED WALL WASH DOWNLIGHT,

SELF-FLANGED ALUMINUM LOWER REFLECTOR

WITH LENSED UPPER OPTICAL CHAMBER

6"DIA

7"H

RE LED 1 25WATT

L.E.D.

120/277V

MV

O PORTFOLIO LD6R12

OMEGA OM627227-R6LED35KWW

HALO 495WW06

F9

RECESSED DIRECT, PRISMATIC ACRYLIC

PATTERN, FS DOOR (NOTE THIS IS THE SAME AS

F6 BUT WITH ONLY TWO LAMPS)

2'x4'

4.5"D

RE FL 2 32WATT

F32T8 RS

120/277V

MV

A DAY BRITE 2DPG232

METALUX 2GT8-232A

LITHONIA 2GT8232

F10

RECESSED DIRECT/INDIRECT, PERFORATED

METAL WITH WHITE ACRYLIC OVERLAY

SHIELDING (NOTE THIS IS THE SAME AS F1 BUT

WITH THREE LAMPS)

2'x4'

5.5"D

RE FL 3 32WATT

F32T8RS

120/277V

MV

N DAY BRITE ARIOSO 2AVG332-SPMW

FOCAL POINT LUNA FLU24B3T8

LIGHTOLIER CFS2GHP332

F11

COMPACT FLUORESCENT OPEN DOWNLIGHT,

HORIZONTAL TRIPLE LAMP, SELF TRIM

REFLECTOR.

6"DIA

6.5"H

RE CF 1

42WATT

CFTR42W/

GX24q-4

120/277V

MV

CL

LITHONIA LF6 1/26-42TRT MVOLT

PORTFOLIO C6142-6151

PRESCOLITE CFT6HEB-STF602

EX1

SINGLE FACED  EXIT SIGN, BRUSHED ALUMIINUM

FACE, RED LIGHT,  UNIVERSAL

ARROWS/MOUNTING

2.4"x13.25"

8.13"H

CL/

WL

LED 1 3.8WATT

L.E.D.

120/277V

O

MCPHILBEN 55LA 1 12/27 R

LITHONIA LE1

SURE-LITE TPX61

EX2

DOUBLE FACED  EXIT SIGN, BRUSHED ALUMIINUM

FACE, RED LIGHT,  UNIVERSAL

ARROWS/MOUNTING

2.4"x13.25"

8.13"H

CL/

WL

LED 1 3.8WATT

L.E.D.

120/277V

O

MCPHILBEN 55LA 2 12/27 R

LITHONIA LE2

SURE-LITE TPX62
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11.1

11.2

12.1

A5

A4

A3

A2

A1

4E01D

STACK

4S02

4CS01

4W02

4N01

4E01B

4E02

4CN01

4CE01

4W01

4E01

4E02C

4E02A

4E03A

4E03B

SHAFT

DNUP

UP

DN

DN

UP

4CS02

4S05

4S03

4S01

4S01A

4E03

4E02B

4E02D

4E01C

4E01A

SHAFT

4S05A

DW

DW

M.C.

4S04

4CE02

4ST01

4ST02

4ST03

F

PANEL '402R'

PANEL '4PE'

EXISTING PANEL '402H'

SD

SD

SD

SD

SD

EE

EXISTING PANEL 'L4'

EXISTING PANEL '401H'

EXISTING PANEL 'C4'

SD

SD

SD

FF

AA

EE

E

E

FF

AA

PROJECTOR

SCREENS

FF AA

SD SD

PANEL '402L'

GENERAL NOTES

1. REMOVE ALL EXISTING LIGHT FIXTURES,

WIRING DEVICES, CEILING MOUNTED DEVICES

AND ALL ASSOCIATED BACKBOXES, CONDUIT

AND WIRING IN ITS ENTIRETY. ALL DEVICES

MAY NOT BE SHOWN. CONTRACTOR TO FIELD

VERIFY.

2. CONTRACTOR SHALL MAINTAIN FIRE ALARM

STROBES AND PULL STATIONS DURING

CONSTRUCTION.

KEYNOTES

1. REMOVE AND REPLACE EXISTING

PANELBOARD. REFER TO NEW WORK FOR NEW

LOCATION AND MORE INFORMATION.

2. CONTRACTOR SHALL REMOVE ALL

TECHNOLOGY PULL BOXES (TOTAL OF 4).

COORDINATE REMOVAL WITH VA'S IT STAFF.

WIRING EXTENSIONS MAY BE REQUIRED TO

ACCOMMODATE REMOVAL.

#

1

1

E

FCU

E

FCU

E

FCU

E

FCU

E

FCU

E

E

E
E

E

E

FCU

FCU
FCU

FCU

FCU
FCU

E

FCU

E

FCU

E

E

E

E

E

E

FCU

FCU

FCU

FCU

AHU

EF

E

MED GAS ALARM

PANEL

1

1

SD

AA

SD

2

KEY PLAN
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KEYNOTES

GENERAL NOTES

4E FLOOR PLAN - LIGHTING
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PANEL '402R'

PANEL '402L'

PANEL '4PE'

+72" +72"

A

AA

A

FCU-B

A

FCU-C

FCU-E

FCU-C

A

A

A

GENERAL NOTES

1. CIRCUIT DESIGNATIONS SHALL BE

HOMERUN AS FOLLOWS, UNLESS

NOTED OTHERWISE:

C-X = CRITICAL PANEL 'C4A', CIRCUIT X

L-X = LIFE SAFETY PANEL 'L4', CIRCUIT X

N-X = NORMAL BRANCH PANEL '402R',

       CIRCUIT X.

P-X = NORMAL BRANCH PANEL '4PE',

       CIRCUIT X.

2. CIRCUIT NUMBERS ARE SHOWN FOR

REFERENCE ONLY. FIELD VERIFY EXACT

AVAILABLE CIRCUIT NUMBERS.

PANEL 'C4A'

FCU-B

FCU-C

FCU-A

MED GAS ALARM

PANEL

FCU-B

+72"

FCU-B

CRASH CART

+72"
+72"

FCU-B FCU-B

FCU-B

FCU-B

+72"

+72"

E

1

1

1

PANEL '402H' 1

A

+72"

FCU-B

FCU-B

+72"

+72"

FCU-B

+72"

+72"

FCU-B

FCU-B

+72"

+72"

FCU-B

+72"

FCU-B

FCU-B

FCU-B

+72"

P-24

C-10

C-1

N-2 N-4

C-3

N-6

N-12

N-13

P-8

E E E

E E E E E

E

N-8 N-10

C-5

P-10

C-6
C-8

N-1 N-3

N-5

C-12

N-7

E

E

L-12

E

P-22

N-27

C-15

E

E

N-11

N-19

N-21

N-23

N-29

N-15

N-17

EE

N-34

ICE

MAKER

KEYNOTES

1. PROVIDE NEW PANEL. EXTEND

EXISTING BRANCH CIRCUIT AND

FEEDER CONDUCTORS AND CONDUITS

FROM EXISTING LOCATION. REFER TO

RISER  DIAGRAM, 1/1-E10 FOR FEEDER

WIRING REQUIREMENTS. REFER TO

DEMOLITION PLAN 1/1-E2 FOR EXISTING

LOCATIONS.

2. PROVIDE (2) 20A/3P CIRCUIT BREAKERS

IN AVAILABLE SPACE, EXISTING PANEL

IS SQUARE D.

3. PROVIDE MANUAL MOTOR STARTER

MS-1 AND CONNECTION TO FAN COIL

UNIT AND  CIRCULATION PUMP.

TYPICAL FOR ALL FAN COIL UNITS.

4. PROVIDE UNI-STRUT MOUNTING

STRUCTURE FOR VFD'S.
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4E AND 5E

636-A8-12-001

PROJECT #11.0206.00

BUILDING IS

FULLY

SPRINKLED

4E

4E FLOOR PLAN - POWER

SCALE: 1/8"=1'-0"

1

4E FLOOR PLAN - POWER

1-E4

PARTIAL THIRD FLOOR PLAN - POWER

SCALE: 1/16"=1'-0"

2
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GENERAL NOTES

1. REMOVE ALL EXISTING LIGHT FIXTURES,

WIRING DEVICES, CEILING MOUNTED DEVICES

AND ALL ASSOCIATED BACKBOXES, CONDUIT

AND WIRING IN ITS ENTIRETY. ALL DEVICES MAY

NOT BE SHOWN. CONTRACTOR TO FIELD

VERIFY.

2. CONTRACTOR SHALL MAINTAIN FIRE ALARM

STROBES AND PULL STATIONS DURING

CONSTRUCTION.

KEYNOTES

1. REMOVE AND REPLACE EXISTING PANELBOARD.

REFER TO NEW WORK FOR NEW LOCATION AND

MORE INFORMATION.

2. CONTRACTOR SHALL REMOVE ALL

TECHNOLOGY PULL BOXES. COORDINATE

REMOVAL WITH VA'S IT STAFF. WIRING

EXTENSIONS MAY BE REQUIRED TO

ACCOMMODATE REMOVAL.

2

1

EXISTING PANEL C5 (C5R, C5L)

EXISTING PANEL '5DB'

EXISTING PANEL '5CR'

KEY PLAN
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LVO
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5E DEMOLITION PLAN - ELECTRICAL

SCALE: 1/8"=1'-0"
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MDS
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KEYNOTES

1. PROVIDE (1) NORMAL BRANCH AND (1)

CRITICAL BRANCH BACKBOX AND

ASSOCIATED HOMERUNS AS INDICATED.

PROVIDE FINAL CONNECTIONS TO

HEADWALL SYSTEM FURNISHED AND

INSTALLED BY GENERAL TRADE.

COORDINATE EXACT ROUGH-IN LOCATIONS

WITH APPROVED SHOP DRAWINGS.

2. NEW LOCATION OF NEW PANEL. EXTEND

EXISTING BRANCH CIRCUIT AND FEEDER

CONDUIT AND CONDUCTORS TO NEW PANEL

LOCATION. REFER TO DEMOLITION PLAN

1/1-E6 FOR EXISTING LOCATIONS. REFER TO

RISER DIAGRAM 1/1-E10 FOR FEEDER

WIRING REQUIREMENTS.

3. NOT USED.

4. PROVIDE MANUAL MOTOR STARTER MS-1

AND CONNECTION TO FAN COIL UNIT AND

CIRCULATION PUMP. TYPICAL FOR ALL FAN

COIL UNITS.
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GENERAL NOTES

1. CIRCUIT DESIGNATIONS SHALL BE

HOMERUN AS FOLLOWS, UNLESS NOTED

OTHERWISE:

C-X = CRITICAL PANEL 'C5A', CIRCUIT X

L-X = LIFE SAFETY PANEL 'L5, CIRCUIT X

N-X = NORMAL BRANCH PANEL '502R', 

       CIRCUIT X.

P-X = NORMAL BRANCH PANEL '5PE', 

       CIRCUIT X.
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SUB-BASEMENT

BASEMENT
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112.5 KVA
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'402L'
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DISTRIBUTION

PANEL 'CDH'

SB13
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5E14
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'C4A'
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7TH FLOOR
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PANEL

'402R'
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6N01

DISTRIBUTION PANEL
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PANEL

'9PE'

9CE03
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PANEL

'7PE'
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PANEL

'6PE'
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NORMAL POWER CRITICAL POWER LIFE SAFETY

DISTRIBUTION PANEL

'5BD-2'

5E14

INDICATES A NEW JUNCTION BOX TO BE

PROVIDED ABOVE AN ACCESSIBLE CEILING AT

THE LOCATION WHERE THE EXISTING FEEDER

IS INTERCEPTED. E.C. TO FIELD VERIFY EXACT

LOCATION AND ADJUST AS NECESSARY TO

AVOID CONFLICTS WITH ADJACENT UTLITIES.

SPLICE EXISTING CONDUCTORS AND EXTEND

TO NEW PANEL LOCATION. (TYP.)

DISTRIBUTION PANEL

'5BD'

5W04

       DISTRIBUTION PANEL

'1001DP'

10W06

11TH FLOOR

DISTRIBUTION PANEL

'5BD-2'

5CE04

DISTRIBUTION PANEL

'5BD'

5W04

PANEL

'3PE'

3CE03
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L

(2) 100A/3P SPACES

DP-' 5BD-2 '

100A/3P 4#2 & 1#8 GND

IN 1 1/4" C.

4#2 & 1#8 GND

IN 1 1/4" C.

4#2 & 1#8 GND

IN 1 1/4" C.

4#2 & 1#8 GND

IN 1 1/4" C.

4#2 & 1#8 GND

IN 1 1/4" C.

4#2 & 1#8 GND

IN 1 1/4" C.

PANEL '4PE'

4E19

TO PANEL '9PE' 9CE03

TO PANEL '8PE' 8CE04

TO PANEL '7PE' 7CE03

TO PANEL '6PE' 6CE03

100A/3P

100A/3P

100A/3P

100A/3P

100A/3P

REFER TO  2/1-E10 ONE-LINE DIAGRAM

FOR ADDITIONAL INFORMATION.

4#3 & 1#8 GND IN 1 1/4" C.

4#2 & 1#6 GND IN 1 1/4" C.

4#3 & 1#8 GND IN 1 1/4" C.

4#3 & 1#8 GND IN 1 1/4" C.

4#2 & 1#6 GND IN 1 1/4" C.

4#3 & 1#8 GND IN 1 1/4" C.

4#250 KCM & 1#4 GND

IN 2 1/2" C.
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PROVIDED ABOVE AN ACCESSIBLE CEILING AT

THE LOCATION WHERE THE EXISTING FEEDER

IS INTERCEPTED. E.C. TO FIELD VERIFY EXACT

LOCATION AND ADJUST AS NECESSARY TO

AVOID CONFLICTS WITH ADJACENT UTLITIES.

SPLICE EXISTING CONDUCTORS AND EXTEND

TO NEW PANEL LOCATION.  (TYP.)

TO EXISTING LOADS

INTERCEPT AND EXTEND

EXISTING BRANCH CIRCUITS TO
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PANEL NAME:

502R
CONNECTED 34.3 KVA

TYPE: BOLT-ON MAIN: 100A LUGS

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: SUB-FED FROM PANEL '502L' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 REC - PT RM 5E32 12 1.0 20 1 20 1 1.0 12 REC - NOURISHMENT 2

3 REC - PT RM 5E30 12 1.0 20 1 20 1 1.0 12 REC - PT RM 5E31 4

5 REC - PT RM 5E28 12 1.0 20 1 20 1 1.0 12 REC - PT RM 5E29 6

7 REC - BREAK RM 12 1.5 20 1 20 1 1.0 12 REC - PT RM 5E27 8

9 REC - BREAK RM 12 1.2 20 1 20 1 0.5 12 REC - CORRIDOR WORKSTATION 10

11 REC - CLEAN UTIL 12 0.7 20 1 20 1 0.5 12 REC - W CORRIDOR 12

13 REC - PT RM 5E20 12 1.0 20 1 20 1 0.5 12 REC - S CORRIDOR, ELEC RM 14

15 REC - PT RM 5E19 12 1.0 20 1 20 1 1.0 12 REC - PT RM 5E16 16

17 REC - SOILED UTIL 12 0.7 20 1 20 1 1.0 12 REC - PT RM 5E18 18

19 REC - 5E12, 5E13 12 0.5 20 1 20 1 0.8 12 REC - OFFICE 5E02 20

21 REC - RESIDENT OFFICE 12 1.4 20 1 20 1 1.0 12 REC - PT RM 5E04 22

23 REFRIG - RES OFFICE 12 1.2 20 1 20 1 1.0 12 REC - PT RN 5E06 24

25 REC- PT RM 5E09 12 1.0 20 1 20 1 1.0 12 REC - PT RM 5E08 26

27 REC - PT RM 5E05 12 1.0 20 1 20 1 0.7 12 REC - NURSE STA 28

29 REC - OFFICE 5E03 12 0.7 20 1 20 1 1.5 12 SPARE 30

31 REC - NURSE STA. 12 0.5 20 1 20 1 0.4 12 REC-CORRIDOR WORKSTATION 32

33 REFRIG - BREAK RM 12 1.2 20 1 20 1 0.8 12 REC - CORRIDOR 34

35 REC - MED PREP 12 0.8 20 1 20 1 1.0 12 REC - FAMILY RM 5E07 36

37 REC - MED PREP 12 0.8 20 1 20 1 0.4 12 REC - CORRIDOR WORKSTATION 38

39 SPARE 20 1 20 1 SPARE 40

41 SPARE 20 1 20 1 SPARE 42

PANEL NAME:

502L
CONNECTED 13.8 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISTING PANEL '1001DP' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: FURNISH WITH FEED-THRU LUGS. E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

*R 1 REC - EQUIP RM 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 2 *R

*R 3 REC - EQUIP RM 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 4 *R

*R 5 REC - EQUIP RM 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 6 *R

*R 7 REC - EQUIP RM 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 8

*R 9 REC - EQUIP RM 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 10

*R 11 REC - EQUIP RM 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 12

13 SPARE 12 1.3 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 14

15 SPARE 12 1.1 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 16

17 SPARE 12 1.1 20 1 20 1 SPARE 18

19 SPARE 12 1.1 20 1 20 1 SPARE 20

21 SPARE 12 1.1 20 1 20 1 SPARE 22

23 SPARE 12 1.1 20 1 20 1 SPARE 24

25 SPARE 20 1 20 1 SPARE 26

27 SPARE 20 1 20 1 SPARE 28

29 SPARE 20 1 20 1 SPARE 30

31 SPARE 20 1 20 1 SPARE 32

33 SPARE 20 1 20 1 SPARE 34

35 SPARE 20 1 20 1 SPARE 36

37 SPARE 20 1 20 1 SPARE 38

39 SPARE 20 1 20 1 SPARE 40

41 SPARE 20 1 20 1 SPARE 42

KEY: *R=RECONNECT EXISTING LOAD, FIELD VERIFY BREAKER REQUIREMENTS.

PANEL NAME:

402R
CONNECTED 42.4 KVA

TYPE: BOLT-ON MAIN: 100A LUGS

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: SUB-FED FROM PANEL '402L' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 REC - PT RM 4E35 12 1.6 20 1 20 1 1.6 12 REC - PT RM 4E36 2

3 REC - PT RM 4E33 12 1.6 20 1 20 1 1.6 12 REC - PT RM 4E34 4

5 REC - PT RM 4E31 12 1.6 20 1 20 1 1.6 12 REC - PT RM 4E32 6

7 REC - PT RM 4E29 12 1.6 20 1 20 1 1.6 12 REC - PT RM 4E30 8

9 REC - STOR, CLEAN UTIL 12 0.7 20 1 20 1 1.6 12 REC - PT RM 4E28 10

11 REC - NURSE STA 12 0.5 20 1 20 1 0.5 12 REC - CORRIDOR 12

13 REC - CORR WORKSTAS 12 0.5 20 1 20 1 0.7 12 REC - CORR, TLT 4E05, HSKP 14

15 REC - CORR WORKSTAS 12 0.7 20 1 20 1 1.6 12 REC - PT RM 4E07 16

17 REC - CORR SINK STA 12 1.0 20 1 20 1 1.6 12 REC - PT RM 4E09 18

19 REC - BREAK RM 12 0.4 20 1 20 1 1.6 12 REC - PT RM 4E11 20

21 REC - BREAK RM 12 0.8 20 1 20 1 1.6 12 REC - PT RM 4E13 22

23 REFRIG - BREAK RM 12 1.0 20 1 20 1 1.6 12 REC - PT RM 4E14 24

25 DOOR - EQUIP RM 12 1.0 20 1 20 1 1.6 12 REC - PT RM 4E12 26

27 REC - FAX/COPY 12 0.7 20 1 20 1 1.6 12 REC - PT RM 4E10 28

29 REC - NURSE STA 12 1.1 20 1 20 1 1.6 12 REC - PT RM 4E08 30

31 REC - ELEC RM, CORR 12 0.5 20 1 20 1 1.6 12 REC - PT RM 4E04 32

33 COPIER 12 1.5 20 1 20 1 1.2 12 ICE MAKER 34

35 REC - CORR WATER FTN 12 0.8 20 1 20 1 SPARE 36

37 SPARE 20 1 20 1 SPARE 38

39 SPARE 20 1 20 1 SPARE 40

41 SPARE 20 1 20 1 SPARE 42

PANEL NAME:

4PE
CONNECTED 10.3 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: DIST. PANEL '5BD-2' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

*R 1 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 2 *R

*R 3 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 4 *R

*R 5 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 6 *R

*R 7 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.6 12 FCU - 4E32 4E34 4E36 8

*R 9 RECONNECT EXISTING LOADS 12 2.0 20 3 20 1 0.6 12 FCU - 4E26 4E28 4E30 10

11 ------ -- -- -- -- 20 1 0.6 12 FCU - 4E07 4E09 12

13 ------ -- -- -- -- 20 1 0.2 12 FCU - OFFICE 5E02 14

15 SPARE 20 1 20 1 0.6 12 FCU - 4E11 4E13 4E14 16

17 SPARE 20 1 20 1 0.6 12 FCU - 4E08 4E10 4E12 18

19 SPARE 20 1 20 1 0.4 12 FCU - BRK RM, CORR 20

21 SPARE 20 1 20 1 0.6 12 FCU - NURSE STA 4E16, EQU 4E27, 4E29 22

23 SPARE 20 1 20 1 0.6 12 FCU - 4E31 4E33 4E35 24

25 SPARE 20 1 20 1 SPARE 26

27 SPARE 20 1 20 1 SPARE 28

29 SPARE 20 1 20 1 SPARE 30

KEY: *R=RECONNECT EXISTING LOAD, FIELD VERIFY BREAKER REQUIREMENTS

PANEL NAME:

402H
CONNECTED 16.1 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 480Y / 277

FED FROM: EXISTING PANEL '401H' GROUND BUS PHASE: 3

K SCCR: 14,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

*R 1 LTG - CORRIDOR 12 2.0 20 1 20 1 1.0 12 LTG - LOCKER RM 2 *R

*R 3 LTG - LOUNGE 12 1.0 20 1 20 1 1.5 12 LTG - SURG LAB CORR. 4 *R

*R 5 LTG - E CORR 12 2.0 20 1 20 1 0.5 12 4E 6 *R

*R 7 LTG - E. SURGICAL LAB 12 1.5 20 1 20 1 SPARE 8 *R

*R 9 LTG - W SURG LAB 12 1.5 20 1 20 1 SPARE 10

11 SPARE 20 1 20 1 SPARE 12

13 SPARE 20 1 20 1 SPARE 14

15 SPARE 20 1 20 1 2.8 12 LTG - NORMAL 16

17 SPARE 20 1 20 1 2.3 12 LTG - NORMAL 18

19 SPARE 20 1 20 1 SPARE 20

21 SPARE 20 1 20 1 SPARE 22

23 SPARE 20 1 20 1 SPARE 24

25 SPARE 20 1 20 1 SPARE 26

27 SPARE 20 1 20 1 SPARE 28

29 SPARE 20 1 20 1 SPARE 30

KEY: *R=RECONNECT EXISTING LOAD, FIELD VERIFY BREAKER REQUIREMENT.

PANEL NAME:

C4A
CONNECTED 12.3 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISITNG PANEL 'C4' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 REC - PT RM 4E36, 4E34 12 1.0 20 1 20 1 1.0 12 REC - PT RM 4E14, 4E12 2

3 REC - PT RM 4E32, 4E30 12 1.0 20 1 20 1 1.0 12 REC - PT RM 4E08, 4E10 4

5 REC - PT RM 4E28 12 0.5 20 1 20 1 0.5 12 REC - CRASH CART 6

7 REC - PT RM 4E07, 4E09 12 1.0 20 1 20 1 1.2 12 REC - NURSE STA 4E16 8

9 REC - PT RM 4E13, 4E11 12 1.0 20 1 20 1 1.0 12 REC - PT RM 4E35 4E33 10

11 LTG - CRITICAL 12 0.9 20 1 20 1 0.6 12 REC - PT RM 4E31 4E29 12

13 LTG - CRITICAL 12 1.2 20 1 20 1 SPARE 14

15 REC - MED RM 4E22 12 0.4 20 1 20 1 SPARE 16

17 SPARE 20 1 20 1 SPARE 18

19 SPARE 20 1 20 1 SPARE 20

21 SPARE 20 1 20 1 SPARE 22

23 SPARE 20 1 20 1 SPARE 24

25 SPARE 20 1 20 1 SPARE 26

27 SPARE 20 1 20 1 SPARE 28

29 SPARE 20 1 20 1 SPARE 30

PANEL NAME:

402L
CONNECTED 6.0 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISTING PANEL '102D' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: FURNISH WITH FEED-THRU LUGS. E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

*R 1 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 2 *R

*R 3 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 4 *R

*R 5 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 6 *R

*R 7 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 8 *R

*R 9 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 10 *R

*R 11 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 12 *R

13 SPARE 20 1 20 1 SPARE 14

15 SPARE 20 1 20 1 SPARE 16

17 SPARE 20 1 20 1 SPARE 18

19 SPARE 20 1 20 1 SPARE 20

21 SPARE 20 1 20 1 SPARE 22

23 SPARE 20 1 20 1 SPARE 24

25 SPARE 1 20 1 SPARE 26

27 SPARE 20 1 20 1 SPARE 28

29 SPARE 20 1 20 1 SPARE 30

31 SPARE 20 1 20 1 SPARE 32

33 SPARE 20 1 20 1 SPARE 34

35 SPARE 20 1 20 1 SPARE 36

37 SPARE 20 1 20 1 SPARE 38

39 SPARE 20 1 20 1 SPARE 40

41 SPARE 20 1 20 1 SPARE 42

KEY: *R=RECONNECT EXISTING LOAD, FIELD VERIFY BREAKER REQUIREMENTS

PANEL NAME:

C4 (EXISTING)
ADDED 32.4 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISITNG PANEL 'CD1' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: EXISTING PANEL, ANY ADDITIONS SHALL MATCH MANUFACTURER AND RATING E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 EX. LTG - 4W05 NURSE STA 12 1.0 20 1 100 3 12.0 2 EX. PANEL 4S01C 2

3 EX. REC - 4W05 NURSE STA 12 0.5 20 1 -- -- -- -- ------ 4

5 EX. MED GAS PANEL 4W05 12 0.2 20 1 -- -- -- -- ------ 6

7 EX. REC - 4W05 BED5 12 0.5 20 1 20 1 1.0 12 EX. LTG - 4N01 8

9 EX. REC - 4W05 BED5 12 0.5 20 1 20 1 0.5 12 EX. REC - 4N01 10

11 EX. REC - 4W15 12 0.5 20 1 20 1 0.5 12 EX. CRASH CART, ROLLING DOOR 4W 12

13 EX. NURSE CALL PANEL - 4W15 12 0.7 20 1 20 1 EX. SPARE 14

15 EX. REC - 4W15 12 0.5 20 1 20 1 0.5 12 EX. REC - 3E04 16

17 EX. SPARE 20 1 20 1 0.5 12 EX. REC - SICU CONTROL RM 18

19 EX. SPARE 20 1 20 1 0.2 12 EX. AUTO DOOR - SICU 20

21 EX. SPARE 20 1 20 1 0.5 12 EX. REC - 4W28 22

23 EX. SPARE 20 1 20 1 EX. SPARE 24

25 EX. SPARE 20 1 20 1 EX. SPARE 26

27 EX. SPARE 20 1 20 1 EX. SPARE 28

29 EX. SPARE 20 1 20 1 EX. SPARE 30

31 EX. SPARE 20 1 20 1 EX. SPARE 32

33 EX. SPARE 20 1 20 1 EX. SPARE 34

35 EX. SPARE 20 1 20 1 EX. SPARE 36

*N 37 PANEL C4A 12.3 100 3 20 1 EX. SPARE 38

39 ------ -- -- -- -- EX. SPACE 40

41 ------ -- -- -- -- EX. SPACE 42

KEY: *N=PROVIDE NEW CIRCUIT BREAKER IN EXISTING SPACE.

PANEL NAME:

L4 (EXISTING)
CONNECTED 8.8 KVA

TYPE: BOLT-ON MAIN: 60A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISTING PANEL 'LSB' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: EXISTING PANEL, ANY ADDITIONS SHALL MATCH MANUFACTURER AND RATING E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 EX. EXIT LTG - 3RD FL 12 0.5 20 1 20 1 0.8 12 EX. EXIT LTG 4TH FL, 4E15 IRM UPS REC 2

3 EX. EMER LTG - 3RD FL CORR 12 1.5 20 1 20 1 1.5 12 EX. EM LTG 4TH FL CORR 4

5 EX. EMER LTG - 3RD FL 12 1.0 20 1 20 1 0.5 12 EX. EXIT LTG 5TH FL 6

7 EX. EM LTG - 5TH FL, 5TH FL WANDER GUARD 12 1.5 20 1 20 1 EX. SPARE 8

9 EX. SPARE 20 1 20 1 EX. SPARE 10

11 EX. SPARE 20 1 20 1 0.5 12 Med Gas Alarm Panel - 4E16 12

13 EX. SPARE 20 1 20 1 EX. SPARE 14

15 EX. EXIT LTG - SICU CORR 12 0.5 20 1 20 1 EX. SPARE 16

17 EX. SPARE 20 1 20 1 EX. SPARE 18

19 LTG - 4E EMER. 12 0.5 20 1 20 1 EX. SPARE 20

21 EX. SPARE 20 1 20 1 EX. SPARE 22

23 EX. SPARE 20 1 20 1 EX. SPARE 24

PANEL NAME:

L5 (EXISTING)
CONNECTED 9.1 KVA

TYPE: BOLT-ON MAIN: 60A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISTING PANEL 'LSB' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: EXISTING PANEL, ANY ADDITIONS SHALL MATCH MANUFACTURER AND RATING E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 EX. LOAD 12 1.0 20 1 20 1 1.0 12 EX. LOAD 2

3 EX. LOAD 12 1.0 20 1 20 1 1.0 12 EX. LOAD 4

5 EX. LOAD 12 1.0 20 1 20 1 1.0 12 EX. LOAD 6

7 EX. LOAD 12 1.0 20 1 20 1 EX. SPARE 8

9 EX. LOAD 12 1.0 20 1 20 1 EX. SPARE 10

11 EX. SPARE 20 1 20 1 EX. SPARE 12

13 EX. SPARE 20 1 20 1 EX. SPARE 14

15 EX. SPARE 20 1 20 1 EX. SPARE 16

17 EX. SPARE 20 1 20 1 EX. SPARE 18

19 EMER LTG - 5E 12 0.6 20 1 20 1 0.5 12 MED GAS ALARM PANEL - 5E10 20

21 EX. SPARE 20 1 20 1 EX. SPARE 22

23 EX. SPARE 20 1 20 1 EX. SPARE 24

PANEL NAME:

502H
CONNECTED 18.2 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 480Y / 277

FED FROM: EXISTING DIST. PNL. 'B05-1H' GROUND BUS PHASE: 3

K SCCR: 14,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

*R 1 LTG - CORR. 12 1.5 20 1 20 1 1.0 12 LTG - RM 6 2 *R

*R 3 LTG - CORR. 12 1.5 20 1 20 1 1.0 12 RECONNECT EXIST. LOAD 4 *R

*R 5 LTG - CORR. 12 1.5 20 1 20 1 1.0 12 RECONNECT EXIST. LOAD 6 *R

*R 7 LTG - CORR., RM 15 12 1.5 20 1 20 1 1.0 12 RECONNECT EXIST. LOAD 8 *R

*R 9 LTG - CORR. 12 1.5 20 1 20 1 1.0 12 RECONNECT EXIST. LOAD 10 *R

11 SPARE 20 1 20 1 1.0 12 RECONNECT EXIST. LOAD 12 *R

13 SPARE 20 1 20 1 SPARE 14

15 SPARE 20 1 20 1 SPARE 16

17 SPARE 20 1 20 1 SPARE 18

19 SPARE 20 1 20 1 1.5 12 LTG - 5E 20

21 SPARE 20 1 20 1 3.2 12 LTG - 5E 22

23 SPARE 20 1 20 1 SPARE 24

25 SPARE 20 1 20 1 SPARE 26

27 SPARE 20 1 20 1 SPARE 28

29 SPARE 20 1 20 1 SPARE 30

KEY: *R=RECONNECT EXISTING LOAD, FIELD VERIFY BREAKER REQUIREMENTS.

PANEL NAME:

C5L (EXISTING)
ADDED 21.2 KVA

TYPE: BOLT-ON MAIN: 225A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISTING PANEL 'CD1' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: EXISTING PANEL, ANY ADDITIONS SHALL MATCH MANUFACTURER AND RATING E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 EX. NURSE CALL 5E 20 1 20 1 EX. SPARE 2

3 EX. NURSE CALL 5W 20 1 20 1 EX. SPARE 4

5 EX. DOOR SECURITY 20 1 20 1 EX. 5W12A, 5W12B 6

7 EX. 5W14, 5W15 20 1 20 1 EX. SPARE 8

9 EX. 5W14 VERNA CARE 20 1 20 1 EX. SPARE 10

11 EX. 5W06, 5W25, 5W34 20 1 EX. REC - 5W CLG MONITOR 12

13 EX. SPARE 20 2 20 1 EX. LTG 14

15 ------ -- -- -- -- 20 1 EX. SPARE 16

17 EX. SPARE 20 1 20 1 EX. 5W12A DESK MTD REC 18

19 EX. 5W HALLWAY COMPUTERS & LTG 20 1 20 1 EX. WALL MTD REC 20

21 EX. SPARE 20 1 20 1 EX. PYXIS MACHINE 22

23 EX. SPARE 20 1 20 1 EX. SPARE 24

25 EX. WATER HEATER IN CHASE 5W06 20 3 20 1 EX. SPARE 26

27 ------ -- -- -- -- 20 1 EX. SPARE 28

29 ------ -- -- -- -- 20 1 EX. SPARE 30

31 EX. SPARE 20 1 20 1 EX. SPARE 32

33 EX. SPARE 20 1 20 1 EX. SPARE 34

35 EX. SPARE 20 1 20 1 EX. SPARE 36

37 EX. SPARE 20 1 100 3 21.2 2 PANEL 'C5A' 38 *N

39 EX. SPARE 20 1 -- -- -- -- ------ 40

41 EX. SPARE 20 1 -- -- -- -- ------ 42

KEY: *N=PROVIDE NEW CIRCUIT BREAKER IN EXISTING SPACE.

PANEL NAME:

C5A
CONNECTED 21.2 KVA

TYPE: BOLT-ON MAIN: 100A/3P CB

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: EXISTING PANEL 'C5' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 REC - PT RM 5E16 12 0.7 20 1 20 1 0.7 12 REC - PT RM 5E32 2

3 REC - PT RM 5E18 12 0.7 20 1 20 1 0.7 12 REC - PT RM 5E30 4

5 REC - PT RM 5E20 12 0.7 20 1 20 1 0.7 12 REC - PT RM 5E28 6

7 REC - PT RM 5E19 12 0.7 20 1 20 1 0.7 12 REC - PT RM 5E31 8

9 REC - RESID OFFICE 5E11 12 0.7 20 1 20 1 0.7 12 REC - PT RM 5E29 10

11 REC - PT RM 5E09 12 0.7 20 1 20 1 0.7 12 REC - PT RM 5E27 12

13 REC - PT RM 5E05 12 0.7 20 1 20 1 0.5 12 DOOR OPERATORS 14

15 REC - MED PREP 5E23 12 1.2 20 1 20 1 0.7 12 REC - PT RM 5E04 16

17 REC - MED PREP 5E23 12 1.2 20 1 20 1 0.7 12 REC - PT RM 5E06 18

19 SPARE 20 1 20 1 0.7 12 REC - PT RM 5E08 20

21 SPARE 20 1 20 1 1.2 12 REC - NURSE STA 5E10 22

23 SPARE 20 1 20 1 0.4 12 REC - CORR 5CE04 24

25 SPARE 20 1 20 1 0.2 12 REC - CORR 5CE01 26

27 SPARE 20 1 20 1 0.4 12 REC - CORR 5CE02 28

29 SPARE 20 1 20 1 0.4 12 REC - CORR 5CE01 30

31 SPARE 20 1 20 1 SPARE 32

33 SPARE 20 1 20 1 SPARE 34

35 SPARE 20 1 20 1 SPARE 36

37 SPARE 20 1 20 1 1.7 12 LTG - 5W CRITICAL 38

39 SPARE 20 1 20 1 1.1 12 LTG - 5W CRITICAL 40

41 F7'S - PATIENT ROOMS 12 0.5 20 1 20 1 1.2 12 LTG - 5W CRITICAL 42

PANEL NAME:

5PE
CONNECTED 7.9 KVA

TYPE: BOLT-ON MAIN: 100A LUGS

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 208Y / 120

FED FROM: DIST. PANEL '5BD-2' GROUND BUS PHASE: 3

K SCCR: 10,000 WIRE: 4 K

E NOTES: E

Y CKT WIRE LOAD BREAKER BREAKER LOAD WIRE CKT Y

* NO. LOAD DESCRIPTION SIZE KVA AMP P AMP P KVA SIZE LOAD DESCRIPTION NO. *

1 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 2

3 RECONNECT EXISTING LOADS 12 0.5 20 1 20 1 0.5 12 RECONNECT EXISTING LOADS 4

5 FCU - 5E28 5E30 5E32 12 0.6 20 1 20 1 0.6 12 FCU - 5E11 5E19 6

7 FCU - CLEAN UTIL, 5E26 12 0.4 20 1 20 1 0.6 12 FCU - 5E05 5E07 5E09 8

9 FCU - BRK RM, CORR, NURSE STA 12 0.6 20 1 20 1 0.6 12 FCU - 5E01 5CN01 5W03 10

11 FCU - 5E27 5E29 5E31 12 0.6 20 1 20 1 0.6 12 FCU - 5E04 5E06 5E08 12

13 FCU - 5E16 5E18 5E20, CORR 12 0.6 20 1 20 1 0.2 12 FCU - 5E02 14

*H 15 SMOKE DAMPERS 12 0.5 20 1 20 1 SPARE 16

17 SPARE 20 1 20 1 SPARE 18

19 SPARE 20 1 20 1 SPARE 20

21 SPARE 20 1 20 1 SPARE 22

23 SPARE 20 1 20 1 SPARE 24

25 SPARE 20 1 20 1 SPARE 26

27 SPARE 20 1 20 1 SPARE 28

29 SPARE 20 1 20 1 SPARE 30

KEY: *H=LOCK ON WITH RED PAINTED HANDLE
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1.

ELECTRIC DOOR HARDWARE SUCH AS: ELECTRIC STRIKES, ELECTRIC LATCH

RETRACTION, ETC. SHALL BE PROVIDED AND INSTALLED BY OTHERS.
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TECHNOLOGY EQUIPMENT SCHEDULE

THE SYMBOLS AND THE EQUIPMENT SCHEDULE ARE FOR THE CONVENIENCE OF THE CONTRACTOR.  EACH

CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFICATION OF QUANTITIES AND SHALL FURNISH ALL MATERIAL

REQUIRED, WHETHER SPECIFIED OR NOT, TO PRODUCE A SATISFACTORY WORKING SYSTEM.

CATALOG NUMBERS SHALL NOT BE CONSIDERED COMPLETE BUT ARE GIVEN ONLY TO AID THE CONTRACTOR IN

THE SEARCH FOR MATERIAL.  NO MATERIAL SHALL BE ORDERED BY MANUFACTURER AND CATALOG NUMBER

ONLY.  EACH CONTRACTOR SHALL FIRST READ THE COMPLETE DESCRIPTION OF THE MATERIAL ON THESE

DRAWINGS AND SPECIFICATIONS.  THE FIRST MANUFACTURER LISTED IS THE BASIS OF DESIGN.  "STANDARD

COLOR" INDICATES FACTORY FINISH AVAILABLE AT NO ADDITIONAL CHARGE.

ITEM

NO.

SYMBOL DESCRIPTION APPROVED

MANUFACTURERS

1 AC-CR1 EXTERNAL CARD READER, 125KHZ PROXIMITY CARD READER. MULTI

COLOR LED LIGHT AND SUPPORTS FORMATS UP TO 85 BITS. WALL

MOUNT. FIPS 201 COMPLAINT. PROVIDED AS INTEGRAL PART OF

SECURITY MANAGEMENT SYSTEM, REFER TO ACCESS CONTROL

SCHEDULE  FOR ADDITIONAL INFORMATION. CARD READERS SHOWN

ON PLANS TO IDENTIFY INTENDED MOUNTING LOCATION. REFER TO

SPECIFICATION SECTION 28 13 00. REFER TO DOOR ROUGH-IN DETAIL.

HID

 MATCH EXISTING

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

2 AC-ISC-1 ACCESS CONTROL INTELLIGENT SYSTEM CONTROLLER. PROVIDE

WITH ALL REQUIRED CABINETS AND POWER SUPPLIES AND

ACCESSORIES FOR A COMPLETE TURN-KEY SYSTEM INSTALLATION.

LENEL

 LNL-2220

OR

PRE-APPROVED

MANUFACTURED

WHICH IS

COMPADABLE

WITH THE

EXISTING SYSTEM

3 AC-PD-1 PANIC BUTTON, SPDT, 12VDC SWITCH WITH LATCHING LED LIGHT

INDICATING SWITCH ACTIVATION, LED TO PROVIDE GREEN LIGHT

GLOW FOR VISIBILITY OF SWITCH, SMALL FORM FACTOR WHITE ABS

PLASTIC HOUSING (2"W X 3"H X 1"D) CONTAINING ELECTRONICS AND

MAGNETIC CONTACT.

PANIC BUTTON SHALL BE USED FOR CODE GREEN. COORDINATE WITH

OWNER PRIOR TO PROGRAMING FOR ADDITIONAL

REQUIREMENTS.EACH PANIC SWITCH SHALL INITIATE A BREAKOUT

ALARM ON THE SECURITY MANAGEMENT WORKSTATION INDICATING

UNIQUE SWITCH LOCATION.

GE SENTROL

 3050

OR

PRE-APPROVED

EQUAL

4 AC-RIM-1 ACCESS CONTROL DUAL READER INTERFACE CARD. PROVIDE WITH

ALL REQUIRED CABINETS AND POWER SUPPLIES AND ACCESSORIES

FOR A COMPLETE TURN-KEY SYSTEM INSTALLATION

LENEL

 LNL-1320

OR

PRE-APPROVED

MANUFACTURED

WHICH IS

COMPADABLE

WITH THE

EXISTING SYSTEM

5 IA-IAX-W PATIENT WONDERING SECURITY SYSTEM. EXIT DOOR EXCITERS.

REFER TO SPECIFICATION SECTION 17831 FOR COMPLETE

INFORMATION. TRANSMITS A LOW FREQUENCY EXITER FIELD TO

CREATE A ZONE OF PROTECTION 4 TO 18 FEET IN DIAMETER. FULLY

SUPERVISED BY AN ASSOCIATED TAG READER CONTROLLER. AN

INTERNAL 16 POSITION ROTARY SWITCH ADJUSTS THE SIZE OF THE

EXCITER FIELD TO ACCOMMODATE VARIOUS DOOR SIZES AND

APPLICATIONS. 125KHZ TRANSMITTER.

GUARD RFID

SOLUTIONS

 ARGUS (PROSEC)

TAG EXCITER

OR

PRE-APPROVED

EQUAL

6 IA-ST-C INDICATOR STROBE. CLEAR STROBE. HIGH PERFORMANCE, HIGH

INTENSITY, SOLID STATE STROBE, DESIGNED FOR APPLICATIONS

WHERE 360 DEGREES VISUAL ANNUNCIATION IS REQUIRED. UL 1638

LISTED. CURRENT DRAW OF 250MA AT 24VDC. 12 AND 24VDC MODELS.

THE STROBE SHALL MOUNT TO A MOUNTING PLATE AND A 4" SQUARE

BACKBOX. PROVIDED WITH MOUNTING PLATE AND BACKBOX.

AMSECO

 SL-5 24C

OR

PRE-APPROVED

EQUAL

7 IA-TRC-W PATIENT WONDERING SECURITY SYSTEM, TAG READER DOOR

CONTROLLER. FULLY PROGRAMMABLE AND COMMUNICATES WITH

THE SAFEGUARD SERVER IN REAL TIME VIA STANDARD TCP/IP OVER

ETHERNET OR 802.11. IT IS ASSOCIATED WITH TAG EXCITERS,

KEYPADS, AND WIRED TO A DOOR CONTACT TO MAKE UP A

COMPLETE DOOR OR GATE SYSTEM.

GUARD RFID

SOLUTIONS

 ARGUS (PROSEC)

TAG READER

CONTROLLER

OR

PRE-APPROVED

EQUAL

8 NC-D-C 4-LIGHT LED DOME. COMPATIBLE WITH TELLIGENCE PATIENT-STAFF

COMMUNICATION NETWORKS.

PROVIDE WITH 2-GANG BACKBOX WITH SINGLE GANG PLASTER RING.

GE

 HC-CL4

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

9 NC-DTY-W DUTY STATION. COMPATIBLE WITH TELLIGENCE PATIENT-STAFF

COMMUNICATION NETWORKS.

PROVIDE WITH 3-GANG BACKBOX WITH THREE GANG PLASTER RING,

AND (1) 1" CONDUIT TO ABOVE ACCESSIBLE CEILING.

GE

 HC-DUTY

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

10 NC-DZ-C 4-LIGHT LED ZONE DOME. COMPATIBLE WITH TELLIGENCE

PATIENT-STAFF COMMUNICATION NETWORKS.

PROVIDE WITH 2-GANG BACKBOX WITH SINGLE GANG PLASTER RING.

GE

 HC-CL4-SUPV

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

11 NC-GTW-1 STATION GATEWAY. ABLE TO CONNECT UP TO 40 TOTAL DEVICES. GE

 HC-GTWY1

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

12 NC-MAS-W NURSE MASTER STATION. COMPATIBLE WITH TELLIGENCE

PATIENT-STAFF COMMUNICATION NETWORKS.

PROVIDE WITH 2-GANG BACKBOX WITH SINGLE GANG PLASTER RING,

AND (1) 1" CONDUIT TO ABOVE ACCESSIBLE CEILING.

GE

 HC-CONSOLE-E

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

13 NC-N2-W DUAL PATIENT STATION. COMPATIBLE WITH TELLIGENCE

PATIENT-STAFF COMMUNICATION NETWORKS.

PROVIDE WITH 3-GANG BACKBOX WITH THREE GANG PLASTER RING.

GE

 HC-PSTN2

OR

PRE-APPROVED

ALTERNATE THAT

IS COMPADABLE

WITH THE

EXISTING SYSTEM.

14 NC-NB-W NURSE CALL BED RECEPTACLE. COMPATIBLE WITH TELLIGENCE

PATIENT-STAFF COMMUNICATION NETWORKS.

PROVIDE WITH 2-GANG BACKBOX WITH SINGLE GANG PLASTER RING,

AND (1) 1" CONDUIT TO ABOVE ACCESSIBLE CEILING.

GE

 HC-BID-SS37

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

15 NC-NC-W NURSE  CALL CODE BLUE. COMPATIBLE WITH TELLIGENCE

PATIENT-STAFF COMMUNICATION NETWORKS.

PROVIDE WITH 2-GANG BACKBOX WITH SINGLE GANG PLASTER RING,

AND (1) 1" CONDUIT TO ABOVE ACCESSIBLE CEILING.

GE

 HC-PB2-CODE

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

16 NC-NS-W SHOWER STATION. COMPATIBLE WITH TELLIGENCE PATIENT-STAFF

COMMUNICATION NETWORKS.

PROVIDE WITH 2-GANG BACKBOX WITH SINGLE GANG PLASTER RING,

AND (1) 1" CONDUIT TO ABOVE ACCESSIBLE CEILING.

GE

 HC-PP2-LAV

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

17 NC-NT-W TOILET STATION. COMPATIBLE WITH TELLIGENCE PATIENT-STAFF

COMMUNICATION NETWORKS.

PROVIDE WITH 2-GANG BACKBOX WITH SINGLE GANG PLASTER RING,

AND (1) 1" CONDUIT TO ABOVE ACCESSIBLE CEILING.

GE

 HC-PP-LAV

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

18 NC-N-W SINGLE PATIENT STATION. COMPATIBLE WITH TELLIGENCE

PATIENT-STAFF COMMUNICATION NETWORKS.

PROVIDE WITH 3-GANG BACKBOX WITH THREE GANG PLASTER RING.

GE

 HC-PSTN1

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

19 NC-PS-1 POWER SUPPLY. CONVERTS 115VAC 60HZ INPUT TO 4 AMP @ 12VDC

OR 3 AMP @24VDS VIA (8) PTC PROTECTED CLASS 2 OUTPUTS. UL

1069, NFPA 72 COMPLIANT. PROVIDE WITH (2) BATTERIES.

DIMENSIONS: 13.5"X13"X3.25" (H X W X D).

ALTRONIX

 AL400ULPD8CB

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

20 PA-SP1-C PAGING SPEAKER. LOW PROFILE 4" CEILING SPEAKER. SELECTABLE

.25, .5 1 OR 2 WATT TAP, 90 DBA OUTPUT, COMES IN 70V OR 25V

MODELS. CONTRACTOR TO FIELD VERIFY EXACT MODEL WITH

EXISTING SPEAKERS PRIOR TO PURCHASE AND INSTALLATION.

EDWARDS

SIGNALING

 EGCF-S7

OR

PRE-APPROVED

EQUAL THAT IS

COMPADABLE

WITH EXISTING

SYSTEM

21 SC-CT-1 12"X4" CABLE TRAY. REFER TO SPECIFICATIONS FOR ADDITIONAL

INFORMATION.

CHATSWORTH INC.

 34821-512

OR

PRE-APPROVED

EQUAL

22 SC-HWM-1 HORIZONTAL WIRE MANAGEMENT, 1.5" X 3" PRE-ASSEMBLED D-RINGS

ON FRONT, 1.5" X 5" PRE-ASSEMBLED D-RINGS ON REAR.  PROVIDE

WITH COVER. REQUIRES (1) 1.75" MOUNTING SPACE.

PANDUIT

 WMP2E

OR

PRE-APPROVED

EQUAL

23 SC-IO-C INFORMATION OUTLET, WALL MOUNT, 2-PORT COVER PLATE AS

INDICATED ON DRAWINGS AND INFORMATION OUTLET SCHEDULE,

REFER TO INFORMATION OUTLET SCHEDULE ON 1-T10 PIN

CONFIGURATION INFORMATION.

" # "INDICATES INFORMATION OUTLET FACEPLATE CONFIGURATION

AS INDICATED ON THE DRAWINGS. REFER TO INFORMATION OUTLET

SCHEDULE ON 1-T10 FOR ADDITIONAL INFORMATION.

INSTALL INFORMATION OUTLET IN A 4" SQUARE BACK BOX WITH A

SINGLE GANG PLASTER RING.  PROVIDE REMOVABLE BLANK INSERTS

FOR UNUSED PORTS.

PANDUIT

 COVERPLATE:

  PANDUIT

   CFPE4 SERIES

  JACK:

   CAT 6:

    CJ688TP SERIES

OR

PRE-APPROVED

EQUAL

24 SC-IO-W INFORMATION OUTLET, WALL MOUNT, 2, 4-PORT COVER PLATE AS

INDICATED ON DRAWINGS AND INFORMATION OUTLET SCHEDULE,

REFER TO INFORMATION OUTLET SCHEDULE ON 1-T10 PIN

CONFIGURATION INFORMATION.

" # "INDICATES INFORMATION OUTLET FACEPLATE CONFIGURATION

AS INDICATED ON THE DRAWINGS. REFER TO INFORMATION OUTLET

SCHEDULE ON 1-T10 FOR ADDITIONAL INFORMATION.

INSTALL INFORMATION OUTLET IN A 4" SQUARE BACK BOX WITH A

SINGLE GANG PLASTER RING.  INSTALL A 1" EMT CONDUIT TO TO

ABOVE ACCESSIBLE CEILING OR UNLESS OTHERWISE NOTED.

PROVIDE REMOVABLE BLANK INSERTS FOR UNUSED PORTS.

PANDUIT

 COVERPLATE:

  CFPE4 SERIES

 JACK:

  CAT 6:

   CJ688TP SERIES

  F-CONNECTOR:

   CJ688TP SERIES

OR

PRE-APPROVED

EQUAL

25 SC-LR-1 LADDER RACK. BLACK POWDER COAT, 24" X 1-1/2" WITH 12" STRINGER

OFFSETS. CONTRACTOR TO PROVIDE ALL ACCESSORIES REQUIRED

FOR COMPLETE INSTALLTION.

CHATSWORTH

 10250-724

OR PRE-APPOVED

EQUAL

26 SC-MPP-1 MODULAR PATCH PANEL, [48-PORT CAT 6 MODULAR RJ-45

TERMINATIONS, 110 TERMINATIONS, PORT IDENTIFICATION NUMBERS,

U.L. LISTED. MOUNTS DIRECTLY TO EIA/TIA STANDARD 19" RELAY

RACK AND REQUIRES (2) 1.75" MOUNTING SPACES.  PROVIDED WITH

COLOR CODING AND LABEL HOLDER KITS. REFER TO INFORMATION

OUTLET SCHEDULE ON 1-T10 FOR PIN CONFIGURATION INFORMATION.

PANDUIT

 CAT 6:

  CPPKTP48WBL

OR PRE-APPOVED

EQUAL

27 SC-VWM-1 VERTICAL WIRE MANAGER. CHATSWORTH INC.

 13902-703

OR PRE-APPOVED

EQUAL

28 SC-W-W INFORMATION OUTLET, WALL PHONE OUTLET, 1-PORT COVERPLATE

AS INDICATED ON DRAWINGS AND INFORMATION OUTLET SCHEDULE,

REFER TO INFORMATION OUTLET SCHEDULE ON 1-T10 PIN

CONFIGURATION INFORMATION.

" W " PROVIDE (1) RJ-45 JACK FOR VOICE AT +48" AFF FOR WALL HUNG

PHONE. PROVIDE WITH STAINLESS STEEL FACEPLATE, MATING LUGS.

REFER TO INFORMATION OUTLET SCHEDULE ON 1-T10 FOR

ADDITIONAL INFORMATION.

INSTALL INFORMATION OUTLET IN A 4" SQUARE BACKBOX WITH A

SINGLE GANG PLASTER RING.  INSTALL A 1" EMT CONDUIT TO TO

ABOVE ACCESSIBLE CEILING OR UNLESS OTHERWISE NOTED.

PROVIDE REMOVABLE BLANK INSERTS FOR UNUSED PORTS.

PANDUIT

 COVERPLATE:

  CFPE4 SERIES

 JACK:

  CAT 6:

   CJ688TP SERIES

AMP

COMSCOPE

"UNIPRISE"

29 TV-TVP-8 8-PORT DIRECTIONAL COUPLER/TAP. 5-1000 MHZ FREQUENCY RANGE,

RF SHIELDING, DIE CAST HOUSING, ISOLATION OUTPUTS AND

THRU-LINE LOSSES WILL VARY.

VALUES ARE PROVIDED PER CONTRACTOR REQUIREMENTS/DESIGN.

BLONDER TONGUE

 SRT-8

RL DRAKE
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SYMBOL   QTY.        DESCRIPTION

SYSTEM DETAILS

PROVISION - LOW VOLTAGE 1G0LV

OL4 0 4' OVERBED LIGHT

DRAWN BY:

PRICEBOOK-43

DRWG. NO.

DATE:

REV.NO.: 00

CHECKED BY:

C. FINISH: _______________________ CEILING HEIGHT:__________________

B. MEDICAL GAS MFGR.: ____________ TYPE CONNECTION:_______________

A. NURSE CALL    MFGR: _____________________ MODEL NO.:____________

LOCATION

HOSPITAL

QTY.

(____) TYPE ____ UNITS AS SHOWN / (____) TYPE ____ UNITS OPPOSITE

HOSPITAL

LOCATION

1

*INSTALLED IN OVERBED LIGHT BY AMICO

OPTHALMOSCOPE MNT. WELCH ALLYN

SPECULUM HOLDER
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SCALE:  1/2" = 1'-0"
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HEADWALL UNIT - LEFT
HANDED

SCALE:  1/2" = 1'-0"
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HEADWALL UNIT -
PALLIATIVE CARE
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3

HEADWALL UNIT - RIGHT
HANDED


